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Cherokee Nation Property Management is seeking bids from qualified contractors to install (2) outdoor freezer units located at 18919 North 466 Road, Tahlequah Oklahoma.


1839 Meat Company Supplemental Freezer Scope of work is as follows:

· Work with selected concrete contractor to prepare underslab and insulated floor as per Cherokee Nation’s required standards 
· Consider locations to ensure adequate distance from existing and new structures as required by manufacturer for airflow to condensing units
· Install outdoor insulated cooler boxes
· Install all refrigeration equipment
· Install roofing membrane 
· Install all doors and seals 
· Required electrical supply provided by owner (excluding pathways between condenser and evaporator)
· Contractor shall coordinate electrical needs, routing, and tie-in with owner throughout the project.
· Startup and test by general contractor and/or refrigeration contractor 


Unit Specifications:

· Cooler condenser voltages to be 460v 3-Phase
· (2) 14x20 Walk-in Freezers (Leer or comparable)
· Required Refrigeration equipment (Bally Trenton or comparable)
· Insulated 5.5” walls, 5.5” ceiling 
· Freezer wood screed type and cove molding
· Finishes as 26ga galvanized, walls and ceiling, interior and exterior 
· Ceiling shall be lag down type
· Door(s) description- HD1: Door freezer(-10deg), 60” x 78”, overlap mount, left hand hinge, interior and exterior same as wall
· Accessories required:
a. (2) Vapor proof light
b. (6) Kason 1277 hinges
c. (2) Heated vent(s)
d. (2) Digital/switch thermometer
e. (2) Galvanized door trim caps
f. (2) Heated door frames
g. (2) Heated plug
h. (2) Inside release push handles
i. (2)1092 Door closer
j. (2) Door strikes in brushed chrome
k. (2) Support wheels 
· Comparable equipment/alternate substitutes must be approved by CNB/CPM
· All Refrigeration equipment shall be 460volt 3phase
· Contractor to submit shop drawings of proposed freezer/equipment with bid noting any alternates or comparable submissions
· Concrete slab details and requirements for new freezer pads must be provided (These details will be provided to the selected concrete contractor to ensure proper underslab foundation/insulation is installed)

               
** Contractor to check fitment of specified equipment and parts.


This is an occupied building where employees will be in and out daily, portions can be barricaded off for work areas and no person is to enter building without proper CNB escort. Contractor will be expected to follow all state and federal laws related to a safe working environment along with state/local codes. CNB-CPM will provide power at each required location and terminate at breaker panel end.


Any scheduling and coordination should be made with Property Management after bid is awarded.
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