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PER MANUFACTURERS RECOMMENDATIONS
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02

A4.02

2
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8
"

6
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8
"

20'-6"

6
"

6
"

8
"

3
"

3
"

2'-8"5'-2"

LEVEL 01

100' - 0"

LEVEL 02

118' - 0"

4

LEVEL 03

134' - 0"

LEVEL 04 - ROOF

152' - 0"

LEVEL 04 - ROOF

152' - 0"

BASEMENT LEVEL

84' - 0"

02

A4.04

T.O. PARAPET 1

155' - 6"

03

A4.04

123 2.5

5
'-
6
"

1
8
'-
0
"

1
6
'-
0
"

1
8
'-
0
"

1
6
'-
0
"

01

A4.03

02

A4.03

03

A4.03

01

A4.04

TOP OF BELL TOWER

178' - 0"

CWP

G-1

G-2

CMWP - 1

SV

EIFS SYSTEM

2" EIFS REVEAL

T.O. PARAPET 2

157' - 6"

2
2
'-
6
"

3
'-
6
"

CMWP-3

MWP-1

CMWP-1

AVADEK CANOPY SYSTEM
(PAINTED TO MATCH P-3 
SW6885 KNOCKOUT ORANGE 
KYNAR 2-COAT)

CW-2

CW-1

9
'-
0
"

6'-6"

SPANDREL INSULATED GLAZING

TINTED INSULATED GLAZING

EIFS SYSTEM

STONE VENEER

MATERIAL LEGEND

WOOD COMPOSITE PANEL

METAL PANEL

EXTERIOR FINISH LEGEND

EIFS SYSTEM

EIFS SYSTEM:

MANUFACTURER: DRYVIT
SYSTEM: OUTSULATION PLUS - MD
COLOR: LYMESTONE
FINISH: SUEDE

STONE

CUT STONE VENEER

SV:

MANUFACTURER: NSP STONE SUPPLY. MATCH CNOHC
PRODUCT: ADHERED MASONRY (THIN CUT STONE)
COLOR: MATCH CNOHC

WOOD

TONGUE & GROOVE WOOD SOFFIT

WDS:

MANUFACTURER: WESTERN RED CEDAR LUMBER
GRADE: A CLEAR
SIZE: 1" x 6" NOMINAL (3/4" x 5 1/2" ACTUAL)
COLOR: SEMI-TRANSPARENT SATIN W/CLEAR
PROTECTIVE UV FINISH

COMPOSITE

COMPOSITE WOODEN WALL PANELING (CWP)

CWP-1:

MANUFACTURER: PARKLEX 
PRODUCT: EXTERNAL CLADDING
SIZE: 24" WIDE x 96" HIGH
ORIENTATION: VERTICAL
COLOR: ANTRA
PATTERN: RANDOM (1/3 OF TOTAL CWP-1 THRU CWP-3)

CWP-2:

MANUFACTURER: PARKLEX 
PRODUCT: EXTERNAL CLADDING
SIZE: 24" WIDE x 96" HIGH
ORIENTATION: VERTICAL
COLOR: ONIX
PATTERN: RANDOM (1/3 OF TOTAL CWP-1 THRU CWP-3)

CWP-3:

MANUFACTURER: PARKLEX 
PRODUCT: EXTERNAL CLADDING
SIZE: 24" WIDE x 96" HIGH
ORIENTATION: VERTICAL
COLOR: COPPER
PATTERN: RANDOM (1/3 OF TOTAL CWP-1 THRU CWP-3)

PRECAST CONCRETE

PC:

MANUFACTURER: HERITAGE CAST STONE
COLOR: BUFF
TEXTURE: SMOOTH

MECHANICAL SCREEN

MS:

MANUFACTURER: CENTRIA
PRODUCT: ECOSCREEN PERFORATED SCREENWALL
COLOR: PAINTED TO MATCH EIFS

DOORS, FRAMES & WINDOWS

CURTAINWALL

CW-1: 

MANUFACTURER: KAWNEER
PRODUCT: 1600 WALL SYSTEM, SERIES 2
COLOR: ANTIQUE BRONZE

CW-2: 

MANUFACTURER: KAWNEER
PRODUCT: CLEARWALL SYSTEM
COLOR: ANTIQUE BRONZE

HOLLOW METAL DOOR & FRAMES

HM:

MANUFACTURER: SHERWIN WILLIAMS
PRODUCT: PRO INDUSTRIAL ACRYLIC
COLOR: SW7675 SEALSKIN
SHEEN: SEMIGLOSS

GLASS

G-1:

MANUFACTURER: VITRO ARCHITECTURAL GLASS
PRODUCT: SOLARBAN 60
COLOR: ATLANTICA + CLEAR

G-2:

SPANDREL GLAZING
MANUFACTURER: VITRO ARCHITECTURAL GLASS
PRODUCT: STARPHIRE + SOLARBAN 60 + OPACI-COAT-300
COLOR: SUBDUED GRAY (MATCH CNOHC)

METALS

COMPOSITE METAL WALL PANELING (CMWP)

CMWP-1:

MANUFACTURER: CITADEL
PRODUCT: ENVELOPE 2000 RS
COLOR: MEDIUM BRONZE
FINISH: STANDARD KYNAR 500

CMWP-2:

MANUFACTURER: CITADEL
PRODUCT: ENVELOPE 2000 RS
COLOR: SW9168 ELEPHANT EAR
SHEEN: SEMIGLOSS

CMWP-3:

MANUFACTURER: CITADEL
PRODUCT: ENVELOPE 2000 RS
COLOR: PAINTED TO MATCH P-3 SW6885 KNOCKOUT ORANGE
FINISH: KYNAR 2-COAT

METAL WALL PANELING (MWP)

MWP-1:

MANUFACTURER: BERRIDGE
PRODUCT: PRO INDUSTRIAL ACRYLIC
COLOR: SW9168 ELEPHANT EAR
SHEEN: SEMIGLOSS

1" EIFS 
REVEALS
1/2" DEPTH
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1
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7
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R 1' - 3 1/2"

R
 1

' - 0
 1/2

"

R
 9
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/ 2

"

R
 6

 1
/2

"

R 3 1/2"

LEVEL 03

134' - 0"

B

2
'-
8
"

CMWP - 2

SV

CW-1

EIFS SYSTEM

G-2

EIFS SYSTEM

G-1

PC

03

A1.31A

CMWP - 2

04

A1.31A

/A3.01 05

MEMBRANE FLASHING 
OVER METAL FLASHING

WRB SHINGLED OVER 
MEMBRANE AND METAL

METAL FLASHING WITH 
END DAM AT CORNER
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EXTERIOR
ELEVATIONS

1/8" = 1'-0"01
EAST ELEVATION

1/8" = 1'-0"02
SOUTH ELEVATION

1 1/2" = 1'-0"03
EIFS WATER SYMBOL REVEALS

1/4" = 1'-0"04
COLUMN DETAIL

# DATE DESCRIPTION

1 09/09/19 ADDENDUM 01

2 09/20/19 ADDENDUM 04

1 1/2" = 1'-0"05
FLASHING DETAIL

1

1

1

1
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APPLIED STOP 
AT GLAZING

TYPICAL - HOLLOW 

METAL

1

DOUBLE EGRESS

2

CASE OPENING

3

MUNTIN

4

BORROWED LITE
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2 5/8"
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 1
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P
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" 2" 2" 1/2"

APPLIED STOP 
AT GLAZING

2" 5/8"

P
A

R
T

N

S
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H
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D
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APPLIED STOP 
AT GLAZING

TYPICAL -

ALUMINUM

6

1 1/2"

1
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S
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H
E

D

VISION PANELS / LOUVERS / ACCESSORIESDOOR PLAN DESIGNATIONGYPSUM BD CONFIGURATION AT DOORS

DOOR NOTES

1.  CONTRACTORS TO USE THE ARCHITECT'S FLOOR PLAN DESIGNATION DOOR NUMBER IN ADDITION TO THE ROOM NUMBER ON ALL SHOP 
DRAWING SCHEDULE SUBMITTALS.

1

RATED
60/90

100 SQ IN MAX

6" 3"

3
3
”

M
A

X

4
2
”

2

NON-RATED 
OR 

RATED 20/45 MIN

MIN
6"

X

M
IN6
"

4
2
”

Y

3

RATED
20/45 MIN

X

M
A

X

4
2
”

Y

1296 SQ IN MAX

6" 6"

5

6" 6"

1
0
"

Y

NON-RATED

7

NON-RATED

1
0
"

6
"

6" 6"

ACCESSORIES

A
T

 A
C

C
E

S
S

IB
L
E

4
8
”5
6
”

LOCK BAR

VIEW PORT
NOTE:
VIEW PORTS AT GUEST ROOMS ARE 
TO ALLOW VISION FROM THE INSIDE.  
VIEW PORTS AT 
MEETING/CONFERENCE ROOMS ARE 
TO ALLOW VISION FROM THE OUTSIDE.

6

NON-RATED

1
0
"

2
'-
0
"

6" 6"

4

NON-RATED

1
0
"

6" 6"

6
"

ARMOR PLATE

KICK PLATE

KICK/ARMOR PLATE LEGEND:
K:  KICK PLATE
A:  ARMOR PLATE
1.  DOOR PUSH SIDE
2.  DOOR PULL SIDE
3.  BOTH SIDES

EXAMPLE:  K1 = PUSH SIDE KICK PLATE

SUFFIX FOR MULTIPLE 
DOORS AT A ROOM

DOOR NUMBER SAME 
AS ROOM NUMBER

4" MIN
6" PREFERRED

OPENING MIN CLEAR
1'-6"(PULL SIDE)

CLOSER AND LATCH

1' - 0" (PUSH SIDE) MIN
CLEAR IF DOOR HAS

DOOR OPENING LOCATION

A.  DOORS SHOWN ADJACENT TO A FLANKING WALL OR OTHER FIXED OBSTRUCTION, SHALL BE LOCATED AS SHOWN ABOVE.

B.  OTHER LOCATIONS SHALL BE ON CENTERLINE OF ROOM OR AS SPECIFICALLY DIMENSIONED.

101X

VISION PANEL 
OR LOUVER 
ACCESSORY

LOCATION OF 
HOLD OPEN 
SYMBOL, IF 
APPLICABLE

LOCATION OF 
POWER 
OPERATION 
SYMBOL, IF 
APPLICABLE

DOOR DEVICE 
SYMBOL

SYMBOL LOCATED 
ON SIDE OF DOOR 
DEVICE TO BE 
INSTALLED

SYMBOL LEGEND

SECURITY DEVICE

PROXIMITY SENSOR

DELAYED EGRESS

FREE EGRESS

POWER OPERATOR

HOLD OPEN

PUSH PLATE

101X

FRAME TYPES

CONTROL JOINT AT DOOR FRAMES

SINGLE DOORS

ALIGN WITH 
EDGE OF DOOR 
FRAME CORNER 
ON BOTH SIDES

DOUBLE DOORS

ALIGN WITH 
EDGE OF DOOR 
FRAME CORNER

EXTEND CJ TO 
BOTTOM OF 
STRUCTURE AT RATED 
WALLS 4" ABOVE 
CEILINGS AT NON-
RATED WALLS

CASED OPENING

ALIGN WITH 
EDGE OF CASED 
OPENING

EXTEND CJ TO 
BOTTOM OF 
STRUCTURE AT 
RATED WALLS 4" 
ABOVE CEILINGS AT 
NON-RATED WALLS

EXTEND CJ TO 
BOTTOM OF 
STRUCTURE AT RATED 
WALLS 4" ABOVE 
CEILINGS AT NON-
RATED WALLS

SINGLE DOORS

4' X 8' GYP BD 
PANEL 
CONFIGURATION

DOUBLE DOORS

BOTTOM OF 
STRUCTURE

4' X 8' GYP BD 
PANEL 
CONFIGURATION

BOTTOM OF 
STRUCTURE

V
A

R
IE

S

V
A

R
IE

S

DOOR TYPES

DOOR NOTES

1.  CONTRACTORS TO USE THE ARCHITECT'S FLOOR PLAN DESIGNATION DOOR NUMBER IN ADDITION TO THE ROOM NUMBER ON ALL SHOP 
DRAWING SCHEDULE
     SUBMITTALS.

DOOR SCHEDULE

A1 A2
FLUSH
SINGLE

FLUSH
DOUBLE

C1 C2

ALUMINUM
SINGLE

ALUMINUM
DOUBLE

S1

SLIDING ICU
SINGLE

1
0
"

1
0
"

G2

SLIDING BARN 
SINGLE
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DOOR SCHEDULE /
INFORMATION

DOOR SCHEDULE

D
O

O
R

 R
E

V
IS

IO
N

D
O

O
R

 N
U

M
B

E
R

W
ID

T
H

H
E

IG
H

T

D
O

O
R

 T
Y

P
E

MATERIALS AND FINISHES

V
IS

IO
N

 P
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LEVEL 03

2,4 3000 6' - 0" 7' - 0" A2 1 WD HM 2 - X CR - - C708

3,4 3001 6' - 0" 7' - 0" A2 1 WD HM 4 - - - - - 406G NOTE 1

- 3002 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 501 GLASS FILM (GF)

- 3003 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 3005 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

3,4 3006A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701G NOTE 1

3,4 3006B 3' - 6" 7' - 0" A1 1 WD HM 2 - - - - - 701GW NOTE 1

3,4 3006C 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701G NOTE 1

1,4 3007 3' - 0" 7' - 0" A1 1 WD HM 6 - - CR - - CE201C -

- 3008A 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - CE201 -

- 3008B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 501 GLASS FILM (GF)

- 3010 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - CE201 -

- 3011 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3012 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

4 3014 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

3,4 3015 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G NOTE 1

3,4 3017 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G NOTE 1

- 3018 2' - 6" 7' - 0" A1 1 WD HM - - - - - - 203S -

- 3019 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

4 3020 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G NOTE 1

- 3020A 2' - 6" 7' - 0" A1 1 WD HM - - - - - - 203S -

3,4 3021 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403G NOTE 1

3,4 3022 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403G NOTE 1

- 3023 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3024 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 3025 3' - 0" 7' - 0" G2 WD AL - - AD01

- 3026 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201 -

3,4 3027 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403G NOTE 1

- 3028 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3029 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3030 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3031 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

3,4 3032 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G NOTE 1

- 3033 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3034 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 501 -

- 3036 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

4 3037 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

- 3038 3' - 0" 7' - 0" A1 1 WD HM 2 - - CR - - CE201 -

3,4 3039 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403G NOTE 1

- 3040 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 503 -

- 3042 3' - 0" 7' - 0" A1 1 WD HM - - - CR - 45 CE201 -

- 3043 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3045 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3046 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3047 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3048 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

3,4 3049 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G NOTE 1

3,4 3050 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G NOTE 1

4 3051 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701 -

- 3052 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3053 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3054 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3055 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3056 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3057 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3058 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3059 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3060 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3061 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3062 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3063 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3064 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3065 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3066 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3067 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3069 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3070 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3071 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3072 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3073 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3074 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3075 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 103 -

- 3076 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3077 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3078 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3079 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3080 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3081 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3082 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3083 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3084 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3085 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3086 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3087 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 3089 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3090 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

3,4 3091A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 503G NOTE 1

3,4 3091B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 503G NOTE 1

- 3093 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3094 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 501 -

- 3095 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3096 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3097 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3098 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3099 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3101 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

- 3102 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

- 3104 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201C -

- 3105 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

3,4 3106A 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701G NOTE 1

3,4 3106B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701G NOTE 1

3,4 3108 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401 NOTE 1

- 3109 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

3,4 3110A 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701CG NOTE 1

3,4 3110B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701G NOTE 1

- 3111 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

- 3112 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - CE201 -

LEVEL 04 - ROOF

- 4000 6' - 0" 7' - 0" A2 1 HM HM - - - - - 90 214
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LEVEL 02

3 2002 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 407G NOTE 1

- 2003 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2005 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

- 2006A 6' - 0" 7' - 0" A2 1 WD HM 4 - - - - - 700C -

- 2006B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 501 -

- 2008 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- 2009 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

4 2010 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - CE201G -

- 2011 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 407G -

- 2012 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2014 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2015 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

3,4 2016 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 503G NOTE 1

3 2017 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G NOTE 1

- 2018 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

3 2019 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G NOTE 1

- 2020 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

3 2021 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G NOTE 1

- 2022 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2023 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403 -

- 2024 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 401G -

- 2025 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2026 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2027 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 2028 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2029 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2030 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2031 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2032 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2033 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2034 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 2035 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2036 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2037 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2038 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2039 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 2041 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2042 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2043 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 700C -

- 2044 6' - 0" 7' - 0" A2 1 WD HM - - X CR - - C708 -

4 2045 6' - 0" 7' - 0" A2 1 WD HM - - X CR - - CE208 -

3,4 2046A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2046B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2047A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2047B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2048A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2048B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2049A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2049B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2050A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2050B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2051A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2051B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

- 2052 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - C701 -

- 2052B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 731 -

3,4 2053 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 503G NOTE 1

- 2054 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

3,4 2055A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403G NOTE 1

3,4 2055B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403G NOTE 1

3,4 2056A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 503G NOTE 1

3,4 2056B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 503G NOTE 1

- 2057A 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - C701 -

- 2057B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 731 -

3,4 2058A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2058B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2059A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3 2059B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3,4 2060A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3 2060B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3,4 2061A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

3,4 2061B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493G NOTE 1

- 2063 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 2064 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 2065 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 373 -

3,4 2066A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403G NOTE 1

3,4 2066B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403G NOTE 1

3,4 2067A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G NOTE 1

3,4 2067B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G NOTE 1

- 2069 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 2070 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 2072 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

3,4 2073A 6' - 0" 7' - 0" A2 1 WD HM 2 - - CR - - C700CG NOTE 1

3 2073B 3' - 0" 7' - 0" A1 1 WD HM 2 - - CR - - C701 NOTE 1

- 2074 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2075 3' - 0" 7' - 0" A1 1 WD HM 6 - - CR - - CE201C -

- 2076 6' - 0" 7' - 0" A2 1 WD HM 4 - - - - - 406 -

3,4 2078 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403G NOTE 1

- 2079 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -
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BASEMENT LEVEL

2,4 B001 6' - 0" 7' - 0" A4 1 WD HM - - - - - - 728DX -

- B002 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- B003A 3' - 6" 7' - 0" A1 1 WD HM 2 - - CR - - C701W -

- B003B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 503 -

2,4 B003C 6' - 0" 7' - 10" A2 1 WD HM 2 - - CR - - CX710T -

- B004 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- B005 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 503 -

2,4 B006 6' - 0" 7' - 0" A4 1 HM HM - - - CR - - C720DR

2,4 B007A 6' - 0" 7' - 10" A2 1 WD HM 2 - - CR - - CX710T -

- B007B 3' - 6" 7' - 0" A1 1 WD HM 2 - - CR - - C701W -

- B008 3' - 0" 7' - 0" G2 WD AL - - AD01

- B009 3' - 6" 7' - 0" A1 1 WD HM 2 - - - - - 503W -

2 B010A 6' - 0" 7' - 0" A2 1 HM HM - - - CR - 45 CE214

2,4 B010B 6' - 0" 7' - 0" A2 1 WD HM - - X - - 45 708R

- B011A 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- B011B 3' - 9" 7' - 0" A1 1 HM HM - - - - - 90 725RW

- B012 3' - 0" 7' - 0" A1 1 WD HM - - - - - 45 201 -

1,4 B014A 3' - 6" 7' - 0" A1 1 WD HM - - - CR - 45 CE201W -

- B015 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 507 -

1,4 B016 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201 -

- B017 6' - 0" 7' - 0" A2 1 WD HM 1 - - - - - 200S -

- B018 4' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201W -

- B019A 4' - 0" 7' - 0" A1 1 WD HM - - - - - - 711CRW -

- B019B 4' - 0" 7' - 0" A1 1 WD HM - - - - - - 711CRW -

1 B020 3' - 0" 7' - 0" A1 1 WD HM - - - - - 711CR -

- B021 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- B022 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- B023 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- B024 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- B025 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- B027 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- B028 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 201CW -

- B029A 3' - 0" 7' - 0" A1 1 WD HM - - - - - 90 731CR -

- B029B 3' - 0" 7' - 0" A1 1 HM HM - - - - - 45 725RW

LEVEL 01

- 1000A 6' - 0" 8' - 0" C2 AL/GL AL X - CR - - AC714A

- 1000B 6' - 0" 8' - 0" C2 AL/GL AL X - - - - A710A

- 1001A 3' - 0" 8' - 4" G2 GL AL - - 005

- 1001B 3' - 0" 8' - 0" C1 AL/GL AL - - - - - 715A

- 1002 2' - 10" 7' - 0" G2 WD AL - - AD01

- 1005 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 1008 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

3,4 1009A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701CG NOTE 1

3,4 1009B 3' - 6" 7' - 0" A1 1 WD HM 2 - - - - - 701GW NOTE 1

3,4 1009C 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701CG NOTE 1

1,4 1010 3' - 0" 7' - 0" A1 1 WD HM 6 - - CR - - CE201C -

3,4 1011A 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701G NOTE 1

3,4 1011B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701G NOTE 1

3,4 1012 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403G NOTE 1

- 1013 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 407G -

- 1014 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

3,4 1015 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 407G NOTE 1

- 1016 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

3,4 1017 6' - 0" 7' - 0" A2 1 WD HM 4 - - CR - - C700G NOTE 1

- 1018 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 1019 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 1020 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 1021 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 1022 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 1023 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

3,4 1024 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401CG NOTE 1

3,4 1025 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401CG NOTE 1

3,4 1026A 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701G NOTE 1

3,4 1026B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701G NOTE 1

3,4 1027 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401CG NOTE 1

- 1028 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 1029 3' - 0" 7' - 0" A1 1 HM HM - - - - - - 725R

- 1030 3' - 0" 7' - 0" A1 1 HM HM - - - CR - - C715

- 1031A 3' - 6" 7' - 0" A1 1 WD HM 2 - - CR - - C701W -

- 1031B 3' - 6" 7' - 0" A1 1 WD HM 2 - - CR - - C701W -

3,4 1032 8' - 0" 7' - 6" S1 AL/GL AL - - 003 NOTE 1

3 1034 3' - 0" 7' - 0" G2 WD AL - - AD01 NOTE 1

- 1035 3' - 0" 7' - 0" G2 WD AL - - AD01

3,4 1037A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403G NOTE 1

3,4 1037B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403G NOTE 1

3 1038 3' - 0" 7' - 0" G2 WD AL - - AD01 NOTE 1

- 1039 6' - 0" 7' - 0" A2 1 WD HM - - - CR - - CE206 -

3,4 1040 8' - 0" 7' - 6" S1 AL/GL AL - - 003 NOTE 1

- 1041 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 201W -

- 1042 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 1044 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

4 1046 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103G -

3,4 1047 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 493GSW NOTE 1

- 1048 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 201W -

3 1049 3' - 0" 7' - 0" G2 WD AL - - AD01 NOTE 1

- 1050 3' - 0" 7' - 0" G2 WD AL - - AD01

- 1052 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 201W -

3 1053 3' - 0" 7' - 0" G2 WD AL - - AD01 NOTE 1

3,4 1055 8' - 0" 7' - 6" S1 AL/GL AL - - - 003 NOTE 1

3,4 1056A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403G NOTE 1

3,4 1056B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403G NOTE 1

- 1057 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 1058 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

4 1059 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403G -

3,4 1060A 3' - 0" 7' - 0" A1 1 WD HM 2 - - CR - - C701G NOTE 1

3,4 1060B 6' - 0" 7' - 0" A2 1 WD HM 2 - - CR - - C700CG NOTE 1

- 1061 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 1062 3' - 0" 7' - 0" A1 1 WD HM 6 - - CR - - CE201C -

- 1063 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

3,4 1064 3' - 0" 7' - 0" A1 1 WD HM 2 - - CR - - CE201G NOTE 1

- 1065 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

3,4 1066 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403G NOTE 1

3,4 1067 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403G NOTE 1

- 1068A 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 1068B 3' - 9" 7' - 0" A1 1 HM HM - - - - - 90 725RW

# DATE DESCRIPTION

1 09/09/19 ADDENDUM 01

2 09/16/19 ADDENDUM 02

3 09/18/19 ADDENDUM 03

4 09/20/19 ADDENDUM 04

NOTE: 
1. DOOR FRAME SHALL RECEIVE 1/2” BULB SEAL SIMILAR TO PEMKO’S PEMKOPRENE DOOR GASKET; 

DOOR SHALL MAKE POSITIVE COMPRESSION AT THE DOOR GASKET AROUND THE ENTIRE PERIMETER

3
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FINISH MATERIALS LEGEND

AP

CARPET

BG BUMPER GUARD

ACOUSTICAL PANEL

CPT

END GUARDEG

EXPOSED CONCRETE-SEALEDECS

GLASS FILMGF

CORNER GUARDCG

PHENOLIC CASEWORKPC

RUBBER BASERB

RUBBER FLOORRF

TRANSITIONST

TOILET PARTITIONSTP

GYPSUM BOARDGYP

METAL BASEMB

SOLID SURFACESS

SANITARY BASESB

SUSPENDED ACOUSTICSA

TRTR

RAILING SYSTEMRS

ENTY MATEM

STORE FRONTSF

GROUTG

INTEGRAL BASEIB

RUBBER SPORTS FLOORRSF

RUBBER STAIR TREADST

HIGH IMPACT WALL COVERINGHIWC

HOLLOW METALHM

AT ACCENT TILE

THRESHOLDSTH

VINYL COMPOSITE TILE

VWP

TERRAZZOTZ

DOORSWD

VCT

VT

P

MSV MEDICAL SHEET VINYL

PAINT

VINYL TILE

VINYL WOOD PLANK

QUARTZ

PORCELAIN TILE BASE

PLASTIC LAMINATE

WOOD PLASTIC COMPOSITE

WOOD CEILING

PORCELAIN FLOOR TILE

PORCELAIN WALL TILE

WOOD PANEL SYSTEM

WINDOW SHADESWS

WDC

WPC

WPS

PTW

PL

QZ

PTB

PTF

OP OPERABLE PARTITION

FINISH REMARKS

1. SEE FINISH PLANS FOR FINISH LOCATIONS. 
2. SEE REFLECTED CEILING PLANS FOR FINISH LOCATIONS & HEIGHTS. 
3. SEE INTERIOR ELEVATIONS, TOILET ELEVATIONS & FINISH PLANS FOR FINISH LOCATIONS.
4. SEE FINISH LEGEND FOR ELEVATOR FINISH LOCATIONS.
5. MANUAL WINDOW SHADES TO BE PROVIDED AT ALL WINDOW LOCATIONS.
6. MOTORIZED WINDOW SHADES TO BE PROVIDED AT ALL WINDOW LOCATIONS.
7. ALL CASEWORK TO BE PHENOLIC W/ PHENOLIC COUNTERTOPS & STAINLESS STEEL SINKS.
8. ALL CASEWORK TO BE STAINLESS STEEL.
9. ALL FULL HEIGHT CABINET FRONTS TO BE PL-3.
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INTERIOR FINISH
SCHEDULE &

LEGEND

LOCATION

FLOOR BASE WALL CEILING

REMARKS

R
O

O
M

 N
U

M
B

E
R

ROOM NAME

2037 ST STUDY 7 CPT-2 RB P-1 SA NOTE 5

2038 SC 14 CPT-2 RB P-1 SA

2040 CE WAITING CPT-2 RB P-1 SA / GYP NOTE 2

2041 ST STUDY 1 CPT-2 RB P-1 SA

2042 ST STUDY 2 CPT-2 RB P-1 SA

2076 STUDENT LOUNGE - GAME AREA VWP-2 RB P-1 SA / GYP NOTES 2 & 5

2077 STUDENT LOUNGE VWP-2 RB P-1 / P-2 / P-3 / P-7 SA / GYP NOTES 2 & 5

BUILDING SERVICES

2003 TESTING STORAGE ECS RB P-1 OPEN

2005 L2 IDF ECS RB P-1 SA

2012 L2 JAN ECS RB WP-04 SA

2014 L2 ELEC S ECS RB WP-04 SA

2034 L2 FAM TLT 1 PTF TR P-1E / PTW / AT SA

2039 L2 FAM TLT 2 PTF TR P-1E / PTW / AT SA

2069 L2 RESTROOM AND DRESSING PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTE 2

2070 L2 RESTROOM AND DRESSING PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTE 2

2072 L2 ELEC N ECS RB P-1 / HIWC SA

NONPUBLIC CIRCULATION

2043 CE PERIMETER CORR 2 CPT-4 RB P-1 / WP-01 SA / GYP NOTES 2 & 5

2057 CE PERIMETER CORR 1 CPT-4 RB P-1 SA / GYP NOTE 2

PUBLIC CIRCULATION

2000 L2 LOBBY TZ RB P-1 / WPS SA / GYP NOTE 2

2001 L2 LOCKER ALCOVE TZ RB P-1 SA / GYP NOTES 2 & 5

2004 L2 CORR S PTF RB P-1 / P-3 SA / GYP NOTE 2

2068 L2 CORR N PTF RB P-1 / P-3 SA / GYP NOTE 2

VERTICAL CIRCULATION / SHAFT

2027 LS STAIR 2 RF / ST RB P-1 OPEN NOTE 5

2079 L2 STAIR N RF / ST RB P-1 OPEN NOTE 5

2080 ELEVATOR #1 VWP-2 NOTE 4

2081 ELEVATOR #2 VWP-2 NOTE 4

LEVEL 03

06-INSTRUCTIONAL CLASSROOM SPACE

3006 LH 2 CPT-1 RB P-1 / P-3 SA / GYP NOTES 2 & 6

3007 LH 2 AV ECS RB P-1 SA

3106A CLASSROOM - LL4 CPT-1 RB P-1 SA / GYP NOTE 2

3106B CLASSROOM - LL4 CPT-1 RB P-1 SA / GYP NOTE 2

3110A CLASSROOM - LL3 CPT-1 RB P-1 SA / GYP NOTE 2

3110B CLASSROOM - LL3 CPT-1 RB P-1 SA / GYP NOTE 2

07-EXECUTIVE

3010 EXEC ADMIN 1 VWP-1 RB P-1 / WC-1 SA / GYP NOTES 1 & 2

3011 EXEC OFF 1 CPT-4 RB P-1 SA NOTE 5

3012 EXEC OFF 2 CPT-4 RB P-1 SA NOTE 5

3015 A/A DEAN OFF CPT-4 RB P-1 SA NOTE 5

3016 EXEC ADMIN 2 VWP-1 RB P-1 / WC-1 SA / GYP NOTES 1 & 2

3017 CAMPUS DEAN OFFICE CPT-4 RB P-1 / P-3 SA NOTES 1 & 5

3018 DEAN STOR CPT-4 RB P-1 SA

3019 EXECUTIVE TOILET PTF TR P-1 / PTW / AT GYP NOTE 1

3020 OSU CHS PRESIDENT OFF CPT-4 RB P-1 / P-2 SA NOTES 1 & 5

3020A PRES STOR CPT-4 RB P-1 SA

3021 EXEC CONF VWP-1 RB P-1 / P-2 SA NOTES 1 & 5

3022 EXECUTIVE KITCHENETTE VWP-1 RB P-1 / P-2 SA / GYP NOTE 2

3023 EXEC OFF 3 CPT-4 RB P-1 SA

3024 EXEC STOR VWP RB P-1 SA

3025 EXEC WKRM/COPY VT-1 RB P-1 SA

08-FACULTY SPACE

3001 FACULTY CONF 1 CPT-2 RB P-1 / P-3 SA

3002 FACULTY WORKROOM VT-1 RB P-1 SA NOTE 5

3027 FACULTY CONF 3 CPT-4 RB P-1 / P-2 SA NOTE 5

3028 SH 3 CPT-4 RB P-1 SA

3029 STAFF 25 CPT-4 RB P-1 SA NOTE 5

3030 SH 2 CPT-4 RB P-1 SA

3031 STAFF 24 CPT-4 RB P-1 SA NOTE 5

3032 STAFF 23 CPT-4 RB P-1 SA NOTE 5

3033 SH 1 CPT-4 RB P-1 SA

3034 IT WORKROOM RF RB P-1 SA

3035 S FAC COPY ALCOVE VWP-1 RB P-1 SA / GYP NOTES 2 & 5

3052 STAFF 22 CPT-3 RB P-1 SA NOTE 5

3053 STAFF 21 CPT-3 RB P-1 SA

3054 OFF 14 CPT-3 RB P-1 SA NOTE 5

3055 STAFF 20 CPT-3 RB P-1 SA

3056 OFF 13 CPT-3 RB P-1 SA NOTE 5

3057 STAFF 19 CPT-3 RB P-1 SA

3058 OFF 12 CPT-3 RB P-1 SA NOTE 5

3059 STAFF 18 CPT-3 RB P-1 SA

3060 OFF 11 CPT-3 RB P-1 SA NOTE 5

3061 STAFF 17 CPT-3 RB P-1 SA

3062 OFF 10 CPT-3 RB P-1 SA NOTE 5

3063 STAFF 16 CPT-3 RB P-1 SA

3064 STAFF 15 CPT-3 RB P-1 SA

3065 OFF 9 CPT-3 RB P-1 SA NOTE 5

3066 STAFF 14 CPT-3 RB P-1 SA

3067 OFF 8 CPT-3 RB P-1 SA NOTE 5

3069 STAFF 13 CPT-3 RB P-1 SA

3070 OFF 7 CPT-3 RB P-1 SA NOTE 5

3071 STAFF 12 CPT-3 RB P-1 SA

3072 OFF 6 CPT-3 RB P-1 SA NOTE 5

3073 OFF 5 CPT-3 RB P-1 SA NOTE 5

3074 OFF 4 CPT-3 RB P-1 SA NOTE 5

3075 SH 5 CPT-3 RB P-1 SA NOTE 5

3076 SH 4 CPT-3 RB P-1 SA NOTE 5

3077 OFF 3 CPT-3 RB P-1 SA NOTE 5

3078 STAFF 6 CPT-3 RB P-1 SA

3079 OFF 2 CPT-3 RB P-1 SA NOTE 5

3080 STAFF 5 CPT-3 RB P-1 SA

3081 OFF 1 CPT-3 RB P-1 SA NOTE 5

3082 STAFF 4 CPT-3 RB P-1 SA

3083 STAFF 2 CPT-3 RB P-1 SA NOTE 5

3084 STAFF 3 CPT-3 RB P-1 SA

3085 STAFF 1 CPT-3 RB P-1 SA NOTE 5

3086 CS1 OFF 1 CPT-3 RB P-1 SA

3089 CSI OFF 2 CPT-3 RB P-1 SA

3090 CSI OFF 3 CPT-3 RB P-1 SA NOTE 5

3091 RH & CSI CONF CPT-2 RB P-1 SA NOTE 5

3093 RH OFF 2 CPT-3 RB P-1 SA

3094 RH SH OFF CPT-3 RB P-1 SA NOTE 5

3095 STAFF 7 CPT-3 RB P-1 SA

3096 STAFF 8 CPT-3 RB P-1 SA

3097 STAFF 9 CPT-3 RB P-1 SA

3098 STAFF 10 CPT-3 RB P-1 SA

3099 STAFF 11 CPT-3 RB P-1 SA

3100 N FAC COPY ALCOVE VT-1 RB P-1 SA / GYP NOTE 2

3102 LL4 STOR 2 VCT RB P-1 SA

3104 LL4 STOR 1 VCT RB P-1 SA

3108 FACULTY CONF 2 CPT-2 RB P-1 SA NOTE 5

3111 LL3 STOR 2 VCT RB P-1 SA

3112 FACULTY BREAKROOM VWP RB P-1 SA / GYP NOTES 2 & 5

09-STUDENT SPACE

3008 SS WAITING VT-1 / VT-2 RB P-1 SA NOTE 1

3038 SS CIRC VT-1 / VT-2 RB P-1 SA / GYP NOTES 1 & 2

3039 SS CONF RM CPT-4 RB P-1 SA

3040 SS WKRM/COPY VT-1 RB P-1 SA / GYP NOTE 2

3041 SS COFFEE VT-1 / VT-2 RB P-1 SA / GYP NOTES 1 & 2

3042 SS STORAGE VCT RB P-1 SA

3043 SS ASST SA & WC CPT-4 RB P-1 SA

3044 SS ADMIN ASST CPT-4 RB P-1 SA

3045 ADDT OFF 1 CPT-4 RB P-1 SA

3046 ADMIN LOAN OFF CPT-4 RB P-1 SA

3047 ADDT OFF 2 CPT-4 RB P-1 SA

3048 SS ASST REG CPT-4 RB P-1 SA

3049 ADDT OFF 3 CPT-4 RB P-1 SA

3050 SS LEARNING SPEC CPT-4 RB P-1 SA

BUILDING SERVICES

3003 JAN ECS RB WP-04 OPEN

3005 L3 IDF ECS RB P-1 SA

3014 L3 ELEC S ECS RB WP-04 SA

3101 L3 ELEC N ECS RB WP-04 SA

3105 L3 RESTROOM PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTES 1 & 2

3109 L3 RESTROOM PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTES 1 & 2

NONPUBLIC CIRCULATION

3009 EXEC CORRIDOR VWP-1 RB P-1 / P-3 / WC-1 SA / GYP NOTES 1 & 2

3026 FAC CORR S VWP-1 RB P-1 SA / GYP NOTE 2

3051 FAC CORR N VT-1 / VT-2 RB P-1 SA / GYP NOTES 1 & 2

3088 CSI CIRC VT-1 RB P-1 SA / GYP NOTE 2

3092 RH CIRC VT-1 RB P-1 SA / GYP NOTE 2

PUBLIC CIRCULATION

3000 L3 LOBBY TZ RB P-1 SA / GYP / WDC NOTES 2 & 5

3037 L3 CIRC S VT-1 / VT-2 RB P-1 / P-3 SA / GYP / WDC NOTES 1, 2 & 5

3051 L3 CIRC N VT-1 / VT-2 RB P-1 / P-3 SA / GYP NOTES 1 & 2

VERTICAL CIRCULATION / SHAFT

3036 L3 STAIR 3 RF-1 / ST SB / RB P-1 OPEN NOTES 1 & 5

3087 L3 STAIR N RF-1 / ST SB / RB P-1 OPEN NOTES 1 & 5

3114 ELEVATOR #1 VWP-1 NOTE 4

3115 ELEVATOR #2 VWP-1 NOTE 4

LOCATION

FLOOR BASE WALL CEILING

REMARKS

R
O

O
M

 N
U

M
B

E
R

ROOM NAME

BASEMENT LEVEL

01-ANATOMY

B003 NEUROANATOMY RF-1 / RF-2 SB P-1 / WP-01 SA NOTE 1

B004 ANATOMY OFF 3 VT-1 RB P-1 SA

B005 NEURO PREP RF-1 SB P-1 SA NOTE 7

B006 CADAVER HOLDING & PREP RF-1 SB P-1 / WP-01 SA NOTES 2 & 8

B007 GROSS ANATOMY RF-1 / RF-2 SB P-1 / WP-01 SA NOTES 1 & 2

B008 ANATOMY WORKROOM RF-1 SB P-1 SA

B009 GROSS ANATOMY PREP RF-1 SB P-1 SA NOTE 7

B024 ANATOMY OFFICE 1 CPT-3 RB P-1 SA

B027 ANATOMY OFF 2 CPT-3 RB P-1 SA

05-SIMULATION

B021 SIMULATION COMPRESSOR AND VACUUM PUMP ECS RB P-1 OPEN

10-MISCELLANEOUS

B012 UPS ROOM ECS RB WP-04

B012A HOLDING ECS RB P-1 SA

B014 FIRE PUMP ROOM ECS RB P-1 SA

B015 SHARED FACILITIES &  HOUSEKEEPING OFFICE ECS RB P-1 SA

B016 SECURITY OFFICE CPT-3 RB P-1 SA

B026 BSMT COPY ALCOVE VT-1 / VT-2 RB SA / GYP NOTES 1 & 2

BUILDING SERVICES

B002 BSMT ELEC ECS RB WP-01 OPEN

B017 MAIL ROOM ECS RB WP-04 OPEN

B018 MDF ROOM ECS RB P-1 SA

B019 MAIN ELEC ROOM ECS RB WP-04 OPEN

B020 EMER ELEC ECS RB WP-04 OPEN

B022 BSMT JAN ECS RB WP-04 SA

B023 BSMT RESTROOM 2 PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTES 1 & 2

B025 BSMT RESTROOM 1 PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTES 1 & 2

B028 BSMT MECH ECS RB P-1 OPEN

NONPUBLIC CIRCULATION

B010 BASEMENT BOH CORRIDOR ECS RB P-1 / WP-01 SA / GYP NOTES 1 & 2

PUBLIC CIRCULATION

B001 BASEMENT LOBBY & CIRCULATION VT-1 RB P-1 SA / GYP NOTE 2

B029 BSMT EXIT CORRIDOR VT-1 RB P-1 OPEN

VERTICAL CIRCULATION / SHAFT

B011 BSMT STAIR S RF-1 / ST SB / RB P-1 OPEN NOTES 1 & 2

B030 ELEVATOR #1 VWP-2 RB N / A NOTE 4

B031 ELEVATOR #2 VWP-2 NOTE 4

LEVEL 01

1001C DRESS VWP-2 RB P-1 SA

03-OMM

1060 OMM CPT-1 RB P-1 SA / GYP NOTES 2, 6 & 9

1061 OMM STOR 1 VCT RB P-1 / WP-01 SA

1062 OMM AV ECS RB P-1 SA

05-SIMULATION

1031 SIMULATION CORRIDOR VT-1 / VT-2 RB P-1 / WP-01 / WP-02 / WP-03 SA NOTE 1

1032 MED SURG SIMULATION MSV IB P-1 / AP-2 SA NOTE 5

1033 SIM CUBBIES VT-1 / VT-2 RB P-1 / WP-03 SA NOTE 1

1034 MS CONTROL/OFFICE CPT-3 RB P-1 SA

1035 MED SURG OBS CPT-3 RB P-1 SA NOTE 5

1036 MED ALCOVE W VT-1 RB P-1 SA

1037 SIM DEBRIEF 2 CPT-2 RB P-1 SA

1038 ER CONTROL / OFFICE CPT-3 RB P-1 SA

1039 SIM SERV ECS RB P-1 SA

1040 ER SIMULATION MSV IB P-1 SA NOTE 5

1041 SIM STORAGE VCT RB P-1 / WP-01 SA

1042 SIM TOILET 2 PTF TR P-1E / PTW / AT SA NOTE 1

1043 STRETCHER ALCOVE VT-1 RB P-1 SA

1044 SIM TOILET 1 PTF TR P-1E / PTW / AT SA NOTE 1

1045 COFFEE ALCOVE VT-1 RB P-1 SA

1046 SIM OFF CPT-3 RB P-1 SA

1047 MATERNITY SIMULATION MSV IB P-1 / AP-2 SA / GYP NOTE 2

1048 CLEAN AND STORAGE VCT RB P-1 SA

1049 MATERNITY CONTROL CPT-3 RB P-1 SA

1050 MATERNITY OBS CPT-3 RB P-1 SA

1051 STORAGE ALCOVE E VT-1 / VT-2 RB P-1 SA NOTE 1

1052 SOILED VCT RB P-1 SA

1053 PEDS CONTROL CPT-3 RB P-1 SA

1054 LINEN ALCOVE VT-1 / VT-2 RB P-1 / WP-03 SA NOTE 1

1055 PEDIATRIC SIMULATION MSV IB P-1 / AP-2 SA NOTE 5

1056 SIM DEBRIEF 1 CPT-2 RB P-1 SA

1064 VR SIM ROOM CPT-3 RB P-6 SA

1065 VR SIM STOR VCT RB P-1 SA

06-INSTRUCTIONAL CLASSROOM SPACE

1009 LH 1 CPT-1 RB P-1 / P-3 SA / GYP NOTES 2 & 6

1010 LH 1 AV ECS RB P-1 SA

1011A CLASSROOM - LL1 CPT-1 RB P-1 SA / GYP NOTE 2

1011B CLASSROOM - LL1 CPT-1 RB P-1 SA / GYP NOTE 2

1012 GS 4 CPT-2 RB P-1 SA

1015 GS 5 CPT-2 RB P-1 SA NOTE 5

1024 GS 3 CPT-2 RB P-1 SA NOTE 5

1025 GS 2 CPT-2 RB P-1 SA NOTE 5

1026 CLASSROOM - LL2 CPT-1 RB P-1 SA / GYP NOTES 2 & 5

1027 GS 1 CPT-2 RB P-1 SA NOTE 5

1066 GS 6 CPT-2 RB P-1 SA

1067 GS 7 CPT-2 RB P-1 SA

09-STUDENT SPACE

1013 RELAXATION ROOM CPT-2 RB P-1 SA NOTE 5

1017 GYM RSF RB P-1 / P-3 SA / GYP NOTES 2 & 5

10-MISCELLANEOUS

1001B BOOKSTORE VWP-2 RB P-1 SA / GYP NOTES 2 & 5

1002 BOOKSTORE STOR VCT RB P-1 SA

1004 RECEPTION / SECURITY TZ RB N/A SA / GYP / WD NOTE 2

1059 PERSONAL HEALTH RM VT-1 RB P-1 SA

BUILDING SERVICES

1005 TESTING STORAGE VCT RB P-1 SA

1008 L1 IDF ECS RB P-1 SA

1014 L1 JAN ECS RB WP-04 SA

1016 L1 ELEC S ECS RB WP-04 SA

1018 LOCKER RM 1 PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTES 1 & 2

1019 LOCKER RM 2 PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTES 1 & 2

1020 L1 TOILET 3 PTF TR P-1E / PTW / AT SA

1021 L1 STORAGE VCT RB P-1 SA

1022 L1 TOILET 2 PTF TR P-1E / PTW / AT SA NOTE 1

1023 L1 TOILET 1 PTF TR P-1E / PTW / AT SA NOTE 1

1057 L1 RESTROOM AND DRESSING PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTES 1 & 2

1058 L1 RESTROOM AND DRESSING PTF TR / MB P-1E / PTW / AT-1 SA / GYP NOTES 1 & 2

1063 L1 ELEC N ECS RB WP-04 OPEN

PUBLIC CIRCULATION

1003 L1 LOBBY TZ RB P-1 / WDP SA / GYP / WD NOTES 1, 2 & 5

1007 L1 CORR S PTF RB P-1 / P-3 SA / GYP / WD NOTE 2

1029 L1 CORR W TZ RB P-1 / P-3 SA / GYP NOTE 2

1030 L1 CORR N PTF RB P-1 / P-3 SA / GYP NOTES 1 & 2

VERTICAL CIRCULATION / SHAFT

1028 L1 STAIR S RF / ST RB P-1 OPEN NOTE 5

1068 L1 STAIR N RF / ST RB P-1 OPEN

1069 ELEVATOR #1 VWP-2 NOTE 4

1070 ELEVATOR #2 VWP-2 NOTE 4

LEVEL 02

02-CLINICAL SKILLS

2073 CLINICAL SKILLS MSV IB P-1 SA / GYP NOTES 2, 6 & 9

2074 CS STORAGE VCT RB P-1 / WP-01 SA

2075 CS AV ECS RB P-1 SA

04-CLINICAL EXAM / SP LAB

2040A CE SEATING CPT-4

2044 CE COPIER ALCOVE CPT-4 RB P-1 SA / GYP NOTE 2

2045 CE STORAGE VCT RB P-1 SA

2046 EXAM 1 VT-1 / VT-2 RB P-1 SA

2047 EXAM 2 VT-1 / VT-2 RB P-1 SA

2048 EXAM 3 VT-1 / VT-2 RB P-1 SA

2049 EXAM 4 VT-1 / VT-2 RB P-1 SA

2050 EXAM 5 VT-1 / VT-2 RB P-1 SA

2051 EXAM 6 VT-1 / VT-2 RB P-1 SA

2052 EXAM CENTRAL CORRIDOR CPT-4 RB P-1 SA

2053 CONTROL ROOM VT-1 RB P-1 SA

2054 CE SERVER ECS RB P-1 SA

2055 DEBRIEF CPT-4 RB P-1 SA

2056 PREBRIEF CPT-4 RB P-1 SA

2058 EXAM 7 VT-1 / VT-2 RB P-1 SA NOTE 1

2059 EXAM 8 VT-1 / VT-2 RB P-1 SA NOTE 1

2060 EXAM 9 VT-1 / VT-2 RB P-1 SA NOTE 1

2061 EXAM 10 VT-1 / VT-2 RB P-1 SA NOTE 1

2062 SP CIRC & LOCKER CPT-4 TR P-1 GYP

2063 SP TOILET PTF TR P-1E / PTW / AT SA NOTE 1

2064 SP TOILET PTF TR P-1E / PTW / AT SA NOTE 1

2065 SP SHOWER / CHANGING PTF TR P-1E / PTW / AT GYP NOTE 1

2066 SP WAITING & LOUNGE VWP-1 RB P-1 SA

2067 CE OFFICE CPT-4 RB P-1 SA

05-STUDENT SPACE

2007 LIB CIRC CPT-1 RB P-1 / P-3 SA

06-INSTRUCTIONAL CLASSROOM SPACE

2002 GS 11 CPT-2 RB P-1 SA NOTE 5

2017 GS 10 CPT-2 RB P-1 SA NOTE 5

2019 GS 9 CPT-2 RB P-1 SA NOTE 5

2021 GS 8 CPT-2 RB P-1 SA NOTE 5

2078 GS 12 CPT-2 RB P-1 SA NOTE 5

09-STUDENT SPACE

2006 LIBRARY CPT-1 RB P-1 / P-2 / P-3 SA / GYP NOTE 2

2008 LIB. OFFICE CPT - 3 RB P-1 SA

2009 MEDIA STORAGE VCT RB P-1 SA

2010 REBOOT ROOM CPT-2 RB P-1 SA

2011 SC 1 CPT-2 RB P-1 SA NOTE 5

2015 SC 2 CPT-2 RB P-1 SA NOTE 5

2016 STUDENT SENATE OFFICE CPT-2 RB P-1 SA

2018 SC 4 CPT-2 RB P-1 SA

2020 SC 3 CPT-2 RB P-1 SA NOTE 5

2022 SC 5 CPT-2 RB P-1 SA

2023 SC 9 CPT-2 RB P-1 SA

2024 SC 6 CPT-2 RB P-1 SA NOTE 5

2025 SC 7 CPT-2 RB P-1 SA NOTE 5

2026 SC 8 CPT-2 RB P-1 SA NOTE 5

2028 SC 10 CPT-2 RB P-1 SA

2029 ST STUDY 3 CPT-2 RB P-1 SA NOTE 5

2030 SC 11 CPT-2 RB P-1 SA

2031 ST STUDY 4 CPT-2 RB P-1 SA NOTE 5

2032 SC 12 CPT-2 RB P-1 SA

2033 ST STUDY 5 CPT-2 RB P-1 SA NOTE 5

2035 ST STUDY 6 CPT-2 RB P-1 SA NOTE 5

2036 SC 13 CPT-2 RB P-1 SA

CEILING

ACOUSTICAL CEILING TILE

SA-1:

MANUFACTURER: ARMSTRONG

SYSTEM: CALLA

TYPE: SQUARE LAY-IN TEGULAR 

COLOR: WHITE

TEXTURE: SMOOTH

SIZE: 2' X 4'

SUSPENSION SYSTEM: PRELUDE 15/16" GRID

SA-2:

MANUFACTURER: ARMSTRONG

SYSTEM: CALLA

TYPE: SQUARE LAY-IN TEGULAR 

COLOR: WHITE

TEXTURE: SMOOTH

SIZE: 2' X 2'

SUSPENSION SYSTEM: PRELUDE 15/16" GRID

WOOD CEILING

WDC:

MANUFACTURER: ARMSTRONG

PRODUCT: WOODWORKS LINEAR PLANKS 6660

SLAT SIZE: 96" X 5-1/4" X 3/4" W/ 3/4" REVEALS

COLOR: NATURAL VARIATIONS LIGHT CHERRY 

W/ BLACK SUSPENSION SYSTEM & BACKER

SUSPENSION SYSTEM: 5371 12' HD LINEAR CARRIERS 

(CONCEALED) W/ INTEGRAL CLIPS

NOTE: TO BE INSTALLED W/ COORDINATING TRIM/ 

ACCESSORIES & BIOACOUSTIC INFILL PANEL 5479  

FLOORS

NOTE: THICKNESS LISTED BELOW DOES NOT INCLUDE 

ADHESIVES OR INSTALLATION MATERIALS -

THICKNESS MAY VARY - SEE SPECIFICATIONS

CARPET

CPT-1:

MANUFACTURER: MILLIKEN

PRODUCT TYPE: CARPET TILE

COLLECTION: MORAINE  

PATTERN: EXPLORER

COLOR: MEASURE W/ ORANGE

PRODUCT NUMBER: EXR252-133-6 

SIZE: 19.7" X 19.7"

THICKNESS: 7.9 MM

                        INSTALLATION: ASHLAR

CPT-2:

MANUFACTURER: MILLIKEN

PRODUCT TYPE: CARPET TILE

COLLECTION: MORAINE  

PATTERN: RELIEF

COLOR: BREAKLINE W/ ORANGE

PRODUCT NUMBER: REF252-133-4 

SIZE: 19.7" X 19.7"

THICKNESS: 7.9 MM

                        INSTALLATION: ASHLAR

CPT-3:

MANUFACTURER: MILLIKEN

PRODUCT TYPE: CARPET TILE

COLLECTION: MORAINE  

PATTERN: RELIEF

COLOR: MEASURE W/ BLACK

PRODUCT NUMBER: REF133-133-6

SIZE: 19.7" X 19.7"

THICKNESS: 7.9 MM

                        INSTALLATION: ASHLAR

CPT-4:

MANUFACTURER: MILLIKEN

PRODUCT TYPE: CARPET TILE

COLLECTION: MAJOR FREQUENCY: ONE  

PATTERN: DISTORTION

COLOR: CLAMOR

PRODUCT NUMBER: DTN190-79-152

SIZE: 9.85" X 39.4"

THICKNESS: 7.9

                        INSTALLATION: VERTICAL ASHLAR

PORCELAIN TILE

PTF-1:

MANUFACTURER: TRINITY TILE

STYLE: EUROSTONE

COLOR SELECTION:  LUMIERE

SIZE: 24" X 24"

THICKNESS: 8 MM

                        INSTALLATION: RUNNING BOND WITH 3/16 GROUT JOINT

GROUT: G-1

PFT-2:

MANUFACTURER: TRINITY TILE

STYLE: IDEA

COLOR: DARK STRIPES

SIZE:  12" X 24"

                        THICKNESS: 9 MM

INSTALLATION: RUNNING BOND WITH 3/16 GROUT JOINT

GROUT: G-1

PTF-3:

MANUFACTURER: TRINITY TILE

SERIES: UNGLAZED MOSAIC

COLOR: TAUPE

SIZE: 2 X 2 MOSAIC

FINISH: MATTE

GROUT: G-1

POURED EPOXY TERRAZZO

TZ:

MANUFACTURER: NATIONAL TERRAZZO & MOSAIC 

ASSOCIATION

PRODUCT: EPOXY II

COLOR: EP-1-49

ACCESSORIES: STAINLESS AND/OR ZINC DIVIDER 

STRIPS

RUBBER FLOORING

RF-1: MANUFACTURER: NORA

PRODUCT: NORAPLAN SENTICA nTx

ADHESIVE: nTx

COLOR: 6522 EXPEDITION 

SIZE: 48" ROLL

THICKNESS: 3.0 MM

COLD WELD ROD: 6522/2226

RF-2:

MANUFACTURER: NORA

PRODUCT: NORAPLAN SENTICA nTx

ADHESIVE: nTx

COLOR: 6520 SNOW DAY

SIZE: 48" ROLL

THICKNESS: 3.0 MM

COLD WELD ROD: 6520

                              

RUBBER SPORTS FLOOR

RSF:

MANUFACTURER: PLITEQ

PRODUCT: GENIEMAT FIT70

COLOR: BLACK

THICKNESS: 70MM   

NOTE: MANUFACTURER TO PROVIDE RAMPS &

TRANSITION ACCESSORIES                            

VINYL TILE 

VT-1:      

MANUFACTURER: TREAD COLLECTIVE - AVA

PRODUCT: SNSE

COLOR: TITANIUM

PRODUCT NUMBER: FS015

SIZE: 12" X 24"

THICKNESS: 2.5 MM

INSTALLATION: 1/3 RUNNING BOND

VT-2:      

MANUFACTURER: TREAD COLLECTIVE - AVA

PRODUCT: SNSE

COLOR: TANGERINE

PRODUCT NUMBER: FS002

SIZE: 12" X 24"

THICKNESS: 2.5 MM

INSTALLATION: 1/3 RUNNING BOND

VINYL COMPOSITION TILE 

VCT:      

MANUFACTURER: ARMSTRONG

SERIES: STRIATIONS BBT

COLOR: STEEL

SIZE: 12" X 24"

THICKNESS: 3.2 MM

INSTALLATION: 1/3 RUNNING BOND

VINYL WOOD PLANK

VWP-1:

MANUFACTURER: TREAD COLLECTIVE - SHANNON FLOORS

PRODUCT: TEKNONFLOR

COLLECTION: RARE PLANK HDP 

COLOR: EBONY 89019RP

SIZE: 7" X 47"

THICKNESS: 3 MM

VWP-2:

MANUFACTURER: TANDUS CENTIVA

COLLECTION: FAUX BOIS

SERIES: CONTOUR 

COLOR: NARANJA #0971 

SIZE: 6" X 36"

THICKNESS: 3 MM

INSTALLATION: 1/4 RUNNING BOND

MEDICAL SHEET VINYL

MSV:

MANUFACTURER: TREAD COLLECTIVE - SHANNON FLOORS 

PRODUCT: TEKNOFLOR

COLLECTION: FORESTSCAPES HDP 

COLOR: RAVEN 88073

ROLL SIZE: 6’ W x 75’ L

THICKNESS: 2.3 MM 

FLOORS

RUBBER STAIR TREADS, NOSING & RISER

ST:

MANUFACTURER: NORA

PRODUCT: NORAMENT GRANO

STAIR TREAD/NOSING/RISER

COLOR: BLACK PEPPER 5304

WALLS

PORCELAIN TILE

PTW:

MANUFACTURER: TRINITY

STYLE: EURO STONE

COLOR: FUME

SIZE: 12" X 24"

GROUT: G-1

                INSTALLATION: HORIZONTAL RUNNING 

         BOND W/ 3/16 GROUT JOINT

ACCENT TILE

AT-1:

MANUFACTURER: CROSSVILLE

SERIES: GLASS BLOX

COLOR: ORANGE SIZZLE

SIZE: 2" X 4" BRICK MOSAIC MOUNTED ON 12" X 12" SHEET

PRODUCT NUMBER: G053/.10204

THICKNESS: 1/4"

FINISH: GLASS

                GROUT: G-1

AT-2:

MANUFACTURER: CROSSVILLE TILE AND STONE 

SERIES: SPICES

COLOR: SAFFRON

PRODUCT NUMBER: SAF824

SIZE: 8" X 24"

FINISH: GLOSSY

               GROUT: G-1

INSTALLATION: HORIZONTAL RUNNING BOND

     W/ 3/16 GROUT JOINT

WALLCOVERING

WC-1:

MANUFACTURER: KOROSEAL

COLLECTION: ARTE INTERNATIONAL

PATTERN: CONCORD

REFERENCE: 67248

ACOUSTICAL PANEL

        AP-1:

MANUFACTURER: FRASCH - STILLE

PRODUCT: ACOUSTICAL WALL PANEL

COLOR: PURE GRAY - 34 

(FOREGROUND & BACKGROUND)

THICKNESS: 2 LAYERS OF 9MM THICK (18MM TOTAL)

NOTE: SEE INTERIOR ELEVATIONS FOR LOCATIONS -

CUSTOM PATTERN TO BE DETERMINED 

BY OWNER - NOT SHOWN IN ELEVATIONS

AP-2:

MANUFACTURER: MEMTECH ACOUSTICAL

PRODUCT: SONEX CLEAN WALL PANELS

COLOR: SLATE

THICKNESS: 2"

NOTE: SEE INTERIOR ELEVATIONS FOR LOACTIONS 

WOOD PANEL SYSTEM

WPS:

MANUFACTURER: ARMSTRONG

PRODUCT: WOODWORKS GRILLE 7266 W/ BACKER

SLAT SIZE: 5/8" W X 2 1/4" H

SLAT SPACING: 7/8"

COLOR: NATURAL VARIATIONS LIGHT CHERRY 

W/ BLACK SUSPENSION SYSTEM & BACKER

SUSPENSION SYSTEM: PRELUDE XL HEAVY DUTY

SUSPENSION SYSTEM

NOTE: 8 SLATS/PANEL - TO BE INSTALLED 

    W/ BIOACOUSTIC INFILL PANEL 5823

PAINT

P-1:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: HARMONY INTERIOR LATEX

COLOR: SW 7658 GRAY CLOUDS

SHEEN: EG-SHEL

P-1E:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: PRO INDUSTRIAL WATER BASED

    PRE-CATALYZED EPOXY

COLOR: SW 7658 GRAY CLOUDS

SHEEN: SEMI-GLOSS

P-2:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: HARMONY INTERIOR LATEX 

COLOR: SW 7660 EARL GREY

SHEEN: EG-SHEL

P-3:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: HARMONY INTERIOR LATEX

COLOR: SW6885 KNOCKOUT ORANGE

SHEEN: EG-SHEL

P-4:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: HARMONY INTERIOR LATEX

COLOR: SW 9166 DRIFT OF MIST

SHEEN: FLAT

P-5:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: PRO INDUSTRIAL ACRYLIC

COLOR: SW7675 SEALSKIN

SHEEN: SEMIGLOSS

P-6:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: HARMONY INTERIOR LATEX

COLOR: SW7674 PEPPERCORN

SHEEN: EG-SHEL

P-7:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: HARMONY INTERIOR LATEX

COLOR: SW6258 TRICRON BLACK

SHEEN: EG-SHEL

P-8:

MANUFACTURER: SHERWIN WILLIAMS

PRODUCT: PRO INDUSTRIAL ACRYLIC

COLOR: SW6258 TRICORN BLACK

SHEEN: FLAT

BASES

RUBBER BASE

RB:

MANUFACTURER: ROPPE

STYLE: PINNACLE

COLOR SELECTION:  BLACK BROWN

SIZE: 4" 

NOTE: PROVIDE PREMOLDED INTERIOR & 

    EXTERIOR CORNERS AS REQUIRED 

        METAL BASE

MB:

MANUFACTURER: SCHLUTER

COLOR: STAINLESS

HEIGHT: 3 1/8"

NOTE: COORDINATING INSIDE/OUTSIDE 

    CORNER/END CAP TO BE USED 

    AS REQUIRED

INTEGRAL BASE

IB:

MANUFACTURER: TREAD COLLECTIVE - SHANNON FLOORS 

PRODUCT: TEKNOFLOR

COLLECTION: FORESTSCAPES HDP 

COLOR: RAVEN 88073

             

        SANITARY  BASE

SB:

MANUFACTURER: NORA

PRODUCT: NORAPLAN SENTICA

COLOR: 6522 EXPEDITION

COLD WELD ROD: 6522/2226

TRANSITIONS & THRESHOLDS

NOTE: ALL TRANSITIONS & THRESHOLDS TO BE VERIFIED 

IN FIELD

T-1:

MANUFACTURER: SCHLUTER

PRODUCT: SCHEINE

MATERIAL: STAINLESS

COLOR: STAINLESS STEEL

HEIGHT: 10 MM

PRODUCT NUMBER: E 100/V4A

T-2:

MANUFACTURER: SCHLUTER

PRODUCT: RENO-U

MATERIAL: STAINLESS

FINISH: STAINLESS STEEL

HEIGHT: 10 MM

PRODUCT NUMBER: EU 100

T-3:

MANUFACTURER: SCHLUTER

PRODUCT: RENO-U

MATERIAL: ALUMINUM

FINISH: SATIN ANODIZED ALUMINUM

HEIGHT: 3.5 MM

PRODUCT NUMBER: AEU 35

TRANSITIONS/ THRESHOLDS

NOTE: ALL TRANSITIONS & THRESHOLDS TO BE VERIFIED 

IN FIELD

T-4:

MANUFACTURER: SCHLUTER

PRODUCT: RENO V

MATERIAL: ALUMINUM

FINISH:  SATIN ANODIZED ALUMINUM

HEIGHT: 10 MM

PRODUCT NUMBER: AEVT 100 B20

NOTE: FLAP TO BE SECURED AS NOTED IN INSTALLATION GUIDE

T-5:

MANUFACTURER: SCHLUTER

PRODUCT: SCHIENE

MATERIAL: ALUMINUM

FINISH: STAINLESS STEEL

HEIGHT: 3 MM

PRODUCT NUMBER: E 30

T-6:

NOTE: FLOAT VWP & VT TO MATCH HEIGHT OF VCT

TH-1:

MANUFACTURER: CAMBRIA

PROFILE: DOUBLE BEVEL

COLOR: ARMITAGE

MILLWORK

QUARTZ

QZ-1:

MANUFACTURER: CAMBRIA

COLOR: ARMITAGE

THICKNESS: 2 CM

PROFILE: RIDGELINE EDGE

QZ-2:

MANUFACTURER: CAMBRIA

COLOR: SKARA BRAE

THICKNESS: 2 CM

PROFILE: RIDGELINE EDGE

PLASTIC LAMINATE

PL-1:

MANUFACTURER: WILSONART

COLLECTION: HIGH PRESSURE LAMINATE

COLOR: ASIAN NIGHT 7949K-18

FINISH: LINEARITY FINISH WITH AEON

INSTALLATION: VERTICAL GRAIN DIRECTION U.N.O.

PL-2:

MANUFACTURER: WILSONART

COLLECTION: HIGH PRESSURE LAMINATE

COLOR: UPTOWN WALNUT 7971K-12

FINISH: SOFTGRAIN FINISH WITH AEON

INSTALLATION: VERTICAL GRAIN DIRECTION U.N.O.

PL-3:

MANUFACTURER: WILSONART

COLLECTION: MARKER BOARD LAMINATE

COLOR: FROSTY WHITE 1573-60

FINISH: MATTE FINISH

SOLID SURFACE

SS:

MANUFACTURER: WILSONART

COLOR: GOLD GLITZ

PRODUCT NUMBER: 9108CS

THICKNESS: 1/2"

PHENOLIC COMPACT

PC:

MANUFACTURER: DURCON

COLLECTION: SOLID PHENOLIC COMPACT

PRODUCT: CHEMICAL RESISTANT  

COLOR: DURCON GRAPHITE

NOTE: TO BE USED FOR CABINETS & COUNTERTOPS

MISCELLANEOUS

GROUT

G-1:

MANUFACTURER: MAPEI 

COLOR: GRAY 09

TYPE: SANDED

DOORS

WD:

MANUFACTURER: MARSHFIELD

SPECIES: CHERRY

                        CUT: PLAIN SLICED

COLOR: COCOA BEAN

INSTALLATION: VERTICAL GRAIN DIRECTION U.N.O.

STOREFRONT

SF:

MANUFACTURER: KAWNEER

COLOR: ANTIQUE BRONZE

TRIM

TR-1: 

MANUFACTURER: SCHLUTER

PRODUCT: QUADEC

MATERIAL: ALUMINUM

COLOR: ANODIZED ALUMINIUM

NOTE: COORDINATING INSIDE/OUTSIDE CORNER/END

    CAP TO BE USED AS REQ'D

TR-2: 

MANUFACTURER: SCHLUTER

PRODUCT: DILEX-AHK

MATERIAL: ALUMINUM

COLOR: ANODIZED ALUMINIUM

NOTE: COORDINATING INSIDE/OUTSIDE CORNER/END

    CAP TO BE USED AS REQ'D

TR-3: 

MANUFACTURER: NORA

PRODUCT: NORA BANISTER TRIM

COLOR: TBD

NOTE:  COORDINATING INSIDE/OUTSIDE CORNER/END

     PIECES TO BE USED AS REQ'D

GLASS FILM

GF:

MANUFACTURER: 3M

BRAND: FASARA

COLLECTION: GLASS FINISHES

DESIGN PATTERN: FABRIC/WASHI

PRODUCT:  SH2FGCV 1270 CANVAS

COLOR: WHITE

WALL PROTECTION

NOTE: ALL CORNER GUARDS & END GUARDS TO BE

MOUNTED 6" AFF.

EG:

MANUFACTURER: KOROGARD

PRODUCT: WALL PROTECTION SYSTEMS

SERIES: G100

MATERIAL: VINYL

COLOR: CHARCOAL

CG-1:

MANUFACTURER: KOROGARD

PRODUCT: SURFACE MOUNTED CORNER GUARD

SERIES: G200

        MATERIAL: VINYL

COLOR: CHARCOAL

SIZE: 3"

CG-2:

MANUFACTURER: KOROGARD

PRODUCT: SURFACE MOUNTED CORNER GUARD

SERIES: GS

        MATERIAL: STAINLESS STEEL

COLOR: S6

SIZE: 3"

HIWC:

MANUFACTURER: KOROGARD

                 PRODUCT: HIGH IMPACT WALL COVERING

COLOR: CHARCOAL

TEXTURE: SUEDE TEXTURE

SIZE: 4'X8' SHEETS

BG:

MANUFACTURER: KOROGARD

PRODUCT: BUMPER GUARD

COLOR: CHARCOAL

MATERIAL:VINYL

SERIES: B100

WPC-1:

MANUFACTURER: INPRO

PRODUCT: FLEXIBLE WALL PROTECTION COVERING

COLLECTION: RICHOCHET

PATTERN: CONVERGE 

COLOR: GRAPHITE

PRODUCT NUMBER: R510

TOILET PARTITIONS

TP:

MANUFACTURER: BRADLEY CORPORATION

COLOR: STAINLESS STEEL

FINISH: BRUSHED STAINLESS

MOUNTING: FLOOR MOUNTED 

OPERABLE PARTITIONS:

OP:

MANUFACTURER: MODERNFOLD

COLLECTION: PAIRED PANEL OPERABLE PARTITIONS

PRODUCT: ENCORE

STC: 54

OPERATION: MANUAL PAIRED PANEL

FINISH: DESIGNTEX - PATTERN & COLOR TBD

SKIN/FACE: STEEL

INTERIOR FINISH LEGEND

# DATE DESCRIPTION

1 09/09/19 ADDENDUM 01

2 09/20/19 ADDENDUM 04

INTERIOR FINISH SCHEDULE
MISCELLANEOUS

ELEVATOR FINISHES

PUBLIC ELEVATOR CABS:

MANUFACTURER: KONE

STYLE: MONOSPACE 500

FLOOR: VWP-2

MANUFACTURER'S STANDARD CAB INTERIOR

REAR WALL: BRUSHED STAINLESS STEEL (4SS)

SIDE WALLS: BRUSHED STAINLESS STEEL (4SS)

CEILING: BRUSHED STAINLESS STEEL (4SS) W/

ROUND LED SPOTLIGHTS (CL88)

HANDRAIL: ROUND, STRAIGHT ENDS (HR61) BRUSHED

     STAINLESS STEEL (4SS)

SKIRTING: BRUSHED STAINLESS STEEL (4SS)

                                

SERVICE ELEVATOR CABS:

MANUFACTURER: KONE

STYLE: MONOSPACE 500

FLOOR: VWP-2

MANUFACTURER'S STANDARD CAB INTERIOR 

REAR WALL: BRUSHED STAINLESS STEEL (4SS)

SIDE WALLS: BRUSHED STAINLESS STEEL (4SS)

CEILING: BRUSHED STAINLESS STEEL (4SS) W/

ROUND LED SPOTLIGHTS (CL88)

HANDRAIL: ROUND, STRAIGHT ENDS (HR61) BRUSHED

     STAINLESS STEEL (4SS)

SKIRTING: BRUSHED STAINLESS STEEL (4SS)

RAILING SYSTEMS:

RS-1:

MANUFACTURER: VIVA RAILINGS

COLLECTION: BLADE RAILING SYSTEMS

PRODUCT: BLADE

POST MATERIAL: STAINLESS STEEL

POST SIZE: 2" DOUBLE FLAT BAR @ 5'0" MAX O.C.

POST FINISH: #6 SATIN

INFILL MATERIAL: MIN. 3/8" LAMINATED GLASS

INFILL FINISH: CLEAR

TOP RAIL/HAND RAIL MATERIAL: STAINLESS STEEL

TOP RAIL/HAND RAIL SIZE: 1.5"

TOP RAIL/HAND RAIL FINISH: #6 SATIN

MOUNTING TYPE: FASCIA

RS-2:

MANUFACTURER: VIVA RAILINGS

COLLECTION: RAILING SYSTEMS

PRODUCT: FREE STANDING RAILING SYSTEM

POST MATERIAL: STAINLESS STEEL

POST SIZE: 1.5" @ 4'0" MAX O.C.

POST FINISH: #6 SATIN

TOP RAIL/HAND RAIL MATERIAL: STAINLESS STEEL

TOP RAIL/HAND RAIL SIZE: 1.5"

TOP RAIL/HAND RAIL FINISH: #6 SATIN

MOUNTING TYPE: TOP

RS-3:

MANUFACTURER: VIVA RAILINGS

COLLECTION: RAILING SYSTEMS

PRODUCT: FREE STANDING RAILING SYSTEM

POST MATERIAL: STAINLESS STEEL

POST SIZE: 1.5" @ 4'0" MAX O.C.

POST FINISH: #6 SATIN

TOP RAIL/HAND RAIL MATERIAL: STAINLESS STEEL

TOP RAIL/HAND RAIL SIZE: 1.5"

TOP RAIL/HAND RAIL FINISH: #6 SATIN

MOUNTING TYPE: FASCIA - SEE RS-1 MOUNTING SPECIFICATIONS

WINDOW SHADES:

WS-1:

MANUFACTURER: MECHOSYSTEMS

TYPE: MANUAL ROLLER SHADE

PRODUCT: MECHO/5X

ROLL: REGULAR W/O FASCIA

BRACKET: SINGLE SHADE

MOUNTING: TOP MOUNT

SHADE FABRIC: THERMOVEIL DENSE BASKET WEAVE

1500 SERIES (3% OPENNESS)

SHADE FABRIC COLOR: 1513 GREY

WS-2:

MANUFACTURER: MECHOSYSTEMS

TYPE: MOTORIZED ROLLER SHADE

PRODUCT: ELECTROSHADE - ELECTRO/1

W/ WHISPERSHADE IQ2 DC

BRACKET: SINGLE SHADE ELECTRO/1

ROLL: REGULAR W/O FASCIA

MOUNTING: TOP MOUNT

SHADE FABRIC: THERMOVEIL DENSE BASKET WEAVE

1500 SERIES (3% OPENNESS)

SHADE FABRIC COLOR: 1513 GREY
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P-1 / P-2
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FINISH TAG REMARKS

1. SEE FINISH PLANS & ENLARGED FLOOR PATTERN DETAILS FOR FINISH LOCATIONS. 

2. SEE REFLECTED CEILING PLANS FOR FINISH LOCATIONS & HEIGHTS. 

3. SEE TOILET ELEVATIONS & FINISH PLANS FOR WALL FINISH LOCATIONS.

4. SEE FINISH LEGEND FOR ELEVATOR FINISH LOCATIONS.

FINISH TAG LEGEND

ROOM

100

ROOM NAME

ROOM NUMBER

CPTX

RBX

PXX

ACT

FLOOR FINISH

BASE FINISH

TYP WALL FINISH

REMARKS

REFER TO INTERIOR FINISH LEGEND FOR DEFINITION OF MATERIAL DESIGNATIONS

CEILING

1

FINISH MATERIALS LEGEND

AP

CARPET

BG BUMPER GUARD

ACOUSTICAL PANEL

CPT

END GUARDEG

EXPOSED CONCRETE-SEALEDECS

GLASS FILMGF

CORNER GUARDCG

PHENOLIC CASEWORKPC

RUBBER BASERB

RUBBER FLOORRF

TRANSITIONST

TOILET PARTITIONSTP

GYPSUM BOARDGYP

METAL BASEMB

SOLID SURFACESS

SANITARY BASESB

SUSPENDED ACOUSTICSA

TRTR

RAILING SYSTEMRS

ENTY MATEM

STORE FRONTSF

GROUTG

INTEGRAL BASEIB

RUBBER SPORTS FLOORRSF

RUBBER STAIR TREADST

HIGH IMPACT WALL COVERINGHIWC

HOLLOW METALHM

AT ACCENT TILE

THRESHOLDSTH

VINYL COMPOSITE TILE

VWP

TERRAZZOTZ

DOORSWD

VCT

VT

P

MSV MEDICAL SHEET VINYL

PAINT

VINYL TILE

VINYL WOOD PLANK

QUARTZ

PORCELAIN TILE BASE

PLASTIC LAMINATE

WOOD PLASTIC COMPOSITE

WOOD CEILING

PORCELAIN FLOOR TILE

PORCELAIN WALL TILE

WOOD PANEL SYSTEM

WINDOW SHADESWS

WDC

WPC

WPS

PTW

PL

QZ

PTB

PTF

OP OPERABLE PARTITION

METAL THRESHOLD

METAL TRANSITION

MARBLE THRESHOLD

TH1

TH2

T1

METAL TRANSITIONT2

RUBBER TRANSITIONT3

VINYL TRANSITIONT4

METAL TRANSITIONT5

T7

VINYL TRANSITIONT6

METAL TRANSITION

TH3

T1

METAL TRANSITIONT2

RUBBER TRANSITIONT3

VINYL TRANSITIONT4

METAL TRANSITIONT5

RUBBER TRANSITIONT7

VINYL TRANSITIONT6

THRESHOLD & TRANSITION LEGENDFLOOR PATTERN LEGEND

RF-1

VT-1

VWP-1

RSF

VCT

ECS

PTF-1

PTF-2

VINYL WOOD PLANK

RUBBER FLOORING

VINYL TILE

RUBBER SPORTS FLOOR

VINYL COMPOSITION TILE

EXPOSED CONCRETE - SEALED

PORCELAIN FLOOR TILE

PORCELAIN FLOOR TILE

PTF-3 PORCELAIN FLOOR TILE

MSV MEDICAL SHEET VINYL

VT-2 VINYL TILE

RF-2 RUBBER FLOORING

CPT-1 CARPET TILE

CPT-2 CARPET TILE

CPT-3 CARPET TILE

CPT-4 CARPET TILE

TZ TERRAZO

VWP-2 VINYL WOOD PLANK

GENERAL NOTES - FINISH PLAN

1. ALL GYPSUM BOARD WALLS TO BE PAINTED P-1 U.N.O.

2. SEE SHEET A1.60 - A1.65 TOILET & SHOWER PLANS / ELEVATIONS / 

ACCESSORIES.

3. SEE INTERIOR FINISH LEGEND FOR THRESHOLD & TRANSITION DETAILS.

4. SEE INTERIOR ELEVATIONS & MILLWORK ELEVATIONS FOR MILLWORK FINISH 

TYPES & LOCATIONS.

5. COORDINATE ALL FLOOR DRAINS, SINKS & CLEAN OUTS W/ PLUMBING - IF 

DISCREPANCIES OCCUR NOTIFY ARCHITECT.

6. WELDING ROD AT WELDED SEAMS SHALL MATCH THE DARKER OF THE COLORS 

AT SEAMS THAT DIVIDE TWO COLORS U.N.O.

7. ALL RUBBER BASE TO EXTEND TO WALL BEHIND EQUIPMENT REGARDLESS OF 

EQUIPMENT ELEVATION & ROTATION. 

8. MANUAL WINDOW SHADES TO BE PROVIDED AT ALL EXTERIOR WINDOW 

LOCATIONS U.N.O.

9. COORDINATE ALL FLOOR RECEPTACLES W/ ELECTRICAL - IF DISCREPANCIES 

OCCUR NOTIFY ARCHITECT.
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PLUMBING DRAIN PLAN -
LEVEL 01 SECTOR 01

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
PLUMBING DRAIN PLAN - LEVEL 01 SECTOR 01

1/4" = 1'-0"2

ENLARGED DRAIN PLAN - LEVEL 01 SECTOR 01 - MAIN

RESTROOMS

1/4" = 1'-0"3
ENLARGED DRAIN PLAN - LEVEL 01 SECTOR 01 - ER SIM

1/4" = 1'-0"4

ENLARGED DRAIN PLAN - LEVEL 01 SECTOR 01 -

MATERNITY SIM

1/4" = 1'-0"5

ENLARGED DRAIN PLAN - LEVEL 01 SECTOR 01 -

SIMULATION

KEYNOTES
22.01 DIRTY PIPE NEW 2” DRAIN LINE IN WALL TO MAIN

DRAIN LINE.

22.02 2” SANITARY STACK UP.

22.03 3” SANITARY STACK UP.

22.04 4” SANITARY STACK UP.

22.05 6” BUILDING DRAIN LINE.  REFER TO CIVIL PLANS FOR
CONTINUATION.  243 D.F.U.

22.37 3” ROOF DRAIN.  REFER TO CIVIL PLANS FOR
CONTINUATION.

22.40 RADON MITIGATION STACK.  COORDINATE WITH
RADON MITIGATION DESGN DRAWINGS.

22.41 PROVIDE HOLDRITE SILENCER SYSTEM FOR THIS
AREA ON SANITARY, VENT, CW AND HW PIPING.

# DATE DESCRIPTION

1 09-20-19 Addendum 04

1
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PLUMBING DRAIN PLAN -
LEVEL 01 SECTOR 02

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
PLUMBING DRAIN PLAN - LEVEL 01 SECTOR 02

1/4" = 1'-0"2

ENLARGED DRAIN PLAN - LEVEL 01 SECTOR 02 -

LOCKER ROOMS

KEYNOTES
22.01 DIRTY PIPE NEW 2” DRAIN LINE IN WALL TO MAIN

DRAIN LINE.

22.02 2” SANITARY STACK UP.

22.04 4” SANITARY STACK UP.

22.06 2” SANITARY STACK UP AND DOWN.

22.11 4” SANITARY STACK DOWN.

22.40 RADON MITIGATION STACK.  COORDINATE WITH
RADON MITIGATION DESGN DRAWINGS.

22.41 PROVIDE HOLDRITE SILENCER SYSTEM FOR THIS
AREA ON SANITARY, VENT, CW AND HW PIPING.

# DATE DESCRIPTION

1 09-18-19 Addendum 03

2 09-20-19 Addendum 04
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TRUE 
NORTH

1/8" = 1'-0"1
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1/4" = 1'-0"2
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DRAIN LINE.
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P3.11

PLUMBING SUPPLY PLAN -
LEVEL 01 SECTOR 01

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
PLUMBING SUPPLY PLAN - LEVEL 01 SECTOR 01

1/4" = 1'-0"2

ENLARGED SUPPLY PLAN - LEVEL 01 SECTOR 01 - MAIN

RESTROOMS

1/4" = 1'-0"3

ENLARGED SUPPLY PLAN - LEVEL 01 SECTOR 01 - ER

SIM

1/4" = 1'-0"4

ENLARGED SUPPLY PLAN - LEVEL 01 SECTOR 01 -

MATERNITY SIM
1/4" = 1'-0"5

ENLARGED SUPPLY PLAN - LEVEL 01 SECTOR 01 -

SIMULATION

KEYNOTES
22.38 3/4” CW & HW DOWN IN WALL TO BELOW WINDOW.

ROUTE LOW IN WALL TO FIXTURE.

22.41 PROVIDE HOLDRITE SILENCER SYSTEM FOR THIS
AREA ON SANITARY, VENT, CW AND HW PIPING.

22.42 ROUTE RC-1 ON HW LINES TO FURTHEST HW DROP
TO FIXTURE(S)TYPICAL.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04
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J

LH 1
1009

CLASSROOM - LL1
1011B

CLASSROOM - LL2
1026

L1 STAIR S
1028

GS 1
1027

GS 2
1025

GS 3
1024

GYM
1017

GS 5
1015

RELAXATION
ROOM

1013

GS 4
1012

L1 JAN
1014

L1 ELEC S
1016

L1 STORAGE
1021

L1 IDF
1008

TESTING
STORAGE

1005

LH 1 AV
1010

ELEVATOR #1
1069

L1 TOILET 1
1023

L1 TOILET 2
1022

L1 TOILET 3
1020

L1 CORR W
1029

P3.12

2

L1 CORR S
1007

EF

G

H

1

2

3

2.5

R1

3.6

R
E

F
E

R
 1

-P
3
.1

1

L1 LOBBY
1003

ELEVATOR #2
1070

LOCKER RM 2
1019

LOCKER RM 1
1018

RC-1 (TYPICAL THRU OUT
BUILDING ON HW LINES)

RC-1 (ON HW STACK)

22.26

22.30

22.28

1 1/4"øHW

2"øCW

1 1/4"øHW 1 1/4"øHW1 1/4"øHW

2 1/2"øCW

2"øCW
2"øCW

1 1/4"øHW

22.35

22.36

1 1/2"øVAC

1 1/2"øMA

2 1/2"øCW

1 1/4"øHW

PRV-1

22.42

22.43

(TYPICAL)

L1 TOILET 1
1023

L1 TOILET 2
1022

L1 TOILET 3
1020

LOCKER RM 1
1018

GYM
1017

LOCKER RM 2
1019

WHA-1WHA-1

WHA-1

WHA-1

TMV-1

TMV-1

TMV-1

TMV-1
TMV-1

TMV-1

TMV-1

1"øCW

3/4"øHW

1"øHW

3/4"øHW

3/4"øHW

1 1/4"øCW

1"øCW

1 1/2"øCW1 1/4"øCW

1 1/4"øCW

3/4"øCW

3/4"øHW

3/4"øHW

3/4"øHW

3/4"øHW

1 1/4"øCW

1 1/4"øHW3/4"øHW

1"øHW

1 1/4"øHW

1 1/4"øCW

1 1/2"øCW

1 1/2"øCW

2"øCW

1 1/4"øCW

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

WHA-1

22.42

22.42

22.42

22.42

1 1/4"øCW

1"øCW

1"øCW

1 1/2"øCW
2"øCW

2

22.41

22.41

22.41

4

P3.12

RPZ-1 (6) GWH-1

DBP-1

ET-1

ST-1

BT-1

1 1/2"øHW

2 1/2"øCW

2 1/2"øCW

2 1/2"øG

1 1/2"øHW

1 1/2"øHW

2"øCW

1 1/4"øCW

2 1/2"øG

1 1/2"øCW

2"øCW

2 1/2"øCW

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

22.39

1 1/2"øCW

2 1/2"øCW

22.42

2 1/2"øG

1 1/4"øG 1 1/2"øG 2"øG

2"øG

2 1/2"øG

1 1/2"øHW

3/4"øCW

3/4"øCW

1 1/4"øCW
1 1/2"øCW

1 1/4"øCW

(TYPICAL)

3/4"øHW
(TYPICAL)

1 1/4"øHW
3/4"øHW

1 1/4"øCW

1 1/4"øHW

1 1/2"øHW

1 1/4"øHW

2"øG1 1/2"øG1 1/4"øG

1 1/4"øG
(TYPICAL)

GWH-1 (6)

2 1/2"øG

3"ø
(TYPICAL)

FS-1 (TYPICAL)
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P3.12

PLUMBING SUPPLY PLAN -
LEVEL 01 SECTOR 02

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
PLUMBING SUPPLY PLAN - LEVEL 01 SECTOR 02

1/4" = 1'-0"2

ENLARGED SUPPLY PLAN - LEVEL 01 SECTOR 02 -

LOCKER ROOMS

1/2" = 1'-0"3

PLUMBING SUPPLY PLAN - BASEMENT LEVEL - MECH.

ROOM

KEYNOTES
22.26 2” CW STACK UP AND 2-1/2” CW DOWN.  PROVIDE

PRV-1.

22.28 2-1/2” GAS STACK UP AND DOWN.

22.30 1-1/4” HW STACK UP AND 1-1/2” HW STACK DOWN.

22.35 1-1/2” VAC DOWN.

22.36 1-1/2” AIR DOWN.

22.39 LOCATE CONTROLLERS FOR RC-1 AT THIS LOCATION.
COORDINATE CONTROLLER LOCATIONS WITH
ELECTRICAL CONTRACTOR AND THE RC-1
MANUFACTURER’S REP.

22.41 PROVIDE HOLDRITE SILENCER SYSTEM FOR THIS
AREA ON SANITARY, VENT, CW AND HW PIPING.

22.42 ROUTE RC-1 ON HW LINES TO FURTHEST HW DROP
TO FIXTURE(S)TYPICAL.

22.43 PLUMBING CONTRACTOR TO PROPERLY SEAL
PENETRATIONS THROUGH IDF/MDF/SERVER ROOM
WALLS TO ENSURE PROPER PERFORMANCE OF
CLEAN AGENT SUPPRESSION SYSTEM.

1/2" = 1'-0"4
WATER HEATER SECTION

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04
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CLINICAL SKILLS
2073

CE PERIMETER
CORR 2

2043

EXAM 6
2051

EXAM 5
2050

EXAM 4
2049

EXAM 3
2048

EXAM 2
2047

EXAM 1
2046

CE PERIMETER
CORR 2

2043

EXAM CENTRAL
CORRIDOR

2052

PREBRIEF
2056

EXAM 7
2058

EXAM 8
2059

EXAM 9
2060

EXAM 10
2061

CONTROL ROOM
2053

CE SERVER
2054

CE PERIMETER
CORR 1

2057

SP CIRC &
LOCKER

2062

SP TOILET
2063

SP TOILET
2064

SP SHOWER /
CHANGING

2065
SP WAITING &

LOUNGE

2066

CE OFFICE
2067 DEBRIEF

2055
CS STORAGE

2074 CS AV
2075

L2 STAIR N
2079

GS 12
2078

STUDENT LOUNGE
2077

STUDENT LOUNGE
- GAME AREA

2076

GS 11
2002

L2 LOCKER
ALCOVE

2001

L2 LOBBY
2000

L2 RESTROOM
AND DRESSING

2069
L2 RESTROOM
AND DRESSING

2070

L2 CORR N
2068

R
E

F
 1

 -
P

3
.2

2

ABCD

1

2

3

A.5

2.5

P3.21

5

P3.21

3

P3.21

4

P3.21

6

P3.21

2

P3.21

7

2 1/2"øMPG 
UP AND 
DOWN

RC-1 (TYPICAL THRU OUT
BUILDING ON HW LINES)

1"øHW

1"øCW

1 1/4"øCW

1"øHW

1 1/4"øCW1 1/2"øCW

1"øHW

3/4"øHW
1"øHW

1"øCW

1"øCW

1"øCW

3/4"øHW

3/4"øHW

3/4"øCW

1"øCW1 1/2"øCW

1"øHW
1"øHW

2"øCW

1 1/2"øCW

1"øHW1 1/4"øHW

1 1/4"øHW

2"øCW

1 1/2"øCW

1"øHW

1 1/2"øCW

3/4"øHW

1"øCW

1"øHW

3/4"øCW

22.42

22.42

22.42

22.42

22.42

L2 RESTROOM
AND DRESSING

2069
L2 RESTROOM
AND DRESSING

2070
TMV-1 TMV-1

1 1/2"øCW

1 1/2"øCW1 1/2"øCW

1 1/2"øCW

1"øHW

3/4"øCW3/4"øHW

3/4"øCW

3/4"øCW
1"øHW3/4"øCW

1 1/4"øCW

3/4"øHW

1 1/4"øCW

1 1/2"øCW

1 1/2"øCW

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

WHA-1

WHA-1

WHA-1

WHA-1

22.42

22.42

22.4122.41

1

ICE 
MACHINE

COFFEE

SP WAITING &
LOUNGE

2066

SP TOILET
2063

SP TOILET
2064

SP CIRC &
LOCKER

2062
SP SHOWER /

CHANGING

2065

TMV-1
SB-1
WHA-1

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

1"øCW3/4"øHW

1"øCW

3/4"øHW 3/4"øCW

3/4"øHW 3/4"øCW

3/4"øHW 1 1/2"øCW

3/4"øCW

1 1/2"øCW

WHA-1

22.42

22.42

22.42

22.41 22.41

1

ICE
MACHINE

COFFEE

STUDENT LOUNGE
2077

SB-1
WHA-1

SB-1
WHA-1

IHF-1

3/4"øHW

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

22.42

EXAM 6
2051

1 1/4"øCW

3/4"øHW
3/4"øCW

1"øHW 1"øCW

1 1/4"øCW 1"øCW

1"øHW

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

22.42

1"øCW

1"øCW

1"øHW

3/4"øHW

1"øHW

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

22.42

3/4"øCW
22.42

3/4"øHW
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P3.21

PLUMBING SUPPLY PLAN -
LEVEL 02 SECTOR 01

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
PLUMBING SUPPLY PLAN - LEVEL 02 SECTOR 01

1/4" = 1'-0"2

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 01 - MAIN

RESTROOMS

1/4" = 1'-0"3

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 01 - SP

CIRC & LOCKER

1/4" = 1'-0"4

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 01 -

STUDENT LOUNGE

1/4" = 1'-0"5

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 01 -

TYPICAL EXAM ROOM

1/2" = 1'-0"6

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 01 -

DRINKING FOUNTAIN

1/2" = 1'-0"7

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 01 -

TYPICAL SINK

KEYNOTES
22.41 PROVIDE HOLDRITE SILENCER SYSTEM FOR THIS

AREA ON SANITARY, VENT, CW AND HW PIPING.

22.42 ROUTE RC-1 ON HW LINES TO FURTHEST HW DROP
TO FIXTURE(S)TYPICAL.

# DATE DESCRIPTION

1 09-20-19 Addendum 04

1
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J

CE STORAGE
2045

ST STUDY 7
2037

ST STUDY 6
2035

ST STUDY 5
2033

ST STUDY 4
2031

ST STUDY 3
2029

LS STAIR 2
2027

L2 CORR S
2004

CE WAITING
2040

L2 FAM TLT 2
2039

SC 14
2038SC 13

2036
L2 FAM TLT 1

2034

MEDIA STORAGE
2009

SC 12
2032

SC 11
2030SC 10

2028

SC 9
2023

LIB. OFFICE
2008

LIBRARY
2006

ST STUDY 1
2041

ST STUDY 2
2042

REBOOT ROOM
2010

STUDENT SENATE
OFFICE

2016

L2 ELEC S
2014

L2 JAN
2012

L2 CORR S
2004

L2 LOBBY
2000

SC 1
2011

SC 2
2015

GS 10
2017

GS 9
2019

GS 8
2021

SC 3
2020

SC 4
2018

SC 5
2022

SC 6
2024

SC 7
2025

SC 8
2026

TESTING
STORAGE

2003

ELEVATOR #1
2080

L2 IDF
2005

LIB CIRC
2007

ELEVATOR #2
1070

EF

G

H

1

2

3

2.5

3.6

P3.22

4

P3.22

3

P3.22

2

P3.22

5

R
E

F
E

R
 1

-P
3
.2

1

RC-1 (TYPICAL THRU OUT
BUILDING ON HW LINES)

1 1/4"øHW

2"øCW

1 1/2"øCW

1"øHW
1"øHW

1"øHW

1 1/4"øHW

1"øHW

1 1/4"øHW

1"øCW

2"øCW

2"øCW

1"øHW

WHA-1

TMV-1

1"øCW 1 1/4"øCW

2"øCW

1 1/2"øCW

1"øCW

1 1/4"øCW

1"øHW

L2 CORR S
2004

L2 CORR S
2004 22.43

(TYPICAL)

22.41

2

CE STORAGE
2045

WHA-1

1"øCW

DISHWASHER
CONNECTION

3/4"øHW 3/4"øHW

22.42

L2 FAM TLT 1
2034

TMV-1

WHA-1

3/4"øCW

1 1/4"øCW

1 1/4"øCW

1"øHW

3/4"øHW

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

22.42

22.41

2

L2 JAN
2012

3/4"øHW

3/4"øCW

22.42

22.26

22.27

22.28

1 1/4"øHW

2"øCW

3/4"øCW

RC-1 (ON HW STACK)

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

WHA-1

PRV-1

22.42
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P3.22

PLUMBING SUPPLY PLAN -
LEVEL 02 SECTOR 02

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
PLUMBING SUPPLY PLAN - LEVEL 02 SECTOR 02

1/4" = 1'-0"2

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 02 - CE

STORAGE

1/4" = 1'-0"3

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 02 -

TYPICAL FAM. TLT

1/4" = 1'-0"4

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 02 -

TYPICAL JAN.

1/2" = 1'-0"5

ENLARGED SUPPLY PLAN - LEVEL 02 SECTOR 02 -

DRINKING FOUNTAIN

KEYNOTES
22.26 2” CW STACK UP AND 2-1/2” CW DOWN.  PROVIDE

PRV-1.

22.27 1-1/4” HW STACK UP AND DOWN.

22.28 2-1/2” GAS STACK UP AND DOWN.

22.41 PROVIDE HOLDRITE SILENCER SYSTEM FOR THIS
AREA ON SANITARY, VENT, CW AND HW PIPING.

22.42 ROUTE RC-1 ON HW LINES TO FURTHEST HW DROP
TO FIXTURE(S)TYPICAL.

22.43 PLUMBING CONTRACTOR TO PROPERLY SEAL
PENETRATIONS THROUGH IDF/MDF/SERVER ROOM
WALLS TO ENSURE PROPER PERFORMANCE OF
CLEAN AGENT SUPPRESSION SYSTEM.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04
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L3 RESTROOM
3105

L3 RESTROOM
3109

FACULTY
BREAKROOM

3112

CLASSROOM - LL4
3106A

L3 STAIR N
3087

L3 CIRC N
3051

FACULTY CONF 1
3001

OFF 5
3073

OFF 6
3072

OFF 7
3070

OFF 8
3067

OFF 9
3065

OFF 10
3062

OFF 11
3060

OFF 12
3058

OFF 13
3056

OFF 14
3054

STAFF 22
3052

STAFF 6
3078

CSI OFF 2
3089

CSI OFF 3
3090

RH OFF 2
3093

CSI CIRC
3088

RH & CSI CONF
3091

RH CIRC
3092

STAFF 12
3071

STAFF 13
3069

STAFF 14
3066

STAFF 16
3063

STAFF 17
3061

STAFF 18
3059

STAFF 19
3057

STAFF 20
3055

STAFF 21
3053

STAFF 15
3064

STAFF 11
3099

FAC CORR N
3051

RH SH OFF
3094

FACULTY CONF 2
3108

LL4 STOR 1
3104

LL4 STOR 2
3102

SH 5
3075

STAFF 5
3080

STAFF 10
3098

CLASSROOM - LL3
3110A

LL3 STOR 2
3111

STAFF 2
3083

STAFF 9
3097

STAFF 4
3082

OFF 4
3074

OFF 3
3077

OFF 2
3079

OFF 1
3081

STAFF 8
3096

STAFF 3
3084

CS1 OFF 1
3086

STAFF 7
3095 STAFF 1

3085

SH 4
3076

L3 ELEC N
3101

FACULTY
WORKROOM

3002

N FAC COPY
ALCOVE

3100

ABCD

1

2

3

A.5

2.5

P3.31

2

P3.31

3

P3.31

4

R
E

F
E

R
 1

-P
3
.3

2

2 1/2"øMPG 
UP AND 
DOWN

2"øCW

1"øHW

3/4"øCW

RC-1 (TYPICAL THRU OUT
BUILDING ON HW LINES)

2"øCW

3/4"øCW UP

BV-1

22.42

COFFEE

FACULTY
BREAKROOM

3112

SB-1
WHA-1

DISHWASHER
CONNECTION

1"øCW

1"øCW 3/4"øHW

ICE MACHINE

IHF-1

22.42

L3 CIRC N
3051

L3 RESTROOM
3109

L3 RESTROOM
3105

TMV-1TMV-1

3/4"øHW

1"øCW

1 1/2"øCW 1 1/2"øCW

1 1/2"øCW

1 1/2"øCW

3/4"øCW

3/4"øCW

1"øHW

3/4"øHW

1"øHW

2"øCW

3/4"øCW

3/4"øHW

2"øCW

1"øHW

1 1/2"øCW

1 1/2"øCW
1 1/4"øCW

1"øCW

1 1/4"øCW

WHA-1
WHA-1

WHA-1

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

BV-1

22.42

3/4"øCW

22.42

22.41

22.41

1

3/4"øCW

WHA-1
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P3.31

PLUMBING SUPPLY PLAN -
LEVEL 03 SECTOR 01

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
PLUMBING SUPPLY PLAN - LEVEL 03 SECTOR 01

1/4" = 1'-0"2

ENLARGED SUPPLY PLAN - LEVEL 03 SECTOR 01 -

FACULTY BREAKROOM

1/4" = 1'-0"3

ENLARGED SUPPLY PLAN - LEVEL 03 SECTOR 01 - MAIN

RESTROOMS

1/2" = 1'-0"4

ENLARGED SUPPLY PLAN - LEVEL 03 SECTOR 01 -

DRINKING FOUNTAIN

KEYNOTES
22.41 PROVIDE HOLDRITE SILENCER SYSTEM FOR THIS

AREA ON SANITARY, VENT, CW AND HW PIPING.

22.42 ROUTE RC-1 ON HW LINES TO FURTHEST HW DROP
TO FIXTURE(S)TYPICAL.

# DATE DESCRIPTION

1 09-20-19 Addendum 04

1
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J

LH 2
3006

L3 CIRC S
3037

SS LEARNING
SPEC

3050

SS ASST REG
3048

ADMIN LOAN OFF
3046

SS ADMIN ASST
3044

SS ASST SA & WC
3043

ADDT OFF 1
3045

ADDT OFF 2
3047

ADDT OFF 3
3049

L3 STAIR 3
3036

STAFF 23
3032

STAFF 24
3031

STAFF 25
3029

FACULTY CONF 3
3027

SH 1
3033

SH 2
3030

SH 3
3028

IT WORKROOM
3034

SS STORAGE
3042

FAC CORR S
3026

S FAC COPY
ALCOVE

3035

EXEC CONF
3021

EXECUTIVE
KITCHENETTE

3022

OSU CHS
PRESIDENT OFF

3020

EXECUTIVE
TOILET

3019

DEAN STOR
3018

CAMPUS DEAN
OFFICE

3017

A/A DEAN OFF
3015

EXEC OFF 2
3012

EXEC OFF 1
3011

?
?

ELEVATOR #2
3115

JAN
3003

L3 IDF
3005

EXEC ADMIN 1
3010

SS CONF RM
3039

L3 ELEC S
3014

SS WKRM/COPY
3040

EXEC WKRM/COPY
3025

EXEC OFF 3
3023

EXEC STOR
3024

EXEC ADMIN 2
3016

EF

G

H

1

2

3

2.5

3.6

P3.32

3

P3.32

2

COFFEE

R
E

F
E

R
 1

-P
3
.3

1

1"øHW

2"øCW

2"øCW

1"øHW
1 1/4"øHW

3/4"øHW

1 1/4"øCW
1"øCW3/4"øHW

1 1/4"øCW

3/4"øHW

1"øCW

1 1/4"øHW DOWN

SB-1
WHA-1

RC-1 (TYPICAL THRU OUT
BUILDING ON HW LINES)

RC-1 (ON HW STACK)

SS CIRC
3038

SS WAITING
3008

EXEC CORRIDOR
3009

ELEVATOR #1
B030

LH 2 AV
3007

22.28
22.29

3/4"øCW UP

BV-1

PRV-1

22.42

22.42

22.43

(TYPICAL)

EXECUTIVE
KITCHENETTE

3022

COFFEE/
ICE MAKER

IHF-1

SB-1
WHA-1

DISHWASHER
CONNECTION

3/4"øHW1"øCW

22.42

EXECUTIVE
TOILET

3019

TMV-1

WHA-1

1"øCW1"øCW

3/4"øHW

RC-1 (TYPICAL THRU 
OUT BUILDING ON 
HW LINES)

1 1/4"øCW

3/4"øHW

22.42

2

22.41
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P3.32

PLUMBING SUPPLY PLAN -
LEVEL 03 SECTOR 02

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
PLUMBING SUPPLY PLAN - LEVEL 03 SECTOR 02

1/4" = 1'-0"2

ENLARGED SUPPLY PLAN - LEVEL 03 SECTOR 02 - EXEC.

KITCHENETTE

1/4" = 1'-0"3

ENLARGED SUPPLY PLAN - LEVEL 03 SECTOR 02 -

EXECUTIVE TLT

KEYNOTES
22.28 2-1/2” GAS STACK UP AND DOWN.

22.29 2” CW STACK DOWN.  PROVIDE PRV-1.

22.41 PROVIDE HOLDRITE SILENCER SYSTEM FOR THIS
AREA ON SANITARY, VENT, CW AND HW PIPING.

22.42 ROUTE RC-1 ON HW LINES TO FURTHEST HW DROP
TO FIXTURE(S)TYPICAL.

22.43 PLUMBING CONTRACTOR TO PROPERLY SEAL
PENETRATIONS THROUGH IDF/MDF/SERVER ROOM
WALLS TO ENSURE PROPER PERFORMANCE OF
CLEAN AGENT SUPPRESSION SYSTEM.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04
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M1.02

MECHANICAL SCHEDULES

100

18163R

09/20/19

MULTI-ZONE VAV ROOF TOP UNIT WITH GAS FIRED HEAT SCHEDULE

MARK DESCRIPTION MFR MODEL NOM. TONS EER / IEER

COOLING HEATING SUPPLY FANS RELIEF FAN ELECTRICAL

WEIGHT
ECONOMIZER

TYPE
CONTROL

TYPE ACCESSORIES
AIRFLOW

COIL O/A CFM
AMBIENT

(°F)
EAT DB /

WB
LAT COIL
DB / WB

LAT UNIT
DB / WB

COMPRESSOR
STAGES

AMBIENT
(°F) AIRFLOW EAT / LAT

HEAT IN / OUT
(MBH) STAGES  AIRFLOW

SUPPLY
DUCT ESP

RETURN
DUCT ESP FAN HP AIRFLOW ESP HP VOLTS PH MCA MOCP

RTU-1 MULTI-ZONE VAV TRANE SFHKD124 115 10.3 / 14.4 37250 7050 CFM 100 74 / 62.4 51.81 / 50.88 56.5 / 52.94 MODULATING 9 20000 52.9 / 72.69 1000 / 800 MODULATING 40000 CFM 2.86" 2.3" (2) 40 32150 2.3" 40 460 V 3 345 350 17000 COMPARATIVE
ENTHALPY

BAS 1-15

RTU-3 MULTI-ZONE VAV TRANE SFHKD124 115 10.3 / 14.4 38600 5250 CFM 100 72.2 / 60.7 50.4 / 49.54 54.7 / 51.42 MODULATING 9 20000 52.9 / 72 1000 / 800 MODULATING 40000 CFM 3.871 1.289 (2) 40 40000 1.289 40 460 V 3 345 350 17000 COMPARATIVE
ENTHALPY

BAS 1-15

RTU-4 MULTI-ZONE VAV TRANE SFHKC904 90 10.5 / 14.6 29660 4700 CFM 100 73.0 / 61.3 50.93 / 49.6 55.18 / 51.49 MODULATING 9 20000 52.9 / 77.76 1000 / 800 MODULATING 31300 CFM 4" 2.322" (2) 30 31300 2.322" 30 460 V 3 285.3 300 16000 COMPARATIVE
ENTHALPY

BAS 1-15

GENERAL NOTES APPLICABLE TO ALL UNITS:
1.  PROVIDE VIBRATION ISOLATION ROOF CURB TO MATCH ROOF TYPE AND SLOPE, SEISMIC, AND WIND CLASSIFICATION.
2.  PROVIDE THERMAL EXPANSION VALVE.
3.  PROVIDE HAIL GUARD.
4.  PROVIDE THROUGH THE BASE ELECTRICAL.
5.  PROVIDE UNIT MOUNTED CONVENIENCE OUTLET.
6.  PROVIDE FACTORY MOUNTED DISCONNECT SWITCH.
7.  VERTICAL DISCHARGE 
8.  DIGITAL SCROLL COMPRESSORS - PROVIDE COMPRESSOR SOUND BLANKETS.
9.  DIRECT DRIVE SUPPLY AND EXHAUST FAN WITH GROUDING RINGS AND VFD.
10.  PROVIDE WITH BACNET INTERFACE
11.  ENERGY RECOVERY WHEEL WITH FROST CONTROL AND BYPASS - PURGE OPTION
12.  PROVIDE WITH MODULATING HOT GAS REHEAT.
13.  OUTSIDE AIRFLOW MONITOR
14.  PROVIDE WITH UV LIGHTS
15.  STAINLESS STEEL DRAIN PAIN
16.  DOUBLE WALL CONSTRUCTION
17.  PROVIDE WITH PHASE LOSS MONITORING THROUGH THE BAS.
18.  SCCR 65000

ACCEPTABLE MANUFACTURERS AND REPRESENTATION
A.DAIKEN NORTH AMERICA |  
B.YORK-A JOHNSON CONTROL COMPANY | 
C.TRANE | 

ANY SUBSTITUTIONS OR VARIATIONS FROM SCHEDULED EQUIPMENT MUST BE SUBMITTED TO THE ENGINEER FOR APPROVAL A MINIMUM OF TWO WEEKS PRIOR TO BID DATE.

GENERAL NOTES APPLICABLE TO ALL UNITS:
1.  PROVIDE VIBRATION ISOLATION ROOF CURB TO MATCH ROOF TYPE AND SLOPE, SEISMIC, AND WIND CLASSIFICATION.
2.  PROVIDE THERMAL EXPANSION VALVE.
3.  PROVIDE HAIL GUARD.
4.  PROVIDE THROUGH THE BASE ELECTRICAL.
5.  PROVIDE UNIT MOUNTED CONVENIENCE OUTLET.
6.  PROVIDE FACTORY MOUNTED DISCONNECT SWITCH.
7.  VERTICAL DISCHARGE 
8.  SCROLL COMPRESSORS.  
9.  DIRECT DRIVE SUPPLY AND EXHAUST FAN WITH GROUDING RINGS AND VFD.
10.  PROVIDE WITH BACNET INTERFACE
11.  0-100% ECONOMIZER
12.  OUTSIDE AIRFLOW MONITOR
13.  PROVIDE WITH UV LIGHTS
14.  STAINLESS STEEL DRAIN PAIN
15.  DOUBLE WALL CONSTRUCTION
16.  PROVIDE WITH PHASE LOSS MONITORING THROUGH THE BAS.
17.  SCCR 65000

ACCEPTABLE MANUFACTURERS AND REPRESENTATION
A.DAIKEN NORTH AMERICA |  
B.YORK-A JOHNSON CONTROL COMPANY | 
C.TRANE | 

ANY SUBSTITUTIONS OR VARIATIONS FROM SCHEDULED EQUIPMENT MUST BE SUBMITTED TO THE ENGINEER FOR APPROVAL A MINIMUM OF TWO WEEKS PRIOR TO BID DATE.

100% OUTSIDE AIR MULTI-ZONE VAV ROOF TOP UNIT WITH ERV & GAS FIRED HEAT SCHEDULE

MARK DESCRIPTION MFR MODEL
NOM.
TONS

EER /
MRE

ERV - SUMMER COOLING COIL ERV - WINTER HEATING SUPPLY FANS EXHAUST FAN ELECTRICAL

WEIGHT
CONTROL

TYPE ACCESSORIES

OUTSIDE AIR EXHAUST AIR
VENTILATION
SUPPLY AIR

AIRFLOW
COIL

EAT
DB / WB

LAT COIL
DB / WB
MAX 51F

LAT UNIT
REHEAT
DB / WB

COMPRESSOR
STAGES

OUTSIDE AIR EXHAUST AIR
VENTILATION
SUPPLY AIR

AIRFLOW
EAT /
LAT

HEAT IN /
OUT (MBH) STAGES  AIRFLOW

SUPPLY
DUCT ESP

RETURN
DUCT ESP

FAN
HP AIRFLOW ESP HP VOLTS PH MCA MOCP

AMBIENT
DB / WB AIRFLOW

EAT
DB / WB AIRFLOW AIRFLOW

LAT
DB / WB

AMBIENT
DB / WB AIRFLOW

EAT
DB / WB AIRFLOW AIRFLOW

LAT
DB / WB

RTU-2 MULTI-ZONE VAV W/ ERV TRANE OANG060C3 60 15.7 / 4.64 100 / 76 15000 CFM 66 / 56.3 15000 15000 80.9 / 66.2 15000 CFM 80.9/ 66.2 50.9 / 50.9 66 / 57.2 MODULATING 9 / 7 15000 66 / 56.3 15000 15000 38.9 / 36.7 15000 CFM 38.9 / 98.9 1200 / 972 MODULATING 15000 CFM 2.5" 1" (2) 15 15000 2.25" (2) 10 460 V 3 172 200 12000 BAS 1-16

FAN POWERED VAV BOX WITH ELECTRIC REHEAT SCHEDULE - RTU-1

TAG MANUFACTURER MODEL
VALVE

SIZE (in.) FAN SIZE

OUTSIDE AIR
REQUIREMENT DESIGN COOLING

CFM
MINIMUM COOLING

CFM FAN AIRFLOW (CFM)
PRIMARY AIR
HEATING CFM

TOTAL HEATING
CFM

HEATING COIL ENTERING AIR
TEMP (°F)

HEATING COIL
LEAVING AIR TEMP

(°F)
COIL HEAT

(kW)
COIL HEAT

STAGES
DOWN STREAM SP

(in. w.c.)
UNIT VOLTS /

PHASE BLOWER HP MCA MOCP NOTESMAX CFM MIN CFM
VAV-1-1A TRANE VPEF 14 07 370 40 2800 600 1700 1100 2800 63.5 84.48 20 SCR 0.4 480/3 1 36 A 40 A SEE BELOW

VAV-1-15A TRANE VPEF 14 07 485 90 3000 1250 1700 1300 3000 63.5 84.48 20 SCR 0.4 480/3 1 36 A 40 A SEE BELOW

VAV-1-15B TRANE VPEF 14 07 485 90 3000 1250 1700 1300 3000 63.5 84.48 20 SCR 0.4 480/3 1 36 A 40 A SEE BELOW

VAV-1-14A TRANE VPEF 14 07 65 20 2500 500 1700 800 2500 64 89 20 SCR 0.4 480/3 1 36 A 40 A SEE BELOW

VAV-1-46B TRANE VPEF 16 07 140 40 3500 1500 1700 1500 3200 62.97 82.64 20 SCR 0.4 480/3 1 36 A 40 A SEE BELOW

FAN POWERED VAV BOX WITH ELECTRIC REHEAT SCHEDULE - RTU-3

TAG MANUFACTURER MODEL
VALVE

SIZE (in.) FAN SIZE

OUTSIDE AIR
REQUIREMENTS DESIGN COOLING

CFM
MINIMUM COOLING

CFM FAN AIRFLOW (CFM)
PRIMARY AIR
HEATING CFM

TOTAL HEATING
CFM

HEATING COIL ENTERING AIR
TEMP (°F)

HEATING COIL
LEAVING AIR TEMP

(°F)
COIL HEAT

(kW)
COIL HEAT

STAGES
DOWN STREAM SP (in.

w.c.)
UNIT VOLTS /

PHASE BLOWER HP MCA MOCP NOTESMAX CFM MIN CFM
VAV-3-22B TRANE VPEF 14 05 433 77 2400 1100 1300 1100 2400 63.13 85.42 17 SCR 0.4 480/3 1/2 29 A 30 A SEE BELOW

VAV-3-22A TRANE VPEF 14 05 433 77 2475 1100 1300 1100 2400 63.13 85.42 17 SCR 0.4 480/3 1/2 29 A 30 A SEE BELOW

FAN POWERED VAV BOX WITH ELECTRIC REHEAT SCHEDULE - RTU-4

TAG MANUFACTURER MODEL
VALVE

SIZE (in.) FAN SIZE

OUTSIDE AIR
REQUIREMENTS DESIGN COOLING

CFM
MINIMUM COOLING

CFM FAN AIRFLOW (CFM)
PRIMARY AIR
HEATING CFM

TOTAL HEATING
CFM

HEATING COIL ENTERING AIR
TEMP (°F)

HEATING COIL
LEAVING AIR TEMP

(°F)
COIL HEAT

(kW)
COIL HEAT

STAGES
DOWN STREAM SP (in.

w.c.)
UNIT VOLTS /

PHASE BLOWER HP MCA MOCP NOTESMAX CFM MIN CFM
VAV-4-22A TRANE VPEF 14 07 286 93 2950 900 1900 900 2800 64 82 16 SCR 0.4 480/3 1 29 A 30 A SEE BELOW

VAV-4-22B TRANE VPEF 14 07 286 93 2800 900 1900 900 2800 64 82 16 SCR 0.4 480/3 1 29 A 30 A SEE BELOW

VAV-4-41A TRANE VPEF 14 07 291 194 2800 900 1900 900 2800 64 82 16 SCR 0.4 480/3 1 29 A 30 A SEE BELOW

VAV-4-41B TRANE VPEF 14 07 291 194 2800 900 1900 900 2800 64 82 16 SCR 0.4 480/3 1 29 A 30 A SEE BELOW

GENERAL NOTES APPLICABLE TO ALL UNITS:
1.  VAV BOX INLET STATIC PRESSURE IS TO BE 0.75".
2.  PROVIDE ALL VAV BOXES WITH DDC CONTROLS, ACTUATOR, FACTORY MOUNTED DISCONNECT SWITCH, AIR FLOW SAFETY SWITCH, CONTROL POWER TRANSFORMER AND FUSES, AND SINGLE POINT ELECTRICAL CONNECTION WITH 
FUSES. LOW VOLTAGE WIRING BY MECHANICAL CONTRACTOR.
3.  UNIT INSULATION SHALL BE MATTE FACED WITH 1" INSULATION. TYPICAL FOR ALL
4.  FACTORY PROVIDED 480/3 TO 277/1 TRANSFORMER FOR FAN.

GENERAL NOTES APPLICABLE TO ALL UNITS:
1.  VAV BOX INLET STATIC PRESSURE IS TO BE 0.75".
2.  PROVIDE ALL VAV BOXES WITH DDC CONTROLS, ACTUATOR, FACTORY MOUNTED DISCONNECT SWITCH, AIR FLOW SAFETY SWITCH, CONTROL POWER TRANSFORMER AND FUSES, AND SINGLE POINT ELECTRICAL CONNECTION WITH 
FUSES. LOW VOLTAGE WIRING BY MECHANICAL CONTRACTOR.
3.  UNIT INSULATION SHALL BE MATTE FACED WITH 1" INSULATION. TYPICAL FOR ALL
4.  FACTORY PROVIDED 480/3 TO 277/1 TRANSFORMER FOR FAN.

GENERAL NOTES APPLICABLE TO ALL UNITS:
1.  VAV BOX INLET STATIC PRESSURE IS TO BE 0.75".
2.  PROVIDE ALL VAV BOXES WITH DDC CONTROLS, ACTUATOR, FACTORY MOUNTED DISCONNECT SWITCH, AIR FLOW SAFETY SWITCH, CONTROL POWER TRANSFORMER AND FUSES, AND SINGLE POINT ELECTRICAL CONNECTION WITH 
FUSES. LOW VOLTAGE WIRING BY MECHANICAL CONTRACTOR.
3.  UNIT INSULATION SHALL BE MATTE FACED WITH 1" INSULATION. TYPICAL FOR ALL
4.  FACTORY PROVIDED 480/3 TO 277/1 TRANSFORMER FOR FAN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04

RTU ACOUSTICAL INFORMATION
MARK 63 125 250 500 1K 2K 4K 8K NOTE
RTU-1 96/87/92 93/87/88 100/92/85 94/83/84 88/75/83 84/73/80 80/70/75 72/62/68 SUPPLY/RETURN

/OUTDOOR

RTU-2 56.4 65.4 73.4 80.4 81.4 80.4 82.4 77.4 OUTDOOR

RTU-3 95/85/93 91/86/89 97/90/86 92/80/86 88/74/85 81/72/82 77/68/77 71/61/69 SUPPLY/RETURN
/OUTDOOR

RTU-4 95/84/90 91/85/86 95/89/83 95/89/83 90/79/82 86/74/81 80/70/77 76/67/72 SUPPLY/RETURN
/OUTDOOR

2



J

EF-1

EF-2

MCU-0-2

MCU-0-3

MCU-0-1

MCU-0-0

RTU-1

RTU-3 RTU-4

ABCDEFGH

1

2

3

A.5

2.5

R1

3.6

2

M2.16

MCU-1-2
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PLAN

100

18163R

09/20/19

PLAN 
NORTH

TRUE 
NORTH

3/32" = 1'-0"1
OVERALL MECHANICAL PLAN ROOF

KEYNOTES
23.03 CONDENSING UNIT TO SERVE MDF ROOM IN

BASEMENT. MODEL: ACCU300000 208/3 80 AMP.
REFER TO SHEET M4.00.

23.04 CONDENSING UNIT TO SERVE IDF ROOM. MODEL:
ACCU300000 208/3 80 AMP. REFER TO SHEET M4.00.

23.05 CONDENSING UNIT TO SERVE SIM SERVER ROOM.
MODEL: ACCU300000 208/3 80 AMP.  REFER TO SHEET
M4.00.

23.06 CONDENSING UNIT TO SERVE CE SERVER ROOM.
MODEL: ACCU300000 208/3 80 AMP. REFER TO SHEET
M4.00.

23.33 REFRIGERANT PIPING TO BE ROUTED DN IN
GOOSENECK THROUGH ROOF FROM ROOFTOP
CONDENSING UNITS TO INDOOR AIR HANDLER.
REFER TO DETAIL 11-M1.03. REFER TO SHEETS M7.00
THRU M7.04 FOR CONTINUATION OF REFRIGERANT
PIPE ROUTING AND CONDENSATE PIPE ROUTING.

23.38 26” VIBRATION ISOLATION ROOF CURB.

23.39 ROOF SCREEN. REFER TO ARCH PLANS.

23.41 RADON MITIGATION FAN. COORDINATE EXACT
LOCATION WITH RADON MITIGATION CONSULANT
PRIOR TO INSTALLATION. REFER TO RADON
MITIGATION CONSULTANT DRAWINGS FOR
ADDITIONAL INFORMATION. MAINTAIN MINIMUM 15’-0”
FROM ALL FRESH AIR INTAKES.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04

3/32" = 1'-0"2
ROOFTOP MECHANICAL SECTION VIEW
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ENLARGED POWER PLAN
LEVEL 03 SECTOR 02

09/20/19
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PLAN 
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TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 03 SECTOR 02

KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.20 VERIFY EXACT LOCATIONS AND CONDUIT ROUTING
WITH ARCHITECT AND MILL WORK CONTRACTOR
PRIOR TO ROUGH-IN.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03

3 09-20-19 Addendum 04
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ENLARGED ELECTRICAL
ROOMS PLAN

09/20/19

100

18163R

1/2" = 1'-0"4
ENLARGED ELECTRICAL ROOM 1A

1/2" = 1'-0"5
ENLARGED ELECTRICAL ROOM 1B

1/2" = 1'-0"6
ENLARGED ELECTRICAL ROOM 2A

1/2" = 1'-0"7
ENLARGED ELECTRICAL ROOM 2B

1/2" = 1'-0"8
ENLARGED ELECTRICAL ROOM 3A

1/2" = 1'-0"9
ENLARGED ELECTRICAL ROOM 3B

1/2" = 1'-0"1
EMERGENCY ELECTRICAL ROOM

1/2" = 1'-0"2
MAIN ELECTRICAL ROOM

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04

1/2" = 1'-0"3
ENELARGED ELECTRICAL ROOM 0A

2
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08-23-19 17-13

E1.36

OVERALL MECHANICAL
POWER PLAN ROOF

09/20/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
OVERALL MECHANICAL POWER PLAN ROOF

MECHANICAL POWER PLAN NOTES
E.C.SHALL MAKE  CONNECTIONS BETWEEN THE OUTDOOR AND INDOOR
UNITS OF THE MINI-SPLIT SYSTEM. ROUTE ALL CONDUIT AND WIRING
THROUGH CHASES.

EXHAUST FANS SHALL BE CIRCUITED WITH LIGHTS UNLESS SHOWN
OTHERWISE. REFER TO MECHANICAL PLANS FOR CONTROLS OF
EXHAUST FANS.

ALL 480V/3PH WSHP’S/VAV’S REQUIRE A NEUTRAL CONDUCTOR

ALL MECHANICAL EQUIPMENT SHALL BE PROVIDED WITH A
DISCONNECT FROM THE FACTORY UNLESS SHOWN WITH A
DISCONNECT AND NOTED WITH A SIZE THEN E.C. SHALL PROVIDE
DISCONNECT.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04

KEYNOTES
26.36 COORDINATE LOCATIONS AND ELECTRICAL

CONNECTIONS WITH RADON EXHAUST FAN SUPPLIER
PRIOR TO INSTALLATION.
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BASEMENT LEVEL
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1/8" = 1'-0"1
LIGHTING ZONE PLAN BASEMENT LEVEL SECTOR 02

LIGHTING ZONE SCHEDULE

WT
EMERGENCY

EGRESS
OCCUPANCY

SENSOR SWITCH TYPE
MOTORIZED

SHADING
SOUTH
STAIRS

YES INTEGRATED OCC
SENSOR

NA NA

ZONE 1 YES CEILING NA NA

ZONE 2 YES SWITCH MANUAL NA

ZONE 3 YES SWITCH DIMMER/ OS NA

ZONE 4 YES SWITCH DIMMER/ OS NA

ZONE 5 YES NA MANUAL NA

ZONE 6 YES NA MANUAL NA

ZONE 7 NO CEILING MANUAL NA

ZONE 8 YES CEILING NA NA

ZONE 9 YES CEILING NA NA

ZONE 10 YES CEILING TS NA

ZONE 11 NO SWITCH OS NA

ZONE 12 YES SWITCH OS NA

ZONE 13 YES SWITCH DIMMER/ OS NA

ZONE 14 YES NA MANUAL NA

ZONE 15 YES SWITCH OS NA

ZONE 16 NO SWITCH DIMMER/ OS NA

ZONE 18 NO SWITCH DIMMER/ OS NA

ZONE 19 NO SWITCH OS NA

ZONE 20 YES SWITCH DIMMER/ OS NA

ZONE 21 YES NO MANUAL NA

ZONE 22 YES CEILING TS NA

ZONE 23 YES CEILING NA NA

ZONE 25 NO SWITCH DIMMER/ OS NA

ZONE 26 NO CEILING DIMMER NA

ZONE 27 YES INTEGRATED OCC
SENSOR

NA NA

ZONE 28 YES CEILING NA NA

NOTES:
1. EC SHALL PROVIDE A SUBMITTAL PACKAGE INCLUDING CUTSHEETS FOR EACH FIXTURE.
2. EC SHALL PROVIDE ALL ACCESSORIES FOR A COMPLETE ASSEMBLY INCLUDING MOUNTING HARDWARE.
3. THE MOUNTING TYPE OF EACH FIXTURE SHALL BE COMPATIBLE WITH INSTALLATION SURFACE OF EACH FIXTURE.
4. ALL FINISHES SHALL BE COORDINATED WITH ARCHITECT AND DOCUMENTED ON SUBMITTALS.

LUMINAIRE SCHEDULE

TYPE
COLOR
TEMP

LAMP DIMMING VOLTS
WATTS DESCRIPTION MANUFACTURER

B1 3500K LED 0-10V 277 36 W 2X4, TROFFER, 4000LM, 80CRI METALUX - ST - 24CZ2

B1E 3500K LED, 3500K 10-100% 120/277 49 W 2X4, TROFFER, 4000LM, 80CRI, EMERGENCY INTEGRATED BATTERY METALUX - ST - 24CZ2

B2 3500K LED 0-10V 277 19 W 2X2, TROFFER, 4000LM, 80CRI METALUX - ST - 22CZ2

B3 4000K LED 0-10V 277 96 W 2X4, TROFFER, 11600LM, 80CRI WILLIAMS - MDS

D1 3500K LED 10-100% 277 18 W 6", RECESSED, DOWNLIGHT, WHITE, 2000LM, 80CRI HALO - PD6

E1 NA LED N/A 120/277 10 W EMERGENCY LIGHT, BUGEYE, SELF DIAGNOSTIC, INTEGRATED BATTERY SURE LITES - APEL

F1 4000K LED NA 277 44 W 4' SURFACE STRIP, 4764LM METALUX - SLSTP

F2 4000K LED NA 277 32 W 4' SURFACE STRIP, 4000LM GENERAL DISTRIBUTION, METALUX - VAPORTITE

K1 4000K LED NA 277 84 W 36", SYMETRICAL 360 DEGREE BOLLARD HYDREL - 3110C LED

L1 3500K
LED 0-10V 277

28 W 5' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L2 3500K
LED 0-10V 277

60 W 11' 11", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L4 3500K
LED 0-10V 277

40 W 8', LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L5 3500K
LED 0-10V 277

286 W 57' 2", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L6 3500K
LED 0-10V 277

160 W 31' 8", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L7 3500K
LED 0-10V 277

62 W 12' 3", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L8 3500K
LED 0-10V 277

111 W 22' 2", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L9 3500K
LED 0-10V 277

29 W 5' 8", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L11 3500K
LED 0-10V 277

501 W 100' 1", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L12 3500K
LED 0-10V 277

105 W 21', LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L13 3500K
LED 0-10V 277

67 W 13' 4", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L14 3500K
LED 0-10V 277

62 W 12' 3", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L15 3500K
LED 0-10V 277

121 W 24' 2", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L16 3500K
LED 0-10V 277

447 W 89' 4", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L18 3500K
LED 0-10V 277

67 W 13' 4", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L19 3500K
LED 0-10V 277

72 W 14' 3", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L20 3500K
LED 0-10V 277

50 W 10', LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L21 3500K
LED 0-10V 277

293 W 58' 7", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L22 3500K
LED 0-10V 277

41 W 8' 2", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L23 3500K
LED 0-10V 277

293 W 58' 5", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L24 3500K
LED 0-10V 277

38 W 7' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L25 3500K
LED 0-10V 277

54 W 10' 8", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L26 3500K
LED 0-10V 277

43 W 8' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L27 3500K
LED 0-10V 277

57 W 11' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L28 3500K
LED 0-10V 277

228 W 45' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L29 3500K
LED 0-10V 277

42 W 8'4", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L31 3500K
LED 0-10V 277

26 W 5' 7", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L32 3500K
LED 0-10V 277

58 W 11' 5", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L33 3500K
LED 0-10V 277

47 W 9' 5", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L34 3500K LED 0-10V 277 38 W 4' STANDARD OUTPUT, WET LOCATION LINEAR FIXTURE, FLUSH GYP/ HARD LID, 80CRI, 3086 LM A-LIGHT - D5

L35 3500K LED 0-10V 277 179 W 15'5" SECTION, 31' SECTION, 13'11" SECTION, CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L36 3500K LED 0-10V 277 217 W 10'9" SECTION, 42' SECTION, 19'5" SECTION, CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L37 3500K LED 0-10V 277 192 W 20' SECTION, 43'4" SECTION, CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L38 3500K LED NA 277 225 W 12'1" SECTION, 15'9" SECTION, 47' SECTION, CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L39 3500K LED NA 277 265 W 88'4", CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L41 3500K LED 0-10V 277 38 W 4' STANDARD OUTPUT, WET LOCATION LINEAR FIXTURE, FLUSH GYP/ HARD LID, 80CRI, 2186 LM A-LIGHT - D5

P1 3500K LED 0-10V 277 37 W 8", PENDANT, CABLE, 4601LM GLIGHTING - SIDNEY

P2 3500K LED 0-10V 120 37 W 6.75", PENDANT, CABLE, 1200LM, AMBER NICHE - AXIA

Q1 4000K LED NA 120 100 W 2X2, RECESS MOUNTED, STROBE-GUIDED REMOTE CONTROL SKYTRON - LUCINA 4

S1E 3500K
LED STANDARD 277

38 W 4' STAIR LIGHTER STRIP, INTEGRATED OCCUPANCY SENSOR, 4015LM, EMERGENCY INTEGRATED
BATTERY

METALUX - SWLED

SL1 4000K LED NA 277 684 W 25' POLE LIGHT,4 SQUARES, TYPE 4 WITH FORWARD THROW, BLACK, TRIPLE 2, 24074 LM EATON - GLNA

U1 3500K LED NA 120 50 W 4', UNDERCABINET LIGHT, EDC-1 FAIL-SAFE - UCL

U2 3500K LED NA 120 26 W 3', UNDERCABINET LIGHT, EDC-1 FAIL-SAFE - UCL

U3 3500K LED NA 120 18 W 2', UNDERCABINET LIGHT, EDC-1 FAIL-SAFE - UCL

W1 4000K LED NA 277 18 W WALL PACK, DOWN THROW, 1750 LM BLACK, WIDE FLOOD FC LIGHTING - FCW1033

W2 4000K LED NA 277 54 W WALL PACK, UP/DOWN THROW,  2125 LM, BLACK, WIDE FLOOD FC LIGHTING - FCW1034

W3 4000K LED NA 277 18 W WALL PACK,  UP THROW, 1750 LM BLACK, WIDE FLOOD FC LIGHTING - FCW1033

X1 LED NA 277 5 W EXIT SIGN, EDGELIT, SELF DIAGNOSTIC, RED LETTERS, WHITE, EMERGENCY SURE LITES - EUX

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-16-19 Addendum 02

3 09-20-19 Addendum 04
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1/4" = 1'-0"1
LIGHTING PLAN - BASEMENT

KEYNOTES
26.27 LIGHT FIXTURE TO BE MOUNTED IN EXTERIOR FURR

OUT. REFER TO ARCHITECTURAL PLAN DETAIL
A5.04/07 FOR EXACT MOUNTING LOCATIONS AND
HEIGHTS. COORDINATE MOUTNING LOCATIONS AND
ALL MOUTNING REQUIREMENTS WITH ARCHITECT
AND GENERAL CONTRACTOR PRIOR TO ROUGH-IN.
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KEYNOTES
26.13 ELECTRICAL CONTRACTOR TO COORDINATE

LOCATION AND FRAMING WITH ARCHITECT AND
FRAMERS PRIOR TO INSTALLATION.

26.28 REFER TO ELEVATIONS ON SHEETS E5.06, E5.07 AND
E5.08 FOR MOUNTING HEIGHTS.
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E5.08 FOR MOUNTING HEIGHTS.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04



OS

OS

OS

OS

OS

OS

OS OS

OS

OS

OS

OS

OS

OS

ELEVATOR #1
1069

RECEPTION /
SECURITY

1004

L1 IDF
1008

TESTING
STORAGE

1005

LH 1
1009

L1 LOBBY
1003

OS

OS

OS

TS

L1 LOBBY
1003

B1

B1

B1

B1

B1

B2

B1

B1

B1

B1

D1D1D1D1D1

D1
D1

D1 D1 D1 D1

D1 D1

B1

D1

D1

D1

B1

B1

D1

D1

B1

B1

D1

D1

B1

B1

D1

D1

B1

D1D1D1

D1 D1 D1 B2

B2

B2

B2

B2

B2

B2

B1B1

B1

F1 F1

D1

D1

F1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1

B1 B1

D1

D1

X1

X1

-6H0E

X1

X1

X1

X1

L5
26.13

-11H0E

L6

26.13

26.13

L21

L22

26.13

26.15

L28

26.13

W2

W1

-15H0E

VIA LCP-3 (6 OF 6)

26.28

-15H0E

VIA LCP-3 (5 OF 6)

X1

E1

1

E11

0102

PROJECT NO.

% COMPLETE

23042

L

OR

N
IC

E
S

E
D

P

K AM
O

L A OH

R
E

ESF S I O
LAN

E
N

E
G

I
NRobert

Brandon
Pinkerton

CA5338(PE)

PROFESSIONAL SEAL:

PROJECT PHASE:

REVISIONS

DATE: JOB NUMBER:

SHEET NUMBER:

0
4

8

1
/8

" 
=

1
'-
0
"

0
4

1
/4

" 
=

1
'-
0
"

0
6

3
/8

" 
=

1
'-
0
"

0
4

1
/2

" 
=

1
'-
0
"

6
"

2

3
/4

" 
=

1
'-
0
"

0
6

"
1

1
" 

=
1
'-
0
"

0
6

"
1

1
 1

/2
" 

=
1

'-
0

"

0
1

3
" 

=
1
'-
0
"

6
"

1
6

8

CLIENT:

CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com

T
A

H
L
E

Q
U

A
H

, 
O

K
L

A
H

O
M

A

CONSTRUCTION DOCUMENTS

08-23-19 17-13

E2.06

ENLARGED LIGHTING PLAN
LEVEL 01 SECTOR 02

09/20/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED LIGHTING PLAN LEVEL 01 SECTOR 02

KEYNOTES
26.13 ELECTRICAL CONTRACTOR TO COORDINATE

LOCATION AND FRAMING WITH ARCHITECT AND
FRAMERS PRIOR TO INSTALLATION.

26.15 LIGHT FIXTURE TO BE MOUNTED IN A CONTINOUS
RUN. IN THIS AREA, LIGHT FIXTURE WILL RUN
VERTICAL FROM 13’2’’ SOFIT TO 13’ 6’’ SOFIT. AFTER
VERITCIAL RUN LIGHT FIXTURE WILL CONTINUE TO
RUN HORIZONTAL AT 13’ 6’’ SOFIT. COORDINATE
MOUNTING AND EXACT LOCATION OF VERITCAL
CONTIOUS RUN WITH ARCHITECT AND FRAMERS
PRIOR TO ROUGH-IN.

26.28 REFER TO ELEVATIONS ON SHEETS E5.06, E5.07 AND
E5.08 FOR MOUNTING HEIGHTS.

# DATE DESCRIPTION

1 09-20-19 Addendum 04
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FRAMERS PRIOR TO INSTALLATION.
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1/4" = 1'-0"1
ENLARGED LIGHTING PLAN LEVEL 03 SECTOR 02

KEYNOTES
26.13 ELECTRICAL CONTRACTOR TO COORDINATE

LOCATION AND FRAMING WITH ARCHITECT AND
FRAMERS PRIOR TO INSTALLATION.

# DATE DESCRIPTION

1 09-16-19 Addendum 02

2 09-20-19 Addendum 04
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KEYNOTES
26.24 JUNCTION BOX FOR L36 FIXTURE LOCATED IN

EXTERIOR FURR OUT. REFER TO ELEVATION E5.06/3
AND E5.07/3 FOR FIXTURE LAYOUT. REFER TO
ARCHITECTURAL PLAN DETAILS A1.32A/03, A1.32A/04
AND A5.04/05 FOR EXACT MOUNTING LOCATIONS AND
HEIGHTS. COORDINATE MOUTNING LOCATIONS AND
ALL MOUTNING REQUIREMENTS WITH ARCHITECT
AND GENERAL CONTRACTOR PRIOR TO ROUGH-IN.

26.25 JUNCTION BOX FOR L37 FIXTURE LOCATED IN
EXTERIOR FURR OUT. REFER TO ELEVATION E5.06/3
AND E5.07/3 FOR FIXTURE LAYOUT. REFER TO
ARCHITECTURAL PLAN DETAIL A5.04/04 FOR EXACT
MOUNTING LOCATIONS AND HEIGHTS. COORDINATE
MOUTNING LOCATIONS AND ALL MOUTNING
REQUIREMENTS WITH ARCHITECT AND GENERAL
CONTRACTOR PRIOR TO ROUGH-IN.

26.26 JUNCTION BOX FOR L38 FIXTURE LOCATED IN
EXTERIOR FURR OUT. REFER TO ELEVATION E5.07/2
FOR FIXTURE LAYOUT. REFER TO ARCHITECTURAL
PLAN DETAILS A5.05/07 AND A1.32A/06 FOR EXACT
MOUNTING LOCATIONS AND HEIGHTS. COORDINATE
MOUTNING LOCATIONS AND ALL MOUTNING
REQUIREMENTS WITH ARCHITECT AND GENERAL
CONTRACTOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-20-19 Addendum 04
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