
ABBREVIATIONS

AC ABOVE COUNTER
AFF ABOVE FINISHED FLOOR
CB CIRCUIT BREAKER
E EXISTING
EC ELECTRICAL CONTRACTOR
EP EXPLOSION PROOF
GFI GROUND FAULT CIRCUIT INTERRUPTER
GR GROUND
HP HORSE POWER

FLOOR BOX: LEGRAND WIREMOLD SERIES RFB4E-OG OR RFB6E-OG. PROVIDE 
BOX AND HOUSING.

J

EQUIPMENT DISCONNECT: SHOWN FOR REFERENCE ONLY.

IG ISOLATED GROUND
MCC MOTOR CONTROL CENTER
NEC NATIONAL ELECTRICAL CODE
NEMA NATIONAL ELECTRICAL 

MANUFACTURERS ASSOC.
NIC NOT IN CONTRACT
NL NIGHT LIGHT
UG UNDERGROUND
UON UNLESS OTHERWISE NOTED
WP WEATHERPROOF
WR WEATHER RESISTANT

RECEPTACLES

PANELS AND MISC.

LIGHT OR POWER PANEL 

4x4 JUNCTION BOX.
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BID PACKAGE 04

05-10-19 17-13

E0.00

ELECTRICAL NOTES AND
LEGEND

05/10/2019

100

18163R

GENERAL ELECTRICAL NOTES
1 DRAWINGS ARE DIAGRAMMATIC ONLY AND REPRESENT THE GENERAL SCOPE OF THE

WORK.  REVIEW ALL GENERAL NOTES, SPECIFICATIONS AND PLANS FOR ADDITIONAL
REQUIREMENTS THAT MAY NOT BE SPECIFICALLY CALLED OUT IN THIS PORTION OF
THE CONSTRUCTION DOCUMENTS.

2 SPECIAL ATTENTION SHALL BE GIVEN TO ALL RACEWAYS WITHIN FINISHED AREAS
WITHOUT CEILINGS AND EXPOSED TO STRUCTURE. IN GENERAL, ALL RACEWAYS
SHALL BE CONCEALED WITHIN WALLS, ABOVE STRUCTURE FINISH, OR BELOW FLOOR
SLABS WHEN SPECIFIED. WHERE EXPOSED CONDITIONS ARE NECESSARY OR
UNAVOIDABLE DUE TO OTHER CONDITIONS, THE BID SHALL INCLUDE ANY
REASONABLE MEANS TO MINIMIZE THE AMOUNT OF SURFACE MOUNTED EQUIPMENT.
PRIOR TO ROUGH-IN, COORDINATE ALL EXPOSED RACEWAY AND BOX CONDITIONS
WITH ARCHITECT PRIOR TO CONSTRUCTION OF WALLS, ROOF DECK, OR FLOOR
SLABS.  ATTACHMENT TO ROOF DECK OR JOIST WEBBINGS IS NOT ALLOWED,
MAINTAIN A MINIMUM SPACING OF 1-1/2” FROM CONDUIT TO ROOF DECK.  IN AREAS
WHERE EXPOSED RACEWAYS ARE REQUIRED, INSTALL SYSTEMS SQUARE AND TIGHT
TO STRUCTURE AND PAINT TO MATCH THE STRUCTURE PER ARCHITECT AND/OR
OWNER SPECIFICATIONS.  FAILURE TO PROPERLY COORDINATE THE ROUTING OF
EXPOSED RACEWAYS MAY RESULT IN RELOCATION OF SUCH RACEWAYS AT NO
ADDITIONAL COST TO THE OWNER.

3 OPENINGS AROUND ELECTRICAL PENETRATIONS THROUGH FIRE-RESISTANT-RATED
WALLS, PARTITIONS, FLOORS OR CEILINGS SHALL BE FIRESTOPPED USING
APPROVED METHODS TO MAINTAIN THE FIRE RESISTANCE RATING. PROVIDE
PENETRATION FIRE STOPPING WITH RATINGS DETERMINED PER ASTM E 814 OR UL
1479. FIRE STOPPING SHALL NOT BE LESS THAN FIRE RESISTANCE RATING OF
CONSTRUCTED PENETRATIONS.

4 FIELD VERIFY LOCATIONS OF EXISTING ELECTRICAL EQUIPMENT, INCLUDING POWER
POLES, TELEPHONE PEDESTALS, OVERHEAD AND UNDERGROUND FEEDERS,
METERS, PANELS, DEVICES, ETC. PROVIDE FOR COORDINATION WITH EXISTING
EQUIPMENT.

5 ALL WORK IS TO BE PERFORMED IN STRICT COMPLIANCE WITH THE CURRENT
EDITION OF THE NATIONAL ELECTRICAL CODE, STATE LAWS, ALL AUTHORITIES
HAVING JUISDICTION, AND ALL OTHER REGULATIONS GOVERNING WORK OF THIS
NATURE.

6 THE CONTRACTOR IS RESPONSIBLE FOR ALL WORK, MATERIAL, AND LABOR TO
SATISFY A COMPLETE AND WORKING SYSTEM WHETHER SPECIFIED OR IMPLIED.

7 CONTRACTOR TO CONFIRM EXACT LOCATION OF EXISTING AND NEW EQUIPMENT.

8 THE CONTRACTOR SHALL FURNISH AND INSTALL ALL GROUNDING SYSTEMS (AS
REQUIRED) IN ACCORDANCE WITH THE NATIONAL ELECTRIC CODE.

9 ALL ELECTRIC MATERIALS AND EQUIPMENT FOR THE PROJECT SHALL BE NEW AND
U.L. OR EQUALLY LISTED.

10 SUBMIT TO THE OWNER CERTIFICATES OF INSPECTIONS IN DUPLICATE FROM AN
APPROVED INSPECTION AGENCY UPON COMPLETION.

11 THE CONTRACTOR SHALL SECURE ALL PERMITS OR APPLICATIONS AND PAY ANY AND
ALL FEES AS REQUIRED,

12 THE CONTRACTOR SHALL FURNISH ALL INSTRUMENTS AND QUALIFIED PERSONNEL
OR FIRM TO PERFORM ALL REQUIRED TESTS.

13 ALL ELECTRICAL WORK SHALL BE COORDINATED WITH THE MECHANICAL WORK AS
CALLED FOR IN MECHANICAL SPECIFICATIONS AND PLANS.

14 THE TYPE OF CONDUIT SHALL BE AS FOLLOWS FOR ALL FEEDERS AND DISTRIBUTION
CIRCUITS, UNLESS OTHERWISE SPECIFIED.

APPLICATION - TYPE OF CONDUIT

BURIED IN CONCRETE OR OUTDOORS - PVC WITH RIGID GALVANIZED STEEL ELBOWS

SERVICE ENTRANCE - GALVANIZED RIGID STEEL OR SERVICE UTILITY SPECIFICATIONS.

15 UNDERGROUND UTILITIES/FEEDERS/BRANCH CIRCUITS/ETC. SHALL NOT BE ROUTED
THROUGH OR WITHIN 25 FEET OF ANY AREAS DEDICATED FOR FUTURE BUILDING
ADDITION.

16 FURNISH AND INSTALL MATERIALS FOR A TEMPORARY CONSTRUCTION SERVICE AS
REQUIRED.

17 FURNISH AND INSTALL A COMMUNICATION SERVICE CONDUIT(S) PER TELEPHONE
SERVICE PROVIDER SPECIFICATION. STUB UP AT DESIGNATED EQUIPMENT BOARD.

18 FURNISH AND INSTALL A CABLE TV SERVICE CONDUIT(S) PER CABLE TV PROVIDER
SPECIFICATIONS. STUB AT SERVICE POINT.

19 REFER TO SITE UTILITIES PLAN AND COORDINATE ENTIRE INSTALLATION WITH CABLE
TV SERVICE PROVIDER.

20 REFER TO SITE UTILITIES PLAN AND COORDINATE ENTIRE INSTALLATION WITH
COMMUNICATION SERVICE PROVIDER.

# DATE DESCRIPTION



FOOTING, TYP.

WALL FOUNDATION, TYP.

UTILITY
TRANSFORMER

MDP

GENERATOR

COLUMN, TYP.

2

E0.01

3
3

E0.01

26.02

4

E0.01

16

3

E0.02

1513
2

14

17

7

CONDUIT TO LIFT STATION
COORDINATE EXACT 
LOCATION WITH CIVIL
DRAWINGS.

1

26.02

2

1

2 13

14 15

PROVIDE AND INSTALL
SPACERS AS REQUIRED
SECURE CONDUIT(S) TO
SPACERS.

6
"

3
' 
- 

1
"

ENCASE IN RED CONCRETE

7

17

FOOTING

SLAB

LEVEL 1
SLAB

BASEMENT
SLAB

CONDUITS

26.01

REFER TO 4/E0.02

MINIMUM OF 34" TO
TOP OF CONDUIT

CONDUITS

EXTERIOR GRADE

BASEMENT SLAB

LEVEL 1 SLAB

26.01
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BID PACKAGE 04

05-10-19 17-13

E0.01

UNDERGROUND ELECTRICAL
PLAN

06/17/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1" = 10'-0"1
ELECTRICAL UNDERGROUND SERVICE PLAN

SITE UNDERGROUND NOTES
PRIOR TO CONSTRUCTION, COORDINATE UNDERGROUND SERVICE
CONDUITS AND FEEDERS WITH ALL OTHER TRADES, INCLUDING BUT
NOT LIMITED TO: EASEMENTS, UNDERGROUND UTILITY LINES
(COMMUNICATION, ELECTRIC, GAS, WATER), AND STRUCTURAL
FOOTINGS AND FOUNDATIONS.

PRIOR TO FOOTING CONSTRUCTION, E.C. SHALL BURY ALL CONDUITS
BETWEEN THE INTERIOR AND EXTERIOR OF THE BUILDING. COORDINATE
WITH STRUCTURAL DRAWINGS TO DETERMINE REQUIRED BURIAL
DEPTH.

ELECTRICAL EQUIPMENT IS SHOWN FOR LOCATION ONLY AND ARE NOT
IN THIS CONTRACT.

CONDUIT RUNS ARE DIAGRAMMATICALLY SHOWN. FINAL ROUTING SHALL
BE DETERMINED BY THE ELECTRICAL CONTRACTOR.

CONDUIT SCHEDULE
MARK ORIGINATION TERMINATION NUMBER

OF
CONDUITS

Size

1 UTILITY
TRANSFORMER

MDP 12 4"ø

2 GENERATOR ATS-1 2 2"ø

3 LOW VOLTAGE
SERVICE POINT

MDF ROOM 2 4"ø

4 MDP H0B 1 2"ø

5 MDP ATS-1 2 2"ø

6 ATS-1 EDP 2 2"ø

7 GENERATOR ATS-2 2 3"ø

8 MDP H0A 1 2"ø

9 MDP ATS-2 2 3"ø

10 MDP H1C 1 2"ø

11 MDP H1B 1 2"ø

12 MDP ELECTRICAL
CHASE

4 2"ø

13 UTILITY
TRANSFORMER

FIRE PUMP
CONTROLLER

1 1 1/2"ø

14 GENERATOR EMERGENCY
ELECTRICAL
ROOM

2 1"ø

15 GENERATOR MAIN ELECTRICAL
ROOM

2 1"ø

16 LOW VOLTAGE
SERVICE POINT

MDF ROOM 2 4"ø

17 LIFT STATION MAIN ELECTRICAL
ROOM

1 2"ø

N.T.S.2
DUCT BANK DETAIL

N.T.S.3
NORTH BOUND CONDUITS

KEYNOTES
26.01 CONDUITS TO BE STUBBED THROUGH WALL, PROVIDE AMPLE

SPACING FOR TRANSITION FROM UNDERGROUND TO OVERHEAD
OR SPACING TO SET PULL BOX ATLEAST 12". FIRE CAULK AROUND
PENETRATIONS. INSTALL SLEEVING PER SPECIFICATION 260544.
COORDINATE LOCATION OF PENETRATIONS WITH ALL TRADES.

26.02 CONDUITS FOR CONNECTION TO UTILITIES, COORDINATE WITH
OWNER AND CIVIL DRAWINGS FOR TERMINATION OF CONDUITS.

N.T.S.4
EAST BOUND CONDUITS

# DATE DESCRIPTION

2 06-17-19 Bid Package 04 ASI 02



FOOTING, TYP.

WALL FOUNDATION, TYP.

4

E0.02

2

L0B

T0B

H0B

L1B

H1B

H1C
T1B

3

E0.02

MDP

3

E0.01

FUTURE CONDENSING UNIT

FUTURE CONDENSING UNIT

1"ø

1"ø

3

4

MDP

H0A

T1
T0A L0A

ATS-2

HL

LEQ

HEQ

H0E

ATS-1

8

9

6

5
10

11

12

3

CONDUIT LAYOUT IS
DIAGRAMATIC ONLY: 
REFERENCE 4/E0.02 FOR 
SPACING COORDINATION

3

REBAR AT 12" OC
EACH FACE
EACH WAY.

2" MINIMUM 
CLEARANCE

2" MINIMUM
CLEARANCE

CLEARNACE REQUIREMENTS
ARE APPLICABLE IN BOTH
VERTICAL AND HORIZONTAL
DIRECTIONS.

GREAT OF CONDUIT
OUTSIDE DIAMETER
OR 3"
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100% CONSTRUCTION
DOCUMENTS

07-31-19 17-13

E0.02

UNDERGROUND ELECTRICAL
FEEDER PLAN

07-31-2019

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1" = 10'-0"1
ELECTRICAL UNDERGROUND/UNDERSLAB FEEDER PLAN

1/4" = 1'-0"2
ENLARGED UNDERSLAB ELECTRICAL ROOM

CONDUIT SCHEDULE
MARK ORIGINATION TERMINATION NUMBER

OF
CONDUITS

Size

1 UTILITY
TRANSFORMER

MDP 12 4"ø

2 GENERATOR ATS-1 2 2"ø

3 LOW VOLTAGE
SERVICE POINT

MDF ROOM 2 4"ø

4 MDP H0B 1 2"ø

5 MDP ATS-1 2 2"ø

6 ATS-1 EDP 2 2"ø

7 GENERATOR ATS-2 2 3"ø

8 MDP H0A 1 2"ø

9 MDP ATS-2 2 3"ø

10 MDP H1C 1 2"ø

11 MDP H1B 1 2"ø

12 MDP ELECTRICAL
CHASE

4 2"ø

13 UTILITY
TRANSFORMER

FIRE PUMP
CONTROLLER

1 1 1/2"ø

14 GENERATOR EMERGENCY
ELECTRICAL
ROOM

2 1"ø

15 GENERATOR MAIN ELECTRICAL
ROOM

2 1"ø

16 LOW VOLTAGE
SERVICE POINT

MDF ROOM 2 4"ø

17 LIFT STATION MAIN ELECTRICAL
ROOM

1 2"ø

N.T.S.3
ELECTRICAL FEEDER ELEVATION

CONDUITS TO BE STUBBED UP ABOVE SLAB, PROVIDE AMPLE SPACING 
FOR TRANSITION FROM RIDGID TO EMT. ELECTRICAL PANELS SHOWN 
ARE STRICTLY PRELIMINARY AND ARE SUBJECT TO CHANGE. 

UNDERGROUND PLAN NOTES

ELECTRICAL EQUIPMENT IS SHOWN FOR LOCATION ONLY AND ARE 
NOT IN THIS CONTRACT.

CONDUITS PENETRATING FOOTING WALL ARE TO BE 
LOCATED AT LEAST 8" ABOVE FOOTING. INSTALL SLEEVING PER 
SPECIFICATION 260544.

N.T.S.4
FONDATION WALL REBAR LAYOUT

# DATE DESCRIPTION

3 07-31-19 BID PACKAGE 04 ASI 04
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BID PACKAGE 04

05-10-19 17-13

E0.03

UNDERGROUND BRANCH
CIRCUIT PLAN BASEMENT

LEVEL SECTOR 02

05/10/2019

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1

UNDERGROUND BRANCH CIRCUIT PLAN BASEMENT

LEVEL SECTOR 02

KEYNOTES
26.03 CONDUITS TO BE STUBBED AND CAPPED 3 FEET FROM BUILDING

FOR FUTUTRE SITE LIGHTING.

26.05 ELECTRICAL CONTRACTOR TO PROVIDE INSLAB HOUSING,
INTERIOR DEVICES TO BE INSTALLED AT A LATER DATE.

CONDUITS PENETRATING FOOTING WALL ARE TO BE 
LOCATED AT LEAST 8" ABOVE FOOTING. INSTALL SLEEVING PER 
SPECIFICATION 260544.

CONDUITS TO BE STUBBED UP ABOVE SLAB, PROVIDE AMPLE SPACING 
FOR TRANSITION FROM RIDGID TO EMT. ELECTRICAL PANELS SHOWN 
ARE STRICTLY PRELIMINARY AND ARE SUBJECT TO CHANGE. 

IN-SLAB PLAN NOTES

# DATE DESCRIPTION
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BID PACKAGE 04

05-10-19 17-13

E0.04

ELECTRICAL UNDERGROUND
BRANCH CIRCUIT LEVEL 01

SECTOR 01

05/10/2019

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1

UNDERGROUND BRANCH CIRCUIT PLAN LEVEL 01

SECTOR 01

KEYNOTES
26.03 CONDUITS TO BE STUBBED AND CAPPED 3 FEET FROM BUILDING

FOR FUTUTRE SITE LIGHTING.

26.05 ELECTRICAL CONTRACTOR TO PROVIDE INSLAB HOUSING,
INTERIOR DEVICES TO BE INSTALLED AT A LATER DATE.

CONDUITS PENETRATING FOOTING WALL ARE TO BE 
LOCATED AT LEAST 8" ABOVE FOOTING. INSTALL SLEEVING PER 
SPECIFICATION 26054.

CONDUITS TO BE STUBBED UP ABOVE SLAB, PROVIDE AMPLE SPACING 
FOR TRANSITION FROM RIDGID TO EMT. ELECTRICAL PANELS SHOWN 
ARE STRICTLY PRELIMINARY AND ARE SUBJECT TO CHANGE. 

IN-SLAB PLAN NOTES

# DATE DESCRIPTION



DUPLEX RECEPTACLE (NEMA 5-20R); MOUNTED
8" ABOVE COUNTERTOP.

QUADRUPLEX RECEPTACLE (TWO NEMA 5-20R)

SPECIAL RECEPTACLE: VERIFY NEMA TYPE WITH MANUFACTURER

GFI DUPLEX RECEPTACLE (NEMA 5-20R), SELF-TEST TYPE

GFI DUPLEX RECEPTACLE (NEMA 5-20R), SELF-TEST TYPE; 
MOUNTED 8" ABOVE COUNTERTOP.

ABBREVIATIONS

AC ABOVE COUNTER
AFF ABOVE FINISHED FLOOR
CB CIRCUIT BREAKER
E EXISTING
EC ELECTRICAL CONTRACTOR
EP EXPLOSION PROOF
GFI GROUND FAULT CIRCUIT INTERRUPTER
GR GROUND
HP HORSE POWER

WIRING CONCEALED IN CEILING OR WALLS UON. ALL WIRE 
IS NUMBER #12 AWG MINIMUM.

SWITCH MOUNTED AT +48"; SINGLE POLE UON. 
LOWER CASE LETTER, WHEN PRESENT, INDICATES FIXTURES CONTROLLED.

* ABBREVIATIONS FOR SWITCH 
2 DOUBLE POLE SWITCH
3 3-WAY SWITCH
4 4-WAY SWITCH
D DIMMER SWITCH (SHALL BE COMPATABLE WITH FIXTURE BEING DIMMED)
F FAN SWITCH: DUAL OPERATION WITH DIMMER
K KEYED SWITCH
M MOTOR RATED SWITCH
OS DUAL TECHNOLOGY OCCUPANCY SENSOR
V VOLUME CONTROL SWITCH

CEILING MOUNTED DUAL TECHNOLOGY OCCUPANCY SENSOR WITH SPARE 
DRY CONTACTS. HUBBELL OMNIDIARP SERIES

OS

FLOOR BOX WITH DATA: LEGRAND WIREMOLD SERIES RFB4E-OG OR RFB6E-
OG WITH EVOLUTION COVER. ROUTE (2)1" FOR DATA FROM FLOOR BOX TO 
NEAREST ACCESSIBLE CEILING SPACE. ON FLOOR LEVELS WITH ACCESSIBLE 
SPACE BELOW, USE POKE-THRU STYLE FLOOR BOXES: LEGRAND 6AT SERIES. 
SEE ARCHITECTURAL PLANS FOR LOCATION UON.

DIRECT EQUIPMENT CONNECTION: VERIFY CONNECTION DETAILS WITH 
MANUFACTURER

J

EQUIPMENT DISCONNECT: INTERIOR DISCONNECTS SHALL BE NEMA 1 TYPE. 
EXTERIOR DISCONNECTS SHALL BE NEMA 3R TYPE. SIZE AS INDICATED IN THE 
PLANS AND PER NAMEPLATE RATING.

$*

DUPLEX RECEPTACLE (NEMA 5-20R)

PHONE/DATA: PROVIDE 4"X4", 30-1/4 CUBIC INCH OUTLET BOX AT 8" ABOVE 
COUNTER (UON) WITH (2) 3/4" CONDUITS (WITH PULL STRINGS) ROUTED TO 
ACCESSIBLE CEILING SPACE. PROVIDE SINGLE GANG MUD RING WITH BLANK 
COVER. PROVIDE PLASTIC BUSHINGS ON EXPOSED CONDUIT ENDS. WIRING BY 
OTHERS.
PHONE/DATA: PROVIDE 4"X4", 30-1/4 CUBIC INCH OUTLET BOX AT +18" (UON) 
WITH (2) 3/4" CONDUITS (WITH PULL STRINGS) ROUTED TO ACCESSIBLE CEILING 
SPACE. PROVIDE SINGLE GANG MUD RING WITH BLANK COVER. PROVIDE 
PLASTIC BUSHINGS ON EXPOSED CONDUIT ENDS. WIRING BY OTHERS.

IG ISOLATED GROUND
MCC MOTOR CONTROL CENTER
NEC NATIONAL ELECTRICAL CODE
NEMA NATIONAL ELECTRICAL 

MANUFACTURERS ASSOC.
NIC NOT IN CONTRACT
NL NIGHT LIGHT
UG UNDERGROUND
UON UNLESS OTHERWISE NOTED
WP WEATHERPROOF
WR WEATHER RESISTANT

WIRING

SWITCHES

RECEPTACLES

SINGLE RECEPTACLE (NEMA 5-20R)

SPLIT WIRED DUPLEX RECEPTACLE (NEMA 5-20R)

PANELS AND MISC.

FLOOR BOX: HUBBEL 3SFBSS WITH 3SFBC COVER. EC SHALL ROUTE A 1"C FOR 
FLOOR BOX TO NEAREST ACCESSIBLE CEILING SPACE. ON FLOOR LEVELS 
WITH ACCESSIBLE SPACE BELOW, USE POKE-THRU STYLE FLOOR BOXES: 
HUBBELL PT2X2 SERIES. SEE ARCHITECTURAL PLANS FOR LOCATION UON.

LIGHT OR POWER PANEL 

TV

EXPOSED RACEWAY.

UNDERGROUND RACEWAY; TYPE, SIZE, CONDUCTORS, AND 
ARRANGEMENT BY NOTATION OR SCHEDULE.

4x4 JUNCTION BOX.

S CEILING MOUNTED SPEAKER

TELEVISION: PROVIDE 4X4 JUNCTION BOX WITH (2) 3/4" CONDUITS (WITH PULL 
STRINGS) ROUTED TO ACCESSIBLE CEILING SPACE. PROVIDE SINGLE GANG MUD 
RING WITH BLANK COVER. CONFRIM HEIGHTS WITH ARCHITECT PRIOR TO 
ROUGH-IN.

CR CARD READER: REFER TO SYSTEM PLANS AND SPECIFICATIONS. AT EACH 
DOOR WITH A CARD READER PROVIDE ALL ELECTRICAL CONNECTIONS FOR 
DOOR HARDWARE SYSTEMS AS REQUIRED TO MAKE A COMPLETE 
OPERATIONAL SYSTEM. WHERE REQUIRED, BACK TO BACK 2"X4" BOXES ARE 
ALLOWED FOR CARD READER AND PUSH TO EXIT SWITCH. PROVIDE POWER 
TO THE LOCK SYSTEM IN THE I.T. ROOM WHERE NEEDED BY CONTRACTOR 
INSTALLING SYSTEM.

CEILING MOUNTED RECEPTACLE(NEMA 5-20R)

(ALL RECEPTACLE TYPES) WITH USB CHARGING PORTSU

PHONE/DATA: PROVIDE 4"X4", 30-1/4 CUBIC INCH OUTLET BOX IN CEILING. 
PROVIDE SINGLE GANG MUD RING WITH BLANK COVER. WIRING BY OTHERS.

TELEVISION: PROVIDE HUBBELL NSAV62M JUNCTION BOX (OR EQUAL) WITH 1/2" 
CONDUIT FOR POWER AND 1" CONDUIT (WITH PULL STRINGS) FOR A/V ROUTED 
TO ACCESSIBLE CEILING SPACE FOR DATA.  PROVIDE JUNCTION BOX ADJACENT 
TO TV BOX WITH 1" CONDUIT TO ACCESSIBLE CEILING SPACE FOR A/C WIRING. 
CONFRIM HEIGHTS WITH ARCHITECT PRIOR TO ROUGH-IN.

FLOOR BOX SCHEDULE

FB QUAD ONLY                                       

FB1 QUAD AND ONE DATA

FB2 QUAD AND TWO DATA

FB3 QUAD AND THREE DATA

FB4 QUAD AND FOUR DATA

FB5 DUPLEX ONLY

FB6 DUPLEX AND ONE DATA

FB7 DUPLEX AND TWO DATA

FB8 DUPLEX AND THREE DATA

FB9 DUPLEX AND FOUR DATA

TV
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ELECTRICAL NOTES AND
LEGEND

08/23/19

100

18163R

GENERAL ELECTRICAL NOTES
1 DRAWINGS ARE DIAGRAMMATIC ONLY AND REPRESENT THE GENERAL SCOPE OF THE

WORK.  REVIEW ALL GENERAL NOTES, SPECIFICATIONS AND PLANS FOR ADDITIONAL
REQUIREMENTS THAT MAY NOT BE SPECIFICALLY CALLED OUT IN THIS PORTION OF
THE CONSTRUCTION DOCUMENTS.

2 SPECIAL ATTENTION SHALL BE GIVEN TO ALL RACEWAYS WITHIN FINISHED AREAS
WITHOUT CEILINGS AND EXPOSED TO STRUCTURE. IN GENERAL, ALL RACEWAYS
SHALL BE CONCEALED WITHIN WALLS, ABOVE STRUCTURE FINISH, OR BELOW FLOOR
SLABS WHEN SPECIFIED. WHERE EXPOSED CONDITIONS ARE NECESSARY OR
UNAVOIDABLE DUE TO OTHER CONDITIONS, THE BID SHALL INCLUDE ANY
REASONABLE MEANS TO MINIMIZE THE AMOUNT OF SURFACE MOUNTED EQUIPMENT.
PRIOR TO ROUGH-IN, COORDINATE ALL EXPOSED RACEWAY AND BOX CONDITIONS
WITH ARCHITECT PRIOR TO CONSTRUCTION OF WALLS, ROOF DECK, OR FLOOR
SLABS.  ATTACHMENT TO ROOF DECK OR JOIST WEBBINGS IS NOT ALLOWED,
MAINTAIN A MINIMUM SPACING OF 1-1/2” FROM CONDUIT TO ROOF DECK.  IN AREAS
WHERE EXPOSED RACEWAYS ARE REQUIRED, INSTALL SYSTEMS SQUARE AND TIGHT
TO STRUCTURE AND PAINT TO MATCH THE STRUCTURE PER ARCHITECT AND/OR
OWNER SPECIFICATIONS.  FAILURE TO PROPERLY COORDINATE THE ROUTING OF
EXPOSED RACEWAYS MAY RESULT IN RELOCATION OF SUCH RACEWAYS AT NO
ADDITIONAL COST TO THE OWNER.

3 OPENINGS AROUND ELECTRICAL PENETRATIONS THROUGH FIRE-RESISTANT-RATED
WALLS, PARTITIONS, FLOORS OR CEILINGS SHALL BE FIRESTOPPED USING
APPROVED METHODS TO MAINTAIN THE FIRE RESISTANCE RATING. PROVIDE
PENETRATION FIRE STOPPING WITH RATINGS DETERMINED PER ASTM E 814 OR UL
1479. FIRE STOPPING SHALL NOT BE LESS THAN FIRE RESISTANCE RATING OF
CONSTRUCTED PENETRATIONS.

4 FIELD VERIFY LOCATIONS OF EXISTING ELECTRICAL EQUIPMENT, INCLUDING POWER
POLES, TELEPHONE PEDESTALS, OVERHEAD AND UNDERGROUND FEEDERS,
METERS, PANELS, DEVICES, ETC. PROVIDE FOR COORDINATION WITH EXISTING
EQUIPMENT.

5 ALL WORK IS TO BE PERFORMED IN STRICT COMPLIANCE WITH THE CURRENT
EDITION OF THE NATIONAL ELECTRICAL CODE, STATE LAWS, ALL AUTHORITIES
HAVING JUISDICTION, AND ALL OTHER REGULATIONS GOVERNING WORK OF THIS
NATURE.

6 THE CONTRACTOR IS RESPONSIBLE FOR ALL WORK, MATERIAL, AND LABOR TO
SATISFY A COMPLETE AND WORKING SYSTEM WHETHER SPECIFIED OR IMPLIED.

7 CONTRACTOR TO CONFIRM EXACT LOCATION OF EXISTING AND NEW EQUIPMENT.

8 THE CONTRACTOR SHALL FURNISH AND INSTALL ALL GROUNDING SYSTEMS (AS
REQUIRED) IN ACCORDANCE WITH THE NATIONAL ELECTRIC CODE.

9 ALL ELECTRIC MATERIALS AND EQUIPMENT FOR THE PROJECT SHALL BE NEW AND
U.L. OR EQUALLY LISTED.

10 SUBMIT TO THE OWNER CERTIFICATES OF INSPECTIONS IN DUPLICATE FROM AN
APPROVED INSPECTION AGENCY UPON COMPLETION.

11 THE CONTRACTOR SHALL SECURE ALL PERMITS OR APPLICATIONS AND PAY ANY AND
ALL FEES AS REQUIRED,

12 THE CONTRACTOR SHALL FURNISH ALL INSTRUMENTS AND QUALIFIED PERSONNEL
OR FIRM TO PERFORM ALL REQUIRED TESTS.

13 ALL ELECTRICAL WORK SHALL BE COORDINATED WITH THE MECHANICAL WORK AS
CALLED FOR IN MECHANICAL SPECIFICATIONS AND PLANS.

14 THE TYPE OF CONDUIT SHALL BE AS FOLLOWS FOR ALL FEEDERS AND DISTRIBUTION
CIRCUITS, UNLESS OTHERWISE SPECIFIED.

APPLICATION - TYPE OF CONDUIT

BURIED IN CONCRETE OR OUTDOORS - PVC WITH RIGID GALVANIZED STEEL ELBOWS

SERVICE ENTRANCE - GALVANIZED RIGID STEEL OR SERVICE UTILITY SPECIFICATIONS.

15 UNDERGROUND UTILITIES/FEEDERS/BRANCH CIRCUITS/ETC. SHALL NOT BE ROUTED
THROUGH OR WITHIN 25 FEET OF ANY AREAS DEDICATED FOR FUTURE BUILDING
ADDITION.

16 FURNISH AND INSTALL MATERIALS FOR A TEMPORARY CONSTRUCTION SERVICE AS
REQUIRED.

17 FURNISH AND INSTALL A COMMUNICATION SERVICE CONDUIT(S) PER TELEPHONE
SERVICE PROVIDER SPECIFICATION. STUB UP AT DESIGNATED EQUIPMENT BOARD.

18 FURNISH AND INSTALL A CABLE TV SERVICE CONDUIT(S) PER CABLE TV PROVIDER
SPECIFICATIONS. STUB AT SERVICE POINT.

19 REFER TO SITE UTILITIES PLAN AND COORDINATE ENTIRE INSTALLATION WITH CABLE
TV SERVICE PROVIDER.

20 REFER TO SITE UTILITIES PLAN AND COORDINATE ENTIRE INSTALLATION WITH
COMMUNICATION SERVICE PROVIDER.

GENERAL LIGHTING NOTES
1 WHERE RECESSED LIGHTING FIXTURES ARE INDICATED IN A FIRE RATED

CEILING, PROVIDE A ONE HOUR RATED "TENT" FOR FIXTURE

2 PROVIDE ALL MOUNTING AND SUPPORT HARDWARE FOR LIGHT FIXTURES
TO MEET SPECIFIED MOUNTING HEIGHTS, REFER TO ARCHITECTURAL
ELEVATIONS FOR EXACT MOUNTING HEIGHTS OF FIXTURES.

3 CONNECT “UN-SWITCHED” HOT CONDUCTOR FROM CIRCUIT SERVING
SPACE LIGHTING TO EACH EXIT SIGN, EMERGENCY LIGHT, AND ANY
FIXTURE DESIGNATED AS NIGHT LIGHT SERVING THE SPACE.

4 COORDINATE ALL DEVICES AND WALL-MOUNTED LIGHT FIXTURE
LOCATIONS WITH THE ARCHITECTURAL WALL FINISHES AND ELEVATIONS.
SPECIAL ATTENTION AND COORDINATION OF WALL TYPES AND FINISHES IS
REQUIRED PRIOR TO ROUGH-IN.  EXACT LOCATION OF DEVICES SHALL BE
COORDINATED WITH THE ARCHITECT PRIOR TO ROUGH-IN TO AVOID
INSTALLATION ON SPECIAL ARCHITCTURAL WALL FINISHES.  DEVICES NOT
PROPERLY COORDINATED WITH THE SPECIAL WALL FINISHES INDICATED IN
THE CONSTRUCTION DOCUMENTS PRIOR TO ROUGH-IN SHALL BE
RELOCATED AT NO ADDITIONAL COST TO THE OWNER.

5 ELECTRICAL CONTRATOR SHALL VERIFY CHEVRON DIRECTIONS OF ALL
EXIT SIGNS PRIOR TO ORDERING.

6 FOR BATTERY FED EMERGENCY LIGHTS: PROVIDE EMERGENCY BALLAST.
PROVIDE "HOT" WIRE TO EMERGENCY BALLAST. SWITCH FIXTURE AS
INDICATED ON PLANS.

7 COORDINATE AND PROVIDE DIMMER SWITCHES RATED FOR AND
COMPATABLE WITH INTENDED LIGHT FIXTURE(S) TO BE CONTROLLED.
CIRCUITS CONTROLLED WITH LINE-VOLTAGE DIMMER SWITCHES SHALL
NOT SHARE NEUTRAL CONDUCTORS.

GENERAL LOW VOLTAGE NOTES
1 PROVIDE 4’WIDE X 8’TALL X 3/4” FIRE RATED, PAINTED CDX PLYWOOD

BACKBOARD WHERE SHOWN ON DRAWINGS OR AS REQUIRED FOR
TELEPHONE, CATV, ALARM SYSTEM EQUIPMENT, ECT.  COORDINATE EXACT
LOCATION(S) WITH RESPONSIBLE CONTRACTOR(S).

2 PROVIDE (1) 1/2" CONDUIT, AND 4" SQUARE BOX WITH SINGLE GANG DEVICE
RING FOR ALL THERMOSTAT LOCATIONS INDICATED ON THE MECHANICAL
DRAWINGS. ROUTE CONDUIT FROM BOX TO ACCESSIBLE CEILING CAVITY.
PROVIDE PLASTIC BUSHINGS ON EXPOSED CONDUIT ENDS. PROVIDE PULL
STRING IN ALL EMPTY CONDUIT SYSTEMS. COORDINATE EXACT LOCATIONS
AND MOUNTING HEIGHTS WITH MECHANICAL CONTRACTOR PRIOR TO
ROUGH-IN.

3 PROVIDE CABLE HOOKS ABOVE CEILING ON 6' CENTERS IN ALL CORRIDORS.
MOUNT 6 INCHES ABOVE CEILING.

4 PROVIDE ROUGH-IN OF ALL BACK BOXES, CONDUITS (WITH BUSHINGS AND
PULL STRINGS) AND OTHER WIRE WAYS AS REQUIRED FOR LOW VOLTAGE
SYSTEMS, COORDINATE ALL REQUIRED LOCATIONS WITH OWNER AND
RESPONSIBLE CONTRACTOR(S).

5 FURNISH AND INSTALL A TELEPHONE SERVICE CONDUIT(S) PER TELEPHONE
SERVICE PROVIDER SPECIFICATIONS. STUB UP AT DESIGNATED EQUIPMENT
BOARD.

7 ONE #6 COPPER INSULATED GROUND WIRE FROM THE ELECTRICAL SERVICE
 GROUND TO THE TELEPHONE EQUIPMENT BOARD. LEAVE 36" EXTRA WIRE AT

FREE END.

8 FURNISH AND INSTALL A CABLE TV SERVICE CONDUIT(S) PER CABLE TV
PROVIDER SPECIFICATIONS. STUB UP AT SERVICE POINT.

9 REFER TO SITE UTILITIES PLAN AND COORDINATE ENTIRE INSTALLATION
WITH CABLE TV SERVICE PROVIDER.

9 REFER TO SITE UTILITIES PLAN AND COORDINATE ENTIRE INSTALLATION
WITH PHONE SERVICE PROVIDER.

10 PROVIDE BACK BOX AND CONDUIT TO ABOVE THE ACCESSIBLE CEILING AS
REQUIRED FOR THE HVAC BUILDING AUTOMATION SYSTEM DEVICES.
COORDINATE EXACT LOCATIONS AND OTHER REQUIREMENTS WITH
RELATIVE MEP DRAWINGS AND THE CONTROLS CONTRACTOR PRIOR TO
ROUGH-IN. THERMOSTATS, TEMPERATURE SENSORS, STATIC PRESSURE
SENSORS, HUMIDISTATS, ETC. SHALL BE INSTALLED AT THE SAME
ELEVATION AS THE LIGHT SWITCHES UNLESS REQUIRED OTHERWISE.

GENERAL POWER NOTES
1 ALL RECEPTACLES SHALL BE GROUNDING TYPE.

2 ALL RECEPTACLES INSTALLED IN BATHROOMS, OUTDOORS AND KITCHENS
SHALL HAVE GROUND-FAULT CIRCUIT INTERRUPTER PROTECTION AS
REQUIRED BY THE NATIONAL ELECTRIC CODE.

3 COORDINATE MECHANICAL EQUIPMENT CONNECTION REQUIREMENTS WITH
MECHANICAL CONTRACTOR PRIOR TO ROUGH-IN. LOCATE FEEDERS,
DISCONNECTS AND MAINTENANCE RECEPTACLES SO THAT THEY WILL NOT
INTERFERE WITH OPERATION OR MAINTENANCE OF MECHANICAL
EQUIPMENT.

4 PROVIDE POWER TO MECHANICAL, PLUMBING, AND ALL OTHER EQUIPMENT
AS REQUIRED FOR PROPER OPERATION, COORDINATE AND VERIFY EACH
PIECE OF EQUIPMENTS POWER/CONTROL REQUIRMENTS PRIOR TO
ORDERING RELATED ELECTRICAL EQUIPMENT.  REFER TO RELATED
MECHANICAL, PLUMBING, AND OTHER RELATED DOCUMENTS FOR
LOCATIONS OF EQUIPMENT AND REQUIRED CLEARANCES AROUND
EQUIPMENT.

5 COORDINATE EXACT MOUNTING HEIGHT OF EACH ABOVE COUNTER
RECEPTACLE WITH ARCHITECT AND OWNER PRIOR TO ROUGH-IN.

6 ALL OUTLETS LOCATED IN AREAS REQUIRING GROUND-FAULT CIRCUIT
INTERRUPTER PROTECTION PER NEC-210 SHALL CONSIST OF A GFCI
PROTECTED DEVICE, EVEN IF NOT SPECIFICALLY INDICATED IN THE
DRAWINGS. THE GROUND-FAULT CIRCUIT INTERRUPTER SHALL BE
INSTALLED IN A READILY ACCESSIBLE LOCATION AS DEFINED IN THE NEC.
ALL RECEPTACLES SUPPLIED THROUGH A GROUND-FAULT CIRCUIT
INTERRUPTER SHALL BE MARKED "GFCI PROTECTED."
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STORAGE &

LOADING

B006

NEUROANATOMY
B003

NEURO PREP
B005

ANATOMY OFF 2
B027

ANATOMY OFF 3
B004

BSMT RESTROOM
1

B025

BSMT RESTROOM
2

B023

MDF ROOM
B018

MAIN ELEC ROOM
B019

BASEMENT BOH
CORRIDOR

B010

SIMULATION
COMPRESSOR
AND VACUUM

PUMP

B021
BSMT STAIR S

B011

GROSS ANATOMY
PREP

B009

BSMT MECH
B028

BASEMENT LOBBY
& CIRCULATION

B001

SHARED
FACILITIES &

HOUSEKEEPING
OFFICE

B015

MAIL ROOM
B017

ELEVATOR #2
B031

SECURITY OFFICE
B016

FIRE PUMP ROOM
B014

BSMT JAN
B022

BSMT ELEC
B002

EMER ELEC
B020

ATS-1

H0E
H0A

ANATOMY
WORKROOM

B008

ANATOMY OFFICE
1

B024

L0B

H0B
T0B

MDP

L0A

ATS-2

LEQ

HEQ

T0A

E1.17
2

E1.17
1

FB4

FB4

FB4

FB4

+108" A.F.F.

+108" A.F.F.

+108" A.F.F.

+108" A.F.F.

U

U

GROSS ANATOMY
B007

+108" A.F.F.

+108" A.F.F.

UU

UU UU UU U

UU UU UU UU UU

UUUU UU UU UU UU

UU UU UU

UPS

UPS

BASEMENT LOBBY
& CIRCULATION

B001

UPS ROOM
B012

BSMT EXIT
CORRIDOR

B029

U U

26.07

26.07

26.07

E5.02

1

2

-1L0B -2L0B

-3L0B

-4L0B

E5.01

3

2

1

-5L0B

-7L0B

-6L0B

SEE ELEVATION FOR CIRCUITRY
REFER TO SHEET E5.01

-20L0B

-19L0B

-31L0B

-30L0B-34L0B

-33L0B

-32L0B

-35L0B

-36L0B

-57L0B

-56L0B

-50L0B

-51L0B

-52L0B

-53L0B

-60L0B

-61L0B -63L0B

-62L0B -65L0B

-64L0B

-66L0B

-67L0B

-68L0B

-69L0B

-58L0B

-59L0B

-70L0B

-71L0B

-1L0A

-2,4L0A

-3L0A

-5L0A -8L0A

-7L0A

-9L0A

-10L0A

-12L0A

-72L0B

-11L0A

-13L0A

-16L0A

-18L0A

-15L0A

-17L0A-20L0A

-22L0A

-25L0A

-28L0A

-6L0A

-30L0A

-19L0A

-14L0A

TEQ

E5.01 4

SEE ELEVATION 
FOR CIRCUITRY 
REFER TO SHEET 
5.01/4

SEE ELEVATION 
FOR CIRCUITRY 
REFER TO 
SHEET E5.02

26.07

-27L0A

-55L0B

-54L0B

-7L0B

+72" A.F.F.

-37L0B

LCP
CRESTRON CONTROL
PANEL

UPS
PDU

-43,45,47UPS PDU

-44,46,48UPS PDU

-16,18LEQ

-17,19LEQ

26.35
(TYP.)

KNOX BOX
26.38

-43LEQ

0102
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POWER PLAN BASEMENT
SECTOR 02
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PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
GROSS ANATOMY PREP

KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.35 ELECTRICAL CONTRACTOR TO PROVIDE 5-20R CORD
REEL. CORD REEL TO BE COMPLIENT WITH ALL NEC
REQUIREMENTS FOR LOCATION IN WHICH IT IS
INSTALLED. EXPOSED CORD NOT ALLOWED ABOVE
CEILING.

26.38 KNOX REMOTE POWER BOX SERIES #4500 (OR
EQUAL) FOR OPERATION OF MAIN CIRCUIT BREAKER
IN MDP SHUNT TRIP. COORDINATE KEYING AND
LOCATION WITH AHJ AND FIRE DEPARTMENT PRIOR
TO ROUGH-IN. CIRCUIT AND INSTALL PER
MANUFACTURER'S INSTRUCTIONS. COORDINATE
EXACT LOCATION WITH FIRE MARSHALL PRIOR TO
INSTALLATION.

# DATE DESCRIPTION
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OMM STOR 1
1061

MATERNITY
SIMULATION

1047

PEDIATRIC
SIMULATION
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MED SURG
SIMULATION

1032

ER SIMULATION
1040

SIM TOILET 2
1042

SIM TOILET 1
1044

SIM OFF
1046

SIM DEBRIEF 1
1056

SIM DEBRIEF 2
1037

SOILED
1052

CLEAN AND
STORAGE

1048
SIM SERV

1039

L1 STAIR N
1068

SIM CUBBIES
1033

SIM STORAGE
1041

ER CONTROL /
OFFICE

1038

MS
CONTROL/OFFICE

1034
MED SURG OBS

1035

MATERNITY OBS
1050

PEDS CONTROL
1053

MATERNITY
CONTROL

1049

GYM
1017

L1 RESTROOM
AND DRESSING

1058

GS 4
1012

L1 IDF
1008 TESTING

STORAGE

1005

L1 STAIR S
1028

LH 1
1009

GS 7
1067

L1 RESTROOM
AND DRESSING

1057

BOOKSTORE
1001B

VR SIM ROOM
1064

GS 1
1027

GS 2
1025

GS 3
1024

L1 ELEC S
1016

L1 LOBBY
1003

GS 6
1066

GS 5
1015

L1 TOILET 2
1022

VESTIBULE
1000

L1 LOBBY
1003

L1 JAN
1014

L1 ELEC N
1063

OMM AV
1062

VR SIM STOR
1065

L1 TOILET 1
1023

L1 TOILET 3
1020

RELAXATION
ROOM

1013

PERSONAL
HEALTH RM

1059

BOOKSTORE
STOR

1002

LH 1 AV
1010

E1.17
3

E1.17
4

CLASSROOM - LL1
1011B

CLASSROOM - LL2
1026

LOCKER RM 1
1018

ELEVATOR #2
1070

LOCKER RM 2
1019

CLASSROOM - LL1
1011A

E1.03
1

E1.04
1

E1.05
1

E1.06
1

MARKETPLACE
1001A

L1 STORAGE
1021

L1 CORR S
1007

0102

PROJECT NO.

% COMPLETE

23042

L

OR

N
IC

E
S

E
D

P

K AM
O

L A OH

R
E

ESF S I O
LAN

E
N

E
G

I
NRobert

Brandon
Pinkerton

CA5338(PE)

PROFESSIONAL SEAL:

PROJECT PHASE:

REVISIONS

DATE: JOB NUMBER:

SHEET NUMBER:

0
4

8

1
/8

" 
=

1
'-
0
"

0
4

1
/4

" 
=

1
'-
0
"

0
6

3
/8

" 
=

1
'-
0
"

0
4

1
/2

" 
=

1
'-
0
"

6
"

2

3
/4

" 
=

1
'-
0
"

0
6

"
1

1
" 

=
1
'-
0
"

0
6

"
1

1
 1

/2
" 

=
1

'-
0

"

0
1

3
" 

=
1
'-
0
"

6
"

1
6

8

CLIENT:

CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com

T
A

H
L
E

Q
U

A
H

, 
O

K
L

A
H

O
M

A

CONSTRUCTION DOCUMENTS

08-23-19 17-13

E1.02

OVERALL POWER PLAN -
LEVEL 01

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

3/32" = 1'-0"1
OVERALL POWER PLAN - LEVEL 01

# DATE DESCRIPTION



T
V

TV TV

TVTV

.
.

.
.

.
.

.
.

.

.

.
.

.
.

.
.

.
.

.

.

2'
-2

3 _ 4"

J
J

JJ

J

OMM
1060

OMM STOR 1
1061

L1 STAIR N
1068

GS 7
1067

VR SIM ROOM
1064

GS 6
1066

L1 ELEC N
1063

OMM AV
1062

VR SIM STOR
1065

H1B

T1B

L1B

U

UUU

U U U

U

U

U

U

U

U

U

U

U

U

U

U

U

U

U

U

U

U

U

U

FB5

FB5

FB5FB5FB5

FB4 FB4

FB

FB5

U

U

U

U U U U U

U U U U U U U U

U U

+108" A.F.F. +108" A.F.F.

U

U

U

U

L1 CORR N
1030

FB2

FB2

+72" A.F.F. +72" A.F.F.

+84" A.F.F.

E5.03

3
E5.031

-1L1B

-2L1B

-3L1B

-4L1B

-5L1B -6L1B

-7L1B

-8L1B

-9L1B

-11L1B-12L1B

-10L1B

-13L1B

-15L1B -14L1B

-16L1B

-17L1B

-18L1B

-20L1B
-21L1B

-22L1B

-23L1B

-19L1B

-24L1B
-25L1B

-26L1B

-27L1B

-31L1B

-30L1B

-32L1B

-34L1B

-35L1B

-44L1B
PART 1 OF 2

-33L1B

E5.091

2

E5.06

-28L1B

+84" A.F.F.

-108L1B

+84" A.F.F.

0102

PROJECT NO.

% COMPLETE

23042

L

OR

N
IC

E
S

E
D

P

K AM
O

L A OH

R
E

ESF S I O
LAN

E
N

E
G

I
NRobert

Brandon
Pinkerton

CA5338(PE)

PROFESSIONAL SEAL:

PROJECT PHASE:

REVISIONS

DATE: JOB NUMBER:

SHEET NUMBER:

0
4

8

1
/8

" 
=

1
'-
0
"

0
4

1
/4

" 
=

1
'-
0
"

0
6

3
/8

" 
=

1
'-
0
"

0
4

1
/2

" 
=

1
'-
0
"

6
"

2

3
/4

" 
=

1
'-
0
"

0
6

"
1

1
" 

=
1
'-
0
"

0
6

"
1

1
 1

/2
" 

=
1

'-
0

"

0
1

3
" 

=
1
'-
0
"

6
"

1
6

8

CLIENT:

CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com

T
A

H
L
E

Q
U

A
H

, 
O

K
L

A
H

O
M

A

CONSTRUCTION DOCUMENTS

08-23-19 17-13

E1.03

ENLARGED POWER PLAN
LEVEL 01 SECTOR 01

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 01 SECTOR 01

# DATE DESCRIPTION



T
V

TV

1
8

1
1

1
8

1
1

1
8

1
1

1811
18111811

CP

CP

F67037

.
.

.
.

.
.

.
.

.

.

. . . .

.

. . . .

.

.

T

.

307A3

TV

J

J

MATERNITY
SIMULATION

1047

PEDIATRIC
SIMULATION

1055
MED SURG

SIMULATION

1032

ER SIMULATION
1040

SIM TOILET 2
1042

SIM TOILET 1
1044

SIM OFF
1046

SIM DEBRIEF 1
1056

SIM DEBRIEF 2
1037

SOILED
1052

CLEAN AND
STORAGE

1048

SIM SERV
1039

SIM CUBBIES
1033

SIM STORAGE
1041

ER CONTROL /
OFFICE

1038

MS
CONTROL/OFFICE

1034

MED SURG OBS
1035

MATERNITY OBS
1050

PEDS CONTROL
1053

MATERNITY
CONTROL

1049

L1 RESTROOM
AND DRESSING

1058
L1 RESTROOM
AND DRESSING

1057

BOOKSTORE
1001B

VESTIBULE
1000

PERSONAL
HEALTH RM

1059

BOOKSTORE
STOR

1002

SIMULATION
CORRIDOR

1031

U

U
FB

E1.18
1

E1.19
1

E1.20
1

E1.21
1

FB2

FB2

+72" A.F.F.

FB2

-36L1B

+72" A.F.F.

-43L1B

-37L1B

-38L1B-39L1B

-42L1B-41L1B

-44L1B
PART 2 OF 2

-45L1B

-46L1B

-47L1B

-48L1B

E5.03

5-50,52L1B

-51L1B-53L1B -54L1B

-55L1B

-56L1B

-49L1B

-58L1B

-59L1B

-60L1B

-61L1B

-62L1B

-63,65L1B-64L1B

-67L1B

-68L1B

26.07

-57L1B

E5.03

2

SEE ELEVATION FOR 
CIRCUITRY REFER TO 
SHEET E5.03/2

-139L1B -40L1B

-29L1B

+72 A.F.F

-140L1B

-142L1B

-66L1B

-144L1B

-14,16,18IDF-1

-13,15,17IDF-1

-42LEQ

-141L1B

26.37

-143L1B

26.37

0102

PROJECT NO.

% COMPLETE

23042

L

OR

N
IC

E
S

E
D

P

K AM
O

L A OH

R
E

ESF S I O
LAN

E
N

E
G

I
NRobert

Brandon
Pinkerton

CA5338(PE)

PROFESSIONAL SEAL:

PROJECT PHASE:

REVISIONS

DATE: JOB NUMBER:

SHEET NUMBER:

0
4

8

1
/8

" 
=

1
'-
0
"

0
4

1
/4

" 
=

1
'-
0
"

0
6

3
/8

" 
=

1
'-
0
"

0
4

1
/2

" 
=

1
'-
0
"

6
"

2

3
/4

" 
=

1
'-
0
"

0
6

"
1

1
" 

=
1
'-
0
"

0
6

"
1

1
 1

/2
" 

=
1

'-
0

"

0
1

3
" 

=
1
'-
0
"

6
"

1
6

8

CLIENT:

CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com

T
A

H
L
E

Q
U

A
H

, 
O

K
L

A
H

O
M

A

CONSTRUCTION DOCUMENTS

08-23-19 17-13

E1.04

ENLARGED POWER PLAN
LEVEL 01 SECTOR 01

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 01 SECTOR 01
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26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND
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KEYNOTES
26.22 ELECTRICAL CONTRACTOR TO COORDINATE

INSTALLATION AND LOCATION WITH MILL WORK
CONTRACTOR PRIOR TO ROUGH-IN.

26.29 L21-20R RECEPTACLE REQUIRED FOR ALL OSU DATA
RACK CONNECTIONS. ALL OSU DATA RACKS 208V/3P
AND REQUIRE A NEUTRAL.

26.30 L14-60R RECEPTACLE REQUIRED FOR ALL CN DATA
RACK CONNECTIONS. ALL CN DATA RACKS ARE
208V/1P AND REQUIRE A NEUTRAL.

26.34 COORDINATE LOCATIONS WITH FURNITURE
MANUFACTURER PRIOR TO INSTALLATION.
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KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.20 EC SHALL COORDINATE LOCATIONS OF
RECEPTACLES WITH MILL WORK.
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1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 02 SECTOR 01

KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.29 L21-20R RECEPTACLE REQUIRED FOR ALL OSU DATA
RACK CONNECTIONS. ALL OSU DATA RACKS 208V/3P
AND REQUIRE A NEUTRAL.
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KEYNOTES
26.06 J-BOXES TO BE MOUNTED IN WALL AT 18" A.F.F. FOR

FUTURE CONNECTION TO FURNITURE. NO MORE
THEN THREE STUDY CARRELS PER CIRCUIT, REFER
TO xxx FOR FURNITURE CONNECTION INFORMATION.

26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND
CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.29 L21-20R RECEPTACLE REQUIRED FOR ALL OSU DATA
RACK CONNECTIONS. ALL OSU DATA RACKS 208V/3P
AND REQUIRE A NEUTRAL.

26.30 L14-60R RECEPTACLE REQUIRED FOR ALL CN DATA
RACK CONNECTIONS. ALL CN DATA RACKS ARE
208V/1P AND REQUIRE A NEUTRAL.
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KEYNOTES
26.29 L21-20R RECEPTACLE REQUIRED FOR ALL OSU DATA

RACK CONNECTIONS. ALL OSU DATA RACKS 208V/3P
AND REQUIRE A NEUTRAL.

26.30 L14-60R RECEPTACLE REQUIRED FOR ALL CN DATA
RACK CONNECTIONS. ALL CN DATA RACKS ARE
208V/1P AND REQUIRE A NEUTRAL.

26.34 COORDINATE LOCATIONS WITH FURNITURE
MANUFACTURER PRIOR TO INSTALLATION.
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KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.20 EC SHALL COORDINATE LOCATIONS OF
RECEPTACLES WITH MILL WORK.
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KEYNOTES
26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"

A.F.F.

26.16 JUNCTION BOXES SHOWN FOR HEADWALL UNITS ARE
DIAGRAMATICAL. REFER TO INSTALLATION GUIDE
PROVIDED WITH UNITS AND UTILIZE TEMPLATE FOR
EXACT MOUNTING HEIGHTS AND LOCATIONS.

26.33 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +84"
A.F.F

COORDINATE LOCATIONS 
AND DEVICES WITH ARCHITECT
AND HEAD WALL MANUFACTURER
PRIOR TO ROUGH-IN (TYP.)

# DATE DESCRIPTION
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E1.19

ENLARGED MED SURG
SIMULATION ELETRICAL PLAN

08/23/19

100

18163R

1/2" = 1'-0"1
ENLARGED MED SURG SIMULATION ELECTRICAL PLAN

1/2" = 1'-0"6
MED SURG SIMULATION NORTH ELEV

1/2" = 1'-0"2
MED SURG SIMULATION WEST ELEV

1/2" = 1'-0"4
MED SURG SIMULATION EAST ELEV

1/2" = 1'-0"5
MED SURG SIMULATION SOUTH ELEV

GFCI RECEPS
+42" A.F.F.

1/2" = 1'-0"3
MED SURG SIMULATION LIGHTING PLAN

KEYNOTES
26.16 JUNCTION BOXES SHOWN FOR HEADWALL UNITS ARE

DIAGRAMATICAL. REFER TO INSTALLATION GUIDE
PROVIDED WITH UNITS AND UTILIZE TEMPLATE FOR
EXACT MOUNTING HEIGHTS AND LOCATIONS.

26.19 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +108"
A.F.F.

26.33 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +84"
A.F.F

COORDINATE LOCATIONS 
AND DEVICES WITH ARCHITECT
AND HEAD WALL MANUFACTURER
PRIOR TO ROUGH-IN (TYP.)

# DATE DESCRIPTION
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MATERNITY

SIMULATION

1047

PHONE
+54" A.F.F.

U

U

+66" A.F.F.

UU

+108" A.F.F.

+108" A.F.F.

PHONE
48" A.F.F.

E1.20 4

5

2

6

26.17

-111L1B

-119L1B

-118L1B

-120L1B

-121L1B

-110L1B

-112L1B

REFER TO ELEVATIONS
FOR CIRCUITRY REFER 
TO SHEET E1.20

MATERNITY OBS
1050

26.33
26.19

MATERNITY
CONTROL

1049

1" CONDUIT 
IN WALL

+108" A.F.F.

HDMI 
+38" A.F.F.

+42" A.F.F.
TYP (7)

CB
+48" A.F.F.

NC
+48" A.F.F.

-L1B 113 -L1B 114

-L1B 115

-L1B 116

BIRTHING LIGHTS
CONTROL PANEL 
BY OTHERSGFCI RECEPS

+42" A.F.F.

UC LIGHTING
+66" A.F.F

UC LIGHTING
+48" A.F.F

PHONE
+48" A.F.F.

SWITCHES 
+48" A.F.F.

+108" A.F.F.

-L1B 105 -L1B 106

LOW VOLTAGE 
J-BOX

26.16

-L1B 109

L1B- 104,107L1B-102,103

DATA JUNCTION BOX

SLAVE CLOCK
+84" A.F.F.

NC1

CB1

SCONES

NC

CB

NC CB

Da
b
c

a

a a

a

aaa

NC1

CB1

c

b

OSD

NC CB NC1

CB1

OSD

B2 B2B2 B2

B2 B2 B2

B2

B2B2

B2

B1

B1

d d

d

Q1Q1

-138L1B
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08-23-19 17-13

E1.20

ENLARGED MATERNITY
SIMULATION ELECTRICAL

PLAN

08/23/19

100

18163R

1/2" = 1'-0"1
ENLARGED MATERNITY SIMULATION ELECTRICAL PLAN

1/2" = 1'-0"4
MATERNITY SIMULATION NORTH ELEV

1/2" = 1'-0"2
MATERNITY SIMULATION SOUTH ELEV

1/2" = 1'-0"6
MATERNITY SIMULATION WEST ELEV

1/2" = 1'-0"5
MATERNITY SIMULATION EAST ELEV

1/2" = 1'-0"3
MATERNITY SIMULATION LIGHTING PLAN

KEYNOTES
26.16 JUNCTION BOXES SHOWN FOR HEADWALL UNITS ARE

DIAGRAMATICAL. REFER TO INSTALLATION GUIDE
PROVIDED WITH UNITS AND UTILIZE TEMPLATE FOR
EXACT MOUNTING HEIGHTS AND LOCATIONS.

26.17 RECEPTACLE TO BE MOUNTED AT 66" A.F.F AND
CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.\

26.19 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +108"
A.F.F.

26.33 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +84"
A.F.F

# DATE DESCRIPTION
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T

T
V

1811

OS

PEDIATRIC
SIMULATION

1055

+108" A.F.F.

U

PHONE
52" A.F.F.

U

E1.215 6

2

4

-127L1B

-129L1B

-128L1B

-130L1B

-131L1B

-132L1B

-133L1B

-133L1B

-134L1B

REFER TO ELEVATIONS
FOR CIRCUITRY

26.33

PEDS CONTROL
1053

+108" A.F.F.

J-BOX POWER
TO HEAD WALL LOCATED 
ABOVE CEILING

HDMI
+36" A.F.F.

1" CONDUIT
IN WALL

LOW VOLTAGE
J-BOX

J-BOX POWER
TO HEAD WALL LOCATED 
ABOVE CEILING

LOW VOLTAGE
J-BOX

-L1B 122
-L1B 123-L1B 124-L1B 125

-L1B 126

-L1B 135

-L1B 136

-L1B 137

BED LIGHT
J-BOX +84" A.F.F.

LOW VOLTAGE J-BOX

26.16

GFCI RECEPS
+42" A.F.F.

26.33

PHONE
+48" A.F.F.

SWITCHES
+48" A.F.F.

NC

CB

CB NC
c

cc

c c

a
b

b b b

bbb

a

B2

B2B2

B2

B2

B2

D

B2B2 B2

B2B2B2

B1

D1D1

D1 D1
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E1.21

ENLARGED PEDIATRIC
SIMULATION ELECTRICAL

PLAN

08/23/19

100

18163R

1/2" = 1'-0"1
ENLARGED PEDIATRIC SIMULATION ELECTRICAL PLAN

1/2" = 1'-0"6
PEDIATRIC SIMULATION NORTH ELEV

1/2" = 1'-0"2
PEDIATRIC SIMULATION WEST ELEV

1/2" = 1'-0"4
PEDIATRIC SIMULATION EAST ELEV

1/2" = 1'-0"5
PEDIATRIC SIMULATION SOUTH ELEV

1/2" = 1'-0"3
PEDIATRIC SIMULATION LIGHTING PLAN

KEYNOTES
26.16 JUNCTION BOXES SHOWN FOR HEADWALL UNITS ARE

DIAGRAMATICAL. REFER TO INSTALLATION GUIDE
PROVIDED WITH UNITS AND UTILIZE TEMPLATE FOR
EXACT MOUNTING HEIGHTS AND LOCATIONS.

26.33 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +84"
A.F.F

# DATE DESCRIPTION
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ENLARGED SIMULATION &
CLINICAL SKILLS ROOMS

08/23/19

100

18163R

2
SIMULATION MDF 3D

4
CLINICAL SKILLS MDF 3D

1" = 1'-0"3
ENLARGED CLINICAL SKILLS MDF ROOM

1" = 1'-0"1
ENLARGED SIMULATION MDF ROOM
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J

J

J

CADAVER
STORAGE &

LOADING

B006
NEUROANATOMY

B003

NEURO PREP
B005

ANATOMY OFF 2
B027

ANATOMY OFF 3
B004

BSMT RESTROOM
1

B025

BSMT RESTROOM
2

B023

MDF ROOM
B018

MAIN ELEC ROOM
B019

BASEMENT BOH
CORRIDOR

B010

SIMULATION
COMPRESSOR
AND VACUUM

PUMP

B021

BSMT STAIR S
B011

GROSS ANATOMY
PREP

B009

BSMT MECH
B028

BASEMENT LOBBY
& CIRCULATION

B001

SHARED
FACILITIES &

HOUSEKEEPING
OFFICE

B015

MAIL ROOM
B017

ELEVATOR #2
B031

SECURITY OFFICE
B016

FIRE PUMP ROOM
B014

BSMT JAN
B022

BSMT ELEC
B002

EMER ELEC
B020

ANATOMY
WORKROOM

B008

ANATOMY OFFICE
1

B024

GROSS ANATOMY
B007

BASEMENT LOBBY
& CIRCULATION

B001

UPS ROOM
B012

BSMT EXIT
CORRIDOR

B029

VAV-2-10

VAV-2-5B

MAH-0-1

VAV-2-3

VAV-2-4

VAV-2-2

VAV-2-1

MAH-0-2 MAH-0-3

VAV-2-9

VAV-2-8

VAV-2-7

VAV-2-6

VAV-2-13

VAV-2-11B

VAV-2-11A

VAV-2-12

VAV-2-5A

-2H0A

-3H0A

-4H0A

-5,7,9H0A

-6,8,10H0A

-11,13,15H0A

-12H0A

-14H0A

-1H0B

-2,4,6H0B

-8,10,12H0B

-3,5,7H0B

MAH-0-4

-9H0B

MAH-0-0

MDFC-4 MDFC-5 MDFC-6

-85L0B

26.18

AC-1

VP-1-29,31,33L0A

DP-1

GWH-1 (6)

E5.015

-101,103L0B

RC-1 (6) 30A

F2

F2

SEE ELEVATION 
FOR CIRCUITRY 
REFER TO 
SHEET E5.01/5

-32,34,36L0A

-1H0A

-20,22,24LEQ -1,3,5LEQ -2,4,6LEQ

26.31

26.32

-35L0A

30A
-33,35LEQ

-37,39LEQ
30A

-38LEQ

-40LEQ

-86L1A

BAS SYSTEM

-104L0B

-16H0A
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08-23-19 17-13

E1.23

MECHANICAL POWER PLAN
BASEMENT SECTOR 02

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

3/16" = 1'-0"1
MECHANICAL POWER PLAN BASEMENT SECTOR 02

KEYNOTES
26.18 E.C. TO PROVIDE DIRECT CONNECTION TO SUMP

CONTROLLER. COORDINATE LOCATION WITH
PLUMBING CONTRACTOR. PROVIDE ALL NECESSARY
CONNECTIONS AND CONDUIT FOR POWER AND
CONTROLS TO SUMP PUMP.

26.31 DISCONNECT FOR ELEVATOR 1, DISCONNECT TO BE
30A RATED WITH 25A FUSES. REFER TO ELEVATOR
MANUFACTURER FOR EXACT MOUNTING LOCATIONS
OF CONTROL PANELS AND ELECTRICAL
REQUIREMENTS.

26.32 DISCONNECT FOR ELEVATOR 2, DISCONNECT TO EB
30A RATED WITH 15A FUSES. REFER TO ELEVATOR
MANUFACTURER FOR EXACT MOUNTING LOCATIONS
OF CONTROL PANELS AND ELECTRICAL
REQUIREMENTS.

MECHANICAL POWER PLAN NOTES
E.C.SHALL MAKE  CONNECTIONS BETWEEN THE OUTDOOR AND INDOOR
UNITS OF THE MINI-SPLIT SYSTEM. ROUTE ALL CONDUIT AND WIRING
THROUGH CHASES.

EXHAUST FANS SHALL BE CIRCUITED WITH LIGHTS UNLESS SHOWN
OTHERWISE. REFER TO MECHANICAL PLANS FOR CONTROLS OF
EXHAUST FANS.

ALL 480V/3PH WSHP’S/VAV’S REQUIRE A NEUTRAL CONDUCTOR

# DATE DESCRIPTION



OMM
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OMM STOR 1
1061

L1 STAIR N
1068

GS 7
1067

GS 6
1066

L1 ELEC N
1063

OMM AV
1062

VR SIM STOR
1065

VAV-4-22AVAV-4-22B

VAV-4-21VAV-4-20

VAV-4-19

MAH-1-3

-29H1B

-20H1B
-22H1B

-24,26,28H1B

-30,32,34H1B

MAH-1-4
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E1.24

ENLARGED MECHANICAL
POWER PLAN LEVEL 01

SECTOR 01

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1

ENLARGED MECHANICAL POWER PLAN LEVEL 01

SECTOR 01

MECHANICAL POWER PLAN NOTES
E.C.SHALL MAKE  CONNECTIONS BETWEEN THE OUTDOOR AND INDOOR
UNITS OF THE MINI-SPLIT SYSTEM. ROUTE ALL CONDUIT AND WIRING
THROUGH CHASES.

EXHAUST FANS SHALL BE CIRCUITED WITH LIGHTS UNLESS SHOWN
OTHERWISE. REFER TO MECHANICAL PLANS FOR CONTROLS OF
EXHAUST FANS.

ALL 480V/3PH WSHP’S/VAV’S REQUIRE A NEUTRAL CONDUCTOR

# DATE DESCRIPTION



MATERNITY
SIMULATION

1047

PEDIATRIC
SIMULATION

1055

MED SURG
SIMULATION

1032

ER SIMULATION
1040

SIM TOILET 2
1042

SIM TOILET 1
1044

SIM OFF
1046

SIM DEBRIEF 1
1056

SIM DEBRIEF 2
1037

SOILED
1052

CLEAN AND
STORAGE

1048

SIM SERV
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SIM STORAGE
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ER CONTROL /
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1038
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MED SURG OBS
1035

MATERNITY OBS
1050

PEDS CONTROL
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1002

SIMULATION
CORRIDOR
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-16H1B

VAV-4-16

VAV-4-15

VAV-4-17B
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VAV-4-17A

-21H1B

VAV-1-14B

-31H1B

VAV-4-5
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SSC-7
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-150L1B
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VAV-3-41

-35,37,39H3B

-36H3B

-38H3B

-40H3B

-41H3B

-42H3B

-43H3B

-44,46,48H3B

-47H3B

-49H3B

MAH-3-3

OFF 4
3074

OFF 5
3073

OFF 6
3072

VAV-3-49

-45H3B
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E1.32

ENLARGED MECHANICAL
POWER PLAN LEVEL 03

SECTOR 01

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1

ENLARGED MECHANICAL POWER PLAN LEVEL 03

SECTOR 01

MECHANICAL POWER PLAN NOTES
E.C.SHALL MAKE  CONNECTIONS BETWEEN THE OUTDOOR AND INDOOR
UNITS OF THE MINI-SPLIT SYSTEM. ROUTE ALL CONDUIT AND WIRING
THROUGH CHASES.

EXHAUST FANS SHALL BE CIRCUITED WITH LIGHTS UNLESS SHOWN
OTHERWISE. REFER TO MECHANICAL PLANS FOR CONTROLS OF
EXHAUST FANS.

ALL 480V/3PH WSHP’S/VAV’S REQUIRE A NEUTRAL CONDUCTOR

# DATE DESCRIPTION



L3 RESTROOM
3105

L3 RESTROOM
3109

FACULTY
BREAKROOM

3112

CLASSROOM - LL4
3106A

L3 CIRC N
3051

FACULTY CONF 1
3001

STAFF 13
3069

STAFF 14
3066

STAFF 16
3063

STAFF 17
3061

STAFF 18
3059

STAFF 19
3057

STAFF 20
3055

STAFF 21
3053

STAFF 15
3064

FAC CORR N
3051

FACULTY CONF 2
3108

LL4 STOR 1
3104

LL4 STOR 2
3102

FACULTY
WORKROOM

3002

LL3 STOR 2
3111

STAFF 22
3052

OFF 14
3054

OFF 13
3056

OFF 12
3058

OFF 11
3060

OFF 10
3062

OFF 9
3065

CLASSROOM - LL3
3110B

OFF 8
3067

OFF 7
3070

STAFF 12
3071

CLASSROOM - LL4
3106B

CLASSROOM - LL3
3110A

VAV-3-28

VAV-3-30

VAV-3-26

VAV-3-27

VAV-3-29

VAV-3-33

VAV-3-32VAV-3-31

VAV-3-38

VAV-3-40

VAV-3-36

VAV-3-35

VAV-3-39VAV-3-37VAV-3-34

-2H3B

-3,5,7H3B

-6,8,10H3B

-4H3B

-9,11,13H3B

-12,14,16H3B

-15,17,19H3B

-18,20,22H3B

-21,23,25H3B

-24H3B

-26H3B

-27,29,31H3B

-28H3B

-30,32,34H3B

-33H3B

VAV-3-24

-50H3B

VAV-3-25

VAV-3-21

-51,53,55H3B

-52,54,56H3B

-1H3B

MAH-3-4

VAV-3-22A
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HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
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www.hpengineeringinc.com
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08-23-19 17-13

E1.33

ENLARGED MECHANICAL
POWER PLAN LEVEL 03

SECTOR 01

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1

ENLARGED MECHANICAL POWER PLAN LEVEL 03

SECTOR 01

MECHANICAL POWER PLAN NOTES
E.C.SHALL MAKE  CONNECTIONS BETWEEN THE OUTDOOR AND INDOOR
UNITS OF THE MINI-SPLIT SYSTEM. ROUTE ALL CONDUIT AND WIRING
THROUGH CHASES.

EXHAUST FANS SHALL BE CIRCUITED WITH LIGHTS UNLESS SHOWN
OTHERWISE. REFER TO MECHANICAL PLANS FOR CONTROLS OF
EXHAUST FANS.

ALL 480V/3PH WSHP’S/VAV’S REQUIRE A NEUTRAL CONDUCTOR

# DATE DESCRIPTION



JAN
3003

L3 IDF
3005

ELEVATOR #2
3115

LH 2 AV
3007

LH 2
3006

L3 CIRC S
3037

L3 CIRC S
3037

L3 LOBBY
3000

VAV-3-7

VAV-3-24

VAV-3-23

VAV-3-22B

-24H3A

-26,28,30H3A

-31,33,35H3A

IDFC-3

-26,28,30LEQ
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ENLARGED MECHANICAL
POWER PLAN LEVEL 03

SECTOR 02

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1

ENLARGED MECHANICAL POWER PLAN LEVEL 03

SECTOR 02

MECHANICAL POWER PLAN NOTES
E.C.SHALL MAKE  CONNECTIONS BETWEEN THE OUTDOOR AND INDOOR
UNITS OF THE MINI-SPLIT SYSTEM. ROUTE ALL CONDUIT AND WIRING
THROUGH CHASES.

EXHAUST FANS SHALL BE CIRCUITED WITH LIGHTS UNLESS SHOWN
OTHERWISE. REFER TO MECHANICAL PLANS FOR CONTROLS OF
EXHAUST FANS.

ALL 480V/3PH WSHP’S/VAV’S REQUIRE A NEUTRAL CONDUCTOR

# DATE DESCRIPTION



L3 STAIR 3
3036

EXEC CONF
3021

EXECUTIVE
TOILET

3019

DEAN STOR
3018

EXEC CORRIDOR
3009

EXECUTIVE
KITCHENETTE

3022

CAMPUS DEAN
OFFICE

3017

A/A DEAN OFF
3015

L3 ELEC S
3014

EXEC OFF 3
3023

EXEC ADMIN 1
3010

SS CONF RM
3039

SS WKRM/COPY
3040

EXEC WKRM/COPY
3025

FACULTY CONF 3
3027

STAFF 25
3029

EXEC STOR
3024

EXEC ADMIN 2
3016

STAFF 24
3031

SH 1
3033

SH 2
3030

SH 3
3028

SS STORAGE
3042

IT WORKROOM
3034

ADDT OFF 3
3049

ADDT OFF 2
3047

ADDT OFF 1
3045

SS ASST SA & WC
3043

STAFF 23
3032

EXEC OFF 2
3012

VAV-3-1

VAV-3-12

VAV-3-5 VAV-3-6

MAH-3-1

VAV-3-15

VAV-3-4

MAH-3-2

VAV-3-9

VAV-3-10

VAV-3-11

VAV-3-14

VAV-3-17

VAV-3-16

VAV-3-19

VAV-3-20

VAV-3-13

VAV-3-8

VAV-3-18

VAV-3-2

VAV-3-3

-1,3,5H3A

-2H3A

-4H3A

-6H3A

-7H3A
-8H3A

-9H3A

-10H3A

-11H3A

-12,14,16H3A

-13H3A

-15H3A

-17H3A

-18H3A

-19H3A

-20H3A

-21H3A

-22H3A

-23H3A
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ENLARGED MECHANICAL
POWER PLAN LEVEL 03

SECTOR 02

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1

ENLARGED MECHANICAL POWER PLAN LEVEL 03

SECTOR 02

MECHANICAL POWER PLAN NOTES
E.C.SHALL MAKE  CONNECTIONS BETWEEN THE OUTDOOR AND INDOOR
UNITS OF THE MINI-SPLIT SYSTEM. ROUTE ALL CONDUIT AND WIRING
THROUGH CHASES.

EXHAUST FANS SHALL BE CIRCUITED WITH LIGHTS UNLESS SHOWN
OTHERWISE. REFER TO MECHANICAL PLANS FOR CONTROLS OF
EXHAUST FANS.

ALL 480V/3PH WSHP’S/VAV’S REQUIRE A NEUTRAL CONDUCTOR

# DATE DESCRIPTION



RTU-2RTU-1

RTU-3 RTU-4

CU-8CU-7

MCU-1-3

MCU-2-3

MCU-3-3

EF-2

CU-4

CU-5

CU-6

CU-2CU-1CU-3

EF-1

MCU-1-2

MCU-2-2

MCU-3-2

MCU-0-0

MCU-0-1

MCU-0-2 MCU-0-3

-2,4,6MDP

-7,9,11MDP

-8,10,12MDP

-1,3,5MDP

-1,3L3A

-2,4L3A -5,7L3A -9,11L3A

-10,12L3A

-13,15L3A

-14,16L3A

-25,27L3A -26,28L3A

-29,31L3A

EF-7

MCU-1-1 MCU-3-1

MCU-2-1

-17,19L3A-18,20L3A

-21,23L3A
-22,24L3A

-65L3A

30A

30A
-25,27,29H3A

30A
-67,69L3A

-1,3,5EL3A

100A

-2,4,6EL3A

100A

-7,9,11EL3A

100A

-8,10,12EL3A
100A

-13,15,17EL3A
100A

100A

-14,16,18EL3A 100A

-19,21,23EL3A

100A

-20,22,24EL3A

MCU-3-4

MCU-2-4

MCU-1-4

MCU-0-4

-6,8L3A

-167L3A

-167L3A
26.36

26.36

-156,158L3A

-155,157L3A
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OVERALL MECHANICAL
POWER PLAN ROOF

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
OVERALL MECHANICAL POWER PLAN ROOF

MECHANICAL POWER PLAN NOTES
E.C.SHALL MAKE  CONNECTIONS BETWEEN THE OUTDOOR AND INDOOR
UNITS OF THE MINI-SPLIT SYSTEM. ROUTE ALL CONDUIT AND WIRING
THROUGH CHASES.

EXHAUST FANS SHALL BE CIRCUITED WITH LIGHTS UNLESS SHOWN
OTHERWISE. REFER TO MECHANICAL PLANS FOR CONTROLS OF
EXHAUST FANS.

ALL 480V/3PH WSHP’S/VAV’S REQUIRE A NEUTRAL CONDUCTOR

# DATE DESCRIPTION



TV

T
V

T
V

T
V

T
V

TV

T
V

T
V

T
V

T
V

TVTVTVTVTV

TVTVTVTVTVTV

TV TV TV

TV TV TV TV

T
V

T
V

T
V

T
V

J

J

J

AP

AP AP

AP

AP

AP

AP

AP

CADAVER
STORAGE &

LOADING

B006

NEUROANATOMY
B003

NEURO PREP
B005

GROSS ANATOMY
B007

ANATOMY OFF 2
B027

ANATOMY OFF 3
B004

BSMT RESTROOM
1

B025

BSMT RESTROOM
2

B023
MDF ROOM

B018

MAIN ELEC ROOM
B019

BASEMENT BOH
CORRIDOR

B010

SIMULATION
COMPRESSOR
AND VACUUM

PUMP

B021

BSMT STAIR S
B011

GROSS ANATOMY
PREP

B009

BSMT MECH
B028

BASEMENT LOBBY
& CIRCULATION

B001

SHARED
FACILITIES &

HOUSEKEEPING
OFFICE

B015

MAIL ROOM
B017

ELEVATOR #2
B031

SECURITY OFFICE
B016

FIRE PUMP ROOM
B014

BASEMENT LOBBY
& CIRCULATION

B001

EMER ELEC
B020

FB4

FB4

FB4

FB4

ANATOMY
WORKROOM

B008

ANATOMY OFFICE
1

B024

BSMT JAN
B022

UPS ROOM
B012

BSMT ELEC
B002

NEUROANATOMY
B003

BSMT EXIT
CORRIDOR

B029

E1.45
1

E1.44
1

C
R

CR

CR

C
R

CR

C
R

C
R

C
R

CR

INTERCOM

INTERCOM

MDF NETBOT

E5.02

1

2

E5.01

3

2

1

E5.01 4

26.19

26.19

26.10

26.19

26.10

26.09

26.21

26.21

26.21

26.19

26.10

26.19

C
R

CR CR

2

2

2

2

2 2

REFER TO ELEVATION
FOR DATA DROP
REQUIREMENTS

4

2
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08-23-19 17-13

E1.37

SYSTEMS PLAN BASEMENT
LEVEL SECTOR 02

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
SYSTEMS PLAN BASEMENT LEVEL SECTOR 02

CR

DATA DROP LEGEND

NO DATA DROP REQUIRED.

ONE DATA DROP UNLESS NOTED OTHERWISE ON PLANS.

REFER TO FLOOR BOX SCHEDULE FOR DROP REQUIRMENTS

ONE DATA DROP.

TV ONE DATA DROP.

ONE DATA DROP.

AP TWO DATA DROPS.

COORDINATE ALL WIRING AND INSTALLTION REQUIREMENTS FOR 
SECURITY, CAMERAS, AND ACCESS CONTROL WITH CHEROKEE 
NATION.

COORDINATE ALL WIRING AND INSTALLTION REQUIREMENTS FOR 
DATAS, ACCESS POINTS, AND OTHER IT EQUIPMENT WITH OSU IT.

COORDINATE ALL WIRING AND INSTALLTION REQUIREMENTS FOR ALL 
AV EQUIPMENT WITH AV CONTRACTOR.

REFER TO DRAWINGS FOR QUANTITIES OF DATA DROPS.

# DATE DESCRIPTION



T
V

TV

T
V

TV TV

TVTV

C
R

J

C
R

C
R

C
R

CR

CRCR

AP

AP

AP

AP

AP

AP

AP

AP

TV

JJ JJ

OMM
1060

OMM STOR 1
1061

MATERNITY
SIMULATION

1047

PEDIATRIC
SIMULATION

1055

MED SURG
SIMULATION

1032

ER SIMULATION
1040

SIM TOILET 2
1042

SIM TOILET 1
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KEYNOTES
26.09 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +114"

A.F.F.

26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"
A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.

26.22 ELECTRICAL CONTRACTOR TO COORDINATE
INSTALLATION AND LOCATION WITH MILL WORK
CONTRACTOR PRIOR TO ROUGH-IN.
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KEYNOTES
26.09 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +114"

A.F.F.

26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"
A.F.F.

26.11 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +120"
A.F.F.

26.12 DATA FOR SCHEDULING SYSTEM TO BE MOUNTED AT
+48" A.F.F.

26.19 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +108"
A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.
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KEYNOTES
26.09 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +114"

A.F.F.

26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"
A.F.F.

26.11 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +120"
A.F.F.

26.12 DATA FOR SCHEDULING SYSTEM TO BE MOUNTED AT
+48" A.F.F.

26.19 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +108"
A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.
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KEYNOTES
26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"

A.F.F.

26.12 DATA FOR SCHEDULING SYSTEM TO BE MOUNTED AT
+48" A.F.F.

26.19 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +108"
A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.
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KEYNOTES
26.09 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +114"

A.F.F.

26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"
A.F.F.

26.12 DATA FOR SCHEDULING SYSTEM TO BE MOUNTED AT
+48" A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.

# DATE DESCRIPTION



TV

T
V

T
V

T
V

TV

T
V

TVTV

T
V

T
V

C
R

J

J

C
R

CR

CR

J

CR

C
R

CR

C
R

CR

AP

AP
AP

AP

AP

AP

AP

AP

AP

AP

AP

AP

AP

T
V

JAN
3003

L3 IDF
3005

ELEVATOR #2
3115

EXEC CONF
3021

EXECUTIVE
TOILET

3019

DEAN STOR
3018

EXEC CORRIDOR
3009

EXECUTIVE
KITCHENETTE

3022

CAMPUS DEAN
OFFICE

3017

A/A DEAN OFF
3015

L3 ELEC S
3014

LH 2
3006

L3 LOBBY
3000

EXEC ADMIN 2
3016

FACULTY CONF 3
3027

STAFF 25
3029

STAFF 24
3031

STAFF 23
3032

SS STORAGE
3042

SS CIRC
3038

SS ADMIN ASST
3044

ADMIN LOAN OFF
3046

SS ASST REG
3048

SS WAITING
3008

SS WKRM/COPY
3040

EXEC WKRM/COPY
3025

SH 3
3028

SH 2
3030

SH 1
3033

SS ASST SA & WC
3043

ADDT OFF 1
3045

ADDT OFF 2
3047

ADDT OFF 3
3049

L3 STAIR 3
3036

L3 CIRC S
3037

L3 LOBBY
3000

LH 2 AV
3007

SS LEARNING
SPEC

3050

EXEC OFF 3
3023

SS CONF RM
3039

EXEC ADMIN 1
3010

EXEC STOR
3024

OSU CHS
PRESIDENT OFF

3020

EXEC OFF 2
3012

EXEC OFF 1
3011

FAC CORR S
3026

E1.44
3

+72" A.F.F.+72" A.F.F.

+72" A.F.F.

+72" A.F.F.

26.12

26.10

26.11

26.10

FB2

FB3

26.10

26.10

FB2

26.12

26.10

FB3

FB4

26.21

26.12

26.10

FB6 FB6

FB6 FB6

FB6 FB6

FB6 FB6

FB6 FB6

FB6FB6

FB6 FB6

FB6 FB6

FB6FB6

FB4

FB6

FB6

FB6

FB6

FB6

FB6

FB6

FB6

FB6

26.10

0102

PROJECT NO.

% COMPLETE

23042

L

OR

N
IC

E
S

E
D

P

K AM
O

L A OH

R
E

ESF S I O
LAN

E
N

E
G

I
NRobert

Brandon
Pinkerton

CA5338(PE)

PROFESSIONAL SEAL:

PROJECT PHASE:

REVISIONS

DATE: JOB NUMBER:

SHEET NUMBER:

0
4

8

1
/8

" 
=

1
'-
0
"

0
4

1
/4

" 
=

1
'-
0
"

0
6

3
/8

" 
=

1
'-
0
"

0
4

1
/2

" 
=

1
'-
0
"

6
"

2

3
/4

" 
=

1
'-
0
"

0
6

"
1

1
" 

=
1
'-
0
"

0
6

"
1

1
 1

/2
" 

=
1

'-
0

"

0
1

3
" 

=
1
'-
0
"

6
"

1
6

8

CLIENT:

CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com

T
A

H
L
E

Q
U

A
H

, 
O

K
L

A
H

O
M

A

CONSTRUCTION DOCUMENTS

08-23-19 17-13

E1.43

SYSTEMS PLAN LEVEL 03
SECTOR 02

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
SYSTEMS PLAN LEVEL 03 SECTOR 02

KEYNOTES
26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"

A.F.F.

26.11 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +120"
A.F.F.

26.12 DATA FOR SCHEDULING SYSTEM TO BE MOUNTED AT
+48" A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.
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FIRE ALARM DEVICE MOUNTING HEIGHTS
(PER NFPA 72)

SYNCHRONIZE ALL VISUAL DEVICES
WITHIN FIELD OF VIEW.

CORRIDORS (LESS THAN 20' WIDE):
15' MAX FROM END,

100' MAX BETWEEN DEVICES.

CORRIDORS (GREATER THAN 20' WIDE):
TYPICAL ROOM SPACING

REQUIREMENTS SHALL APPLY.

ALARM
FIRE

SUPERVISORY
SYSTEM SYSTEM

TROUBLE SILENCED

ALARM AC

POWER

ALARM

ACK

SUPV

ACK

TROUBLE

ACK SILENCE RESET

SYSTEMALARM

FIRE FIRE

FIRE ALARM

PULL DOWN

FIRE

A/C SUPPLY OR
RETURN 

DIFFUSER NFPA 72 2010, 2013 EDITION: 4" MINIMUM
REQUIREMENT FOR SMOKE DETECTORS IS
REMOVED

NOTE: MEASUREMENTS
SHOWN ARE TO THE
CLOSEST EDGE OF THE
DETECTOR.

4"
MIN

12"
MAX

4"
MIN

WALL MOUNTED SMOKE/
HEAT DETECTOR

CEILING MOUNTED SMOKE/
HEAT DETECTOR

DETECTORS
NEVER HERE

3'
MIN

NFPA 72 AUDIBLE
APPLIANCE 6" MIN

BELOW FINISHED CEILING

90" MIN ABOVE FINISHED
FLOOR (OTHER MOUNTING

HEIGHTS SHALL BE PERMITTED
BY THE AHJ PROVIDING

IT MEETS THE SOUND LEVEL
OUTPUT REQUIRED.)

MANUAL
PULL STATION

MAGNETIC
DOOR HOLDER

5"

DOOR WIDTH
LESS 3"

5' MAX
TO EXIT DOOR

FINISH
WALL

FINISH
FLOO
R

FINISH
CEILING

48" MAX (ADA)

42" MIN, 54" MAX
(NFPA 72)

AUDIBLE ONLY

96" MAX
A.F.F.

80" (ADA)

80" MIN,
96" MAX

(IBC)

CEILINGS LESS THAN 86":
VISUAL LENSE HEIGHT TO
BE WITHIN 6" OF CEILING

AUDIBLE/VISUAL DEVICES

NOTE: FOR SCHEMATIC AND INFORMATIONAL PURPOSES ONLY, NOT TO SCALE.
PLEASE REFER TO LOCAL CODES AND CONSULT WITH AHJ FOR APPROVED DEVICE LOCATIONS AND MOUNTING 

HEIGHTS.

VISUAL APPLIANCE MOUNTING HEIGHT CONSIDERATIONS IN AREAS OPEN TO ROOF STRUCTURE:
• CEILING MOUNTED NOTIFICATION DEVICES TO BE MOUNTED TO BOTTOM OF JOISTS OR 30'-0" A.F.F.,

WHICHEVER IS LOWER IN ACCORDANCE WITH NFPA 72 REQUIREMENTS.

VISUAL APPLIANCE MOUNTING HEIGHT CONSIDERATIONS IN SLEEPING ROOMS:
• VISUAL DEVICES SHALL BE LOCATED WITHIN 16' FROM PILLOW.
• VISUAL DEVICES 24" OR MORE FROM TOP OF LENS TO CEILING, 110cd STROBES SHALL BE USED.
• VISUAL DEVICES LESS THAN 24" FROM TOP OF LENS TO CEILING, 177cd STROBES SHALL BE USED TO

COMPENSATE FOR POSSIBLE SMOKE LAYER.

NOTE: REFER TO PROPER DEVICE
INSTALLATION INSTRUCTIONS FOR
BACKBOX MOUNTING HEIGHT.

60" TO
MIDDLE

OF DISPLAY

FIRE ALARM
ANNUNCIATOR

ALARM
FIRE

SUPERVISORY
SYSTEM SYSTEM

TROUBLE SILENCED
ALARM AC

POWER

ALARM
ACK

SUPV
ACK

TROUBLE
ACK SILENCE RESET

SYSTEMALARM

FIRE ALARM
CONTROL

PANEL

ADDRESSABLE
SIGNALING LINE
CIRCUITS

NOTIFICATION APPLIANCE
CIRCUITS. TYP

NOTIFICATION APPLIANCE
CIRCUITS. TYP

NOTE:
RISER DIAGRAM IS SCHEMATIC IN
NATURE. NOT ALL DEVICES ARE SHOWN
OR MAY BE USED. REFER TO PLANS FOR
EQUIPMENT QUANTITIES AND LOCATIONS.
DUCT DETECTORS MAY HAVE INTEGRAL
RELAYS FOR AIR HANDLING UNIT
SHUT-DOWN. COORDINATE WITH
MECHANICAL SYSTEM INSTALLER.
REFER TO PLANS FOR SPECIFICATIONS
AND ADDITIONAL INFORMATION.

EXTERIOR
WATERFLOW
ALARM 
BELL/HORNSTROBE

WATERFLOW, 
TAMPER AND
PRESSURE 
SWITCHES FOR
SPRINKLER SYSTEM

MONITORING/SHUTDOWN MODULES
FOR RETURN AND SUPPLY DUCT
DETECTORS WITH REMOTE TEST
STATIONS.

FIRE SMOKE 
DAMPER
WITH MONITOR/
CONTROL 
MODULE

(1) IP CONNECTION AND
(1) DEDICATED PHONE
LINE TO CENTRAL
STATION

120 VAC
1PH, 60HZ

FUSED DISCONNECT
SWITCH FOR POWER
TO FACP

NAC PANEL
(AS REQUIRED)

ALARM
FIRE

SUPERVISORY
SYSTEM SYSTEM

TROUBLE SILENCED
ALARM AC

POWER

ALARM
ACK

SUPV
ACK

TROUBLE
ACK SILENCE RESET

SYSTEMALARM

FIRE ALARM
CONTROL

PANEL

ANN

TS TSD D

MM MM120 VAC
1PH, 60HZ

FUSED DISCONNECT
SWITCH FOR POWER
TO FACP

CHASSIS
GROUND

F

MM CM MM MM MM MM CM

FS TS PS KB FSD

CHASSIS
GROUND
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N.T.S.1
FIRE ALARM MOUNTING HEIGHTS

FIRE ALARM GENERAL NOTES
1 FIRE ALARM SYSTEM DESIGN, INSTALLATION AND MATERIALS SHALL BE IN

ACCORDANCE WITH NFPA 70 AND NFPA 72. SYSTEM SHALL ALSO MEET ALL
APPLICABLE BUILDING CODES, FIRE CODES AND THE REQUIREMENTS OF
THE AUTHORITY HAVING JURISDICTION AND INSURANCE CARRIER. VERIFY
REQUIREMENTS PRIOR TO BID SUBMITTAL

2 INFORMATION ON CONTRACT DOCUMENTS IS GENERAL INFORMATION AND
FOR BID PURPOSES ONLY.  PERFORM REQUIRED CALCULATIONS AND
COORDINATE WITH OTHER TRADES. DEVIATIONS FROM ENGINEERS LAYOUT
WILL NOT BE CONSIDERED UNLESS A FORMALLY SUBMITTED RFI IS
RECEIVED AND APPROVED

3 PROVIDE ADDITIONAL MATERIALS AND LABOR REQUIRED DUE TO LACK OF
COORDINATION OR TO MEET AUTHORITY HAVING JURISDICTION AND
INSURANCE CARRIER REQUIREMENTS AT NO ADDITIONAL COST TO THE
OWNER

4 PROVIDE ALL EQUIPMENT AND LABOR REQUIRED FOR A COMPLETE AND
OPERATIONAL FIRE ALARM SYSTEM

5 AUDIBLE NOTIFICATION DEVICES SHALL SOUND UNTIL SILENCED AT THE
CONTROL PANEL OR REMOTE ANNUNCIATOR AS REQUIRED. VISUAL ALARM
IS DISPLAYED UNTIL DEVICE IS RETURNED TO ITS NORMAL POSITION OR
SUPERVISORY CONDITION IS CLEARED

6 FORWARD COMPLETED FIRE ALARM CERTIFICATE OF COMPLETION TO THE
OWNER

7 REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION

8 PROVIDE CONNECTION TO EXTERIOR WATERFLOW ALARM BELL AS
REQUIRED

9 PROVIDE NOTIFICATION, INITIATING AND MONITORING DEVICES AS
 INDICATED ON THE DRAWINGS. FIRE ALARM DEVICES SHALL BE OF ONE

MANUFACTURER AND SHALL BE LISTED FOR USE WITH THE FIRE ALARM
CONTROL PANEL

10 PROVIDE NOTIFICATION APPLIANCE CIRCUIT PANEL(S) TO POWER
NOTIFICATION DEVICES AS REQUIRED. CONNECT TO FIRE ALARM SYSTEM

11 THE FIRE ALARM CONTROL PANEL AND REMOTE ANNUNCIATOR LOCATIONS
SHOWN SHALL BE COORDINATED WITH THE FIRE DEPARTMENT AND AHJ
PRIOR TO INSTALLATION

12 PROVIDE DEDICATED CONNECTION OF THE FIRE ALARM SYSTEM TO A UL
LISTED CENTRAL STATION

13 PROVIDE KNOX BOX FOR FIRE DEPARTMENT ACCESS. CONNECT TAMPER
SWITCH TO FIRE ALARM SYSTEM AS REQUIRED

14 AIR HANDLING SYSTEMS THAT ARE MONITORED SHALL SHUTDOWN AND
REMAIN DOWN UNTIL MANUALLY RESET

15 ROOF TOP AIR DISTRIBUTION SYSTEMS EXCEEDING 2,000 CFM: PROVIDE
DUCT MOUNTED SMOKE DETECTORS FOR AIR HANDLING UNIT SHUTDOWN
AND INSTALL PER MANUFACTURER'S RECOMMENDATIONS. PROVIDE
MONITOR MODULE FOR SUPPLY AIR DUCT DETECTOR AND RELAY/MONITOR
MODULE FOR RETURN AIR DUCT DETECTOR. REFER TO MECHANICAL
SHEETS FOR AIR HANDLING UNIT AND DUCTWORK LAYOUT AND DETAILS

16 DUCT SMOKE DETECTION SHALL TRANSMIT A SUPERVISORY SIGNAL TO THE
FACP

FIRE ALARM INSTALLATION NOTES
1 SYSTEM SHALL BE INSTALLED IN CONFORMANCE WITH NFPA 72 AND LOCAL

CODES AND REGULATIONS. ALL EQUIPMENT AND MATERIALS SHALL BE UL
 LISTED AND APPROVED BY THE AUTHORITY HAVING JURISDICTION

2 INTERFACE WITH AND MONITOR ALL FIRE SUPPRESSION SYSTEM DEVICES
 INCLUDING (BUT NOT LIMITED TO) SPRINKLER FLOW AND TAMPER SWITCHES

3 WIRE AND CABLE SHALL BE UL LISTED AND LABELED AS COMPLYING WITH
NFPA 70, ARTICLE 760. SIGNALING LINE CIRCUITS TO BE TWISTED, SHIELDED
PAIR, SIZED AS RECOMMENDED BY SYSTEM MANUFACTURER.
NON-POWER-LIMITED CIRCUITS TO BE SOLID-COPPER CONDUCTORS WITH
600-V RATED, 75 DEG C, COLOR-CODED INSULATION.
  9.1 LOW-VOLTAGE CIRCUITS:  NO. 16 AWG, MINIMUM
  9.2 LINE-VOLTAGE CIRCUITS:  NO. 12 AWG, MINIMUM

4 INSTALL AND TEST SYSTEMS ACCORDING TO NFPA 72. COMPLY WITH NECA
1

5 TEST ALL SYSTEM DEVICES FOR PROPER OPERATION IN THE PRESENCE OF
THE AHJ AND OTHER OFFICIALS INSPECTING THE FIRE ALARM SYSTEM

6 IF REQUIRED BY THE LOCAL AHJ, EQUIPMENT DATA SHEETS AND BATTERY
CALCULATIONS IN ACCEPTANCE WITH NFPA 72 SHALL BE PERFORMED BY
THE FIRE ALARM SYSTEM MANUFACTURER/INSTALLER TO MATCH
EQUIPMENT TO BE INSTALLED

7 SYSTEM INSTALLER SHALL BE A LICENSED FIRE ALARM CONTRACTOR IN
THE RESPECTIVE STATE OF THIS PROJECT

8 FIRE ALARM CONTROL PANEL SHALL BE MODULAR, POWER-LIMITED DESIGN
WITH ELECTRONIC MODULES, UL 864 LISTED, AND DESIGNED TO TRANSMIT
ALARM, TROUBLE, AND SUPERVISORY SIGNALS TO A UL LISTED CENTRAL
STATION THROUGH A DIGITAL ALARM COMMUNICATOR TRANSMITTER WITH
(1) ETHERNET PORT CONNECTION AND (1) DEDICATED TELEPHONE LINE

9 PROVIDE 120VAC POWER THROUGH DEDICATED LOCKING BREAKER AT
POWER PANEL

10 GROUND THE FACP AND ALL ASSOCIATED CIRCUITS

11 INSTALL A #6 AWG GROUND WIRE FROM THE TELE-COMMUNICATIONS
EQUIPMENT GROUNDING POINT TO THE FACP

12 SYSTEM SHALL INCLUDE 24V DC POWER SYSTEM WITH SEALED LEAD
 CALCIUM BATTERIES AND AUTOMATIC BATTERY CHARGER IN ACCORDANCE

WITH NFPA 72

13 PROVIDE (1) IP CONNECTION TO CUSTOMERS INTERNET NETWORK AND (1)
DEDICATED TELEPHONE LINE TERMINATED WITH (1) RJ-31X MODULAR
OUTLET AT DACT LOCATION

N.T.S.2
TYPICAL FIRE ALARM RISER DETAIL

# DATE DESCRIPTION
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LIGHTING ZONE SCHEDULE

WT
EMERGENCY

EGRESS
OCCUPANCY

SENSOR SWITCH TYPE
MOTORIZED

SHADING
SOUTH
STAIRS

YES INTEGRATED OCC
SENSOR

NA NA

ZONE 1 YES CEILING NA NA

ZONE 2 YES SWITCH MANUAL NA

ZONE 3 YES SWITCH DIMMER/ OS NA

ZONE 4 YES SWITCH DIMMER/ OS NA

ZONE 5 YES NA MANUAL NA

ZONE 6 YES NA MANUAL NA

ZONE 7 NO CEILING MANUAL NA

ZONE 8 YES CEILING NA NA

ZONE 9 YES CEILING NA NA

ZONE 10 YES CEILING TS NA

ZONE 11 NO SWITCH OS NA

ZONE 12 YES SWITCH OS NA

ZONE 13 YES SWITCH DIMMER/ OS NA

ZONE 14 YES NA MANUAL NA

ZONE 15 YES SWITCH OS NA

ZONE 16 NO SWITCH DIMMER/ OS NA

ZONE 18 NO SWITCH DIMMER/ OS NA

ZONE 19 NO SWITCH OS NA

ZONE 20 YES SWITCH DIMMER/ OS NA

ZONE 21 YES NO MANUAL NA

ZONE 22 YES CEILING TS NA

ZONE 23 YES CEILING NA NA

ZONE 25 NO SWITCH DIMMER/ OS NA

ZONE 26 NO CEILING DIMMER NA

ZONE 27 YES INTEGRATED OCC
SENSOR

NA NA

ZONE 28 YES CEILING NA NA

NOTES:
1. EC SHALL PROVIDE A SUBMITTAL PACKAGE INCLUDING CUTSHEETS FOR EACH FIXTURE.
2. EC SHALL PROVIDE ALL ACCESSORIES FOR A COMPLETE ASSEMBLY INCLUDING MOUNTING HARDWARE.
3. THE MOUNTING TYPE OF EACH FIXTURE SHALL BE COMPATIBLE WITH INSTALLATION SURFACE OF EACH FIXTURE.
4. ALL FINISHES SHALL BE COORDINATED WITH ARCHITECT AND DOCUMENTED ON SUBMITTALS.

LUMINAIRE SCHEDULE

TYPE
COLOR
TEMP

LAMP DIMMING VOLTS
WATTS DESCRIPTION MANUFACTURER

B1 3500K LED 0-10V 277 36 W 2X4, TROFFER, 4000LM, 80CRI METALUX - ST - 24CZ2

B2 3500K LED 0-10V 277 19 W 2X2, TROFFER, 4000LM, 80CRI METALUX - ST - 22CZ2

B3 4000K LED 0-10V 277 96 W 2X4, TROFFER, 11600LM, 80CRI WILLIAMS - MDS

D1 LED 10-100% 277 18 W 6", RECESSED, DOWNLIGHT, WHITE, 2000LM, 80CRI HALO - PD6

F1 LED NA 277 44 W 4' SURFACE STRIP, 4764LM METALUX - SLSTP

F2 4000K LED NA 277 32 W 4' SURFACE STRIP, 4000LM GENERAL DISTRIBUTION, METALUX - VAPORTITE

K1 4000K LED NA 277 84 W 36", SYMETRICAL 360 DEGREE BOLLARD HYDREL - 3110C LED

L1 3500K
LED 0-10V 277

28 W 5' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L2 3500K
LED 0-10V 277

60 W 11' 11", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L4 3500K
LED 0-10V 277

40 W 8', LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L5 3500K
LED 0-10V 277

286 W 57' 2", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L6 3500K
LED 0-10V 277

160 W 31' 8", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L7 3500K
LED 0-10V 277

62 W 12' 3", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L8 3500K
LED 0-10V 277

111 W 22' 2", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L9 3500K
LED 0-10V 277

29 W 5' 8", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L11 3500K
LED 0-10V 277

501 W 100' 1", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L12 3500K
LED 0-10V 277

105 W 21', LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L13 3500K
LED 0-10V 277

67 W 13' 4", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L14 3500K
LED 0-10V 277

62 W 12' 3", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L15 3500K
LED 0-10V 277

121 W 24' 2", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L16 3500K
LED 0-10V 277

447 W 89' 4", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L18 3500K
LED 0-10V 277

67 W 13' 4", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L19 3500K
LED 0-10V 277

72 W 14' 3", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L20 3500K
LED 0-10V 277

50 W 10', LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L21 3500K
LED 0-10V 277

293 W 58' 7", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L22 3500K
LED 0-10V 277

41 W 8' 2", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L23 3500K
LED 0-10V 277

293 W 58' 5", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L24 3500K
LED 0-10V 277

38 W 7' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L25 3500K
LED 0-10V 277

54 W 10' 8", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L26 3500K
LED 0-10V 277

43 W 8' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L27 3500K
LED 0-10V 277

57 W 11' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L28 3500K
LED 0-10V 277

228 W 45' 6", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L29 3500K
LED 0-10V 277

42 W 8'4", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L31 3500K
LED 0-10V 277

26 W 5' 7", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L32 3500K
LED 0-10V 277

58 W 11' 5", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L33 3500K
LED 0-10V 277

47 W 9' 5", LED ROPE LIGHT IN 1.5" EXTRUSION, 386 LM PER FT, TRIMLESS FLANGELESS SHEET ROCK EDGE,
85CRI, E.C. TO VERIFY DRIVER TYPE AND ALL PROVIDE ALL NECESSARY ACCESSORIES FOR CUSTOM
LENGTH FIXTURES

PURE EDGE - TRULINE 1.6A

L34 3500K LED 0-10V 277 38 W 4' STANDARD OUTPUT, WET LOCATION LINEAR FIXTURE, FLUSH GYP/ HARD LID, 80CRI, 3086 LM A-LIGHT - D5

L35 3500K LED 0-10V 277 179 W 15'5" SECTION, 31' SECTION, 13'11" SECTION, CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L36 3500K LED 0-10V 277 217 W 10'9" SECTION, 42' SECTION, 19'5" SECTION, CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L37 3500K LED 0-10V 277 192 W 20' SECTION, 43'4" SECTION, CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L38 3500K LED NA 277 225 W 12'1" SECTION, 15'9" SECTION, 47' SECTION, CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

L39 3500K LED NA 277 265 W 88'4", CLEAR, STATIC COLOR, STATIC WHITE SERIES 2 IP20 ACOLYTE - AC1 SERIES 2 CHANNEL

P1 3500K LED 0-10V 277 37 W 8", PENDANT, CABLE, 4601LM GLIGHTING - SIDNEY

P2 3500K LED 0-10V 120 37 W 6.75", PENDANT, CABLE, 1200LM, AMBER NICHE - AXIA

Q1 4000K HALOGEN NA 120 100 W 2X2, RECESS MOUNTED, STROBE-GUIDED REMOTE CONTROL SKYTRON - AR24 ARGOS II

S1 3500K LED STANDARD 277 38 W 4' STAIR LIGHTER STRIP, INTEGRATED OCCUPANCY SENSOR, 4015LM METALUX - SWLED

SL1 4000K LED NA 277 684 W 25' POLE LIGHT,4 SQUARES, TYPE 4 WITH FORWARD THROW, BLACK, TRIPLE 2, 24074 LM EATON - GLNA

U1 3500K LED NA 120 50 W 4', UNDERCABINET LIGHT, EDC-1 FAIL-SAFE - UCL

U2 3500K LED NA 120 26 W 3', UNDERCABINET LIGHT, EDC-1 FAIL-SAFE - UCL

U3 3500K LED NA 120 18 W 2', UNDERCABINET LIGHT, EDC-1 FAIL-SAFE - UCL

W1 4000K LED NA 277 18 W WALL PACK, DOWN THROW, 1750 LM BLACK, WIDE FLOOD FC LIGHTING - FCW1033

W2 4000K LED NA 277 54 W WALL PACK, UP/DOWN THROW,  2125 LM, BLACK, WIDE FLOOD FC LIGHTING - FCW1034

W3 4000K LED NA 277 18 W WALL PACK,  UP THROW, 1750 LM BLACK, WIDE FLOOD FC LIGHTING - FCW1033

X1 LED NA 277 5 W EXIT SIGN, EDGELIT, SELF DIAGNOSTIC, RED LETTERS, WHITE, EMERGENCY SURE LITES - EUX

# DATE DESCRIPTION
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LIGHTING PLAN BASEMENT
LEVEL SECTOR 02

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
LIGHTING PLAN - BASEMENT

KEYNOTES
26.27 LIGHT FIXTURE TO BE MOUNTED IN EXTERIOR FURR

OUT. REFER TO ARCHITECTURAL PLAN DETAIL
A5.04/07 FOR EXACT MOUNTING LOCATIONS AND
HEIGHTS. COORDINATE MOUTNING LOCATIONS AND
ALL MOUTNING REQUIREMENTS WITH ARCHITECT
AND GENERAL CONTRACTOR PRIOR TO ROUGH-IN.
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LIGHTING ZONE PLAN - LEVEL
1

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
LIGHTING ZONE PLAN - LEVEL 01

LIGHTING ZONE SCHEDULE

ZONE
EMERGENCY

EGRESS
OCCUPANCY

SENSOR
SWITCH

TYPE
MOTORIZED

SHADING
ZONE 1-33 YES SWITCH OS NA

ZONE 1-34 YES SWITCH OS NA

ZONE 1-35 NO SWITCH DIMMER/ OS NA

ZONE 1-36 NO SWITCH OS NA

ZONE 1-37 NO SWITCH OS NA

ZONE 1-38 NO CEILING DIMMER NA

ZONE 1-39 NO SWITCH OS NA

ZONE 1-40 YES CEILING NA NA

ZONE 1-41 NO CEILING DIMMER NA

ZONE 1-42 YES CEILING NA NA

ZONE 1-44 YES CEILING NA NA

ZONE 1-45 YES CEILING NA NA

ZONE 1-46 NO SWITCH OS NA

ZONE 1-47 YES CEILING NA NA

ZONE 1-48 YES CEILING DIMMER NA

ZONE 1-49 NO CEILING PB NA

ZONE 1-50 YES NA MANUAL NA

ZONE 1-51 NO SWITCH OS NA

ZONE 1-52 YES CEILING NA NA

ZONE 1-54 YES CEILING NA NA

ZONE 1-55 NO SWITCH OS NA

ZONE 1-56 YES NA DIMMER NA

ZONE 1-57 NO CEILING DIMMER/ OS NA

ZONE 1-58 NO SWITCH DIMMER/ OS NA

ZONE 1-59 NO SWITCH DIMMER/ OS NA

ZONE 1-60 YES NA DIMMER NA

ZONE 1-61 YES CEILING TS YES

ZONE 1-62 NO SWITCH OS NA

ZONE 1-63 YES CEILING PB NA

ZONE 1-64 YES CEILING PB NA

ZONE 1-65 YES CEILING NA NA

ZONE 1-66 YES CEILING NA NA

ZONE 1-67 YES CEILING NA NA

ZONE 1-68 YES CEILING NA NA

LIGHTING ZONE SCHEDULE

ZONE
EMERGENCY

EGRESS
OCCUPANCY

SENSOR
SWITCH

TYPE
MOTORIZED

SHADING
NORTH
STAIRS

YES INTEGRATED OCC
SENSOR

NA NA

SOUTH
STAIRS

YES INTEGRATED OCC
SENSOR

NA NA

ZONE 1-1 YES CEILING NA NA

ZONE 1-2 YES CEILING NA NA

ZONE 1-3 YES CEILING NA NA

ZONE 1-4 YES CEILING NA NA

ZONE 1-6 YES CEILING NA NA

ZONE 1-7 YES SWITCH OS NA

ZONE 1-8 YES SWITCH OS NA

ZONE 1-9 YES SWITCH OS NA

ZONE 1-10 YES CEILING NA NA

ZONE 1-11 YES CEILING NA NA

ZONE 1-12 NO CEILING DIMMER NA

ZONE 1-13 NO SWITCH OS NA

ZONE 1-14 YES NA MANUAL NA

ZONE 1-15 NO SWITCH OS NA

ZONE 1-16 YES CEILING NA NA

ZONE 1-18 YES CEILING PB YES

ZONE 1-19 YES CEILING TS YES

ZONE 1-20 NO SWITCH OS NA

ZONE 1-21 NO SWITCH OS NA

ZONE 1-23 NO SWITCH OS NA

ZONE 1-24 YES CEILING NA NA

ZONE 1-25 YES CEILING NA NA

ZONE 1-26 YES NA DIMMER NA

ZONE 1-27 NO SWITCH DIMMER/ OS NA

ZONE 1-28 NO SWITCH DIMMER/ OS NA

ZONE 1-29 NO CEILING DIMMER NA

ZONE 1-30 YES NA DIMMER NA

ZONE 1-31 NO SWITCH OS NA

ZONE 1-32 YES CEILING NA NA

# DATE DESCRIPTION
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LEVEL 01 SECTOR 01
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PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED LIGHTING PLAN LEVEL 01 SECTOR 01

KEYNOTES
26.13 ELECTRICAL CONTRACTOR TO COORDINATE

LOCATION AND FRAMING WITH ARCHITECT AND
FRAMERS PRIOR TO INSTALLATION.

26.28 REFER TO ELEVATIONS ON SHEETS E5.06, E5.07 AND
E5.08 FOR MOUNTING HEIGHTS.
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KEYNOTES
26.13 ELECTRICAL CONTRACTOR TO COORDINATE

LOCATION AND FRAMING WITH ARCHITECT AND
FRAMERS PRIOR TO INSTALLATION.

26.28 REFER TO ELEVATIONS ON SHEETS E5.06, E5.07 AND
E5.08 FOR MOUNTING HEIGHTS.
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LEVEL 01 SECTOR 02
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PLAN 
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TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED LIGHTING PLAN LEVEL 01 SECTOR 02

KEYNOTES
26.13 ELECTRICAL CONTRACTOR TO COORDINATE

LOCATION AND FRAMING WITH ARCHITECT AND
FRAMERS PRIOR TO INSTALLATION.

26.15 LIGHT FIXTURE TO BE MOUNTED IN A CONTINOUS
RUN. IN THIS AREA, LIGHT FIXTURE WILL RUN
VERTICAL FROM 13’2’’ SOFIT TO 13’ 6’’ SOFIT. AFTER
VERITCIAL RUN LIGHT FIXTURE WILL CONTINUE TO
RUN HORIZONTAL AT 13’ 6’’ SOFIT. COORDINATE
MOUNTING AND EXACT LOCATION OF VERITCAL
CONTIOUS RUN WITH ARCHITECT AND FRAMERS
PRIOR TO ROUGH-IN.

26.28 REFER TO ELEVATIONS ON SHEETS E5.06, E5.07 AND
E5.08 FOR MOUNTING HEIGHTS.
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FRAMERS PRIOR TO INSTALLATION.
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E2.08

LIGHTING ZONE PLAN - LEVEL
2

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
LIGHTING ZONE PLAN - LEVEL 02

LIGHTING ZONE SCHEDULE

wtwt
EMERGENCY

EGRESS
OCCUPANCY

SENSOR
SWITCH

TYPE
MOTORIZED

SHADING
ZONE 2-40 YES SWITCH OS NA

ZONE 2-41 YES CEILING NA NA

ZONE 2-42 YES SWITCH OS NA

ZONE 2-43 YES CEILING DIMMER NA

ZONE 2-44 YES SWITCH DIMMER/ OS NA

ZONE 2-45 YES CEILING NA NA

ZONE 2-46 YES SWITCH DIMMER/ OS NA

ZONE 2-47 YES SWITCH DIMMER/ OS NA

ZONE 2-48 YES CEILING MANUAL NA

ZONE 2-49 YES CEILING MANUAL NA

ZONE 2-50 NO CEILING NA NA

ZONE 2-51 YES CEILING NA NA

ZONE 2-52 YES SWITCH DIMMER/ OS NA

ZONE 2-53 YES SWITCH DIMMER/ OS NA

ZONE 2-54 YES SWITCH DIMMER/ OS NA

ZONE 2-55 YES SWITCH DIMMER/ OS NA

ZONE 2-56 YES SWITCH DIMMER/ OS NA

ZONE 2-57 YES SWITCH DIMMER/ OS NA

ZONE 2-58 YES CEILING DIMMER NA

ZONE 2-59 NO CEILING DIMMER NA

ZONE 2-60 YES SWITCH DIMMER/ OS NA

ZONE 2-61 NO SWITCH DIMMER/ OS NA

ZONE 2-62 NO SWITCH OS NA

ZONE 2-63 YES CEILING DIMMER NA

ZONE 2-64 YES CEILING TS YES

ZONE 2-65 NO SWITCH OS NA

ZONE 2-66 NO SWITCH OS NA

ZONE 2-67 YES CEILING DIMMER NA

ZONE 2-69 YES CEILING NA NA

ZONE 2-70 YES NA MANUAL NA

ZONE 2-72 YES CEILING NA NA

ZONE 2-73 YES CEILING DIMMER NA

ZONE 2-74 YES CEILING NA NA

ZONE 2-75 YES CEILING NA NA

ZONE 2-76 YES SWITCH OS NA

ZONE 2-78 YES CEILING NA NA

LIGHTING ZONE SCHEDULE

wtwt
EMERGENCY

EGRESS
OCCUPANCY

SENSOR
SWITCH

TYPE
MOTORIZED

SHADING
NORTH
STAIRS

YES INTEGRATED OCC
SENSOR

NA NA

SOUTH
STAIRS

YES INTEGRATED OCC
SENSOR

NA NA

ZONE 2-1 YES CEILING MANUAL NA

ZONE 2-2 YES CEILING MANUAL NA

ZONE 2-3 YES CEILING MANUAL NA

ZONE 2-4 YES CEILING MANUAL NA

ZONE 2-5 YES CEILING MANUAL NA

ZONE 2-6 YES CEILING MANUAL NA

ZONE 2-7 YES CEILING NA NA

ZONE 2-8 YES CEILING NA NA

ZONE 2-9 YES CEILING NA NA

ZONE 2-10 YES CEILING NA NA

ZONE 2-11 YES CEILING MANUAL NA

ZONE 2-12 YES CEILING MANUAL NA

ZONE 2-13 NO SWITCH OS NA

ZONE 2-15 YES NA MANUAL NA

ZONE 2-16 NO CEILING DIMMER NA

ZONE 2-17 YES CEILING DIMMER NA

ZONE 2-18 YES CEILING MANUAL NA

ZONE 2-19 NO SWITCH DIMMER/ OS NA

ZONE 2-20 YES CEILING MANUAL NA

ZONE 2-21 YES CEILING MANUAL NA

ZONE 2-22 YES CEILING DIMMER NA

ZONE 2-23 YES CEILING DIMMER NA

ZONE 2-24 YES CEILING MANUAL NA

ZONE 2-25 YES CEILING MANUAL NA

ZONE 2-26 YES SWITCH OS NA

ZONE 2-27 NO SWITCH OS NA

ZONE 2-28 YES CEILING MANUAL NA

ZONE 2-29 YES CEILING MANUAL NA

ZONE 2-32 YES CEILING NA NA

ZONE 2-33 YES CEILING MANUAL NA

ZONE 2-34 YES CEILING MANUAL NA

ZONE 2-35 NO SWITCH OS NA

ZONE 2-36 NO SWITCH OS NA

ZONE 2-37 YES CEILING NA NA

ZONE 2-39 YES SWITCH OS NA
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E2.13

LIGHTING ZONE PLAN - LEVEL
3

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
LIGHTING ZONE PLAN - LEVEL 03

LIGHTING ZONE SCHEDULE

WTWTWT
EMERGENCY

EGRESS
OCCUPANCY

SENSOR
SWITCH

TYPE
MOTORIZED

SHADING
ZONE 3-76 NO SWITCH DIMMER/ OS NA

ZONE 3-77 NO SWITCH DIMMER/ OS NA

ZONE 3-78 NO SWITCH DIMMER/ OS NA

ZONE 3-79 NO SWITCH DIMMER/ OS NA

ZONE 3-80 NO SWITCH DIMMER/ OS NA

ZONE 3-81 NO SWITCH DIMMER/ OS NA

ZONE 3-82 NO SWITCH DIMMER/ OS NA

ZONE 3-83 NO SWITCH DIMMER/ OS NA

ZONE 3-84 NO SWITCH DIMMER/ OS NA

ZONE 3-85 NO SWITCH DIMMER/ OS NA

ZONE 3-86 NO SWITCH DIMMER/ OS NA

ZONE 3-87 NO SWITCH DIMMER/ OS NA

ZONE 3-88 NO SWITCH DIMMER/ OS NA

ZONE 3-89 NO SWITCH DIMMER/ OS NA

ZONE 3-90 NO SWITCH DIMMER/ OS NA

ZONE 3-91 NO SWITCH DIMMER/ OS NA

ZONE 3-92 NO SWITCH DIMMER/ OS NA

ZONE 3-93 NO SWITCH DIMMER/ OS NA

ZONE 3-94 NO SWITCH DIMMER/ OS NA

ZONE 3-95 YES CEILING PB NA

ZONE 3-96 NO SWITCH OS NA

ZONE 3-97 NO SWITCH OS NA

ZONE 3-98 NO SWITCH DIMMER/ OS NA

ZONE 3-99 YES CEILING PB NA

ZONE 3-100 NO CEILING DIMMER NA

ZONE 3-101 YES NA MANUAL NA

ZONE 3-102 YES CEILING NA NA

ZONE 3-103 YES CEILING NA NA

ZONE 3-105 YES CEILING PB NA

ZONE 3-106 YES CEILING PB NA

ZONE 3-107 YES CEILING PB NA

ZONE 3-108 YES CEILING NA NA

LIGHTING ZONE SCHEDULE

WTWTWT
EMERGENCY

EGRESS
OCCUPANCY

SENSOR
SWITCH

TYPE
MOTORIZED

SHADING
ZONE 3-34 NO SWITCH DIMMER/ OS NA

ZONE 3-35 NO SWITCH DIMMER/ OS NA

ZONE 3-36 NO SWITCH DIMMER/ OS NA

ZONE 3-37 NO SWITCH DIMMER/ OS NA

ZONE 3-38 YES CEILING NA NA

ZONE 3-39 YES CEILING TS NA

ZONE 3-40 NO SWITCH OS NA

ZONE 3-41 YES CEILING NA NA

ZONE 3-42 NO SWITCH OS NA

ZONE 3-43 NO SWITCH OS NA

ZONE 3-44 NO CEILING DIMMER NA

ZONE 3-45 YES CEILING PB NA

ZONE 3-46 YES CEILING NA NA

ZONE 3-47 NO SWITCH OS NA

ZONE 3-48 NO SWITCH DIMMER/ OS NA

ZONE 3-54 NO SWITCH DIMMER/ OS NA

ZONE 3-55 NO SWITCH DIMMER/ OS NA

ZONE 3-56 NO SWITCH DIMMER/ OS NA

ZONE 3-57 YES CEILING NA NA

ZONE 3-58 NO SWITCH DIMMER/ OS NA

ZONE 3-59 NO SWITCH DIMMER/ OS NA

ZONE 3-60 NO SWITCH DIMMER/ OS NA

ZONE 3-61 NO SWITCH DIMMER/ OS NA

ZONE 3-62 NO SWITCH DIMMER/ OS NA

ZONE 3-63 NO SWITCH DIMMER/ OS NA

ZONE 3-64 NO SWITCH DIMMER/ OS NA

ZONE 3-65 NO SWITCH DIMMER/ OS NA

ZONE 3-66 NO SWITCH DIMMER/ OS NA

ZONE 3-67 NO SWITCH DIMMER/ OS NA

ZONE 3-68 NO SWITCH DIMMER/ OS NA

ZONE 3-69 NO SWITCH DIMMER/ OS NA

ZONE 3-70 NO SWITCH DIMMER/ OS NA

ZONE 3-71 NO SWITCH DIMMER/ OS NA

ZONE 3-72 NO SWITCH DIMMER/ OS NA

ZONE 3-73 NO SWITCH DIMMER/ OS NA

ZONE 3-74 NO SWITCH DIMMER/ OS NA

ZONE 3-75 NO CEILING DIMMER NA

LIGHTING ZONE SCHEDULE

WTWTWT
EMERGENCY

EGRESS
OCCUPANCY

SENSOR
SWITCH

TYPE
MOTORIZED

SHADING
NORTH STAIRS YES INTEGRATED OCC

SENSOR
NA NA

SOUTH STAIRS YES INTEGRATED OCC
SENSOR

NA NA

ZONE 3-1 NO SWITCH DIMMER/ OS NA

ZONE 3-2 NO SWITCH DIMMER/ OS NA

ZONE 3-3 NO SWITCH DIMMER/ OS NA

ZONE 3-4 YES CEILING NA NA

ZONE 3-5 NO SWITCH DIMMER/ OS NA

ZONE 3-6 NO SWITCH DIMMER/ OS NA

ZONE 3-7 YES CEILING PB NA

ZONE 3-8 NO SWITCH DIMMER/ OS NA

ZONE 3-9 NO SWITCH OS NA

ZONE 3-10 NO SWITCH OS NA

ZONE 3-11 YES CEILING PB NA

ZONE 3-12 YES CEILING NA NA

ZONE 3-13 YES CEILING NA NA

ZONE 3-14 NO CEILING DIMMER NA

ZONE 3-15 YES SWITCH OS NA

ZONE 3-16 NO SWITCH OS NA

ZONE 3-17 NO SWITCH NA NA

ZONE 3-18 NO CEILING DIMMER NA

ZONE 3-19 NO CEILING DIMMER NA

ZONE 3-20 NO SWITCH DIMMER/ OS NA

ZONE 3-21 YES NA MANUAL NA

ZONE 3-22 NO SWITCH DIMMER NA

ZONE 3-23 NO SWITCH DIMMER NA

ZONE 3-24 YES CEILING DIMMER NA

ZONE 3-25 NO SWITCH DIMMER/ OS NA

ZONE 3-26 YES CEILING NA NA

ZONE 3-27 YES CEILING NA NA

ZONE 3-28 NO SWITCH OS NA

ZONE 3-29 NO CEILING DIMMER NA

ZONE 3-30 NO SWITCH DIMMER/ OS NA

ZONE 3-31 NO SWITCH OS NA

ZONE 3-32 NO SWITCH DIMMER/ OS NA

ZONE 3-33 NO SWITCH DIMMER/ OS NA

# DATE DESCRIPTION
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08-23-19 17-13

E2.14

ENLARGED LIGHTING PLAN
LEVEL 03 SECTOR 01

08/23/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED LIGHTING PLAN LEVEL 03 SECTOR 01

KEYNOTES
26.13 ELECTRICAL CONTRACTOR TO COORDINATE

LOCATION AND FRAMING WITH ARCHITECT AND
FRAMERS PRIOR TO INSTALLATION.

26.23 JUNCTION BOX FOR L35 FIXTURE LOCATED IN
EXTERIOR FURR OUT. REFER TO ELEVATION E5.06/2
FOR FIXTURE LAYOUT. REFER TO ARCHITECTURAL
PLAN DETAILS A1.31A/02 AND A5.01/04 FOR EXACT
MOUNTING LOCATIONS AND HEIGHTS. COORDINATE
MOUNTING LOCATIONS AND ALL MOUNTING
REQUIREMENTS WITH ARCHITECT AND GENERAL
CONTRACTOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION
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LOCATION AND FRAMING WITH ARCHITECT AND
FRAMERS PRIOR TO INSTALLATION.
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ENLARGED LIGHTING PLAN
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PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED LIGHTING PLAN LEVEL 03 SECTOR 02

KEYNOTES
26.24 JUNCTION BOX FOR L36 FIXTURE LOCATED IN

EXTERIOR FURR OUT. REFER TO ELEVATION E5.06/3
AND E5.07/3 FOR FIXTURE LAYOUT. REFER TO
ARCHITECTURAL PLAN DETAILS A1.32A/03, A1.32A/04
AND A5.04/05 FOR EXACT MOUNTING LOCATIONS AND
HEIGHTS. COORDINATE MOUTNING LOCATIONS AND
ALL MOUTNING REQUIREMENTS WITH ARCHITECT
AND GENERAL CONTRACTOR PRIOR TO ROUGH-IN.

26.25 JUNCTION BOX FOR L37 FIXTURE LOCATED IN
EXTERIOR FURR OUT. REFER TO ELEVATION E5.06/3
AND E5.07/3 FOR FIXTURE LAYOUT. REFER TO
ARCHITECTURAL PLAN DETAIL A5.04/04 FOR EXACT
MOUNTING LOCATIONS AND HEIGHTS. COORDINATE
MOUTNING LOCATIONS AND ALL MOUTNING
REQUIREMENTS WITH ARCHITECT AND GENERAL
CONTRACTOR PRIOR TO ROUGH-IN.

26.26 JUNCTION BOX FOR L38 FIXTURE LOCATED IN
EXTERIOR FURR OUT. REFER TO ELEVATION E5.07/2
FOR FIXTURE LAYOUT. REFER TO ARCHITECTURAL
PLAN DETAILS A5.05/07 AND A1.32A/06 FOR EXACT
MOUNTING LOCATIONS AND HEIGHTS. COORDINATE
MOUTNING LOCATIONS AND ALL MOUTNING
REQUIREMENTS WITH ARCHITECT AND GENERAL
CONTRACTOR PRIOR TO ROUGH-IN.
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KEYNOTES
26.14 COORDINATE POWER FOR HANDRAIL LIGHTING WITH

HANDRAIL MANUFACTURER SHOP DRAWINGS PRIOR
TO ROUGH IN.
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EQUIPMENT GROUNDING 
CONDUCTOR SIZING CHART

PER NEC 250.122(B)

BRKR
AMPS

15-20

25-30

35-50

60

70

80-90

100

PHASE
GROUND

WIRE SIZE

12 10 8 6 4

12 10 8 6 4

PHASE
GROUND

10 8 6 4 3

10 8 6 4 3

PHASE
GROUND

8 6 4 3 2

10 8 4 4 4

PHASE
GROUND

6 4 3 2 1

10 6 6 4 4

PHASE
GROUND

6 4 3 2 1

8 4 4 3 2

PHASE
GROUND

4 3 2 1 1/0

8 6 4 4 3

PHASE
GROUND

3 2 1 1/0 2/0

8 6 4 4 3

1. TERMINATE GROUND ON ISOLATED GROUND BUS.
2. INSTALL LOCKING DEVICE FURNISHED WITH 

PANELBOARD (LOCK-OFF FOR MAINTENANCE).
3. INSTALL LOCKING DEVICE FURNISHED WITH 

PANELBOARD (LOCK-ON FOR CRITICAL LOAD).
4. GFI BREAKER FOR PERSONNEL PROTECTION 

(5mA).
5. GFI BREAKER FOR EQUIPMENT PROTECTION 

(30mA).
6. CONDUCTOR SIZE SHOWN IN PANEL SCHEDULE 

HAS BEEN INCREASED FOR VOLTAGE DROP.  SIZE 
EQUIPMENT GROUND PROPORTIONALLY PER NEC.  
REFERENCE GROUND WIRE SIZING CHART.

7.  REFER TO FAULT CURRENT SCHEDULE FOR 
   AVAILABLE FAULT CURRENT FOR INTERRUPT    
   RATINGS.

8. REFER TO ONE-LINE DIAGRAM FOR WIRE SIZES.
9. FACTORY WIRED TO LOAD.
10. THRU CONTROLLER. REFER TO LIGHTING 

CONTROLLER DETAIL.
11. ADD CIRCUIT BREAKER TO EXISTING PANEL.

PANELBOARD NOTES (#)

NEW PAD MOUNTED 
TRANSFORMER WITH CT 
METER BY UTILITY COMPANY.

ATS-1
200A

ATS-2
600A

TEQ
112.5KVA

LEQ
400A

L0A
100A

T0A
30KVA

H0A
225A

MDP

GENERATOR

H1A
400A

T1A
75KVA

H1B
400A

T1B
75K

L1A
200A

L1B
200A

H2A
400A

T2A
75KVA

H2B
400A

T2B
75KVA

L2A
200A

L2B
200A

H3A
400A

T3A
150KVA

H3B
400A

T3B
75KVA

L3A
400A

L3B
200A

H0E
200A

4180-4-S

GR 
PER
UTILITY
REQUIREMENTS

H2E
100A

E3.00
2

SPD

SPD

200-4

NOTES:

A.  THE MAIN SWITCHBOARD SHALL
HAVE A COMMERCIALLY PRODUCED PERMANENT
LABEL APPLIED, SIMILAR TO THE ABOVE, TO WARN
OF POTENTIAL SHOCK HAZARDS, IN
ACCORDANCE WITH NEC 702.7 AND NFPA 70E.

B.  LABELING MAY BE COMPLETED BY EQUIPMENT
MANUFACTURER, EQUIPMENT VENDOR/SUPPLIER, OR
THE CONTRACTOR.  THE CONTRACTOR SHALL VERIFY
THAT ALL SWITCHBOARDS AND PANELBOARDS ARE
PROPERLY LABELED IN THE FIELD.

WARNING
SHOCK HAZARD EXISTS IF GROUNDING 

ELECTRODE CONDUCTOR OR BONDING JUMPER 
CONNECTION IN THIS EQUIPMENT IS REMOVED 
WHILE ALTERNATE SOURCE(S) IS ENERGIZED.

SWITCHGEAR LABEL
THE MAIN SWITCHBOARD SHALL HAVE A LABEL 
APPLIED TO WARN OF POTENTIAL SHOCK HAZARDS

EQUIPMENT LABELS
ALL SWITCHBOARDS AND PANELBOARDS SHALL HAVE 
A LABEL APPLIED TO WARN OF POTENTIAL ARC FLASH 
HAZARDS

NOTES:

A.  ALL SWITCHBOARDS AND PANELBOARDS SHALL
HAVE A COMMERCIALLY PRODUCED PERMANENT
LABEL APPLIED, SIMILAR TO THE ABOVE, TO WARN
OF POTENTIAL ARC FLASH HAZARDS, IN
ACCORDANCE WITH NEC 110.16 AND NFPA 70E.

B.  LABELING MAY BE COMPLETED BY EQUIPMENT
MANUFACTURER, EQUIPMENT VENDOR/SUPPLIER, OR
THE CONTRACTOR.  THE CONTRACTOR SHALL VERIFY
THAT ALL SWITCHBOARDS AND PANELBOARDS ARE
PROPERLY LABELED IN THE FIELD.

WARNING

ARC FLASH AND SHOCK HAZARD.

APPROPRIATE PERSONAL PROTECTIVE

EQUIPMENT (PPE) REQUIRED.

620-4 620-4 50-3 100-4-T

100-3 200-4-T 100-3 200-4-T400-4

400-4

100-3 200-4-T 100-3 200-4-T

100-3 200-4-T200-3 400-4

400-4

400-4

400-4

400-4

L0B
200A

T0A
75KVA

H0B
200A

100-3 200-4-T

200-4

200-4

HEQ
600A

TEL3A
150KVA

EL3A
600A

RTU-1 RTU-2 RTU-3 RTU-4

350-4

200-4

350-4

300-4

175-3 400-4-T

200-4

620-4

GR 
PER
NRC

GR 
PER
NRC

GR 
PER
NRC

GR 
PER
NRC

GR 
PER
NRC

GR 
PER
NRC

GR 
PER
NRC

GR 
PER
NRC

GR 
PER
NRC

GR 
PER
NRC

100-4

300-3

620-4-T

200-4

KNOX BOX
26.38

GR 
PER
NRC

E3.00
2

26.39

NEUTRAL BUS

GROUNDING ELECTRODES

NEC 250.66

SIZE PER

SERVICE
EQUIPMENT

STEEL
BUILDING

EQUIPMENT GROUNDING BUS

GROUND BUS
TELEPHONE BACKBOARD.

(2)GROUND RODS AT 6' SPACING. BOND AND 
CADWELD AT EACH CONNECTION

CONNECT TO METAL 
UNDERGROUND WATER PIPE PER 
NEC. CONCRETE ENCASED ELECTRODE PER NEC

GROUNDING ELECTRODES

NEC 250.66

SIZE PER

# 6 CU TO 
TELEPHONE BACKBOARD.

MAIN
BONDING

JUMPER

NEUTRAL

FEEDER FROM 
UTILITY

HOT

SIZE PER NEC

250.102
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ELECTRICAL SCHEDULES
AND RISER

08/23/19

100

18163R

NTS1
RISER DIAGRAM

ELECTRICAL FEEDER
KEYNOTES

50-3 3/4"C,3#8,1#10 GR

100-3 1"C,3#3,1#8 GR

100-4 1 - 1 1/4"C,4#3,1#8 GR

100-4-T 1 - 1 1/4"C,4#3,1#8 GR

175-3 1 - 1 1/2"C,3#2/0,1#6 GR

175-4 2"C,4#2/0,1#6 GR

200-3 2"C,3#3/0,1#6 GR

200-4 2"C,4#3/0,1#6 GR

200-4-T 2"C,4#3/0,1#4 GR

300-3 2 - 1 1/2"C,3#1/0,1#4 GR EACH

300-4 2 - 2"C,4#1/0,1#4 GR EACH

350-4 2 - 2"C,4#2/0,1#3 GR EACH

400-3 2  - 2"C,3#3/0,1#3 GR EACH

400-4 2 - 2"C,4#3/0,1#3 GR EACH

400-4-T 2 - 2"C,4#3/0,1#2 GR EACH

620-4 2 - 2 1/2"C,4-350KCMIL,1#1 GR EACH

620-4-T 2 - 2 1/2"C,4-350KCMIL,1#2/0 GR EACH

800-4 4 - 2"C, 4#3/0,1#1/0 GR EACH

4180-4-S 10 - 4"C,4-600KCMIL EACH

N.T.S.2
TYPICAL GROUNDING DETAIL

1. CONDUIT SIZED BASED ON CONDUCTOR PROPERTIES 
LISTED IN THE CURRENT NEC EDITION, CHAPTER, 9, 
TABLES 5 AND 5A, AND CONDUIT AREAS LISTED 
CHAPTER 9, TABLE 4 FOR EMT WITH 40% FILL. OTHER 
CONDITIONS MAY REQUIRE A LARGER CONDUIT, 
SUCH AS UNDERGROUND PVC, SIZED FOR NEC.

2.  GROUND SIZES: EQUIPMENT GROUNDING 
CONDUCTOR BASED ON NEC TABLE 250.122 -
COPPER / GROUNDING ELECTRODE CONDUCTOR 
BASED ON NEC TABLE 250.66 - COPPER

3.  CONDUCTOR SIZES BASED ON NEC TABLE 310.15 -
COPPER 75°C.

ELECTRICAL SERVICE NOTES
1 THE ELECTRICAL CONTRACTOR SHALL VERIFY ALL SERVICE AND METERING

REQUIREMENTS WITH THE UTILTY COMPANY PRIOR TO BID AND SHALL BE
RESPONSIBLE FOR PROVIDING AND INSTALLING ALL MATERIAL AS
REQUIRED BY THE SERVING UTILITY AS WELL AS COST INCURRED BY
SERVING UTILITY.

2 THE ELECTRICAL CONTRACTOR SHALL VERIFY THE FAULT CURRENT AT THE
SECONDARY OF THE TRANSFORMER WITH THE UTILITY COMPANY AND
ADJUST THE ELECTRICAL PANEL AIC RATINGS TO THE NEXT HIGHER
STANDARD RATING.

3 ALUMINUM SERVICE CONDUCTORS ARE NOT RECOMMENDED AND SHOULD
ONLY BE USED WHERE ABSOLUTELY NECESSARY OR REQUIRED BY THE
OWNER. CONTRACTOR TO CONTACT ENGINEER FOR SIZING. WHERE
ALUMINUM CONDUCTORS ARE USED, THE OWNER SHALL PROVIDE ANNUAL
MAINTENANCE OF ALL TERMINATIONS TO ENSURE SECURE CONNECTIONS.
ALUMINUM WIRE WILL EXPAND AND CONTRACT AND OVER TIME MAY
BECOME BRITTLE. THE OWNER SHALL ASSUME RESPONSIBILITY FOR USING
ALUMINUM CONDUCTORS WITHOUT PROPER INSTALLATION, CARE, AND
MAINTENANCE.

4 COORDINATE ALL SERVICE AND METERING DETAILS INCLUDING ANY
RELOCATION OF EXISTING UTILITY LINES WITH POWER COMPANY.

5 CONTRACTOR TO CONFIRM EXACT LOCATION OF METERS WITH ELECTRIC
UTILITY.

6 PAY ANY POWER COMPANY FEES CHARGED TO OWNER FOR SERVICE AND
UTILITY LINE WORK ASSOCIATED WITH THIS PROJECT. THESE COSTS SHALL
BE INCLUDED IN BIDS.

7 FURNISH AND INSTALL MATERIALS FOR A TEMPORARY CONSTRUCTION
SERVICE AS REQUIRED.

8 FURNISH AND/OR INSTALL ALL REQUIRED MATERIAL AND LABOR IN
COMPLIANCE WITH POWER COMPANY REQUIREMENTS TO PROVIDE A
COMPLETE ELECTRICAL SERVICE, INCLUDING TRENCHING AND BACK
FILLING, PRIMARY CONDUIT, CONCRETE TRANSFORMER PAD, SECONDARY

 CONDUITS AND CABLES, C.T. CABINET, METERING AND GROUNDING SYSTEM.

FAULT CURRENT...
Panel Name FAULT CURRENT

ATS-1 41848.5

ATS-2 45254

EL3A 9728

H0A 41849

H0B 24861

H0E 37753

H1A 39696

H1B 22076

H2A 35993

H2B 19083

H2E 15627

H3A 32922

H3B 18183

HEQ 43685

IDF-1 5711

IDF-2 4768

IDF-3 4093

L0A 3119

L0B 4897

L1A 5059

L1B 4780

L2A 5030

L2B 4774

L3A 10599

L3B 4748

LEQ 7495

MDP 46940

T0A 14249

T0B 19427

T1A 27441

T1B 16377

T2A 25613

T2B 15710

T3A 28123

T3B 15095

TEL3A 38766

TEQ 35620

UPS PDU 11291

UTILITY
TRANSFORMER

51847

RTU-1 24841

RTU-2 19082

RTU-3 24841

RTU-4 22451

KEYNOTES
26.38 KNOX REMOTE POWER BOX SERIES #4500 (OR

EQUAL) FOR OPERATION OF MAIN CIRCUIT
BREAKER IN MDP SHUNT TRIP. COORDINATE
KEYING AND LOCATION WITH AHJ AND FIRE
DEPARTMENT PRIOR TO ROUGH-IN. CIRCUIT AND
INSTALL PER MANUFACTURER'S INSTRUCTIONS.
COORDINATE EXACT LOCATION WITH FIRE
MARSHALL PRIOR TO INSTALLATION.

26.39 PROVIDE TESTING OF THE SERVICE ENTRANCE
MAIN BREAKER GROUND FAULT PROTECTION
SYSTEM AS REQUIRED BY THE NEC.  TESTING
SHALL BE PERFORMED BY A QUALIFIED PERSON
USING A TEST PROCESS OF PRIMARY CURRENT
INJECTION, IN ACCORDANCE WITH THE
EQUIPMENT MANUFACTURER’S INSTRUCTIONS.
PRIOR TO OCCUPANCY, ADJUST THE MAIN
BREAKER GROUND FAULT PICKUP TO 40% OF THE
BREAKER TRIP SETTING, NOT TO EXCEED 1200A.
ADJUST THE MAIN BREAKER GROUND FAULT
DELAY TO THE MAXIMUM VALUE, NOT TO EXCEED
1 SECOND.

# DATE DESCRIPTION



NOTES:

A.  THE MAIN SWITCHBOARD SHALL
HAVE A COMMERCIALLY PRODUCED PERMANENT
LABEL APPLIED, SIMILAR TO THE ABOVE, TO WARN
OF POTENTIAL SHOCK HAZARDS, IN
ACCORDANCE WITH NEC 702.7 AND NFPA 70E.

B.  LABELING MAY BE COMPLETED BY EQUIPMENT
MANUFACTURER, EQUIPMENT VENDOR/SUPPLIER, OR
THE CONTRACTOR.  THE CONTRACTOR SHALL VERIFY
THAT ALL SWITCHBOARDS AND PANELBOARDS ARE
PROPERLY LABELED IN THE FIELD.

WARNING
SHOCK HAZARD EXISTS IF GROUNDING 

ELECTRODE CONDUCTOR OR BONDING JUMPER 
CONNECTION IN THIS EQUIPMENT IS REMOVED 
WHILE ALTERNATE SOURCE(S) IS ENERGIZED.

SWITCHGEAR LABEL
THE MAIN SWITCHBOARD SHALL HAVE A LABEL 
APPLIED TO WARN OF POTENTIAL SHOCK HAZARDS

EQUIPMENT LABELS
ALL SWITCHBOARDS AND PANELBOARDS SHALL HAVE 
A LABEL APPLIED TO WARN OF POTENTIAL ARC FLASH 
HAZARDS

NOTES:

A.  ALL SWITCHBOARDS AND PANELBOARDS SHALL
HAVE A COMMERCIALLY PRODUCED PERMANENT
LABEL APPLIED, SIMILAR TO THE ABOVE, TO WARN
OF POTENTIAL ARC FLASH HAZARDS, IN
ACCORDANCE WITH NEC 110.16 AND NFPA 70E.

B.  LABELING MAY BE COMPLETED BY EQUIPMENT
MANUFACTURER, EQUIPMENT VENDOR/SUPPLIER, OR
THE CONTRACTOR.  THE CONTRACTOR SHALL VERIFY
THAT ALL SWITCHBOARDS AND PANELBOARDS ARE
PROPERLY LABELED IN THE FIELD.

WARNING

ARC FLASH AND SHOCK HAZARD.

APPROPRIATE PERSONAL PROTECTIVE

EQUIPMENT (PPE) REQUIRED.

HEQ UPS UPS PDU IDF-1 IDF-2 IDF-3

300-4 300-4

100-3

100-3

100-3

UNITS PROVIDED BY OTHERS

EQUIPMENT GROUNDING 
CONDUCTOR SIZING CHART

PER NEC 250.122(B)

BRKR
AMPS

15-20

25-30

35-50

60

70

80-90

100

PHASE
GROUND

WIRE SIZE

12 10 8 6 4

12 10 8 6 4

PHASE
GROUND

10 8 6 4 3

10 8 6 4 3

PHASE
GROUND

8 6 4 3 2

10 8 4 4 4

PHASE
GROUND

6 4 3 2 1

10 6 6 4 4

PHASE
GROUND

6 4 3 2 1

8 4 4 3 2

PHASE
GROUND

4 3 2 1 1/0

8 6 4 4 3

PHASE
GROUND

3 2 1 1/0 2/0

8 6 4 4 3

1. TERMINATE GROUND ON ISOLATED GROUND BUS.
2. INSTALL LOCKING DEVICE FURNISHED WITH 

PANELBOARD (LOCK-OFF FOR MAINTENANCE).
3. INSTALL LOCKING DEVICE FURNISHED WITH 

PANELBOARD (LOCK-ON FOR CRITICAL LOAD).
4. GFI BREAKER FOR PERSONNEL PROTECTION 

(5mA).
5. GFI BREAKER FOR EQUIPMENT PROTECTION 

(30mA).
6. CONDUCTOR SIZE SHOWN IN PANEL SCHEDULE 

HAS BEEN INCREASED FOR VOLTAGE DROP.  SIZE 
EQUIPMENT GROUND PROPORTIONALLY PER NEC.  
REFERENCE GROUND WIRE SIZING CHART.

7.  REFER TO FAULT CURRENT SCHEDULE FOR 
   AVAILABLE FAULT CURRENT FOR INTERRUPT    
   RATINGS.

8. REFER TO ONE-LINE DIAGRAM FOR WIRE SIZES.
9. FACTORY WIRED TO LOAD.
10. THRU CONTROLLER. REFER TO LIGHTING 

CONTROLLER DETAIL.
11. ADD CIRCUIT BREAKER TO EXISTING PANEL.

PANELBOARD NOTES (#)

PROJECT NO.

% COMPLETE
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CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901
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Architect, Inc.
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E3.01

UPS SCHEDULES AND RISER

08/23/19

100

18163R

NTS1
UPS RISER DIAGRAM

ELECTRICAL FEEDER
KEYNOTES

50-3 3/4"C,3#8,1#10 GR

100-3 1"C,3#3,1#8 GR

100-4 1 - 1 1/4"C,4#3,1#8 GR

100-4-T 1 - 1 1/4"C,4#3,1#8 GR

175-3 1 - 1 1/2"C,3#2/0,1#6 GR

175-4 2"C,4#2/0,1#6 GR

200-3 2"C,3#3/0,1#6 GR

200-4 2"C,4#3/0,1#6 GR

200-4-T 2"C,4#3/0,1#4 GR

300-3 2 - 1 1/2"C,3#1/0,1#4 GR EACH

300-4 2 - 2"C,4#1/0,1#4 GR EACH

350-4 2 - 2"C,4#2/0,1#3 GR EACH

400-3 2  - 2"C,3#3/0,1#3 GR EACH

400-4 2 - 2"C,4#3/0,1#3 GR EACH

400-4-T 2 - 2"C,4#3/0,1#2 GR EACH

620-4 2 - 2 1/2"C,4-350KCMIL,1#1 GR EACH

620-4-T 2 - 2 1/2"C,4-350KCMIL,1#2/0 GR EACH

800-4 4 - 2"C, 4#3/0,1#1/0 GR EACH

4180-4-S 10 - 4"C,4-600KCMIL EACH

1. CONDUIT SIZED BASED ON CONDUCTOR PROPERTIES 
LISTED IN THE CURRENT NEC EDITION, CHAPTER, 9, 
TABLES 5 AND 5A, AND CONDUIT AREAS LISTED 
CHAPTER 9, TABLE 4 FOR EMT WITH 40% FILL. OTHER 
CONDITIONS MAY REQUIRE A LARGER CONDUIT, 
SUCH AS UNDERGROUND PVC, SIZED FOR NEC.

2.  GROUND SIZES: EQUIPMENT GROUNDING 
CONDUCTOR BASED ON NEC TABLE 250.122 -
COPPER / GROUNDING ELECTRODE CONDUCTOR 
BASED ON NEC TABLE 250.66 - COPPER

3.  CONDUCTOR SIZES BASED ON NEC TABLE 310.15 -
COPPER 75°C.

Total Est. Demand... 196 A

Total Conn. Current: 229 A

Total Est. Demand: 70500 VA

Receptacle 34000 VA 64.71% 22000 VA Total Conn. Load: 82500 VA

Power 48500 VA 100.00% 48500 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 229 A 229 A 229 A

Total Load: 27500 VA 27500 VA 27500 VA

47 160... 167 48
45 160... 167 46
43

BUSSWAY 1 125 3
160... 167

3 125 BUSSWAY 2
44

41 SPACE -- -- -- 0 0 -- -- -- SPACE 42
39 SPACE -- -- -- 0 0 -- -- -- SPACE 40
37 SPACE -- -- -- 0 0 -- -- -- SPACE 38
35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPACE -- -- -- 0 0 -- -- -- SPACE 26
23 SPACE -- -- -- 0 0 -- -- -- SPACE 24
21 SPACE -- -- -- 0 0 -- -- -- SPACE 22
19 SPACE -- -- -- 0 0 -- -- -- SPACE 20
17 SPACE -- -- -- 0 0 -- -- -- SPACE 18
15 SPACE -- -- -- 0 0 -- -- -- SPACE 16
13 SPACE -- -- -- 0 0 -- -- -- SPACE 14
11 2667 0 -- -- -- SPACE 12
9 2667 0 -- -- -- SPACE 10
7

IDF-3 100 3 (8)
2667 0 -- -- -- SPACE 8

5 5667 3000 6
3 5667 3000 4
1

IDF-1 100 3 (8)
5667 3000

(8) 3 100 IDF-2
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 600 A

Supply From: 112.5 kVA, 0 V/480 V,... Phases: 3 Mains Type: MLO

Location: Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: UPS PDU NEW

Total Est. Demand... 37 A

Total Conn. Current: 47 A

Total Est. Demand: 13500 VA

Total Conn. Load: 17000 VA

Receptacle 17000 VA 79.41% 13500 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 47 A 47 A 47 A

Total Load: 5667 VA 5667 VA 5667 VA

41 SPACE -- -- -- 0 0 -- -- -- SPACE 42
39 SPACE -- -- -- 0 0 -- -- -- SPACE 40
37 SPACE -- -- -- 0 0 -- -- -- SPACE 38
35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPACE -- -- -- 0 0 -- -- -- SPACE 26
23 SPACE -- -- -- 0 0 -- -- -- SPACE 24
21 SPACE -- -- -- 0 0 -- -- -- SPACE 22
19 SPACE -- -- -- 0 0 -- -- -- SPACE 20
17 167 167 18
15 167 167 16
13

OSU SIM SERVER DATA RACK 20 3
167 167

3 20 OSU SIM SERVER DATA RACK B
14

11 1333 1333 12
9 1333 1333 10
7

OSU DATA RACK 2-A 20 3
1333 1333

3 20 OSU DATA RACK 2-B
8

5 1333 1333 6
3 1333 1333 4
1

OSU DATA RACK 1-A 20 3
1333 1333

3 20 OSU DATA RACK 1-B
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 100 A

Supply From: UPS PDU Phases: 3 Mains Type: MLO

Location: Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: IDF-1 NEW

Total Est. Demand... 25 A

Total Conn. Current: 25 A

Total Est. Demand: 9000 VA

Total Conn. Load: 9000 VA

Receptacle 9000 VA 100.00% 9000 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 25 A 25 A 25 A

Total Load: 3000 VA 3000 VA 3000 VA

41 SPACE -- -- -- 0 0 -- -- -- SPACE 42
39 SPACE -- -- -- 0 0 -- -- -- SPACE 40
37 SPACE -- -- -- 0 0 -- -- -- SPACE 38
35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPACE -- -- -- 0 0 -- -- -- SPACE 26
23 SPACE -- -- -- 0 0 -- -- -- SPACE 24
21 SPACE -- -- -- 0 0 -- -- -- SPACE 22
19 SPACE -- -- -- 0 0 -- -- -- SPACE 20
17 SPACE -- -- -- 0 0 -- -- -- SPACE 18
15 SPACE -- -- -- 0 0 -- -- -- SPACE 16
13 SPACE -- -- -- 0 0 -- -- -- SPACE 14
11 167 167 12
9 167 167 10
7

OSU CE SERVER 20 3
167 167

3 20 OSU CE SERVER
8

5 1333 1333 6
3 1333 1333 4
1

OSU DATA RACK 3-A 20 3
1333 1333

3 20 OSU DATA RACK 3-B
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 100 A

Supply From: UPS PDU Phases: 3 Mains Type: MLO

Location: Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: IDF-2 NEW

Total Est. Demand... 22 A

Total Conn. Current: 22 A

Total Est. Demand: 8000 VA

Total Conn. Load: 8000 VA

Receptacle 8000 VA 100.00% 8000 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 22 A 22 A 22 A

Total Load: 2667 VA 2667 VA 2667 VA

41 SPACE -- -- -- 0 0 -- -- -- SPACE 42
39 SPACE -- -- -- 0 0 -- -- -- SPACE 40
37 SPACE -- -- -- 0 0 -- -- -- SPACE 38
35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPACE -- -- -- 0 0 -- -- -- SPACE 26
23 SPACE -- -- -- 0 0 -- -- -- SPACE 24
21 SPACE -- -- -- 0 0 -- -- -- SPACE 22
19 SPACE -- -- -- 0 0 -- -- -- SPACE 20
17 SPACE -- -- -- 0 0 -- -- -- SPACE 18
15 SPACE -- -- -- 0 0 -- -- -- SPACE 16
13 SPACE -- -- -- 0 0 -- -- -- SPACE 14
11 SPACE -- -- -- 0 0 -- -- -- SPACE 12
9 SPACE -- -- -- 0 0 -- -- -- SPACE 10
7 SPACE -- -- -- 0 0 -- -- -- SPACE 8
5 1333 1333 6
3 1333 1333 4
1

OSU DATA RACK 4-A 20 3
1333 1333

3 20 OSU DATA RACK 4-B
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 100 A

Supply From: UPS PDU Phases: 3 Mains Type: MLO

Location: Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: IDF-3 NEW

# DATE DESCRIPTION



EQUIPMENT GROUNDING 
CONDUCTOR SIZING CHART

PER NEC 250.122(B)

BRKR
AMPS

15-20

25-30

35-50

60

70

80-90

100

PHASE
GROUND

WIRE SIZE

12 10 8 6 4

12 10 8 6 4

PHASE
GROUND

10 8 6 4 3

10 8 6 4 3

PHASE
GROUND

8 6 4 3 2

10 8 4 4 4

PHASE
GROUND

6 4 3 2 1

10 6 6 4 4

PHASE
GROUND

6 4 3 2 1

8 4 4 3 2

PHASE
GROUND

4 3 2 1 1/0

8 6 4 4 3

PHASE
GROUND

3 2 1 1/0 2/0

8 6 4 4 3

1. TERMINATE GROUND ON ISOLATED GROUND BUS.
2. INSTALL LOCKING DEVICE FURNISHED WITH 

PANELBOARD (LOCK-OFF FOR MAINTENANCE).
3. INSTALL LOCKING DEVICE FURNISHED WITH 

PANELBOARD (LOCK-ON FOR CRITICAL LOAD).
4. GFI BREAKER FOR PERSONNEL PROTECTION 

(5mA).
5. GFI BREAKER FOR EQUIPMENT PROTECTION 

(30mA).
6. CONDUCTOR SIZE SHOWN IN PANEL SCHEDULE 

HAS BEEN INCREASED FOR VOLTAGE DROP.  SIZE 
EQUIPMENT GROUND PROPORTIONALLY PER NEC.  
REFERENCE GROUND WIRE SIZING CHART.

7.  REFER TO FAULT CURRENT SCHEDULE FOR 
   AVAILABLE FAULT CURRENT FOR INTERRUPT    
   RATINGS.

8. REFER TO ONE-LINE DIAGRAM FOR WIRE SIZES.
9. FACTORY WIRED TO LOAD.
10. THRU CONTROLLER. REFER TO LIGHTING 

CONTROLLER DETAIL.
11. ADD CIRCUIT BREAKER TO EXISTING PANEL.

PANELBOARD NOTES (#)

PROJECT NO.

% COMPLETE
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E3.02

PANEL SCHEDULES

08/23/19

100

18163R

Total Est. Demand... 74 A

Total Conn. Current: 59 A

Lighting - Exterior 684 VA 125.00% 855 VA Total Est. Demand: 61161 VA

Power 1000 VA 100.00% 1000 VA Total Conn. Load: 49129 VA

Lighting 47445 VA 125.00% 59306 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 77 A 52 A 49 A

Total Load: 21308 VA 14235 VA 13586 VA

41 0 5470 42
39 0 9018 40
37

SPD 30 3 --
0 8992

(8) 3 100 H2E
38

35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPARE 20 1 -- 0 0 -- -- -- SPACE 26
23 SPARE 20 1 -- 0 0 -- -- -- SPACE 24
21 SPARE 20 1 -- 0 0 -- -- -- SPACE 22
19 SPARE 20 1 -- 0 0 -- -- -- SPACE 20
17 LIGHTING 20 1 2188 0 -- -- -- SPACE 18
15 FIRST FLOOR EXTERIOR LIGHTING 20 1 736 0 -- -- -- SPACE 16
13 EXTERIOR BASEMENT LIGHTING 20 1 1119 0 -- -- -- SPACE 14
11 FIRST FLOOR LOBBY LIGHTING 20 1 160 0 -- -- -- SPACE 12
9 EXTERIOR LIGHTING THIRD FLOOR 20 1 841 0 -- -- -- SPACE 10
7 FIRST FLOOR LIGHTING 20 1 3513 2589 1 20 FIRST FLOOR LIGHTING 8
5 FIRST FLOOR LIGHTING 20 1 3276 2492 1 20 FIRST FLOOR LIGHTING 6
3 BASEMENT LIGHTING 20 1 2815 825 1 20 BASEMENT LIGHTING 4
1 BASEMENT LIGHTING 20 1 1693 3402 1 20 BASEMENT LIGHTING 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: ATS-1 Phases: 3 Mains Type: MCB

Location: EMER ELEC ROOM Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H0E NEW

Lighting - Exterior 684 VA 125.00% 855 VA

Receptacle 572356 VA 50.87% 291178 VA Total Est. Demand... 2941 A

Power 307324 VA 100.00% 307324 VA Total Conn. Current: 3263 A

Other 219124 VA 100.00% 219124 VA Total Est. Demand: 2444730 VA

Lighting 50293 VA 125.00% 62866 VA Total Conn. Load: 2713164 VA

Hvac 1563384 VA 100.00% 1563384 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 3709 A 3050 A 3039 A

Total Load: 1026895... 844377 VA 841891 VA

41 732... 107... 42
39 777... 105... 40
37

H3A (2) 400 3 (8)
793... 108...

(8) 3 600 ATS-2
38

35 224... 348... 36
33 248... 353... 34
31

H0A (2) 200 3 (8)
269... 362...

(8) 3 200 H0B (2)
32

29 135... 742... 30
27 142... 721... 28
25

ATS-1 200 3 (8)
213... 759...

(8) 3 400 H3B (2)
26

23 486... 685... 24
21 435... 718... 22
19

H2A (2) 400 3 (8)
498... 774...

(8) 3 400 H2B (2)
20

17 559... 797... 18
15 555... 804... 16
13

H1B (2) 400 3 (8)
621... 831...

(8) 3 400 H1A (2)
14

11 790... 0 12
9 790... 0 10
7

RTU-4 300 3 (8)
790... 142...

(8) 3 200 RTU-2
8

5 886... 956... 6
3 886... 956... 4
1

RTU-1 350 3 (8)
886... 956...

(8) 3 350 RTU-3
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

4000 AMP SHUNT TRIP MAIN BREAKER, 3 SECTION SWITCH GEAR

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 4000 A

Supply From: Phases: 3 Mains Type: MCB

Location: MAIN ELECTRICAL ROOM Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: MDP NEW

Total Est. Demand... 345 A

Total Conn. Current: 386 A

Total Est. Demand: 287090 VA

Receptacle 77840 VA 56.42% 43920 VA Total Conn. Load: 321010 VA

Power 243170 VA 100.00% 243170 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 392 A 381 A 389 A

Total Load: 108274 VA 105414 VA 107322 VA

41 SPACE -- -- -- 0 0 -- -- -- SPACE 42
39 SPACE -- -- -- 0 0 -- -- -- SPACE 40
37 SPACE -- -- -- 0 0 -- -- -- SPACE 38
35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPACE -- -- -- 0 0 -- -- -- SPACE 26
23 SPACE -- -- -- 0 0 -- -- -- SPACE 24
21 SPACE -- -- -- 0 0 -- -- -- SPACE 22
19 SPACE -- -- -- 0 0 -- -- -- SPACE 20
17 SPACE -- -- -- 0 0 -- -- -- SPACE 18
15 SPACE -- -- -- 0 0 -- -- -- SPACE 16
13 SPACE -- -- -- 0 0 -- -- -- SPACE 14
11 275... 0 -- -- -- SPACE 12
9 275... 0 -- -- -- SPACE 10
7

UPS (2) 300 3 (8)
275... 0 -- -- -- SPACE 8

5 480... 317... 6
3 480... 298... 4
1

TEL3A 300 3 (8)
480... 326...

(8) 3 175 TEQ
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 600 A

Supply From: ATS-2 Phases: 3 Mains Type: MLO

Location: MAIN ELEC ROOM Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: HEQ NEW

Total Est. Demand... 81 A

Receptacle 24476 VA 70.43% 17238 VA Total Conn. Current: 89 A

Power 360 VA 100.00% 360 VA Total Est. Demand: 67089 VA

Lighting 150 VA 125.00% 188 VA Total Conn. Load: 74289 VA

Hvac 49303 VA 100.00% 49303 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 99 A 91 A 81 A

Total Load: 26970 VA 24869 VA 22451 VA

41 8305 0 -- -- -- SPACE 42
39 8265 0 -- -- -- SPACE 40
37

T0A 50 3 (8)
8265 0 -- -- -- SPACE 38

35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPACE -- -- -- 0 0 -- -- -- SPACE 26
23 SPARE 20 1 -- 0 0 -- -- -- SPACE 24
21 SPARE 20 1 -- 0 0 -- -- -- SPACE 22
19 SPARE 20 1 -- 0 0 -- -- -- SPACE 20
17 SPARE 20 1 -- 0 150 1 20 BASEMENT LIGHTING CIRCUIT 18
15 3667 1500 1 20 VAV 2-9 16
13 3667 1662 1 15 VAV 2-8 14
11

VAV 2-6 20 3
3667 1662 1 15 VAV 2-7 12

9 4333 4333 10
7 4333 4333 8
5

VAV 2-5A 20 3
4333 4333

3 20 VAV 2-5B
6

3 VAV 2-3 15 1 1662 1108 1 15 VAV 2-4 4
1 VAV 2-1 15 1 2770 1939 1 15 VAV 2-2 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: MDP Phases: 3 Mains Type: MLO

Location: MAIN ELECTRICAL ROOM Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H0A NEW

Total Est. Demand... 35 A

Total Conn. Current: 28 A

Total Est. Demand: 29350 VA

Total Conn. Load: 23480 VA

Lighting 23480 VA 125.00% 29350 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 34 A 35 A 20 A

Total Load: 8992 VA 9018 VA 5470 VA

41 0 0 -- -- -- SPACE 42
39 0 0 -- -- -- SPACE 40
37

SPD 30 3 --
0 0 -- -- -- SPACE 38

35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPACE -- -- -- 0 0 -- -- -- SPACE 26
23 SPACE -- -- -- 0 0 -- -- -- SPACE 24
21 SPACE -- -- -- 0 0 -- -- -- SPACE 22
19 SPACE -- -- -- 0 0 -- -- -- SPACE 20
17 SPARE 20 1 -- 0 0 -- -- -- SPACE 18
15 SPARE 20 1 -- 0 0 -- -- -- SPACE 16
13 SPARE 20 1 -- 0 0 -- -- -- SPACE 14
11 SPARE 20 1 -- 0 0 -- -- -- SPACE 12
9 SECOND FLOOR LIGHTING 20 1 2412 3101 1 20 SECOND FLOOR LIGHTING 10
7 THRID FLOOR LIGHTING 20 1 1903 3373 1 20 THIRD FLOOR LIGHTING 8
5 THIRD FLOOR LIGHTING 20 1 2195 3275 1 20 THIRD FLOOR LIGHTING 6
3 SECOND FLOOR LIGHTING 20 1 2283 1222 1 20 THIRD FLOOR LOBBY LIGHTING 4
1 SECOND FLOOR LIGHTING 20 1 2649 1067 1 20 SECOND FLOOR LOBBY LIGHTING 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 100 A

Supply From: H0E Phases: 3 Mains Type: MLO

Location: L2 ELEC S Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H2E NEW

Total Est. Demand... 104 A

Receptacle 50380 VA 59.92% 30190 VA Total Conn. Current: 128 A

Power 18818 VA 100.00% 18818 VA Total Est. Demand: 86807 VA

Lighting 2239 VA 125.00% 2799 VA Total Conn. Load: 106437 VA

Hvac 35000 VA 100.00% 35000 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 131 A 128 A 126 A

Total Load: 36248 VA 35333 VA 34857 VA

41 SPACE -- -- -- 0 0 -- -- -- SPACE 42
39 SPACE -- -- -- 0 0 -- -- -- SPACE 40
37 SPACE -- -- -- 0 0 -- -- -- SPACE 38
35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 SPACE -- -- -- 0 0 -- -- -- SPACE 34
31 SPACE -- -- -- 0 0 -- -- -- SPACE 32
29 SPACE -- -- -- 0 0 -- -- -- SPACE 30
27 SPACE -- -- -- 0 0 -- -- -- SPACE 28
25 SPARE 20 1 -- 0 0 -- -- -- SPACE 26
23 SPARE 20 1 -- 0 0 -- -- -- SPACE 24
21 SPARE 20 1 -- 0 0 -- -- -- SPACE 22
19 SPARE 20 1 -- 0 2106 20
17 SPARE 20 1 -- 0 2106 18
15 210... 2106

3 20 DP-1
16

13 198... 2175 1 20 LIGHTING 14
11

T0B 100 3 (8)
220... 2667 12

9 VAV 2-13 20 1 1500 2667 10
7 4000 2667

3 20 VAV 2-12
8

5 4000 4000 6
3

VAV 2-11A 20 3
4000 4000 4

1 VAV 2-10 20 1 1500 4000
3 20 VAV 2-11B

2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: MDP Phases: 3 Mains Type: MLO

Location: Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H0B NEW

Total Est. Demand... 400 A

Total Conn. Current: 400 A

Total Est. Demand: 144246 VA

Total Conn. Load: 144246 VA

Power 144246 VA 100.00% 144246 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 401 A 401 A 401 A

Total Load: 48082 VA 48082 VA 48082 VA

41 SPARE 20 1 -- 0 0 -- -- -- SPACE 42
39 SPARE 20 1 -- 0 0 -- -- -- SPACE 40
37 SPARE 20 1 -- 0 0 -- -- -- SPACE 38
35 SPARE 20 1 -- 0 0 -- -- -- SPACE 36
33 SPARE 20 1 -- 0 0 -- -- -- SPACE 34
31 SPARE 20 1 -- 0 0 -- -- -- SPACE 32
29 SPARE 20 1 -- 0 0 -- -- -- SPACE 30
27 SPARE 20 1 -- 0 0 -- -- -- SPACE 28
25 SPARE 20 1 -- 0 0 -- -- -- SPACE 26
23 6010 6010 24
21 6010 6010 22
19

CU-7 80 3 #3
6010 6010

#3 3 80 CU-8
20

17 6010 6010 18
15 6010 6010 16
13

CU-5 80 3 #3
6010 6010

#3 3 80 CU-6
14

11 6010 6010 12
9 6010 6010 10
7

CU-2 80 3 #3
6010 6010

#3 3 80 CU-4
8

5 6010 6010 6
3 6010 6010 4
1

CU-1 80 3 #3
6010 6010

#3 3 80 CU-3
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 600 A

Supply From: TEL3A Phases: 3 Mains Type: MCB

Location: L3 ELEC S (3014) Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: EL3A NEW

Total Est. Demand... 215 A

Total Conn. Current: 262 A

Total Est. Demand: 77344 VA

Receptacle 43840 VA 61.41% 26920 VA Total Conn. Load: 94264 VA

Power 50424 VA 100.00% 50424 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 275 A 249 A 267 A

Total Load: 32692 VA 29832 VA 31740 VA

53 SPACE -- -- -- 0 0 -- -- -- SPACE 54
51 SPACE -- -- -- 0 0 -- -- -- SPACE 52
49 SPARE 20 1 -- 0 0 -- -- -- SPACE 50
47 SPARE 20 1 -- 0 0 -- -- -- SPACE 48
45 SPARE 20 1 -- 0 0 -- -- -- SPACE 46
43 KNOX BOX 20 1 360 0 -- -- -- SPACE 44
41 EMS CE SERVER 20 1 1920 1920 1 20 EMS SIM SERV 42
39 1500 432 1 15 MORTECH EVAPORATOR 2 40
37

MORTECH CONDENSER 2 25 2
1500 432 1 15 MORTECH EVAPORATOR 1 38

35 1500 1800 36
33

MORTECH CONDENSER 1 25 2
1500 1800 34

31 1800 1800
#10 3 30 CE SERVER IN-ROW COOLER

32
29 1800 1800 30
27

SIM SERVER IN-ROW COOLER 30 3 #10
1800 1800 28

25 1800 1800
#10 3 30 IDF-3 IN-ROW COOLER

26
23 1800 1800 24
21

IDF-2 IN-ROW COOLER 30 3 #10
1800 1800 22

19 4000 1800
#10 3 30 MDF IN-ROW COOLER

20
17

CN DATA RACK MDF 60 2 #4
4000 4000 18

15 4000 4000
#4 2 60 CN DATA RACK MDF

16
13

CN DATA RACK IDF-3 60 2 #4
4000 4000 14

11 1800 4000
#4 2 60 CN DATA RACK IDF-2

12
9 1800 4000 10
7

IDF-1 IN-ROW COOLER 30 3 #10
1800 4000

#4 2 60 CN DATA RACK IDF-1
8

5 1800 1800 6
3 1800 1800 4
1

MDF IN-ROW COOLER 30 3 #10
1800 1800

#10 3 30 MDF IN-ROW COOLER
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: TEQ Phases: 3 Mains Type: MCB

Location: Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: LEQ NEW

# DATE DESCRIPTION



PROJECT NO.

% COMPLETE

23042

L

OR

N
IC

E
S

E
D

P

K AM
O

L A OH

R
E

ESF S I O
LAN

E
N

E
G

I
NRobert

Brandon
Pinkerton

CA5338(PE)

PROFESSIONAL SEAL:

PROJECT PHASE:

REVISIONS

DATE: JOB NUMBER:

SHEET NUMBER:

0
4

8

1
/8

" 
=

1
'-
0
"

0
4

1
/4

" 
=

1
'-
0
"

0
6

3
/8

" 
=

1
'-
0
"

0
4

1
/2

" 
=

1
'-
0
"

6
"

2

3
/4

" 
=

1
'-
0
"

0
6

"
1

1
" 

=
1
'-
0
"

0
6

"
1

1
 1

/2
" 

=
1

'-
0

"

0
1

3
" 

=
1
'-
0
"

6
"

1
6

8

CLIENT:

CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com

T
A

H
L
E

Q
U

A
H

, 
O

K
L

A
H

O
M

A

CONSTRUCTION DOCUMENTS

08-23-19 17-13

E3.03

PANEL SCHEDULES

08/23/19

100

18163R

Total Est. Demand... 257 A

Total Conn. Current: 293 A

Receptacle 68960 VA 57.25% 39480 VA Total Est. Demand: 213887 VA

Power 1500 VA 100.00% 1500 VA Total Conn. Load: 243367 VA

Hvac 172907 VA 100.00% 172907 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 301 A 291 A 288 A

Total Load: 83156 VA 80415 VA 79795 VA

53 236... 0 -- -- -- SPACE 54
51 238... 0 -- -- -- SPACE 52
49

T1A 100 3 (8)
214... 0 -- -- -- SPACE 50

47 SPACE -- -- -- 0 0 -- -- -- SPACE 48
45 SPARE 20 1 -- 0 0 -- -- -- SPACE 46
43 SPARE 20 1 -- 0 0 -- -- -- SPACE 44
41 SPARE 20 1 -- 0 0 -- -- -- SPACE 42
39 SPARE 20 1 -- 0 0 -- 1 20 SPARE 40
37 116... 0 -- 1 20 SPARE 38
35 116... 0 -- 1 20 SPARE 36
33

VAV-1-14A 45 3 #6
116... 0 -- 1 20 SPARE 34

31 7759 1500 1 20 BH-1,2,3 32
29 7759 7759 30
27

VAV 1-15B 45 3 #6
7759 7759 28

25 1940 7759
#8 3 35 VAV 1-15A

26
23 1940 1940 24
21

VAV 1-12 15 3
1940 1940 22

19 VAV 1-11 20 1 2500 1940
3 15 VAV 1-13

20
17 VAV 1-10 15 1 1939 4667 18
15 VAV 1-9 15 1 1939 4667 16
13 VAV 1-6 15 1 3000 4667

#10 3 25 VAV 1-8
14

11 VAV 1-5 15 1 2500 2167 12
9 VAV 1-4 15 1 3000 2167 10
7 VAV 1-3 15 1 3000 2167

3 15 VAV 1-2
8

5 116... 2167 6
3 116... 2167 4
1

VAV 1-1A 45 3 #8
116... 2167

3 15 VAV 1-1B
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: MDP Phases: 3 Mains Type: MLO

Location: L1 ELEC S (1016) Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H1A NEW

Total Est. Demand... 174 A

Receptacle 68080 VA 57.34% 39040 VA Total Conn. Current: 209 A

Power 12320 VA 100.00% 12320 VA Total Est. Demand: 144643 VA

Lighting 200 VA 125.00% 250 VA Total Conn. Load: 173633 VA

Hvac 93033 VA 100.00% 93033 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 225 A 200 A 202 A

Total Load: 62154 VA 55505 VA 55975 VA

41 295... 0 -- -- -- SPACE 42
39 245... 0 -- -- -- SPACE 40
37

T1B 100 3 (8)
265... 0 -- -- -- SPACE 38

35 SPARE 20 1 -- 0 0 -- -- -- SPACE 36
33 SPARE 20 1 -- 0 6096 34
31 VAV 1-14B 15 1 3000 6096 32
29 VAV 4-19 15 1 1500 6096

#10 3 30 VAV 4-22B
30

27 1833 6096 28
25 1833 6096 26
23

VAV 4-17B 15 3
1833 6096

#10 3 30 VAV 4-22A
24

21 VAV 4-17A 15 1 2500 2500 1 15 VAV 4-21 22
19 VAV 4-15 15 1 3000 2500 1 15 VAV 4-20 20
17 VAV 4-13 15 1 1500 831 1 15 VAV 4-18 18
15 VAV 4-11 20 1 4500 931 1 15 VAV 4-16 16
13 VAV 4-9 15 1 831 3000 1 15 VAV 4-14 14
11 VAV 4-7 15 1 2000 831 1 15 VAV 4-12 12
9 2167 831 1 15 VAV 4-10 10
7 2167 2000 1 15 VAV 4-8 8
5

VAV 4-5 15 3
2167 3600 1 20 VAV 4-6 6

3 VAV 4-3 15 1 550 3000 1 15 VAV 4-4 4
1 VAV 4-1 20 1 4500 550 1 15 VAV 4-2 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: MDP Phases: 3 Mains Type: MLO

Location: L1 ELEC N (1063) Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H1B NEW

Total Est. Demand... 154 A

Total Conn. Current: 171 A

Receptacle 38660 VA 62.93% 24330 VA Total Est. Demand: 127686 VA

Power 20880 VA 100.00% 20880 VA Total Conn. Load: 142016 VA

Hvac 82476 VA 100.00% 82476 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 183 A 157 A 178 A

Total Load: 49812 VA 43592 VA 48612 VA

53 206... 0 -- -- -- SPACE 54
51 186... 0 -- -- -- SPACE 52
49

T2A 100 3 (8)
203... 0 -- -- -- SPACE 50

47 SPARE 20 1 -- 0 0 -- -- -- SPACE 48
45 SPARE 20 1 -- 0 0 -- -- -- SPACE 46
43 SPARE 20 1 -- 0 0 -- -- -- SPACE 44
41 3325 0 -- -- -- SPACE 42
39 3325 0 -- -- -- SPACE 40
37

VAV 1-46A 15 3
3325 2000 1 15 VAV 1-47 38

35 VAV 1-45 15 1 1500 3000 1 15 VAV 1-46C 36
33 VAV 1-43 15 1 1500 1500 1 15 VAV 1-44 34
31 VAV 1-41 15 1 1500 1500 1 15 VAV 1-42 32
29 VAV 1-39 15 1 1500 1500 1 15 VAV 1-40 30
27 VAV 1-37 15 1 1500 1500 1 15 VAV 1-38 28
25 VAV 1-35 15 1 1500 1500 1 15 VAV 1-36 26
23 VAV 1-33 20 1 4500 1500 1 15 VAV 1-34 24
21 VAV 1-30 15 1 1500 1500 1 15 VAV 1-31 22
19 VAV 1-29 15 1 1500 2167 20
17 VAV 1-28 15 1 1500 2167 18
15 VAV 1-26 15 1 1500 2167

3 15 VAV 1-27
16

13 VAV 1-24 15 1 1500 2000 1 15 VAV 1-25 14
11 VAV 1-22 15 1 2500 1500 1 15 VAV 1-23 12
9 1667 2500 1 15 VAV 1-21 10
7 1667 1833 8
5

VAV 1-20 15 3
1667 1833 6

3 VAV 1-18 15 1 3000 1833
3 15 VAV 1-19

4
1 VAV 1-16 20 1 4500 3000 1 15 VAV 1-17 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: MDP Phases: 3 Mains Type: MLO

Location: L2 ELEC S (2014) Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H2A NEW

Total Est. Demand... 214 A

Total Conn. Current: 262 A

Total Est. Demand: 177634 VA

Receptacle 90300 VA 55.54% 50150 VA Total Conn. Load: 217784 VA

Hvac 127484 VA 100.00% 127484 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 281 A 261 A 247 A

Total Load: 77447 VA 71800 VA 68538 VA

41 263... 0 -- -- -- SPACE 42
39 304... 0 -- -- -- SPACE 40
37

T2B 100 3 (8)
335... 0 -- -- -- SPACE 38

35 SPACE -- -- -- 0 0 -- -- -- SPACE 36
33 6097 6097 34
31 6097 6097 32
29

VAV 4-41A 30 3 #10
6097 6097

#10 3 30 VAV-4-41B
30

27 2667 1500 1 15 VAV 4-26 28
25 2667 121... 26
23

VAV 4-39 15 3
2667 121... 24

21 1667 121...
#6 3 45 VAV 1-46B

22
19 1667 1667 20
17

VAV 4-38 15 3
1667 1667 18

15 VAV 4-32 15 1 1500 1667
3 15 VAV 4-37

16
13 VAV 4-34 15 1 2000 2000 1 15 VAV 4-35 14
11 VAV 4-36 20 1 4500 831 1 15 VAV 4-33 12
9 VAV 4-30 15 1 1500 2493 1 15 VAV 4-31 10
7 VAV 4-28 15 1 2000 1500 1 15 VAV 4-29 8
5 2500 4000 1 20 VAV 4-27 6
3 2500 1500 1 15 VAV 4-25 4
1

VAV 4-24 15 3
2500 3500 1 20 VAV 4-40 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: MDP Phases: 3 Mains Type: MLO

Location: L2 ELEC N (2072) Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H2B NEW

Receptacle 71060 VA 57.04% 40530 VA Total Est. Demand... 240 A

Power 9276 VA 100.00% 9276 VA Total Conn. Current: 277 A

Other 76130 VA 100.00% 76130 VA Total Est. Demand: 199816 VA

Lighting 259 VA 125.00% 324 VA Total Conn. Load: 230281 VA

Hvac 73556 VA 100.00% 73556 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 289 A 283 A 264 A

Total Load: 79312 VA 77734 VA 73235 VA

53 464... 0 -- -- -- SPACE 54
51 539... 0 -- -- -- SPACE 52
49

T3A 200 3 (8)
520... 0 -- -- -- SPACE 50

47 SPACE -- -- -- 0 0 -- -- -- SPACE 48
45 SPACE -- -- -- 0 0 -- -- -- SPACE 46
43 SPARE 20 1 -- 0 0 -- -- -- SPACE 44
41 SPARE 20 1 -- 0 0 -- -- -- SPACE 42
39 SPARE 20 1 -- 0 0 -- -- -- SPACE 40
37 SPARE 20 1 -- 0 0 -- -- -- SPACE 38
35 0 0 -- -- -- SPACE 36
33 0 0 -- -- -- SPACE 34
31

VAV 3-23 15 3
0 0 -- -- -- SPACE 32

29 1760 6667 30
27 1760 6667 28
25

EF-7 20 3
1760 6667

#10 3 30 VAV 3-22B
26

23 VAV 3-20 15 1 2500 2500 1 15 VAV 3-7 24
21 VAV 3-18 15 1 1500 2500 1 15 VAV 3-19 22
19 VAV 3-16 15 1 1500 1500 1 15 VAV 3-17 20
17 VAV 3-10 15 1 2500 3500 1 15 VAV 3-15 18
15 VAV 3-14 15 1 1500 1667 16
13 VAV 3-13 15 1 2500 1667 14
11 VAV 3-11 15 1 1500 1667

3 15 VAV 3-12
12

9 VAV 3-8 15 1 1500 1500 1 15 VAV 3-9 10
7 VAV 3-5 20 1 4000 3000 1 15 VAV 3-6 8
5 1667 2500 1 15 VAV 3-4 6
3 1667 3500 1 15 VAV 3-3 4
1

VAV 3-1 15 3
1667 3000 1 15 VAV 3-2 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: MDP Phases: 3 Mains Type: MLO

Location: L3 ELEC S (3014) Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H3A NEW

Total Est. Demand... 224 A

Total Conn. Current: 267 A

Total Est. Demand: 186000 VA

Receptacle 82600 VA 56.05% 46300 VA Total Conn. Load: 222300 VA

Hvac 139700 VA 100.00% 139700 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 275 A 261 A 269 A

Total Load: 75913 VA 72173 VA 74213 VA

83 298... 0 -- -- -- SPACE 84
81 273... 0 -- -- -- SPACE 82
79

T3B 100 3 (8)
253... 0 -- -- -- SPACE 80

77 SPACE -- -- -- 0 0 -- -- -- SPACE 78
75 SPACE -- -- -- 0 0 -- -- -- SPACE 76
73 SPACE -- -- -- 0 0 -- -- -- SPACE 74
71 SPACE -- -- -- 0 0 -- -- -- SPACE 72
69 SPACE -- -- -- 0 0 -- -- -- SPACE 70
67 SPACE -- -- -- 0 0 -- -- -- SPACE 68
65 SPACE -- -- -- 0 0 -- -- -- SPACE 66
63 SPARE 20 1 -- 0 0 -- -- -- SPACE 64
61 SPARE 20 1 -- 0 0 -- -- -- SPACE 62
59 SPARE 20 1 -- 0 0 -- -- -- SPACE 60
57 SPARE 20 1 -- 0 0 -- -- -- SPACE 58
55 6667 2000 56
53 6667 2000 54
51

VAV 3-22A 30 3 #10
6667 2000

3 15 VAV-3-21
52

49 VAV 3-51 15 1 1500 4500 1 20 VAV 3-24 50
47 VAV 3-50 15 1 3000 2167 48
45 VAV 3-49 20 1 4500 2167 46
43 VAV 3-47 15 1 2500 2167

3 15 VAV 3-48
44

41 VAV 3-45 15 1 1500 1500 1 15 VAV 3-46 42
39 1667 2500 1 15 VAV 3-44 40
37 1667 2500 1 15 VAV 3-43 38
35

VAV 3-41 15 3
1667 4000 1 20 VAV 3-42 36

33 VAV 3-40 15 1 1500 1667 34
31 1667 1667 32
29 1667 1667

3 15 VAV 3-39
30

27
VAV 3-37 15 3

1667 3000 1 15 VAV 3-38 28
25 1667 1500 1 15 VAV 3-36 26
23 1667 2500 1 15 VAV 3-35 24
21

VAV 3-34 15 3
1667 2167 22

19 2167 2167 20
17 2167 2167

3 15 VAV 3-33
18

15
VAV 3-32 15 3

2167 2167 16
13 2167 2167 14
11 2167 2167

3 15 VAV 3-31
12

9
VAV 3-30 15 3

2167 3667 10
7 2000 3667 8
5 2000 3667

3 20 VAV 3-29
6

3
VAV 3-27 15 3

2000 1500 1 15 VAV 3-28 4
1 VAV-3-25 15 1 1700 4500 1 20 VAV 3-26 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: MDP Phases: 3 Mains Type: MLO

Location: L3 ELEC N (3101) Volts: 480/277 Wye A.I.C. Rating: FULLY (7)

Branch Panel: H3B NEW

# DATE DESCRIPTION
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45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com
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A
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E3.04

PANEL SCHEDULES

08/23/19

100

18163R

Total Est. Demand... 110 A

Total Conn. Current: 191 A

Total Est. Demand: 39480 VA

Total Conn. Load: 68960 VA

Receptacle 68960 VA 57.25% 39480 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 179 A 201 A 200 A

Total Load: 21480 VA 23800 VA 23680 VA

125 SPACE -- -- -- 0 0 -- -- -- SPACE 126
123 SPACE -- -- -- 0 0 -- -- -- SPACE 124
121 SPACE -- -- -- 0 0 -- -- -- SPACE 122
119 SPARE 20 1 -- 0 0 -- 1 20 SPARE 120
117 SPARE 20 1 -- 0 0 -- 1 20 SPARE 118
115 SPARE 20 1 -- 0 0 -- 1 20 SPARE 116
113 SPARE 20 1 -- 0 0 -- 1 20 SPARE 114
111 SPARE 20 1 -- 0 0 -- 1 20 SPARE 112
109 SPARE 20 1 -- 0 0 -- 1 20 SPARE 110
107 SPARE 20 1 -- 0 0 -- 1 20 SPARE 108
105 SPARE 20 1 -- 0 0 -- 1 20 SPARE 106
103 L1 LOBBBY RECEPTACLES 20 1 1080 0 -- 1 20 SPARE 104
101 L1 LOBBY TV 20 1 720 0 -- 1 20 SPARE 102
99 TESTING STORAGE RECEPTACLES 20 1 1620 0 -- 1 20 SPARE 100
97 CLASSROOM - LL1 CEILING TV 20 1 500 500 1 20 Receptacle ZONE 1-6 102 98
95 CLASSROOM - LL2 CEILING TV 20 1 500 500 1 20 CLASSROOM - LL1 CEILING TV 96
93 LH 1 CEILING TV 20 1 500 500 1 20 CLASSROOM - LL2 CEILING TV 94
91 LH 1 CEILING TV 20 1 500 500 1 20 LH 1 CEILING TV 92
89 GS 2 USB RECEPTACLES 20 1 1080 1080 1 20 GS 1 USB RECEPTACLES 90
87 GS 1 QUAD 20 1 360 1440 1 20 GS 1 USB RECEPTACLES 88
85 GS 2 USB RECEPTACLES 20 1 1800 360 1 20 BAS SYSTEM 86
83 GS 3 USB RECEPTACLES 20 1 1440 360 1 20 GS 2 QUAD 84
81 GS 3 QUAD 20 1 360 1800 1 20 GS 3 USB RECEPTACLES 82
79 WATER FOUNTAIN (4) 20 1 180 360 1 20 CRESTRON HUB 80
77 LOCKER RM 1/ GYM RECEPTACLES 20 1 1220 1080 1 20 L1 TOILET GFCI RECEPTACLES 78
75 L1 CORR S RECEPTACLES 20 1 1260 360 1 20 GYM STEREO QUAD 76
73 GS 5 RECEPTICALS 20 1 1260 360 1 20 GS 5 QUAD 74
71 RELAXATION ROOM RECEPTACLES 20 1 1440 1440 1 20 GS 5 RECEPTACLES 72
69 L1 JAN GFCI RECEPTACLES 20 1 540 540 1 20 L1 STORAGE RECEPTACLES 70
67 GS 4 QUAD 20 1 360 1800 1 20 GS 4 USB RECEPTACLES 68
65 CLASSROOM - LL1 RECEPTACLES 20 1 900 500 1 20 GS 4 FLOOR BOX 66
63 CLASSROOM - LL1 TV/RECEPTACLES 20 1 1080 1260 1 20 CLASSROOM - LL1 RECEPTACLES 64
61 CLASSROOM - LL1 FLOOR BOX 20 1 500 900 1 20 CLASSROOM - LL1 RECEPTACLES 62
59 CLASSROOM - LL1 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL1 FLOOR BOX 60
57 CLASSROOM - LL1 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL1 FLOOR BOX 58
55 CLASSROOM - LL1 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL1 FLOOR BOX 56
53 GYM FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL1 FLOOR BOX 54
51 GYM FLOOR BOX 20 1 500 500 1 20 GYM FLOOR BOX 52
49 GYM FLOOR BOX 20 1 500 500 1 20 GYM FLOOR BOX 50
47 CLASSROOM - LL2 RECEPTACLES 20 1 1260 1260 1 20 CLASSROOM - LL2 RECEPTACLES 48
45 CLASSROOM - LL2 RECEPTACLES 20 1 1080 500 1 20 CLASSROOM - LL2 FLOOR BOX 46
43 CLASSROOM - LL2 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL2 FLOOR BOX 44
41 CLASSROOM - LL2 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL2 FLOOR BOX 42
39 CLASSROOM - LL2 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL2 FLOOR BOX 40
37 L1 LOBBY QUAD 20 1 360 360 1 20 L1 LOBBY QUAD 38
35 L1 LOBBY WATERFOUNTAIN (4) 20 1 180 720 1 20 L1 LOBBY RECEPTACLES 36
33 LH 1 RECEPTACLES 20 1 1080 720 1 20 L1 IDF 34
31 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 32
29 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 30
27 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 28
25 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 26
23 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 24
21 LH 1 RECEPTACLES 20 1 1080 720 1 20 LH 1 RECEPTACLES 22
19 LH 1 RECEPTACLES 20 1 900 900 1 20 LH 1 RECEPTACLES 20
17 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 18
15 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 16
13 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 14
11 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 12
9 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 10
7 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 8
5 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 6
3 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 4
1 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T1A Phases: 3 Mains Type: MCB

Location: L1 ELEC S (1016) Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: L1A NEW

Total Est. Demand... 125 A

Total Conn. Current: 165 A

Total Est. Demand: 45210 VA

Receptacle 38660 VA 62.93% 24330 VA Total Conn. Load: 59540 VA

Power 20880 VA 100.00% 20880 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 172 A 155 A 174 A

Total Load: 20320 VA 18600 VA 20620 VA

125 SPARE 20 1 -- 0 0 -- 1 20 SPARE 126
123 SPARE 20 1 -- 0 0 -- 1 20 SPARE 124
121 SPARE 20 1 -- 0 0 -- 1 20 SPARE 122
119 SPARE 20 1 -- 0 1440 1 20 LIBRARY RECEPTACLES 120
117 SC 11 JUNCTION BOX (2) 20 1 360 1080 1 20 MEDIA STORAGE ROOM RECEPTACLES 118
115 ST SUDY 4 JUNCTION BOX (2) 20 1 360 1080 1 20 L2 LOBBY RECEPTACLES 116
113 SC 8 RECEPTACLES 20 1 1260 1620 1 20 SC 10 RECEPTACLES 114
111 ST STUDY 4 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 4 JUNCTION BOX (2) 112
109 ST STUDY 3 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 3 JUNCTION BOX (2) 110
107 SC 8 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 3 JUNCTION BOX (2) 108
105 SC 8 JUNCTION BOX (2) 20 1 360 360 1 20 SC 8 JUNCTION BOX (2) 106
103 SC 7 JUNCTION BOX (2) 20 1 360 360 1 20 SC 7 JUNCTION BOX (2) 104
101 SC 6 JUNCTION BOX (2) 20 1 360 360 1 20 SC 7 JUNCTION BOX (2) 102
99 SC 6 JUNCTION BOX (2) 20 1 360 360 1 20 SC 6 JUNCTION BOX (2) 100
97 SC 11 JUNCTION BOX (2) 20 1 360 360 1 20 SC 11 JUNCTION BOX (2) 98
95 SC 10 JUNCTION BOX (2) 20 1 360 360 1 20 SC 10 JUNCTION BOX (2) 96
93 SC 9 JUNCTION BOX (2) 20 1 360 360 1 20 SC 10 JUNCTION BOX (2) 94
91 SC 9 JUNCTION BOX (2) 20 1 360 360 1 20 SC 9 JUNCTION BOX (2) 92
89 LIB OFFICE RECEPTACLES 20 1 540 360 1 20 LIB OFFICE QUAD 90
87 REBOOT ROOM QUAD 20 1 360 360 1 20 REBOOT ROOM QUAD 88
85 REBOOT ROOM RECEPTACLES 20 1 1260 360 1 20 REBOOT ROOM QUAD 86
83 STUDENT SENATE OFFICE QUAD 20 1 360 540 1 20 STUDENT SENATE OFFICE... 84
81 SC 5 JUNCTION BOX (2) 20 1 360 500 1 20 STUDENT SENATE OFFICE FLOOR BOX 82
79 SC 5 JUNCTION BOX (2) 20 1 360 360 1 20 SC 5 JUNCTION BOX (2) 80
77 SC 4 JUNCTION BOX (2) 20 1 360 360 1 20 SC 4 JUNCTION BOX (2) 78
75 SC 3 JUNCTION BOX (2) 20 1 360 360 1 20 SC 3 JUNCTION BOX (2) 76
73 SC 4 RECEPTACLES 20 1 720 360 1 20 SC 3 JUNCTION BOX (2) 74
71 REFRIGERATOR 20 1 180 1440 1 20 GS 8 USB RECEPTACLES 72
69 REFRIGERATOR 20 1 180 360 1 20 GS 8 QUAD 70
67 GS 9 USB RECEPTACLES 20 1 540 1080 1 20 GS 9 USB RECEPTACLES 68
65 GS 10 USB RECEPTACLE 20 1 1080 360 1 20 GS 9 QUAD 66
63 STUDENT SENATE OFFICE... 20 1 1080 540 1 20 GS 10 USB RECEPTACLE 64
61 L2 JAN GFCI RECEPTACLE 20 1 540 360 1 20 GS 10 QUAD 62
59 WATER FOUNTAIN (4) 20 1 180 0 -- 1 20 SPARE 60
57 CRESTRON HUB 2 20 1 360 360 1 20 CRESTRON HUB 3 58
55 LIBRARY FLOOR BOX 20 1 500 1440 1 20 L2 MERCH RECEPTACLES 56
53 ST STUDY 2 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 2 JUNCTION BOX (2) 54
51 ST STUDY 2 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 2 JUNCTION BOX (2) 52
49 ST STUDY 1  RECEPTACLES 20 1 540 360 1 20 LIBRARY QUAD 50
47 ST STUDY 1 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 1 JUNCTION BOX (2) 48
45 LIBRARY FLOOR BOX 20 1 500 360 1 20 ST STUDY 1 JUNCTION BOX (2) 46
43 LIBRARY FLOOR BOX 20 1 500 500 1 20 LIBRARY FLOOR BOX 44
41 LIBRARY COPIER QUAD 20 1 360 360 1 20 LIBRARY COPIER QUAD 42
39 LOBBY RECEPTACLES 20 1 900 360 1 20 CE WAITING QUAD 40
37 SC 14 JUNCTION BOX (2) 20 1 360 1080 1 20 CE WAITING RECEPTACLES 38
35 SC 14 JUNCTION BOX (2) 20 1 360 360 1 20 SC 14 JUNCTION BOX (2) 36
33 SC 13 JUNCTION BOX (2) 20 1 360 360 1 20 SC 13 JUNCTION BOX (2) 34
31 SC 12 JUNCTION BOX (2) 20 1 360 360 1 20 SC 13 JUNCTION BOX (2) 32
29 SC 12 JUNCTION BOX (2) 20 1 360 360 1 20 SC 12 JUNCTION BOX (2) 30
27 ST STUDY 6 RECEPTACLES 20 1 540 900 1 20 L2 FAM TLT 2 RECEPTACLES 28
25 ST STUDY 5 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 5 JUNCTION BOX (2) 26
23 ST STUDY 6 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 5 JUNCTION BOX (2) 24
21 ST STUDY 6 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 6 JUNCTION BOX (2) 22
19 ST STUDY 7 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 7 JUNCTION BOX (2) 20
17 CE STORAGE RECEPTACLES 20 1 1080 360 1 20 ST STUDY 7 JUNCTION BOX (2) 18
15 SC 2 FLOOR BOX 20 1 500 1080 1 20 L2 CORR S RECEPTACLE 16
13 SC 2 FLOOR BOX 20 1 500 500 1 20 SC 2 FLOOR BOX 14
11 SC 1 FLOOR BOX 20 1 500 500 1 20 SC 1 FLOOR BOX 12
9 CE STORAGE RECEPTACLES 20 1 1080 360 1 20 SC1 JUNCTION BOX (2) 10
7 CE STORAGE RECEPTACLE 20 1 540 720 1 20 CE STORAGE RECEPTACLES 8
5 CE STORAGE DISHWASHER (4) 20 1 1440 180 1 20 CE STORAGE RECEPTACLE 6
3 CE STORAGE GARBAGE DISPOSAL 20 1 180 180 4
1 CE STORAGE DRYER 20 1 180 180

#10 2 30 CE STORAGE DRYER
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T2A Phases: 3 Mains Type: MCB

Location: L2 ELEC S (2014) Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: L2A NEW

Total Est. Demand... 139 A

Total Conn. Current: 251 A

Total Est. Demand: 50150 VA

Total Conn. Load: 90300 VA

Receptacle 90300 VA 55.54% 50150 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 285 A 259 A 219 A

Total Load: 33560 VA 30420 VA 26320 VA

167 SPARE 20 1 -- 0 0 -- 1 20 SPARE 168
165 SPARE 20 1 -- 0 0 -- 1 20 SPARE 166
163 SPARE 20 1 -- 0 0 -- 1 20 SPARE 164
161 SPARE 20 1 -- 0 0 -- 1 20 SPARE 162
159 180 180 1 20 MICROWAVE SP WAITING  (4) 160
157

SP WAITINGCOFFEE MAKER (4) 20 2
180 180 1 20 REFRIGERATOR SP WAITING (4) 158

155 SP WAITING AND LOUNGE DISPOSAL... 20 1 180 180 1 20 SP WAITING ICE MACHINE (4) 156
153 VENDING MACHINE STUDENT LOUNG... 20 1 500 180 1 20 UNDERCABINET LIGHTS SP WAITING (4) 154
151 REFRIGERATOR STUDENT LOUNGE (4) 20 1 600 500 1 20 VENDING STUDENT LOUNGE (4) 152
149 SP WAITING & LOUNGE MICROWAVE (4) 20 1 180 600 1 20 REFRIGERATOR STUDENT LOUNGE (4) 150
147 STUDENT LOUNGE MICROWAVE (4) 20 1 1200 1200 1 20 MICROWAVE STUDENT LOUNGE (4) 148
145 VENDING MACHINE (4) 20 1 500 1200 1 20 STUDENT LOUNGE MICROWAVE (4) 146
143 STUDENT LOUNGE RECEPTACLES 20 1 540 900 1 20 STUDENT LOUNGE RECEPTACLES 144
141 180 180 142
139

STUDENT LOUNGE COFFEE GRINDER 20 2
180 180

2 20 STUDENT LOUNGE COFFEE MAKER (4)
140

137 STUDENT LOUNGE ICE MAKER (4) 20 1 360 720 1 20 STUDENT LOUNGE DISPOSAL (4) 138
135 MICROWAVE STUDENT LOUNGE (4) 20 1 1200 180 1 20 MICROWAVE STUDENT LOUNGE (4) 136
133 CONTROL ROOM QUAD 20 1 360 1200 1 20 MICROWAVE STUDENT LOUNGE (4) 134
131 CONTROL ROOM RECEPTACLES 20 1 720 360 1 20 CONTROL ROOM QUAD 132
129 COPIER  EXAM CORRIDOR 20 1 360 1620 1 20 CONTROL ROOM RECEPTACLES 130
127 CE PERIMETER CORR 2 QUAD 20 1 360 360 1 20 CE PERIMETER CORR 2 QUAD 128
125 CE PERIMETER CORR 2 QUAD 20 1 360 360 1 20 CE PERIMETER CORR 2 QUAD 126
123 CE PERIMETER CORR 2 QUAD 20 1 360 360 1 20 CE PERIMETER CORR 2 QUAD 124
121 EXAM 1 QUAD 20 1 360 1260 1 20 CE PERIMETER RECEPTACLES 122
119 EXAM 1 QUAD 20 1 360 180 1 20 EXAM 1 BLOOD PRESSURE CUFF 120
117 EXAM 2 QUAD 20 1 360 1260 1 20 EXAM 1 RECEPTACLES 118
115 EXAM 2 QUAD 20 1 360 180 1 20 EXAM 2 BLOOD PRESSURE CUFF 116
113 EXAM 3 QUAD 20 1 360 1260 1 20 EXAM 2 RECEPTACLES 114
111 EXAM 3 QUAD 20 1 360 180 1 20 EXAM 3 BLOOD PRESSURE CUFF 112
109 EXAM 4 QUAD 20 1 360 1260 1 20 EXAM 3 RECEPTACLES 110
107 EXAM 4 QUAD 20 1 360 180 1 20 EXAM 4 BLOOD PRESSURE CUFF 108
105 EXAM 5 QUAD 20 1 360 1260 1 20 EXAM 4 RECEPTACLES 106
103 EXAM 5 QUAD 20 1 360 180 1 20 EXAM 5 BLOOD PRESSURE CUFF 104
101 EXAM 6 QUAD 20 1 360 1260 1 20 EXAM 5 RECEPTACLES 102
99 EXAM 6 QUAD 20 1 360 180 1 20 EXAM 6 BLOOD PRESSURE CUFF 100
97 CE PERIMETER RECEPTACLES 20 1 1620 1260 1 20 EXAM 6 RECEPTACLES 98
95 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM CORRIDOR QUAD 96
93 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM CORRIDOR QUAD 94
91 EXAM CORRIDOR RECEPTACLES 20 1 1800 360 1 20 EXAM CORRIDOR QUAD 92
89 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM CORRIDOR QUAD 90
87 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM CORRIDOR QUAD 88
85 EXAM CORRIDOR RECEPTACLES 20 1 1800 360 1 20 EXAM CORRIDOR QUAD 86
83 EXAM 10 QUAD 20 1 360 360 1 20 CONTROL ROOM QUAD 84
81 EXAM 10 QUAD 20 1 360 180 1 20 EXAM 10 BLOOD PRESSURE CUFF 82
79 EXAM 9 QUAD 20 1 360 1260 1 20 EXAM 10 RECEPTACLES 80
77 EXAM 9 QUAD 20 1 360 180 1 20 EXAM 9 BLOOD PRESSURE CUFF 78
75 EXAM 8 RECEPTACLES 20 1 1260 1260 1 20 EXAM 9 RECEPTACLES 76
73 EXAM 8 BLOOD PRESSURE CUFF 20 1 180 360 1 20 EXAM 8 QUAD 74
71 EXAM 7 BLOOD PRESSURE CUFF 20 1 180 360 1 20 EXAM 8 QUAD 72
69 EXAM 7 QUAD 20 1 360 1260 1 20 EXAM 7 RECEPTACLES 70
67 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM 7 QUAD 68
65 PREBRIEF QUAD 20 1 360 540 1 20 PREBRIEF RECEPTACLES 66
63 PREBRIEF RECEPTACLES 20 1 900 500 1 20 PREBRIEF FLOOR BOX 64
61 CE PERIMETER CORR 1 QUAD 20 1 360 1440 1 20 CE PERIMETER CORR 1 RECEPTACLES 62
59 CE PERIMETER CORR 1 QUAD 20 1 360 360 1 20 CE PERIMETER CORR 1 QUAD 60
57 CE PERIMETER CORR 1 RECEPTACLES 20 1 1260 360 1 20 E PERIMETER CORR 1 QUAD 58
55 SP WAITING AND LOUNGE 20 1 720 500 1 20 SP WAITING AND LOUNGE FLOOR BOX 56
53 L2 RESTROOM AND RECEPTACLES 20 1 720 180 1 20 SP WAITING AND LOUNGE RECEPS 54
51 DEBRIEF FLOOR BOX 20 1 500 900 1 20 DEBRIEF RECEPTACLES 52
49 DEBRIEF QUAD 20 1 360 540 1 20 DEBRIEF RECEPTACLES 50
47 CE OFFICE QUAD 20 1 360 540 1 20 CE OFFICE RECEPTACLES 48
45 GS 11 QUAD 20 1 360 0 -- 1 20 SPARE 46
43 GS 11 RECEPTACLES 20 1 900 1440 1 20 GS 11 RECEPTACLES 44
41 GS 12 USB RECEPTACLES 20 1 1080 1260 1 20 STUDENT LOUNGE RECEPTACLES 42
39 GS 12 QUAD 20 1 360 900 1 20 GS 12 RECEPTACLES 40
37 STUDENT LOUNGE GFCI RECEPTACLE 20 1 1080 0 -- 1 20 SPARE 38
35 STUDENT LOUNGE FLOOR BOX 20 1 500 900 1 20 STUDENT LOUNGE RECEPTACLES 36
33 CS STORAGE RECEPTACLES 20 1 900 720 1 20 L2 CORR N RECEPTACLES 34
31 CLINICAL SKILLS QUAD 20 1 360 720 1 20 CS STORAGE RECEPTACLES 32
29 CLINICAL SKILLS TV/RECEPTACLES 20 1 1080 360 1 20 CLINICAL SKILLS QUAD 30
27 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 28
25 CLINICAL SKILLS CEILING RECEPS 20 1 1000 500 1 20 CLINICAL SKILLS FLOOR BOX 26
23 CLINICAL SKILLS RECEPTACLES 20 1 1080 900 1 20 CLINICAL SKILLS RECEPTACLES 24
21 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 22
19 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 20
17 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 18
15 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 16
13 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 14
11 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 12
9 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 10
7 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 8
5 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 6
3 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 4
1 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T2B Phases: 3 Mains Type: MCB

Location: L2 ELEC N (2072) Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: L2B NEW
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PANEL SCHEDULES

08/23/19

100

18163R

Receptacle 71060 VA 57.04% 40530 VA Total Est. Demand... 339 A

Power 3996 VA 100.00% 3996 VA Total Conn. Current: 423 A

Other 76130 VA 100.00% 76130 VA Total Est. Demand: 122036 VA

Lighting 259 VA 125.00% 324 VA Total Conn. Load: 152501 VA

Hvac 1056 VA 100.00% 1056 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 441 A 457 A 387 A

Total Load: 52052 VA 53974 VA 46475 VA

167 RADON EXHAUST FANS 20 1 1000 0 -- -- -- SPACE 168
165 BAS SYSTEM PANEL 20 1 360 360 1 20 EXEC ADMIN QUAD 166
163 EXEC KITCHENETTE MICROWAVE 20 1 360 900 1 20 EXEC ADMIN 1 RECEPTACLES 164
161 L3 IDF AND JAN RECEPTACLES 20 1 900 360 1 20 CAMPUS DEAN QUAD 162
159 L3 LOBBY RECEPTACLES 20 1 1080 500 1 20 PRESIDENT OFF FLOOR BOX 160
157 1456 1457 158
155

MCU 2-4 15 2
1456 1457

2 15 MCU 3-4
156

153 EXECUTIVE KITCHENETTE DISPOSAL 20 1 180 180 1 20 EXECUTIVE KITCHENETTE INSTA HOT 154
151 LH2 CEILING TV 20 1 500 180 1 20 EXECUTIVE KITCHENETTE ICE MAKER 152
149 LH2 CEILING TV 20 1 500 500 1 20 LH2 CEILING TV 150
147 A/A DEAN OFF RECEPTACLES 20 1 1080 1080 1 20 A/A DEAN OFF RECEPTACLES 148
145 EXEC OFF 1 QUAD 20 1 360 1440 1 20 EXEC OFF RECEPTACLES 146
143 A/A DEAN OFF QUAD 20 1 360 360 1 20 EXEC OFF 2 QUAD 144
141 CAMPUS DEAN OFFICE QUAD 20 1 500 720 1 20 CAMPUS DEAN OFFICE RECEPTACLES 142
139 PRESIDENT OFF RECEPTACLES 20 1 900 900 1 20 PRESIDENT OFF RECEPTACLES 140
137 PRESIDENT OFF QUAD 20 1 360 180 1 20 EXEC KITCHENETTE DISHWASHER (4) 138
135 SS CONF RM RECEPTACLES 20 1 540 900 1 20 SS CONF RM RECEPTACLES 136
133 SS CONF RM QUAD 20 1 360 500 1 20 SS CONF RM FLOOR BOX 134
131 SS WKRM/COPY COPIER 20 1 360 1080 1 20 SS WKRM/COMP RECEPTACLES 132
129 SS STORAGE RECEPTACLES 20 1 720 180 130
127 SS CIRC MICROWAVE 20 1 180 180

2 20 SS CIRC COFFEE MAKER
128

125 EXEC WKRM/COPY RECEPTACLES 20 1 720 180 1 20 SS CIRC REFRIGERATOR (4) 126
123 EXEC OFF 3 RECEPTACLES 20 1 900 360 1 20 EXEC WKRM/COPY COPIER 124
121 RECEPTION LIGTHING 20 1 259 360 1 20 EXEC OFF 3 QUAD 122
119 180 900 1 20 EXEC CORRIDOR RECEPTACLES 120
117

EXEC KITCHENETTE COFFEE MAKER... 20 2
180 500 1 20 EXEC CORRIDOR FLOOR BOX 118

115 EXEC KITCHENETTE MICROWAVE (4) 20 1 180 180 1 20 EXEC KITCHENETTE MICROWAVE 116
113 FACULTY CONF 3 RECEPTACLES 20 1 540 180 1 20 KITCHENETTE REFRIGERATOR (4) 114
111 EXEC CONF RECEPTACLES 20 1 1080 540 1 20 FACULTY CONF 3 RECEPTACLES 112
109 EXEC CONF FLOOR BOX 20 1 500 540 1 20 EXEC CONF RECEPTACLES 110
107 FACULTY CONF 3 FLOOR BOX 20 1 500 360 1 20 EXEC CONF QUAD 108
105 FAC CORR S 20 1 900 360 1 20 FACULTY CONF 3 RECEPTACLES 106
103 STAFF 25 RECEPTACLES 20 1 360 1080 1 20 STAFF 24 RECEPTACLES 104
101 STAFF 23 RECEPTACLES 20 1 720 360 1 20 STAFF 24 RECEPTACLES 102
99 SH 3 RECEPTACLES 20 1 720 360 1 20 STAFF 23 QUAD 100
97 SH 3 QUAD 20 1 360 360 1 20 SH 3 QUAD 98
95 SH 2 QUAD 20 1 360 720 1 20 SH 2 RECEPTACLES 96
93 SH 1 RECEPTACLES 20 1 720 360 1 20 SH 2 QUAD 94
91 SH 1 QUAD 20 1 360 360 1 20 SH 1 QUAD 92
89 IT WORKROOM RECEPTACLES 20 1 900 900 1 20 IT WORKROOM RECEPTACLES 90
87 FAC CORR 2 COPIER 20 1 360 900 1 20 IT WORKROOM RECEPACLES 88
85 ADDT OFF 3 RECEPTACLES 20 1 1080 360 1 20 FAC CORR S QUAD 86
83 ADDT OFF 2 QUAD 20 1 360 360 1 20 ADDT OFF 3 QUAD 84
81 ADDT OFF 1 QUAD 20 1 360 1080 1 20 ADDT OFF 1 RECEPTACLES 82
79 SS WAITING RECEPTACLES 20 1 1620 360 1 20 SS ASST SA & WC QUAD 80
77 SS ADMIN ASST QUAD 20 1 360 540 1 20 SS ADMIN ASST RECEPTACLES 78
75 ADMIN LOAN OFF QUAD 20 1 360 1080 1 20 SS ASST REG RECEPTACLES 76
73 SS ASST REG QUAD 20 1 360 180 1 20 L3 LOBBY WATER FOUNTAIN (4) 74
71 SS LEARNING SPEC QUAD 20 1 360 720 1 20 SS LEARNING SPEC RECEPTACLE 72
69 1248 1080 1 20 L3 IDF RECEPTACLE 70
67

EF-2 20 2
1248 1620 1 20 LH 2 RECEPTACLES 68

65 EF-1 20 1 1056 250 66
63 LH 2 AV QUAD 20 1 360 250

2 20 LH 2 AV SPECIAL RECEPTACLE
64

61 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 62
59 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 60
57 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 58
55 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 56
53 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 54
51 LH 2 FLOOR BOX 20 1 500 1080 1 20 LH 2 RECEPTACLES 52
49 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 50
47 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 48
45 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 46
43 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 44
41 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 42
39 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 40
37 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 38
35 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 36
33 LH 2 RECEPTACLES 20 1 1080 500 1 20 LH 2 FLOOR BOX 34
31 1872 900 1 20 LH 2 RECEPTACLES 32
29

MCU-3-3 20 2
1872 900 1 20 LH 2 RECEPTACLES 30

27 1872 1872 28
25

MCU-1-3 20 2
1872 1872

2 20 MCU-2-3
26

23 1456 3536 24
21

MCU 1-1 15 2
1456 3536

#8 2 40 MCU 3-1
22

19 1456 1456 20
17

MCU 0-4 15 2
1456 1456

2 15 MCU 2-1
18

15 2704 3536 16
13

MCU-2-2 30 2 #10
2704 3536

#8 2 40 MCU-1-2
14

11 3536 1872 12
9

MCU-0-3 40 2 #8
3536 1872

2 20 MCU-3-2
10

7 3536 1456 8
5

MCU-0-2 40 2 #8
3536 1456

2 15 MCU 1-4
6

3 3536 1456 4
1

MCU-0-1 40 2 #8
3536 1456

2 15 MCU 0-0
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: T3A Phases: 3 Mains Type: MCB

Location: L3 ELEC S (3014) Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: L3A NEW

Total Est. Demand... 129 A

Total Conn. Current: 229 A

Total Est. Demand: 46300 VA

Total Conn. Load: 82600 VA

Receptacle 82600 VA 56.05% 46300 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 212 A 230 A 252 A

Total Load: 25380 VA 27340 VA 29880 VA

167 SPACE -- -- -- 0 0 -- -- -- SPACE 168
165 SPACE -- -- -- 0 0 -- -- -- SPACE 166
163 SPACE -- -- -- 0 0 -- -- -- SPACE 164
161 SPACE -- -- -- 0 0 -- -- -- SPACE 162
159 SPACE -- -- -- 0 0 -- -- -- SPACE 160
157 SPACE -- -- -- 0 0 -- -- -- SPACE 158
155 SPACE -- -- -- 0 0 -- -- -- SPACE 156
153 SPACE -- -- -- 0 0 -- -- -- SPACE 154
151 SPACE -- -- -- 0 0 -- -- -- SPACE 152
149 SPACE -- -- -- 0 0 -- -- -- SPACE 150
147 SPACE -- -- -- 0 0 -- -- -- SPACE 148
145 SPARE 20 1 -- 0 0 -- 1 20 SPARE 146
143 L3 RESTROOM RECEPTACLES 20 1 1620 0 -- 1 20 SPARE 144
141 FACULTY CONF 2 FLOOR BOX 20 1 500 0 -- 1 20 SPARE 142
139 FACULTY CONF 1 FLOOR BOX 20 1 500 0 -- 1 20 SPARE 140
137 RH & SH OFF FLOOR BOX 20 1 500 180 1 20 L3 CIRC N WATER FOUNTAIN (4) 138
135 FACULTY BREAKROOM INSTA HOT (4) 20 1 180 1080 1 20 FAC CORR N  RECEPS 136
133 CLASS ROOM LL4 MONITOR 20 1 500 500 1 20 CLASSROOM LL4 MONITOR 134
131 CLASS ROOM LL3 MONITOR 20 1 500 500 1 20 CLASSROOM LL3 MONITOR 132
129 FACULTY BREAKROOM RECEPTACLES 20 1 720 360 1 20 FAC CORR N COPIER 130
127 FACULTY BREAKROOM DISPOSAL (4) 20 1 180 180 1 20 FACULTY DISHWASHER (4) 128
125 FACULTY BREAKROOM MICROWAVE 20 1 180 180 1 20 FACULTY  MICROWAVE (4) 126
123 FACULTY BREAKROOM MICROWAVE (4) 20 1 180 180 124
121 FACULTY WORKROOM RECEPTACLES 20 1 900 180

2 20 FACULTY BREAKROOM COFFEE (4)
122

119 FACULTY CONF 2 RECEPTACLES 20 1 900 900 1 20 FACULTY WORKROOM RECEPTACLES 120
117 FACULTY BREAKROOM FREEZER (4) 20 1 180 180 1 20 FACULTY BREAKROOM FRIDGE (4) 118
115 FACULTY BREAKROOM ICE MAKER (4) 20 1 180 540 1 20 FACULTY BREAKROOM RECEPTACLES 116
113 FACULTY CONF 2 QUAD 20 1 360 1260 1 20 FACULTY BREAKROOM RECEPTACLES 114
111 FACULTY WORKROOM COPIER 20 1 360 900 1 20 FACULTY CONF 1 RECEPTACLE 112
109 CLASSROOM - LL4 FLOOR BOX 20 1 500 360 1 20 FACULTY CONF 1 QUAD 110
107 CLASSROOM - LL4 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL4 FLOOR BOX 108
105 CLASSROOM - LL4 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL4 FLOOR BOX 106
103 CLASSROOM - LL4 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL4 FLOOR BOX 104
101 CLASSROOM - LL4 RECEPTACLES 20 1 1440 500 1 20 CLASSROOM - LL4 FLOOR BOX 102
99 CLASSROOM - LL4 RECEPTACLES 20 1 1440 1440 1 20 CLASSROOM - LL4 RECEPTACLES 100
97 CLASSROOM - LL4 RECEPTACLES 20 1 1080 1080 1 20 CLASSROOM - LL4 RECEPTACLES 98
95 CLASSROOM - LL3 RECEPTACLES 20 1 1080 1080 1 20 CLASSROOM - LL3 RECEPTACLES 96
93 CLASSROOM - LL3 RECEPTACLES 20 1 1440 1440 1 20 CLASSROOM - LL3 RECEPTACLES 94
91 CLASSROOM - LL3 FLOOR BOX 20 1 500 1440 1 20 CLASSROOM - LL3 RECEPTACLES 92
89 CLASSROOM - LL3 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL3 FLOOR BOX 90
87 CLASSROOM - LL3 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL3 FLOOR BOX 88
85 CLASSROOM  - LL3 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL3 FLOOR BOX 86
83 STAFF 21 RECEPTACLES 20 1 720 500 1 20 CLASSROOM - LL3 FLOOR BOX 84
81 STAFF 20 RECEPTACLES 20 1 720 360 1 20 STAFF 21 QUAD 82
79 STAFF 19 RECEPTACLES 20 1 540 360 1 20 STAFF 20 QUAD 80
77 STAFF 18 RECEPTACLES 20 1 720 360 1 20 STAFF 19 QUAD 78
75 STAFF 17 RECEPTACLES 20 1 720 360 1 20 STAFF 18 QUAD 76
73 STAFF 16 RECEPTACLES 20 1 540 360 1 20 STAFF 17 QUAD 74
71 STAFF 15 RECEPTACLES 20 1 720 360 1 20 STAFF 16 QUAD 72
69 STAFF 15 QUAD 20 1 360 720 1 20 STAFF 14 RECEPTACLES 70
67 STAFF 13 RECEPTACLES 20 1 720 360 1 20 STAFF 14 QUAD 68
65 STAFF 13 QUAD 20 1 360 720 1 20 STAFF 12 RECEPTACLES 66
63 OFF 7 RECEPTACLES 20 1 540 360 1 20 STAFF 12 QUAD 64
61 OFF 7 QUAD 20 1 360 1080 1 20 OFF 9 RECEPTACLES 62
59 OFF 9 QUAD 20 1 360 360 1 20 OFF 8 QUAD 60
57 OFF 11 QUAD 20 1 360 1080 1 20 OFF 11 RECEPTACLES 58
55 OFF 13 RECEPTACLES 20 1 1080 360 1 20 OFF 10 QUAD 56
53 OFF 13 QUAD 20 1 360 360 1 20 OFF 12 QUAD 54
51 OFF 14 QUAD 20 1 360 720 1 20 OFF 14 RECEPTACLES 52
49 STAFF 22 QUAD 20 1 360 720 1 20 STAFF 22 RECEPTACLES 50
47 CSI OFF 1 QUAD 20 1 360 1440 1 20 STAFF 7 RECEPTACLES 48
45 STAFF 3 RECEPTACLES 20 1 1080 360 1 20 STAFF 7 QUAD 46
43 STAFF 3 QUAD 20 1 360 720 1 20 STAFF 8 RECEPTACLES 44
41 STAFF 9 RECEPTACLES 20 1 1440 360 1 20 STAFF 8 QUAD 42
39 STAFF 9 QUAD 20 1 360 360 1 20 STAFF 4 QUAD 40
37 STAFF 5 QUAD 20 1 360 1080 1 20 STAFF 10 RECEPTACLES 38
35 STAFF 11 RECEPTACLES 20 1 1440 360 1 20 STAFF 10 QUAD 36
33 STAFF 11 QUAD 20 1 360 360 1 20 STAFF 6 QUAD 34
31 OFF 6 QUAD 20 1 360 720 1 20 OFF 6 RECEPTACLES 32
29 OFF 4 RECEPTACLES 20 1 540 360 1 20 OFF 5 QUAD 30
27 SH 5 RECEPTACLES 20 1 900 360 1 20 OFF 4 QUAD 28
25 SH 5 QUAD 20 1 360 360 1 20 SH 5 QUAD 26
23 SH 4 QUAD 20 1 360 720 1 20 SH 4 RECEPTACLES 24
21 OFF 3 RECEPTACLES 20 1 540 360 1 20 SH 4 QUAD 22
19 OFF 2 RECEPTACLES 20 1 900 360 1 20 OFF 3 QUAD 20
17 OFF 1 RECEPTACLES 20 1 900 360 1 20 OFF 2 QUAD 18
15 STAFF 2 RECEPTACLES 20 1 540 360 1 20 OFF 1 QUAD 16
13 STAFF 1 RECEPTACLES 20 1 360 360 1 20 STAFF 2 QUAD 14
11 RH OFF 2 RECEPTACLES 20 1 540 360 1 20 STAFF 1 QUAD 12
9 CSI OFF 2 RECEPTACLES 20 1 540 360 1 20 RH OFF 2 QUAD 10
7 CSI OFF 3 RECEPTACLES 20 1 540 360 1 20 CSI OFF 2 QUAD 8
5 RH & CSI CONF  RECEPTACLES 20 1 900 360 1 20 CSI OFF 3 QUAD 6
3 RN SH OFF RECEPTACLE 20 1 900 360 1 20 RH & CSI CONF QUAD 4
1 RH SH OFF QUAD 20 1 360 360 1 20 RH SH OFF QUAD 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T3B Phases: 3 Mains Type: MCB

Location: L3 ELEC N Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: L3B NEW

Total Est. Demand... 49 A

Total Conn. Current: 69 A

Total Est. Demand: 17598 VA

Receptacle 24476 VA 70.43% 17238 VA Total Conn. Load: 24836 VA

Power 360 VA 100.00% 360 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 69 A 69 A 69 A

Total Load: 8265 VA 8265 VA 8305 VA

51 SPARE 20 1 -- 0 0 -- 1 20 SPARE 52
49 SPARE 20 1 -- 0 0 -- 1 20 SPARE 50
47 SPARE 20 1 -- 0 0 -- 1 20 SPARE 48
45 SPARE 20 1 -- 0 0 -- 1 20 SPARE 46
43 SPARE 20 1 -- 0 0 -- 1 20 SPARE 44
41 SPARE 20 1 -- 0 0 -- 1 20 SPARE 42
39 SPARE 20 1 -- 0 0 -- 1 20 SPARE 40
37 SPARE 20 1 -- 0 0 -- 1 20 SPARE 38
35 GROSS ANATOMY PREP DRYER... 20 1 360 1273 36
33 1273 1273 34
31 1273 1273

3 20 AC-1
32

29
VP-1 20 3

1273 360 1 20 GROSS ANATOMY PREP WASHER 30
27 MAIL ROOM RECEPTACLES 20 1 540 360 1 20 MAIL ROOM QUAD 28
25 MAIL ROOM REFRIGERATOR (4) 20 1 180 900 1 20 SECURITY OFFICE RECEPTACLES 26
23 SECURITY OFFICE TVS 20 1 720 360 1 20 SECURITY OFFICE QUAD 24
21 SECURITY OFFICE QUAD 20 1 360 720 1 20 SECURITY OFFICE RECEPTACLES 22
19 FIRE PUMP ROOM RECEPTACLE 20 1 180 540 1 20 HOUSEKEEPING RECEPTACLES 20
17 HOUSEKEEPING RECEPTACLES 20 1 360 360 1 20 HOUSEKEEPING RECEPTACLES 18
15 HOUSEKEEPING OFFICE QUAD 20 1 360 720 1 20 MDF ROOM RECEPTACLES 16
13 MAIN ELEC ROOM RECEPTACLES 20 1 360 360 1 20 EMER ELEC RECEPTACLE 14
11 BSMT RESTROOM RECEPTACLES 20 1 900 360 1 20 BASEMENT LOBBY QUAD 12
9 ANATOMY OFFICE QUAD 20 1 360 720 1 20 ANATOMY OFFICE RECEPTACLES 10
7 UC FRIDGE ANATOMY WORKROOM 20 1 180 1260 1 20 ANATOMY WORKROOM RECEPTACLES 8
5 GROSS ANATOMY RECEPTACLES 20 1 900 1080 1 20 BASEMENT CORRIDOR RECEPTACLES 6
3 HOUSEKEEPING RECEPTACLES 20 1 1080 500 4
1 GROSS PREP GFCI RECEPTACLES 20 1 1260 500

#10 2 30 DRYER GROSS ANATOMY DRYER
2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 100 A

Supply From: T0A Phases: 3 Mains Type: MCB

Location: MAIN ELECTRICAL ROOM Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: L0A NEW

Total Est. Demand... 119 A

Total Conn. Current: 175 A

Receptacle 50380 VA 59.92% 30190 VA Total Est. Demand: 42770 VA

Power 12500 VA 100.00% 12500 VA Total Conn. Load: 62944 VA

Lighting 64 VA 125.00% 80 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 186 A 165 A 177 A

Total Load: 22084 VA 19800 VA 21060 VA

125 SPACE -- -- -- 0 0 -- -- -- SPACE 126
123 SPACE -- -- -- 0 0 -- -- -- SPACE 124
121 SPACE -- -- -- 0 0 -- -- -- SPACE 122
119 SPACE -- -- -- 0 0 -- -- -- SPACE 120
117 SPACE -- -- -- 0 0 -- -- -- SPACE 118
115 SPARE 20 1 -- 0 0 -- 1 20 SPARE 116
113 SPARE 20 1 -- 0 0 -- 1 20 SPARE 114
111 SPARE 20 1 -- 0 0 -- 1 20 SPARE 112
109 SPARE 20 1 -- 0 0 -- 1 20 SPARE 110
107 SPARE 20 1 -- 0 0 -- 1 20 SPARE 108
105 SPARE 20 1 -- 0 0 -- 1 20 SPARE 106
103 250 244 1 20 ELEVTAOR PIT GFI AND LIGHT FIXTURE 104
101

RC-1-6 30 2 #10
250 250 102

99 250 250
#10 2 30 RC-1-5

100
97

RC-1-4 30 2 #10
250 250 98

95 250 250
#10 2 30 RC-1-3

96
93

RC-1-2 30 2 #10
250 250 94

91 GWH-1-6 20 1 500 250
#10 2 30 RC-1-1

92
89 GWH-1-4 20 1 500 500 1 20 GWH-1-5 90
87 GWH-1-2 20 1 500 500 1 20 GWH-1-3 88
85 ELEVATOR SUMP PUMP CONTROLLE... 20 1 860 500 1 20 GWH-1-1 86
83 GROSS ANATOMY  RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 84
81 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 82
79 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 80
77 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 78
75 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 76
73 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 74
71 GROSS ANATOMY RECEPTACLES 20 1 900 1040 1 20 BSMT LOBBY RECEPTACLES 72
69 GROSS ANATOMY CORD REEL 20 1 500 900 1 20 GROSS ANATOMY RECEPTACLES 70
67 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 68
65 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 66
63 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 64
61 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 62
59 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 60
57 GROSS ANATOMY FLOOR BOX 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 58
55 GROSS ANATOMY QUAD 20 1 360 500 1 20 GROSS ANATOMY FLOOR BOX 56
53 GROSS ANATOMY QUAD 20 1 360 360 1 20 GROSS ANATOMY QUAD 54
51 GROSS ANATOMY SOUTH TV 20 1 720 360 1 20 GROSS ANATOMY QUAD 52
49 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 50
47 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 48
45 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 46
43 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 44
41 GROSS ANATOMY QUAD 20 1 360 360 1 20 GROSS ANATOMY QUAD 42
39 GROSS ANATOMY QUAD 20 1 360 1260 1 20 GROSS ANATOMY RECEPTACLES 40
37 BASEMENT LOBBY RECEPTACLES 20 1 720 1260 1 20 GROSS ANATOMY RECEPTACLES 38
35 CADAVER STORAGE GFCI QUAD 20 1 360 360 1 20 CADAVER STORAGE GFCI QUAD 36
33 CADAVER STORAGE RECEPTACLES 20 1 180 360 1 20 CADAVER STORAGE RECEPTACLES 34
31 NEURO PREP FRIDGE (4) 20 1 180 180 1 20 CADAVER STORAGE RECEPTACLES 32
29 NEUROANATOMY RECEPTACLES 20 1 1260 1080 1 20 NEURO PREP GFCI RECEPTACLES 30
27 NEUROANATOMY RECEPTACLES 20 1 1260 360 1 20 NEUROANATOMY QUAD 28
25 NEUROANATOMY RECEPTACLES 20 1 1260 360 1 20 NEUROANATOMY QUAD 26
23 NEUROANATOMY RECEPTACLES 20 1 1260 360 1 20 NEUROANATOMY QUAD 24
21 NEUROANATOMY TVS 20 1 720 360 1 20 NEUROANATOMY QUAD 22
19 NEUROANATOMY FLOOR BOX 20 1 500 500 1 20 NEUROANATOMY FLOOR BOX 20
17 NEUROANATOMY QUAD 20 1 360 360 1 20 NEUROANATOMY QUAD 18
15 NEUROANATOMY QUAD 20 1 360 360 1 20 NEUROANATOMY QUAD 16
13 NEUROANATOMY QUAD 20 1 360 1260 1 20 NEUROANATOMY RECEPTACLES 14
11 NEUROANATOMY QUAD 20 1 360 1260 1 20 NEUROANATOMY RECEPTACLES 12
9 NEUROANATOMY QUAD 20 1 360 1260 1 20 NEUROANATOMY RECEPTACLES 10
7 NEUROANATOMY RECEPTACLES 20 1 720 1260 1 20 NEUROANATOMY RECEPTACLES 8
5 BSMT ELEC/LOBBY RECEPTACLES 20 1 1080 720 1 20 NEUROANATOMY RECEPTACLES 6
3 ANATOMY OFF 2 RECEPTACLES 20 1 900 360 1 20 ANATOMY OFF 2 QUAD 4
1 ANATOMY OFF 3 RECEPTACLES 20 1 720 360 1 20 ANATOMY OFF 3 QUAD 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T0B Phases: 3 Mains Type: MCB

Location: BSMT MECH (B002) Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: L0B NEW

# DATE DESCRIPTION
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E3.06

PANEL SCHEDULES

08/23/19

100

18163R

Total Est. Demand... 143 A

Total Conn. Current: 224 A

Receptacle 68080 VA 57.34% 39040 VA Total Est. Demand: 51610 VA

Power 12320 VA 100.00% 12320 VA Total Conn. Load: 80600 VA

Lighting 200 VA 125.00% 250 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 224 A 204 A 249 A

Total Load: 26580 VA 24500 VA 29520 VA

167 SPACE -- -- -- 0 0 -- -- -- SPACE 168
165 SPACE -- -- -- 0 0 -- -- -- SPACE 166
163 SPACE -- -- -- 0 0 -- -- -- SPACE 164
161 SPACE -- -- -- 0 0 -- -- -- SPACE 162
159 SPACE -- -- -- 0 0 -- -- -- SPACE 160
157 SPACE -- -- -- 0 0 -- -- -- SPACE 158
155 SPACE -- -- -- 0 0 -- -- -- SPACE 156
153 SPACE -- -- -- 0 0 -- -- -- SPACE 154
151 SPACE -- -- -- 0 0 -- -- -- SPACE 152
149 SPACE -- -- -- 0 500 1 20 SOILED ROOM DRYER EXHAUST 150
147 SPARE 20 1 -- 0 500 1 20 LH 1 FLOOR BOX 148
145 SPARE 20 1 -- 0 500 1 20 LH 1 FLOOR BOX 146
143 VESTIBULE MOTORIZED DOOR 20 1 360 1980 1 20 SIM STORAGE RECEPTACLES 144
141 VESTIBULE MOTORIZED DOOR 20 1 360 1080 1 20 CLEAN AND STORAGE RECEPTACLES 142
139 COFFEE MAKER 20 1 180 540 1 20 BOOKSTORE RECEPTACLES 140
137 PEDIATRIC HEADWALL UNIT (2) 20 1 360 200 1 20 MATERNITY LIGHTING 138
135 PEDIATRIC HEADWALL UNIT (2) 20 1 360 360 1 20 PEDIATRIC HEADWALL UNIT (2) 136
133 PEDIATRIC COMPUTER 20 1 360 360 1 20 PEDIATRIC CONTROL COMPUTER 134
131 PEDIATRIC CONTROL RECEPTACLES 20 1 900 360 1 20 PEDIATRIC CONTROL COMPUTER 132
129 PEDIATRIC RECEPTACLES 20 1 720 360 1 20 PEDIATRIC CONTROL COMPUTER 130
127 PEDIATRIC RECEPTACLES 20 1 900 360 1 20 PEDIATRIC QUAD 128
125 PEDIATRIC HEADWALL UNIT (2) 20 1 360 360 1 20 PEDIATRIC TV 126
123 PEDIATRIC HEADWALL UNIT (2) 20 1 360 360 1 20 PEDIATRIC HEAD WALL UNIT (2) 124
121 MATERNITY CONTROL RECEPTACLES 20 1 900 360 1 20 PEDIATRIC HEADWALL UNIT (2) 122
119 MATERNITY CONTROL COMPUTER 20 1 360 360 1 20 MATERNITY CONTROL COMPUTER 120
117 SPARE 20 1 -- 0 1440 1 20 MATERNITY OBS RECEPTACLES 118
115 MATERNITY QUAD 20 1 360 360 1 20 MATERNITY TV 116
113 MATERNITY CHILD HEADWALL UNIT 20 1 360 360 1 20 MATERNITY CHILD HEADWALL UNIT 114
111 MATERNITY QUAD 20 1 360 900 1 20 MATERNITY RECEPTACLES 112
109 MATERNITY TV 20 1 360 720 1 20 MATERNITY RECEPTACLES 110
107 MATERNITY HEADWALL UNIT (2) 20 1 360 720 1 20 VR SIM ROOM WALL RECEPTACLES 108
105 MATERNITY HEADWALL UNIT (2) 20 1 360 360 1 20 MATERNITY HEADWALL UNIT (2) 106
103 MATERNITY HEADWALL UNIT (2) 20 1 360 360 1 20 MATERNITY HEADWALL UNIT (2) 104
101 ER CONTROL COMPUTER 20 1 360 360 1 20 MATERNITY HEADWALL UNIT (2) 102
99 ER CONTROL COMPUTER 20 1 360 1080 1 20 ER CONTROL RECEPTACLES 100
97 ER CONTROL COMPUTER 20 1 360 360 1 20 ER CONTROL COMPUTER 98
95 ER RECEPTACLES 20 1 900 360 1 20 ER TV 96
93 ER TV 20 1 360 720 1 20 ER RECEPTACLES 94
91 ER QUAD 20 1 360 360 1 20 ER QUAD 92
89 ER HEADWALL UNIT (2) 20 1 720 360 1 20 ER HEADWALL UNIT (2) 90
87 ER HEADWALL UNIT (2) 20 1 360 360 1 20 ER HEADWALL UNIT (2) 88
85 ER HEADWALL UNIT (2) 20 1 720 360 1 20 ER HEADWALL UNIT (2) 86
83 ER HEADWALL UNIT (2) 20 1 360 360 1 20 ER HEADWALL UNIT (2) 84
81 MED SURG CONTROL COMPUTER 20 1 360 360 1 20 MED SURG CONTROL COMPUTER 82
79 MED SURG CONTROL RECEPTACLES 20 1 1440 360 1 20 MED SURG CONTROL COMPUTER 80
77 MED SURG TV 20 1 360 1080 1 20 MED SURG OBS RECEPTACLES 78
75 MED SURG QUAD 20 1 360 720 1 20 MED SURG RECEPTACLES 76
73 MED SURG QUAD 20 1 360 900 1 20 MED SURG RECEPTACLES 74
71 MED SURG HEADWALL UNIT (2) 20 1 360 720 1 20 MED SURG HEADWALL UNIT (2) 72
69 MED SURG HEADWALL UNIT (2) 20 1 360 360 1 20 MED SURG HEADWALL UNIT (2) 70
67 SIMULATION CORRIDOR RECEPTACLES 20 1 540 360 1 20 UC FRIDGE MED ALCOVE 05-28 68
65 180 1260 1 20 SIMUATION CORRIDOR RECEPTACLES 66
63

SIMULATION CORRIDOR COFFEE... 20 2 #10
180 180 1 20 MICROWAVE SIMULATION CORRIDOR 64

61 SIM OFF QUAD 20 1 360 540 1 20 SIM OFF RECEPTACLES 62
59 SIM DEBRIEF 2 QUAD 20 1 360 1080 1 20 SIM DEBRIEF 2 TV/RECEPTACLE 60
57 SIMULATION CORRIDOR RECEPTACLES 20 1 1080 720 1 20 CLEAN AND STORAGE RECEPTACLE 58
55 SIM CUBBIES COPIER 20 1 360 500 1 20 SIM DEBRIEF 2 FLOOR BOX 56
53 SOILED ROOM WASHER 20 1 180 720 1 20 SOILED RECEPTACLES 54
51 SOILED ROOM DISHWASHER (4) 20 1 180 180 52
49 UC FRIDGE MED ALCOVE 5-29 20 1 180 180

#10 2 30 SOILED ROOM DRYER
50

47 SIM DEBRIEF 1 QUAD 20 1 360 1220 1 20 PERSONAL HEALTH RM 48
45 SIM DEBRIEF 1 RECEPTACLES 20 1 1260 500 1 20 SIM DEBRIEF 1 FLOOR BOX 46
43 BOOKSTORE FLOOR BOX/RECEPS 20 1 860 1080 1 20 L1 RESTROOM AND DRESSING 44
41 BOOKSTORE FOOD FREEZER (4) 20 1 180 180 1 20 BOOKSTORE REFRIGERATOR (4) 42
39 VESTIBULE MICROWAVE 20 1 180 180 1 20 VESTIBULE MICROWAVE 40
37 BOOKSTORE REFRIGERATOR (4) 20 1 180 180 1 20 BOOKSTORE ICE MACHINE (4) 38
35 VR SIM ROOM FLOOR BOX 20 1 500 1080 1 20 BOOKSTOR RECEPTACLES 36
33 VR SIM ROOM TV/USB RECEPTACLES 20 1 1080 500 1 20 VR SIM ROOM FLOOR BOX 34
31 GS 6 QUAD 20 1 360 1080 1 20 VR SIM ROOM USB RECEPTACLES 32
29 VESTIBULE RECEPTACLES 20 1 1080 900 1 20 GS 6 USB RECEPTACLES 30
27 GS 7 QUAD 20 1 360 840 1 20 OMM JUNCTION BOX 28
25 GS 7 USB RECEPTACLES 20 1 900 1080 1 20 GS 6 USB RECEPTACLES 26
23 OMM STOR 1 RECEPTACLES 20 1 1080 1080 1 20 GS 7 USB RECEPTALES 24
21 OMM QUAD 20 1 360 500 1 20 OMM FLOOR BOX 22
19 OMM TV/RECEPTACLES 20 1 1080 360 1 20 OMM QUAD 20
17 OMM GFCI QUAD 20 1 360 720 1 20 OMM USB RECEPTACELS 18
15 OMM FLOOR BOX 20 1 500 360 1 20 OMM GFCI QUAD 16
13 OMM CEILING RECEPTACLES 20 1 900 500 1 20 OMM FLOOR BOX 14
11 OMM FLOOR BOX 20 1 500 500 1 20 OMM FLOOR BOX 12
9 OMM FLOOR BOX 20 1 500 500 1 20 OMM FLOOR BOX 10
7 OMM FLOOR BOX 20 1 500 500 1 20 OMM FLOOR BOX 8
5 OMM USB RECEPTACALS 20 1 900 900 1 20 OMM USB RECEPTACALS 6
3 OMM GFCI QUAD 20 1 360 360 1 20 OMM GFCI QUAD 4
1 OMM USB RECEPTACALS 20 1 720 720 1 20 OMM USB RECEPTACALS 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T1B Phases: 3 Mains Type: MCB

Location: L1 ELEC N (1063) Volts: 120/208 Wye A.I.C. Rating: FULLY (7)

Branch Panel: L1B NEW

# DATE DESCRIPTION



EXIT

ABOVE COUNTER

DEVICE

8
"

4
8
"

LIGHT SWITCH

COUNTER

DUPLEX RECEPTACLE

1
8
"

FLOOR

TELEPHONE/DATA

OUTLET
SINGLE RECEPTACLE

9
0
"

EMERGENCY LIGHT

EXIT SIGN

REMOTE EMERGENCY

HEAD

DOOR OPENING

THERMOSTAT

COORDINATE 
MOUNTING HEIGHTS 
WITH MILLWORK

TC1

N

TC1

LINE VOLTAGE FROM SERVING PANEL

PC1

PC1

LC1

LINE

SPARE

PHOTOCELL BY-PASS SWITCH

PHOTO-ELECTRIC
CONTROL SWITCH

LINE

ELECTRICALLY HELD 
CONTACTOR. SIZE 
CONTACTS AND 
NUMBER OF POLES 
BASED ON AMPACITY 
AND NUMBER OF 
CIRCUITS AS INDICATED 
ON PLANS.

LOAD

LOAD

SPARE

LOAD

ASTRONOMICAL 
TIMECLOCK, 365 DAY 

WITH INTEGRAL 
OVERRIDE, NUMBER OF 

POLES AND OPERATIONS 
AS REQUIRED

1

NOTES
MAKE-UP BOX

2

3
REX CABLE

22/4 UNSHIELDED

4

5

6

7

8

9

10

ACCESS CONTROL COMPOSITE CABLE

REX MOTION DETECTOR

DPS CABLE
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N.T.S.
2

TYPICAL LIGHTING CONTACTOR
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18"
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-L0B 86

-L0B 87

-L0B 88
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NEUROANATOMY LAB AND
BASEMENT ELEVATIONS
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1/2" = 1'-0"1
NEUROANATOMY EAST WALL

1/2" = 1'-0"2
NEUROANATOMY SOUTH WALL

1/2" = 1'-0"3
NEUROANATOMY WEST WALL

1/2" = 1'-0"5
BSMT MECH SOUTH WALL

1/2" = 1'-0"4
SECURITY OFFICE NORTH WALL
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LEVEL 1 ELEVATIONS
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OMM LAB SOUTH WALL
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SOILED EAST ELEV
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OMM LAB EAST WALL
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VESTIBULE WEST ELEVATION
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LEVEL 2 ELEVATIONS
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1/2" = 1'-0"1
STUDENT LOUNGE WEST ELEV

1/2" = 1'-0"2
STUDENT LOUNGE SOUTH ELEV

1/2" = 1'-0"3
STUDENT LOUNGE NORTH ELEV

1/2" = 1'-0"4
CONTROL ROOM WEST ELEV

1/2" = 1'-0"5
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1/2" = 1'-0"6
CE STORAGE EAST ELEV
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CE STORAGE NORTH ELEV
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