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A7.21 INTERIOR ELEVATIONS & DETAILS - LOBBY █ █
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A8.12 FINISH PLAN LEVEL 01 SECTOR 02 █ █ █ █ █ █
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DOOR NOTES

1.  CONTRACTORS TO USE THE ARCHITECT'S FLOOR PLAN DESIGNATION DOOR NUMBER IN ADDITION TO THE ROOM NUMBER ON ALL SHOP 
DRAWING SCHEDULE SUBMITTALS.

1

RATED
60/90

100 SQ IN MAX

6" 3"
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4
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OR 

RATED 20/45 MIN

MIN
6"

X

M
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3
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20/45 MIN
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4
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Y

1296 SQ IN MAX

6" 6"
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1
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6
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6" 6"

ACCESSORIES

A
T

 A
C

C
E

S
S

IB
L
E

4
8
”5
6
”

LOCK BAR

VIEW PORT
NOTE:
VIEW PORTS AT GUEST ROOMS ARE 
TO ALLOW VISION FROM THE INSIDE.  
VIEW PORTS AT 
MEETING/CONFERENCE ROOMS ARE 
TO ALLOW VISION FROM THE OUTSIDE.

6

NON-RATED

1
0
"

2
'-
0
"

6" 6"

4

NON-RATED

1
0
"

6" 6"

6
"

ARMOR PLATE

KICK PLATE

KICK/ARMOR PLATE LEGEND:
K:  KICK PLATE
A:  ARMOR PLATE
1.  DOOR PUSH SIDE
2.  DOOR PULL SIDE
3.  BOTH SIDES

EXAMPLE:  K1 = PUSH SIDE KICK PLATE

SUFFIX FOR MULTIPLE 
DOORS AT A ROOM

DOOR NUMBER SAME 
AS ROOM NUMBER

4" MIN
6" PREFERRED

OPENING MIN CLEAR
1'-6"(PULL SIDE)

CLOSER AND LATCH

1' - 0" (PUSH SIDE) MIN
CLEAR IF DOOR HAS

DOOR OPENING LOCATION

A.  DOORS SHOWN ADJACENT TO A FLANKING WALL OR OTHER FIXED OBSTRUCTION, SHALL BE LOCATED AS SHOWN ABOVE.

B.  OTHER LOCATIONS SHALL BE ON CENTERLINE OF ROOM OR AS SPECIFICALLY DIMENSIONED.

101X

VISION PANEL 
OR LOUVER 
ACCESSORY

LOCATION OF 
HOLD OPEN 
SYMBOL, IF 
APPLICABLE

LOCATION OF 
POWER 
OPERATION 
SYMBOL, IF 
APPLICABLE

DOOR DEVICE 
SYMBOL

SYMBOL LOCATED 
ON SIDE OF DOOR 
DEVICE TO BE 
INSTALLED

SYMBOL LEGEND

SECURITY DEVICE

PROXIMITY SENSOR

DELAYED EGRESS

FREE EGRESS

POWER OPERATOR

HOLD OPEN

PUSH PLATE

101X

FRAME TYPES

CONTROL JOINT AT DOOR FRAMES

SINGLE DOORS

ALIGN WITH 
EDGE OF DOOR 
FRAME CORNER 
ON BOTH SIDES

DOUBLE DOORS

ALIGN WITH 
EDGE OF DOOR 
FRAME CORNER

EXTEND CJ TO 
BOTTOM OF 
STRUCTURE AT RATED 
WALLS 4" ABOVE 
CEILINGS AT NON-
RATED WALLS

CASED OPENING

ALIGN WITH 
EDGE OF CASED 
OPENING

EXTEND CJ TO 
BOTTOM OF 
STRUCTURE AT 
RATED WALLS 4" 
ABOVE CEILINGS AT 
NON-RATED WALLS

EXTEND CJ TO 
BOTTOM OF 
STRUCTURE AT RATED 
WALLS 4" ABOVE 
CEILINGS AT NON-
RATED WALLS

SINGLE DOORS

4' X 8' GYP BD 
PANEL 
CONFIGURATION

DOUBLE DOORS

BOTTOM OF 
STRUCTURE

4' X 8' GYP BD 
PANEL 
CONFIGURATION

BOTTOM OF 
STRUCTURE
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DOOR TYPES

DOOR NOTES

1.  CONTRACTORS TO USE THE ARCHITECT'S FLOOR PLAN DESIGNATION DOOR NUMBER IN ADDITION TO THE ROOM NUMBER ON ALL SHOP 
DRAWING SCHEDULE
     SUBMITTALS.

DOOR SCHEDULE

A1 A2
FLUSH
SINGLE

FLUSH
DOUBLE

C1 C2

ALUMINUM
SINGLE

ALUMINUM
DOUBLE

S1

SLIDING ICU
SINGLE

1
0
"

1
0
"

G2

SLIDING BARN 
SINGLE
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LEVEL 03

2 3000 6' - 0" 7' - 0" A2 1 WD HM 2 - X CR - - -

3 3001 6' - 0" 7' - 0" A2 1 WD HM 4 - - - - - 406 NOTE 1

- 3002 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 501 GLASS FILM (GF)

- 3003 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 3005 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

3 3006A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701 NOTE 1

3 3006B 3' - 6" 7' - 0" A1 1 WD HM 2 - - - - - 701W NOTE 1

3 3006C 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701 NOTE 1

1 3007 3' - 0" 7' - 0" A1 1 WD HM 6 - - CR - - 201C -

- 3008A 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - CE201 -

- 3008B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 501 GLASS FILM (GF)

- 3010 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - CE201 -

- 3011 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3012 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3014 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

3 3015 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 NOTE 1

3 3017 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 NOTE 1

- 3018 2' - 6" 7' - 0" A1 1 WD HM - - - - - - 203S -

- 3019 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

3 3020 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 NOTE 1

- 3020A 2' - 6" 7' - 0" A1 1 WD HM - - - - - - 203S -

3 3021 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403 NOTE 1

3 3022 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403 NOTE 1

- 3023 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3024 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 3025 3' - 0" 7' - 0" G2 WD AL - - AD01

- 3026 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201 -

3 3027 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403 NOTE 1

- 3028 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3029 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3030 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3031 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

3 3032 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 NOTE 1

- 3033 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3034 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 501 -

- 3036 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 3037 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201 -

- 3038 3' - 0" 7' - 0" A1 1 WD HM 2 - - CR - - CE201 -

3 3039 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403 NOTE 1

- 3040 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 503 -

- 3042 3' - 0" 7' - 0" A1 1 WD HM - - - CR - 45 CE201 -

- 3043 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3045 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3046 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3047 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3048 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

3 3049 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 NOTE 1

3 3050 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 NOTE 1

- 3051 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- 3052 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3053 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3054 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3055 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3056 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3057 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3058 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3059 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3060 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3061 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3062 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3063 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3064 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3065 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3066 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3067 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3069 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3070 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3071 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3072 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3073 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3074 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3075 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 103 -

- 3076 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3077 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3078 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3079 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3080 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3081 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3082 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3083 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3084 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3085 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3086 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3087 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 3089 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3090 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

3 3091A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 503 NOTE 1

3 3091B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 503 NOTE 1

- 3093 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3094 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 501 -

- 3095 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3096 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3097 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3098 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3099 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

- 3101 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

- 3102 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

- 3104 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201C -

- 3105 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

3 3106A 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701 NOTE 1

3 3106B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701 NOTE 1

3 3108 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403 NOTE 1

- 3109 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

3 3110A 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701C NOTE 1

3 3110B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701 NOTE 1

- 3111 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

- 3112 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - CE201 -

LEVEL 04 - ROOF

- 4000 6' - 0" 7' - 0" A2 1 HM HM - - - - - - 214
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LEVEL 02

3 2002 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 407G NOTE 1

- 2003 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2005 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

- 2006A 6' - 0" 7' - 0" A2 1 WD HM 4 - - - - - 700C -

- 2006B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 501 -

- 2008 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- 2009 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2010 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - CE201 -

- 2011 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 407G -

- 2012 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2014 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2015 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

3 2016 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 503 NOTE 1

3 2017 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G NOTE 1

- 2018 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

3 2019 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G NOTE 1

- 2020 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

3 2021 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G NOTE 1

- 2022 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2023 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403 -

- 2024 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 401G -

- 2025 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2026 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2027 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 2028 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2029 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2030 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2031 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2032 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2033 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2034 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 2035 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2036 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2037 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2038 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2039 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 2041 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2042 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401G -

- 2043 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 700C -

- 2044 6' - 0" 7' - 0" A2 1 WD HM - - X CR - - C708 -

- 2045 6' - 0" 7' - 0" A2 1 WD HM - - X CR - - CE200 -

3 2046A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2046B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2047A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2047B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2048A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2048B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2049A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2049B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2050A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2050B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2051A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2051B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

- 2052 3' - 0" 7' - 0" A1 1 WD HM 4 - - CR - - C701 -

- 2052B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 731 -

3 2053 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 501 NOTE 1

- 2054 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

3 2055A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403 NOTE 1

3 2055B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403 NOTE 1

3 2056A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403 NOTE 1

3 2056B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 503 NOTE 1

- 2057A 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - C701 -

- 2057B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 731 -

3 2058A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2058B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2059A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2059B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2060A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2060B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2061A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

3 2061B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 493 NOTE 1

- 2063 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 2064 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 2065 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 373 -

3 2066A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403 NOTE 1

3 2066B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403 NOTE 1

3 2067A 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 NOTE 1

3 2067B 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 NOTE 1

- 2069 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 2070 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 2072 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

3 2073A 6' - 0" 7' - 0" A2 1 WD HM 2 - - CR - - C700C NOTE 1

3 2073B 3' - 0" 7' - 0" A1 1 WD HM 2 - - CR - - C701 NOTE 1

- 2074 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 2075 3' - 0" 7' - 0" A1 1 WD HM 6 - - CR - - CE201C -

- 2076 6' - 0" 7' - 0" A2 1 WD HM 4 - - - - - 406 -

3 2078 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403 NOTE 1

- 2079 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -
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BASEMENT LEVEL

2 B001 6' - 0" 7' - 0" A4 1 WD HM - - - - - - 200 -

- B002 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- B003A 3' - 6" 7' - 0" A1 1 WD HM 2 - - CR - - C701W -

- B003B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 503 -

2 B003C 6' - 0" 7' - 10" A2 1 WD HM 2 - - CR - - CE200S -

- B004 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- B005 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 503 -

2 B006 6' - 0" 7' - 0" A4 1 HM HM - - - CR - - CE214

2 B007A 6' - 0" 7' - 10" A2 1 WD HM 2 - - CR - - CE206 -

- B007B 3' - 6" 7' - 0" A1 1 WD HM 2 - - CR - - C701W -

- B008 3' - 0" 7' - 0" G2 WD AL - - AD01

- B009 3' - 6" 7' - 0" A1 1 WD HM 2 - - - - - 503W -

2 B010A 6' - 0" 7' - 0" A2 1 HM HM - - - CR - 45 CE214

2 B010B 6' - 0" 7' - 0" A2 1 WD HM - - X - - 45 -

- B011A 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- B011B 3' - 9" 7' - 0" A1 1 HM HM - - - - - 90 725RW

- B012 3' - 0" 7' - 0" A1 1 WD HM - - - - - 45 201 -

1 B014A 3' - 6" 7' - 0" A1 1 WD HM - - - CR - 45 201W -

- B015 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 507 -

1 B016 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - 103 -

- B017 6' - 0" 7' - 0" A2 1 WD HM 1 - - - - - 200S -

- B018 4' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201W -

- B019A 4' - 0" 7' - 0" A1 1 WD HM - - - - - - 711CRW -

- B019B 4' - 0" 7' - 0" A1 1 WD HM - - - - - - 711CRW -

1 B020 3' - 0" 7' - 0" A1 1 WD HM - - - - - 711CR -

- B021 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- B022 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- B023 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- B024 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- B025 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- B027 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 103 -

- B028 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 201CW -

- B029A 3' - 0" 7' - 0" A1 1 WD HM - - - - - 90 731CR -

- B029B 3' - 0" 7' - 0" A1 1 HM HM - - - - - 45 725RW

LEVEL 01

- 1000A 6' - 0" 8' - 0" C2 AL/GL AL X - CR - - AC714A

- 1000B 6' - 0" 8' - 0" C2 AL/GL AL X - - - - A710A

- 1001A 3' - 0" 8' - 4" G2 GL AL - - 005

- 1001B 3' - 0" 8' - 0" C1 AL/GL AL - - - - - 715A

- 1002 2' - 10" 7' - 0" G2 WD AL - - AD01

- 1005 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 1008 3' - 0" 7' - 0" A1 1 WD HM - - - CR - - CE201C -

3 1009A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701C NOTE 1

3 1009B 3' - 6" 7' - 0" A1 1 WD HM 2 - - - - - 701W NOTE 1

3 1009C 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 701C NOTE 1

1 1010 3' - 0" 7' - 0" A1 1 WD HM 6 - - CR - - 203S -

3 1011A 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701 NOTE 1

3 1011B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701 NOTE 1

3 1012 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403 NOTE 1

- 1013 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 407G -

- 1014 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

3 1015 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 403 NOTE 1

- 1016 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

3 1017 6' - 0" 7' - 0" A2 1 WD HM 4 - - CR - - C700 NOTE 1

- 1018 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 1019 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 1020 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 1021 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 1022 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 1023 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

3 1024 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401 NOTE 1

3 1025 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401 NOTE 1

3 1026A 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701 NOTE 1

3 1026B 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 701 NOTE 1

3 1027 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 401 NOTE 1

- 1028 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 1029 3' - 0" 7' - 0" A1 1 HM HM - - - - - - 725R

- 1030 3' - 0" 7' - 0" A1 1 HM HM - - - CR - - C715

- 1031A 3' - 6" 7' - 0" A1 1 WD HM 2 - - CR - - C701W -

- 1031B 3' - 6" 7' - 0" A1 1 WD HM 2 - - CR - - C701W -

3 1032 8' - 0" 7' - 6" S1 AL/GL AL - - AD01 NOTE 1

3 1034 3' - 0" 7' - 0" G2 WD AL - - AD01 NOTE 1

- 1035 3' - 0" 7' - 0" G2 WD AL - - AD01

3 1037A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403 NOTE 1

3 1037B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403 NOTE 1

3 1038 3' - 0" 7' - 0" G2 WD AL - - AD01 NOTE 1

- 1039 6' - 0" 7' - 0" A2 1 WD HM - - - CR - - CE206 -

3 1040 8' - 0" 7' - 6" S1 AL/GL AL - - AD01 NOTE 1

- 1041 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 201W -

- 1042 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 1044 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 303 -

- 1046 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 103 -

3 1047 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 493SW NOTE 1

- 1048 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 201W -

3 1049 3' - 0" 7' - 0" G2 WD AL - - AD01 NOTE 1

- 1050 3' - 0" 7' - 0" G2 WD AL - - AD01

- 1052 3' - 6" 7' - 0" A1 1 WD HM - - - - - - 201W -

3 1053 3' - 0" 7' - 0" G2 WD AL - - AD01 NOTE 1

3 1055 8' - 0" 7' - 6" S1 AL/GL AL - - - AD01 NOTE 1

3 1056A 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403 NOTE 1

3 1056B 3' - 0" 7' - 0" A1 1 WD HM 2 - - - - - 403 NOTE 1

- 1057 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 1058 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 801 -

- 1059 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 403 -

3 1060A 3' - 0" 7' - 0" A1 1 WD HM 2 - - CR - - C701 NOTE 1

3 1060B 6' - 0" 7' - 0" A2 1 WD HM 2 - - CR - - C700C NOTE 1

- 1061 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

- 1062 3' - 0" 7' - 0" A1 1 WD HM 6 - - CR - - CE201C -

- 1063 6' - 0" 7' - 0" A2 1 WD HM - - - - - - 216 -

3 1064 3' - 0" 7' - 0" A1 1 WD HM 2 - - CR - - CE201 NOTE 1

- 1065 3' - 0" 7' - 0" A1 1 WD HM - - - - - - 201 -

3 1066 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 503 NOTE 1

3 1067 3' - 0" 7' - 0" A1 1 WD HM 4 - - - - - 503 NOTE 1

- 1068A 3' - 9" 7' - 0" A1 1 WD HM - - - CR - 90 C741RW -

- 1068B 3' - 9" 7' - 0" A1 1 HM HM - - - - - 90 725RW

# DATE DESCRIPTION

1 09/09/19 ADDENDUM 01

2 09/16/19 ADDENDUM 02

3 09/18/19 ADDENDUM 03

NOTE: 
1. DOOR FRAME SHALL RECEIVE 1/2” BULB SEAL SIMILAR TO PEMKO’S PEMKOPRENE DOOR GASKET; 

DOOR SHALL MAKE POSITIVE COMPRESSION AT THE DOOR GASKET AROUND THE ENTIRE PERIMETER
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A7.18

INTERIOR
ELEVATIONS -

CLINICAL EXAM

3/8" = 1'-0"06
CE CENTRAL CORRIDOR EAST

3/8" = 1'-0"05
CLINICAL EXAM - TYP. EXAM WEST

# DATE DESCRIPTION

1 09/09/19 ADDENDUM 01

2 09/16/19 ADDENDUM 02

3 09/18/19 ADDENDUM 03

1/4" = 1'-0"01
TYPICAL EXAM ROOM PLAN

1/4" = 1'-0"03
TYPICAL EXAM ROOM RCP

3/8" = 1'-0"02
CE PERIMETER CORR 1 - WEST

3/8" = 1'-0"04
CE PERIMETER CORRIDOR 2 - EAST

3/8" = 1'-0"08
CE CENTRAL CORRIDOR WEST

3/8" = 1'-0"07
CLINICAL EXAM - TYP. EXAM NORTH

3/8" = 1'-0"09
CLINICAL EXAM - TYP. EXAM EAST

3/8" = 1'-0"14
CLINICAL EXAM - TYP. EXAM SOUTH

3/8" = 1'-0"10
CLINICAL EXAM - EXAM 9 WEST ELEV.

3/8" = 1'-0"11
CE CONTROL - WEST ELEV.

3/8" = 1'-0"15
CE COPIER ALCOVE - WEST

3/8" = 1'-0"12
SP WAITING & LOUNGE - NORTH

3/8" = 1'-0"18
CE STORAGE - EAST

3/8" = 1'-0"16
CE STORAGE - NORTH
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ROOM

NAME
GRADE II BRAILLE
(AS REQUIRED)

1/32" RAISED COPY
(AS REQUIRED)

CHEROKEE VERBIAGE
(COORDINATE W/ OWNER)

BRAILLE

CUSTOM COLOR & ARTWORK
(COORDINATE W/ OWNER)

1
"

5
"

WINDOW INSERT W/ NON-
GLARE LEXAN OVERLAY

INSERT SLOT W/ SATIN 
ANODIZED FINISH

CUSTOM COLOR & ARTWORK
(COORDINATE W/ OWNER)

GENERAL NOTES

1.  ALL SIGNAGE TO BE TAMPERPROOF.
2.  ALL SIGNAGE TO HAVE ENGLISH & CHEROKEE VERBIAGE, COORDINATE VERBIAGE W/ 

OWNER.
3.  COORDINATE ALL CUSTOM SIGNAGE DIMENSIONS, COLORS, LOGOS & ARTWORK W/ 

OWNER & ARCHITECT. (CUSTOM ELEMENTS NOT SHOWN)
4. VERIFY QUANTITY W/ OWNER.
5. VERIFY LOCATION W/ OWNER PRIOR TO MOUNTING SIGNAGE ON GLAZING.
6. ALL CAST METAL SIGNAGE TO BE GEMINI - FLAT FACE PROFILE LETTERS - GOTHAM 

NARROW FONT IN CLEAR ANODIZED ALUMINUM FINISH. 

RESTROOM1/32" RAISED COPY
(AS REQUIRED)

CHEROKEE VERBIAGE
(COORDINATE W/ OWNER)

UNISEX / HANDICAP SYMBOL
(AS REQUIRED)

GRADE II BRAILLE
(AS REQUIRED) BRAILLE

CUSTOM COLOR & ARTWORK
(COORDINATE W/ OWNER) 1

"
7

 3
/8

"

MEN
1/32" RAISED COPY
(AS REQUIRED)

CHEROKEE VERBIAGE
(COORDINATE W/ OWNER)

MAN / HANDICAP SYMBOL
(AS REQUIRED)

GRADE II BRAILLE
(AS REQUIRED) BRAILLE

CUSTOM COLOR & ARTWORK
(COORDINATE W/ OWNER) 1

"
7

 3
/8

"

WOMEN

CHEROKEE VERBIAGE
(COORDINATE W/ OWNER)

BRAILLE

1/32" RAISED COPY 
(AS REQUIRED) 

GRADE II BRAILLE
(AS REQUIRED)

WOMAN/HANDICAP SYMBOL
(AS REQUIRED)

CUSTOM COLOR & ARTWORK
(COORDINATE W/ OWNER)

7
 3

/8
"

1
"

STAIRWAY

1/32" RAISED COPY
(AS REQUIRED)

GRADE II BRAILLE
(AS REQUIRED) BRAILLE

CUSTOM COLOR & ARTWORK
(COORDINATE W/ OWNER)

1
"

6
"

IN CASE OF FIRE, 

USE STAIRS

SYMBOL
(AS REQUIRED)

CUSTOM COLOR & ARTWORK
(COORDINATE W/ OWNER)

DO NOT USE ELEVATORSDIGITALLY PRINTED TEXT
(AS REQUIRED)

6
"

1
"

ROOM NAME
GRADE II BRAILLE
(AS REQUIRED)

1/32" RAISED COPY
(AS REQUIRED)

CHEROKEE VERBIAGE
(COORDINATE W/ OWNER)

BRAILLE

CUSTOM COLOR & ARTWORK
(COORDINATE W/ OWNER)

1
"

BUSINESS CARD 
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7
"
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SIGNAGE SCHEDULE
& ELEVATIONS

6" = 1'-0"04
TYPE D.2

6" = 1'-0"10
TYPE G

VERIFY TEXT W/ OWNER

VERIFY TEXT W/ OWNER

VERIFY TEXT W/ OWNER

VERIFY TEXT W/ OWNER

VERIFY TEXT W/ OWNER

APCO - MODEL: EVH2-E1

INSERTS & EVACUATION PLAN PROVIDED BY OWNER

COORDINATE LOCATIONS W/ OWNER

# DATE DESCRIPTION

1 09/16/19 ADDENDUM 02

2 09/18/19 ADDENDUM 03

6" = 1'-0"05
TYPE E.1

6" = 1'-0"06
TYPE E.2

6" = 1'-0"07
TYPE E.3

6" = 1'-0"08
TYPE F.1

6" = 1'-0"09
TYPE F.2

6" = 1'-0"03
TYPE D.1

VERIFY TEXT W/ OWNER

MOHAWK - CUSTOM SIGNMOHAWK - CUSTOM SIGN

MOHAWK - CUSTOM SIGNMOHAWK - CUSTOM SIGN

MOHAWK - CUSTOM SIGN MOHAWK - CUSTOM SIGN

MOHAWK - CUSTOM SIGN

MARK SIGN TYPE VERBIAGE REMARKS
3020 D.1 OFFICE

3021 D.1 CONFERENCE ROOM

3023 D.1 OFFICE

3024 D.2 STORAGE

3025 D.1 WORKROOM

3027 D.1 CONFERENCE ROOM MOUNT ON GLAZING

3028 D.1 SHARED OFFICES MOUNT ON GLAZING

3029 D.1 OFFICE MOUNT ON GLAZING

3030 D.1 SHARED OFFICES MOUNT ON GLAZING

3031 D.1 OFFICE MOUNT ON GLAZING

3032 D.1 OFFICE MOUNT ON GLAZING

3033 D.1 SHARED OFFICES MOUNT ON GLAZING

3034 D.1 IT WORKROOM MOUNT ON GLAZING

3039 D.1 CONFERENCE ROOM MOUNT ON GLAZING

3040 D.1 WORKROOM

3042 D.2 STORAGE

3043 D.1 OFFICE MOUNT ON GLAZING

3045 D.1 OFFICE MOUNT ON GLAZING

3046 D.1 OFFICE MOUNT ON GLAZING

3047 D.1 OFFICE MOUNT ON GLAZING

3048 D.1 OFFICE MOUNT ON GLAZING

3049 D.1 OFFICE MOUNT ON GLAZING

3050 D.1 OFFICE MOUNT ON GLAZING

3052 D.1 OFFICE MOUNT ON GLAZING

3053 D.1 OFFICE MOUNT ON GLAZING

3054 D.1 OFFICE MOUNT ON GLAZING

3055 D.1 OFFICE MOUNT ON GLAZING

3056 D.1 OFFICE MOUNT ON GLAZING

3057 D.1 OFFICE MOUNT ON GLAZING

3058 D.1 OFFICE MOUNT ON GLAZING

3059 D.1 OFFICE MOUNT ON GLAZING

3060 D.1 OFFICE MOUNT ON GLAZING

3061 D.1 OFFICE MOUNT ON GLAZING

3062 D.1 OFFICE MOUNT ON GLAZING

3063 D.1 OFFICE MOUNT ON GLAZING

3064 D.1 OFFICE MOUNT ON GLAZING

3065 D.1 OFFICE MOUNT ON GLAZING

3066 D.1 OFFICE MOUNT ON GLAZING

3067 D.1 OFFICE MOUNT ON GLAZING

3069 D.1 OFFICE MOUNT ON GLAZING

3070 D.1 OFFICE MOUNT ON GLAZING

3071 D.1 OFFICE MOUNT ON GLAZING

3072 D.1 OFFICE MOUNT ON GLAZING

3073 D.1 OFFICE MOUNT ON GLAZING

3074 D.1 OFFICE MOUNT ON GLAZING

3075 D.1 OFFICE MOUNT ON GLAZING

3076 D.1 SHARED OFFICES MOUNT ON GLAZING

3077 D.1 OFFICE MOUNT ON GLAZING

3078 D.1 OFFICE MOUNT ON GLAZING

3079 D.1 OFFICE MOUNT ON GLAZING

3080 D.1 OFFICE MOUNT ON GLAZING

3081 D.1 OFFICE MOUNT ON GLAZING

3082 D.1 OFFICE MOUNT ON GLAZING

3083 D.1 OFFICE MOUNT ON GLAZING

3084 D.1 OFFICE MOUNT ON GLAZING

3085 D.1 OFFICE MOUNT ON GLAZING

3086 D.1 OFFICE MOUNT ON GLAZING

3087 F.1 SEE SIGNAGE ELEVATIONS MOUNT ON GLAZING

3089 D.1 OFFICE MOUNT ON GLAZING

3090 D.1 OFFICE MOUNT ON GLAZING

3091A D.1 CONFERENCE ROOM MOUNT ON GLAZING

3091B D.1 CONFERENCE ROOM MOUNT ON GLAZING

3093 D.1 OFFICE MOUNT ON GLAZING

3094 D.1 SHARED OFFICES MOUNT ON GLAZING

3095 D.1 OFFICE MOUNT ON GLAZING

3096 D.1 OFFICE MOUNT ON GLAZING

3097 D.1 OFFICE MOUNT ON GLAZING

3098 D.1 OFFICE MOUNT ON GLAZING

3099 D.1 OFFICE MOUNT ON GLAZING

3101 D.2 ELECTRICAL

3102 D.2 STORAGE

3104 D.2 STORAGE

3105 E.3 WOMEN

3106A D.1 CLASSROOM/LEARNING LAB 4 MOUNT ON GLAZING

3106B D.1 CLASSROOM/LEARNING LAB 4 MOUNT ON GLAZING

3108 D.1 CONFERENCE ROOM MOUNT ON GLAZING

3109 E.2 MEN

3110A D.1 CLASSROOM/LEARNING LAB 3 MOUNT ON GLAZING

3110B D.1 CLASSROOM/LEARNING LAB 3 MOUNT ON GLAZING

3111 D.2 STORAGE

3112 D.1 FACULTY BREAKROOM MOUNT ON GLAZING

B002 D.2 ELECTRICAL

B003A D.1 NEUROANATOMY

B003B D.1 NEUROANATOMY

B003C D.1 NEUROANATOMY

B005 D.1 NEURO PREP

B006 D.1 CADAVER STORAGE & LOADING

B007A D.1 CADAVER STORAGE & LOADING

B007B D.1 GROSS ANATOMY

B008 D.1 ANATOMY WORKROOM

B009 D.1 GROSS ANATOMY PREP

B011 F.1 STAIRS

B012 D.1 UPS ROOM

B014 D.1 FIRE PUMP ROOM

B015 D.1 SHARED FACILITIES & HOUSEKEEPING

B016 D.1 SECURITY OFFICE

B017 D.1 MAIL ROOM

B018 D.1 MDF ROOM

B019A D.2 ELECTRICAL

B019B D.2 ELECTRICAL

B020 D.2 EMERGENCY ELECTRICAL

B021 D.2 MECHANICAL

B022 D.2 JANITOR

B023 E.2 MEN

B024 D.1 ANATOMY OFFICE

B025 E.2 WOMEN

B027 D.2 ANATOMY OFFICE

B028 D.2 MECHANICAL

B029 F.1 SEE SIGNAGE ELEVATIONS

MARK SIGN TYPE VERBIAGE REMARKS
SIGNAGE

1005 D.2 TESTING STORAGE

1008 D.2 IDF

1009A D.1 LECTURE HALL 1

1009B D.1 LECTURE HALL 1

1009C D.1 LECTURE HALL 1

1011A D.1 CLASSROOM/LEARNING LAB 1

1011B D.1 CLASSROOM/LEARNING LAB 1

1012 D.1 GROUP STUDY

1013 D.1 RELAXATION ROOM MOUNT ON GLAZING

1014 D.2 JANITOR

1015 D.1 GROUP STUDY MOUNT ON GLAZING

1016 D.2 ELECTRICAL

1017 D.1 GYM

1018 E.2 MEN

1019 E.3 WOMEN

1020 E.1 RESTROOM

1021 D.2 STORAGE

1022 E.1 RESTROOM

1023 E.1 RESTROOM

1024 D.2 GROUP STUDY 3

1025 D.2 GROUP STUDY 2

1026A D.1 CLASSROOM/LEARNING LAB 2

1026B D.1 CLASSROOM/LEARNING LAB 2

1027 D.2 GROUP STUDY 1

1028 F.1 SEE SIGNAGE ELEVATIONS

1032 D.1 MED SURG SIMULAITON

1034 D.1 MS CONTROL / OFFICE

1035 D.1 MED SURG OBS

1037A D.1 SIMULATION DEBRIEF 2

1037B D.1 SIMULATION DEBRIEF 2

1038 D.1 ER CONTROL / OFFICE

1040 D.1 ER SIMULATION

1041 D.2 STORAGE

1042 E.1 RESTROOM

1044 E.1 RESTROOM

1046 D.1 OFFICE

1047 D.1 MATERNITY SIMULATION

1048 D.1 CLEAN & STORAGE

1049 D.1 MATERNITY CONTROL

1050 D.1 MATERNITY OBSERVATION

1052 D.1 SOILED

1053 D.1 PEDIATRIC CONTROL

1055 D.1 PEDIATRIC SIMULATION

1056A D.1 SIMULATION DEBRIEF 1

1056B D.1 SIMULATION DEBRIEF 1

1057 E.2 MEN

1058 E.3 WOMEN

1059 D.1 PERSONAL HEALTH ROOM

1060A D.1 OMM

1060B D.1 OMM

1061 D.2 STORAGE

1062 D.1 OMM AV

1063 D.2 ELECTRICAL

1064 D.1 VR SIMULATION

1066 D.1 GROUP STUDY 6

1067 D.1 GROUP STUDY 7

2002 D.1 GROUP STUDY 11 MOUNT ON GLAZING

2003 D.2 MECHANICAL

2006A D.2 LIBRARY MOUNT ON GLAZING

2006B D.1 LIBRARY MOUNT ON GLAZING

2008 D.1 OFFICE

2009 D.1 MEDIA STORAGE

2010 D.2 REBOOT ROOM MOUNT ON GLAZING

2011 D.1 STUDY CARREL 1 MOUNT ON GLAZING

2012 D.2 JANITOR

2014 D.2 ELECTRICAL

2015 D.1 STUDY CARREL 2 MOUNT ON GLAZING

2016 D.1 STUDENT SENATE MOUNT ON GLAZING

2017 D.1 GROUP STUDY 8 MOUNT ON GLAZING

2018 D.1 STUDY CARREL 4 MOUNT ON GLAZING

2019 D.1 GROUP STUDY 8 MOUNT ON GLAZING

2020 D.1 STUDY CARREL 3 MOUNT ON GLAZING

2021 D.1 GROUP STUDY 8 MOUNT ON GLAZING

2022 D.1 STUDY CARREL 5

2023 D.1 STUDY CARREL 9 MOUNT ON GLAZING

2024 D.1 STUDY CARREL 6 MOUNT ON GLAZING

2025 D.1 STUDY CARREL 7 MOUNT ON GLAZING

2026 D.1 STUDY CARREL 8 MOUNT ON GLAZING

2028 D.1 STUDY CARREL 10 MOUNT ON GLAZING

2029 D.1 ST STUDY 3 MOUNT ON GLAZING

2030 D.1 STUDY CARREL 11 MOUNT ON GLAZING

2031 D.1 ST STUDY 4 MOUNT ON GLAZING

2032 D.1 STUDY CARREL 12 MOUNT ON GLAZING

2033 D.1 ST STUDY 5 MOUNT ON GLAZING

2034 E.1 RESTROOM

2035 D.1 ST STUDY 6 MOUNT ON GLAZING

2036 D.1 STUDY CARREL 13 MOUNT ON GLAZING

2037 D.1 ST STUDY  7 MOUNT ON GLAZING

2038 D.1 STUDY CARREL 14 MOUNT ON GLAZING

2039 E.1 RESTROOM

2041 D.1 ST STUDY 1 MOUNT ON GLAZING

2042 D.2 ST STUDY 2 MOUNT ON GLAZING

2043 D.1 CLINICAL SKILLS

2046A D.1 EXAM

2046B D.1 EXAM MOUNT ON GLAZING

2046C G SEE SIGNAGE ELEVATIONS

2046D G SEE SIGNAGE ELEVATIONS

2046E N / A EXAM 1 NOTE 6

2046F N / A EXAM 1 NOTE 6

2047A D.1 EXAM

2047B D.1 EXAM MOUNT ON GLAZING

2047C G SEE SIGNAGE ELEVATIONS

2047D G SEE SIGNAGE ELEVATIONS

2047E N / A EXAM 2 NOTE 6

2047F N / A EXAM 2 NOTE 6

2048A D.1 EXAM

2048B D.1 EXAM MOUNT ON GLAZING

2048C G SEE SIGNAGE ELEVATIONS

2048D G SEE SIGNAGE ELEVATIONS

2048E N / A EXAM 3 NOTE 6

2048F N / A EXAM 3 NOTE 6

2049A D.1 EXAM

2049B D.1 EXAM MOUNT ON GLAZING

2049C G SEE SIGNAGE ELEVATIONS

2049D G SEE SIGNAGE ELEVATIONS

2049E N / A EXAM 4 NOTE 6

2049F N / A EXAM 4 NOTE 6

2050A D.1 EXAM

2050B D.1 EXAM MOUNT ON GLAZING

2050C G SEE SIGNAGE ELEVATIONS

2050D G SEE SIGNAGE ELEVATIONS

2050E N / A EXAM 5 NOTE 6

2050F N / A EXAM 5 NOTE 6

2051A D.1 EXAM

2051B D.1 EXAM MOUNT ON GLAZING

2051C G SEE SIGNAGE ELEVATIONS

2051D G SEE SIGNAGE ELEVATIONS

2051E N / A EXAM 6 NOTE 6

2051F N / A EXAM 6 NOTE 6

2053 D.2 CONTROL ROOM

2054 D.2 SERVER ROOM

2055A D.1 DEBRIEF

2055B D.1 DEBRIEF MOUNT ON GLAZING

2056B D.1 PREBRIEF

2056E N / A PREBRIEF NOTE 6

2058A D.1 EXAM

2058B D.1 EXAM MOUNT ON GLAZING

2058C G SEE SIGNAGE ELEVATIONS

2058D G SEE SIGNAGE ELEVATIONS

2058E N / A EXAM 7 NOTE 6

2058F N / A EXAM 7 NOTE 6

2059A D.1 EXAM

2059B D.1 EXAM MOUNT ON GLAZING

2059C G SEE SIGNAGE ELEVATIONS

2059D G SEE SIGNAGE ELEVATIONS

2059E N / A EXAM 8 NOTE 6

2059F N / A EXAM 8 NOTE 6

2060A D.1 EXAM

2060B D.1 EXAM MOUNT ON GLAZING

2060C G SEE SIGNAGE ELEVATIONS

2060D G SEE SIGNAGE ELEVATIONS

2060E N / A EXAM 9 NOTE 6

2060F N / A EXAM 9 NOTE 6

2061 E N / A EXAM 10 NOTE 6

2061A D.1 EXAM

2061B D.1 EXAM MOUNT ON GLAZING

2061C G SEE SIGNAGE ELEVATIONS

2061D G SEE SIGNAGE ELEVATIONS

2061F N / A EXAM 10 NOTE 6

2063 E.1 RESTROOM

2064 E.1 RESTROOM

2065 D.2 SHOWER

2066A D.1 SP WAITING & LOUNGE

2066B D.1 SP WAITING & LOUNGE

2067A D.1 OFFICE

2067B D.1 OFFICE

2069 E.2 MEN

2070 E.3 WOMEN

2072 D.2 ELECTRICAL

2073 D.1 CLINICAL SKILLS

2075 D.2 AV ROOM

2078 D.1 GROUP STUDY 12

3001 D.1 CONFERENCE ROOM MOUNT ON GLAZING

3002 D.1 FACULTY WORKROOM

3003 D.2 MECHANICAL

3005 D.2 IDF

3006A D.1 LECTURE HALL 2

3006B D.1 LECTURE HALL 2

3006C D.1 LECTURE HALL 2

3008 D.1 SS WAITING

3011 D.1 OFFICE MOUNT ON GLAZING

3012 D.1 OFFICE MOUNT ON GLAZING

3014 D.2 ELECTRICAL

3015 D.1 OFFICE MOUNT ON GLAZING

3017 D.1 OFFICE MOUNT ON GLAZING

3019 E.1 RESTROOM
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UP

UP

UP

UP

4

ABCD

1

2

3

A.5

2.5

CE OFFICE

2067

SP TOILET

2064

SP TOILET

2063

SP WAITING &

LOUNGE

2066

CS STORAGE

2074

CE SERVER

2054

CONTROL

ROOM

2053

PREBRIEF

2056

CE COPIER

ALCOVE

2044

CLINICAL

SKILLS

2073
CE PERIMETER

CORR 1

2057

EXAM 7

2058

EXAM 8

2059

EXAM 9

2060

EXAM 10

2061

EXAM 2

2047

EXAM 3

2048

EXAM 4

2049

EXAM 5

2050

EXAM 6

2051

EXAM

CENTRAL

CORRIDOR

2052

EXAM 1

2046

L2 LOBBY

2000

L2 RESTROOM

AND DRESSING

2069

GS 11

2002

L2 STAIR N

2079

L2 LOCKER

ALCOVE

2001

CS AV

2075

L2 CORR N

2068

SP SHOWER /

CHANGING

2065

GS 12

2078

L2 ELEC N

2072

L2 RESTROOM

AND DRESSING

2070

D 1D 1

CE PERIMETER

CORR 2

2043

DEBRIEF

2055

SP CIRC &

LOCKER

2062

STUDENT

LOUNGE -

GAME AREA

2076

STUDENT

LOUNGE

2077

2041

2046B 2051B2050B2049B2048B2047B

2046A 2047A 2048A 2049A 2050A 2051A

2058A2056B 2059A 2060A 2061A

2058B 2059B 2060B 2061B

20642063

2065

2066B

2066A 2067A

2067B 2055B

2055A

20722069 2070 2078

2073

2074

2075

2043

2046C 2047C 2048C 2049C 2050C 2051C

2046D 2047D 2048D 2049D 2050D 2051D

2061D2060D2059D2058D

2058C 2059C 2060C 2061C

R
E

F
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2002
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E

2060E2059E2058E2056E

2061F2060F2059F2058F

2051F2050F2049F2048F2047F2046F

2051E2050E2049E2048E2047E2046E
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3

3
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3

307A3

307A3

T
V

T
V

T
V

T
V

T
V

J

J

J

J J

J

J

J

J

J

J

CADAVER
HOLDING & PREP

B006

NEUROANATOMY
B003

NEURO PREP
B005

ANATOMY OFF 2
B027

ANATOMY OFF 3
B004

BSMT RESTROOM
1

B025

BSMT RESTROOM
2

B023

MDF ROOM
B018

MAIN ELEC ROOM
B019

BASEMENT BOH
CORRIDOR

B010

SIMULATION
COMPRESSOR
AND VACUUM

PUMP

B021
BSMT STAIR S

B011

GROSS ANATOMY
PREP

B009

BSMT MECH
B028

BASEMENT LOBBY
& CIRCULATION

B001

SHARED
FACILITIES &

HOUSEKEEPING
OFFICE

B015

MAIL ROOM
B017

ELEVATOR #2
B031

SECURITY OFFICE
B016

FIRE PUMP ROOM
B014

BSMT JAN
B022

BSMT ELEC
B002

EMER ELEC
B020

ATS-1

H0E
H0A

ANATOMY
WORKROOM

B008

ANATOMY OFFICE
1

B024

L0B

H0B
T0B

MDP

L0A

ATS-2

LEQ

HEQ

T0A

E1.17

2
E1.17

1

FB4

FB4

FB4

FB4

+108" A.F.F.

+108" A.F.F.

+108" A.F.F.

+108" A.F.F.

U

U

GROSS ANATOMY
B007

+108" A.F.F.

+108" A.F.F.

UU

UU UU UU U

UU UU UU UU UU

UUUU UU UU UU UU
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E1.01

POWER PLAN BASEMENT
SECTOR 02

09/16/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
GROSS ANATOMY PREP

KEYNOTES
26.46 60A DISCONNECT 208-SINGLE PHASE CIRCUIT WITH

NEUTRAL WIRE. ELECTRICAL CONTRACTOR TO
PROVIDE CONNECTION FROM DISCONNECT TO RACK
MOUNTED UPS.

26.52 ELECTRICAL CONTRACTOR TO PROPERLY SEAL
PENETRATIONS THROUGH IDF/MDF/SERVER ROOM
WALLS TO ENSURE PROPER PERFORMANCE OF
CLEAN AGENT SUPPRESSION SYSTEM. SURFACE
MOUNT ALL DEVICES AND CONDUIT IN THIS ROOM.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

KEYNOTES
26.38 KNOX REMOTE POWER BOX SERIES #4500 (OR

EQUAL) FOR OPERATION OF MAIN CIRCUIT BREAKER
IN MDP SHUNT TRIP. COORDINATE KEYING AND
LOCATION WITH AHJ AND FIRE DEPARTMENT PRIOR
TO ROUGH-IN. CIRCUIT AND INSTALL PER
MANUFACTURER'S INSTRUCTIONS. COORDINATE
EXACT LOCATION WITH FIRE MARSHALL PRIOR TO
INSTALLATION.

26.44 PROVIDE NEMA RECEPTACLE OF INDICATED SIZE
WITH NEUTRAL WIRE. VERIFY ALL REQUIREMENTS
WITH EQUIPMENT PROVIDER PRIOR TO ROUGH-IN.

26.45 ELECTRICAL CONNECTIONS FOR BUSSWAYS,
BUSSWAY TO BE FURNISHED BY OTHERS, INSTALLED
AND TERMINATED BY ELECTRICAL CONTRACTOR.

KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.35 ELECTRICAL CONTRACTOR TO PROVIDE 5-20R CORD
REEL. CORD REEL TO BE COMPLIENT WITH ALL NEC
REQUIREMENTS FOR LOCATION IN WHICH IT IS
INSTALLED. EXPOSED CORD NOT ALLOWED ABOVE
CEILING.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03
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1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 01 SECTOR 01

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03

KEYNOTES
26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.

VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

2



T
V

TV

TV

1
8

1
1

1
8

1
1

1
8

1
1

1811
18111811

CP

CP

F67037

.
.

.
.

.
.

.
.

.

.

. . . .

.

. . . .

.

.

T

.

307A3

TV

J

J

J

J J

MATERNITY
SIMULATION

1047

PEDIATRIC
SIMULATION

1055
MED SURG

SIMULATION

1032

ER SIMULATION
1040

SIM TOILET 2
1042

SIM TOILET 1
1044

SIM OFF
1046

SIM DEBRIEF 1
1056

SIM DEBRIEF 2
1037

SOILED
1052

CLEAN AND
STORAGE

1048

SIM SERV
1039

SIM CUBBIES
1033

SIM STORAGE
1041

ER CONTROL /
OFFICE

1038

MS
CONTROL/OFFICE

1034

MED SURG OBS
1035

MATERNITY OBS
1050

PEDS CONTROL
1053

MATERNITY
CONTROL

1049

L1 RESTROOM
AND DRESSING

1058
L1 RESTROOM
AND DRESSING

1057

BOOKSTORE
1001BVESTIBULE

1000

PERSONAL
HEALTH RM

1059

BOOKSTORE
STOR

1002

SIMULATION
CORRIDOR

1031

U

U
FB

E1.18

1

E1.19

1

E1.20

1

E1.21

1

FB2

FB2

+72" A.F.F.

FB2

-36L1B

+72" A.F.F.

-43L1B

-37L1B

-38L1B-39L1B

-42L1B-41L1B

-44L1B

PART 2 OF 2

-45L1B

-46L1B

-47L1B

-48L1B

E5.03

5-50,52L1B

-51L1B-53L1B -54L1B

-55L1B

-56L1B

-49L1B

-58L1B

-59L1B

-60L1B

-61L1B

-62L1B

-63,65L1B-64L1B

-67L1B

-68L1B

26.07

-57L1B

E5.03

2

SEE ELEVATION FOR 
CIRCUITRY REFER TO 
SHEET E5.03/2

-139L1B -40L1B

-29L1B

+72 A.F.F

-140L1B

-142L1B

-66L1B

-144L1B

-14,16,18IDF-1

-13,15,17IDF-1

-42LEQ

-141L1B

26.37

-143L1B

26.37

L21-20R
26.43

26.44
14-30R

26.43
L5-20R

+72" A.F.F.

26.56

26.5626.56

-151L1B
(PART 2 OF 3)

2

2

-151L1B
(PART 3 OF 3)

2

0102

PROJECT NO.

% COMPLETE

23042

L

OR

N
IC

E
S

E
D

P

K AM
O

L A OH

R
E

ESF S I O
LAN

E
N

E
G

I
NRobert

Brandon
Pinkerton

CA5338(PE)

PROFESSIONAL SEAL:

PROJECT PHASE:

REVISIONS

DATE: JOB NUMBER:

SHEET NUMBER:

0
4

8

1
/8

" 
=

1
'-
0
"

0
4

1
/4

" 
=

1
'-
0
"

0
6

3
/8

" 
=

1
'-
0
"

0
4

1
/2

" 
=

1
'-
0
"

6
"

2

3
/4

" 
=

1
'-
0
"

0
6

"
1

1
" 

=
1
'-
0
"

0
6

"
1

1
 1

/2
" 

=
1

'-
0

"

0
1

3
" 

=
1
'-
0
"

6
"

1
6

8

CLIENT:

CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com

T
A

H
L
E

Q
U

A
H

, 
O

K
L

A
H

O
M

A

CONSTRUCTION DOCUMENTS

08-23-19 17-13

E1.04

ENLARGED POWER PLAN
LEVEL 01 SECTOR 01

09/16/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 01 SECTOR 01

KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.37 JUNCTION BOX FOR MOTORIZED DOORS, REFER TO
ARCHITECTURAL DRAWINGS FOR EXACT
TERMINATION LOCATIONS.

26.43 RECEPTACLE TO BE MOUNTED AT 8' A.F.F.
ELECTRICAL CONTRACTOR TO PROVIDE SUPPORT
FOR RECEPTACLE. PROVIDE NEMA RECEPTACLE OF
INDICATED SIZE WITH NEUTRAL WIRE. VERIFY ALL
REQUIREMENTS WITH EQUIPMENT PROVIDER PRIOR
TO ROUGH-IN.

26.44 PROVIDE NEMA RECEPTACLE OF INDICATED SIZE
WITH NEUTRAL WIRE. VERIFY ALL REQUIREMENTS
WITH EQUIPMENT PROVIDER PRIOR TO ROUGH-IN.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03
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08-23-19 17-13

E1.05

ENLARGED POWER PLAN
LEVEL 01 SECTOR 02

09/16/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 01 SECTOR 02

KEYNOTES
26.22 ELECTRICAL CONTRACTOR TO COORDINATE

INSTALLATION AND LOCATION WITH MILL WORK
CONTRACTOR PRIOR TO ROUGH-IN.

26.34 COORDINATE LOCATIONS WITH FURNITURE
MANUFACTURER PRIOR TO INSTALLATION.

26.43 RECEPTACLE TO BE MOUNTED AT 8' A.F.F.
ELECTRICAL CONTRACTOR TO PROVIDE SUPPORT
FOR RECEPTACLE. PROVIDE NEMA RECEPTACLE OF
INDICATED SIZE WITH NEUTRAL WIRE. VERIFY ALL
REQUIREMENTS WITH EQUIPMENT PROVIDER PRIOR
TO ROUGH-IN.

26.46 60A DISCONNECT 208-SINGLE PHASE CIRCUIT WITH
NEUTRAL WIRE. ELECTRICAL CONTRACTOR TO
PROVIDE CONNECTION FROM DISCONNECT TO RACK
MOUNTED UPS.

26.52 ELECTRICAL CONTRACTOR TO PROPERLY SEAL
PENETRATIONS THROUGH IDF/MDF/SERVER ROOM
WALLS TO ENSURE PROPER PERFORMANCE OF
CLEAN AGENT SUPPRESSION SYSTEM. SURFACE
MOUNT ALL DEVICES AND CONDUIT IN THIS ROOM.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-16-19 Addendum 02

3 09-18-19 Addendum 03
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# DATE DESCRIPTION

1 09-18-19 Addendum 03

KEYNOTES
26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.

VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.
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NORTH
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ENLARGED POWER PLAN LEVEL 02 SECTOR 01

KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.20 VERIFY EXACT LOCATIONS AND CONDUIT ROUTING
WITH ARCHITECT AND MILL WORK CONTRACTOR
PRIOR TO ROUGH-IN.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03
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KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.29 L21-20R RECEPTACLE REQUIRED FOR ALL OSU DATA
RACK CONNECTIONS. ALL OSU DATA RACKS 208V/3P
AND REQUIRE A NEUTRAL.

26.44 PROVIDE NEMA RECEPTACLE OF INDICATED SIZE
WITH NEUTRAL WIRE. VERIFY ALL REQUIREMENTS
WITH EQUIPMENT PROVIDER PRIOR TO ROUGH-IN.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03

2



T
V

plan for whip

 every 3 carrels

4
2
/3

0
4
2
/3

0

42/3342/42

42
D
-M

N
X
4

42
D
-M

N
X
4

42
D
-M

N
X
4

2
4

4
8
R

E
-M

N
T

2
4

4
8
R

E
-M

N
T

2
4

4
8
R

E
-M

N
T

2
4

4
8
R

E
-M

N
T

P
C

K
-3

PCK-3

P
C

K
-4

1811 1811 1811 1811 1811 1811 1811

1811 1811 1811 1811 1811 1811 1811

.
.

.
.

.
.

.
.

T

BBF

J J

J

J J

J

J

J

J J

J

J J

J

J

J J

J

J J

J J

J

J

J

J

T
V

J

J

J

J

JCE STORAGE
2045

L2 LOBBY
2000

LIBRARY
2006

CE WAITING
2040

MEDIA STORAGE
2009

L2 LOCKER
ALCOVE

2001

L2 IDF
2005

ELEVATOR #1
2080

FB3

FB3

SC 12
2032

ST STUDY 5
2033

ST STUDY 7
2037

SC 13
2036

SC 14
2038

ST STUDY 1

2041

ST STUDY 2

2042

L2 FAM TLT 2

2039
L2 FAM TLT 1

2034

L2 CORR S
2004

L2 CORR S
2004

FB4

FB4

26.06
(TYP.)

26.06
(TYP.)

26.06
(TYP.)

26.06
(TYP.)

26.06
(TYP.)

26.06
(TYP.)

26.06
(TYP.)

ST STUDY 6
2035

26.06
(TYP.)

-59L2A

-39L2A

-53L2A

-52L2A

-54L2A

-51L2A

-50L2A

-55L2A

-43L2A

-41L2A -42L2A
-44L2A

-45L2A

-46L2A

-47L2A -48L2A

-49L2A

-38L2A

-40L2A

-35L2A

-36L2A

-37L2A

-34L2A

-33L2A

-32L2A

-29L2A

-30L2A

-31L2A

E5.04 7

6

-28L2A

-27L2A

-23L2A

-21L2A

-22L2A

-26L2A

-24L2A

-25L2A

-19L2A

-20L2A

-18L2A

-17L2A-8L2A

-9L2A

26.07

-56L2A

SEE ELEVATION 
FOR CIRCUITRY 
REFER TO 
SHEET E5.04-71L2A-69L2A

-116L2A

-118L2A

-120L2A

IDF-2

-12,14LEQ

-1,3,5IDF-2

-2,4,6IDF-2

26.43

TESTING
STORAGE

2003

26.44

14-30R

L21-20R

26.46
26.52

26.56

-60L2A

26.56

-60L2A
(PART 1 OF 4)

2

(PART 2 OF 4) 2

0102

PROJECT NO.

% COMPLETE

23042

L

OR

N
IC

E
S

E
D

P

K AM
O

L A OH

R
E

ESF S I O
LAN

E
N

E
G

I
NRobert

Brandon
Pinkerton

CA5338(PE)

PROFESSIONAL SEAL:

PROJECT PHASE:

REVISIONS

DATE: JOB NUMBER:

SHEET NUMBER:

0
4

8

1
/8

" 
=

1
'-
0
"

0
4

1
/4

" 
=

1
'-
0
"

0
6

3
/8

" 
=

1
'-
0
"

0
4

1
/2

" 
=

1
'-
0
"

6
"

2

3
/4

" 
=

1
'-
0
"

0
6

"
1

1
" 

=
1
'-
0
"

0
6

"
1

1
 1

/2
" 

=
1

'-
0

"

0
1

3
" 

=
1
'-
0
"

6
"

1
6

8

CLIENT:

CONSULTANT LOGO:

2
0

1
0

4
4

4
3

2

45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com

T
A

H
L
E

Q
U

A
H

, 
O

K
L

A
H

O
M

A

CONSTRUCTION DOCUMENTS

08-23-19 17-13

E1.10

ENLARGED POWER PLAN
LEVEL 02 SECTOR 02

09/16/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 02 SECTOR 02

KEYNOTES
26.06 J-BOXES TO BE MOUNTED IN WALL AT 18" A.F.F. FOR

FUTURE CONNECTION TO FURNITURE. NO MORE
THEN THREE STUDY CARRELS PER CIRCUIT, REFER
TO xxx FOR FURNITURE CONNECTION INFORMATION.

26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND
CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.43 RECEPTACLE TO BE MOUNTED AT 8' A.F.F.
ELECTRICAL CONTRACTOR TO PROVIDE SUPPORT
FOR RECEPTACLE. PROVIDE NEMA RECEPTACLE OF
INDICATED SIZE WITH NEUTRAL WIRE. VERIFY ALL
REQUIREMENTS WITH EQUIPMENT PROVIDER PRIOR
TO ROUGH-IN.

26.44 PROVIDE NEMA RECEPTACLE OF INDICATED SIZE
WITH NEUTRAL WIRE. VERIFY ALL REQUIREMENTS
WITH EQUIPMENT PROVIDER PRIOR TO ROUGH-IN.

26.46 60A DISCONNECT 208-SINGLE PHASE CIRCUIT WITH
NEUTRAL WIRE. ELECTRICAL CONTRACTOR TO
PROVIDE CONNECTION FROM DISCONNECT TO RACK
MOUNTED UPS.

26.52 ELECTRICAL CONTRACTOR TO PROPERLY SEAL
PENETRATIONS THROUGH IDF/MDF/SERVER ROOM
WALLS TO ENSURE PROPER PERFORMANCE OF
CLEAN AGENT SUPPRESSION SYSTEM. SURFACE
MOUNT ALL DEVICES AND CONDUIT IN THIS ROOM.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03
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26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION
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ENLARGED POWER PLAN LEVEL 03 SECTOR 02

KEYNOTES
26.34 COORDINATE LOCATIONS WITH FURNITURE

MANUFACTURER PRIOR TO INSTALLATION.

26.43 RECEPTACLE TO BE MOUNTED AT 8' A.F.F.
ELECTRICAL CONTRACTOR TO PROVIDE SUPPORT
FOR RECEPTACLE. PROVIDE NEMA RECEPTACLE OF
INDICATED SIZE WITH NEUTRAL WIRE. VERIFY ALL
REQUIREMENTS WITH EQUIPMENT PROVIDER PRIOR
TO ROUGH-IN.

26.44 PROVIDE NEMA RECEPTACLE OF INDICATED SIZE
WITH NEUTRAL WIRE. VERIFY ALL REQUIREMENTS
WITH EQUIPMENT PROVIDER PRIOR TO ROUGH-IN.

26.46 60A DISCONNECT 208-SINGLE PHASE CIRCUIT WITH
NEUTRAL WIRE. ELECTRICAL CONTRACTOR TO
PROVIDE CONNECTION FROM DISCONNECT TO RACK
MOUNTED UPS.

26.52 ELECTRICAL CONTRACTOR TO PROPERLY SEAL
PENETRATIONS THROUGH IDF/MDF/SERVER ROOM
WALLS TO ENSURE PROPER PERFORMANCE OF
CLEAN AGENT SUPPRESSION SYSTEM. SURFACE
MOUNT ALL DEVICES AND CONDUIT IN THIS ROOM.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-16-19 Addendum 02

3 09-18-19 Addendum 03
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1/4" = 1'-0"1
ENLARGED POWER PLAN LEVEL 03 SECTOR 02

KEYNOTES
26.07 RECEPTACLE TO BE MOUNTED AT 72" A.F.F AND

CONNECTED TO INDIVIDUAL TOGGLE SWITCH FOR
UNDERCABINET LIGHTING CONTROL.

26.20 VERIFY EXACT LOCATIONS AND CONDUIT ROUTING
WITH ARCHITECT AND MILL WORK CONTRACTOR
PRIOR TO ROUGH-IN.

26.56 JUNCTION BOX FOR ACCESS CONTROL POWER.
VERIFY LOCATION AND HEIGHT WITH ACCESS
CONTROL VENDOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E1.37

SYSTEMS PLAN BASEMENT
LEVEL SECTOR 02

09/16/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
SYSTEMS PLAN BASEMENT LEVEL SECTOR 02

CR

DATA DROP LEGEND

CARD READER: NO DATA DROP REQUIRED.

TWO DATA DROPS UNLESS NOTED OTHERWISE ON PLANS.

REFER TO FLOOR BOX SCHEDULE FOR DROP REQUIRMENTS

CAMERA: ONE DATA DROP.

TV TV BOX: ONE DATA DROP.

CAMERA: ONE DATA DROP.

AP ACCESS POINT: TWO DATA DROPS.

COORDINATE ALL WIRING AND INSTALLTION REQUIREMENTS FOR 
SECURITY, CAMERAS, AND ACCESS CONTROL WITH CHEROKEE 
NATION.

COORDINATE ALL WIRING AND INSTALLTION REQUIREMENTS FOR 
DATAS, ACCESS POINTS, AND OTHER IT EQUIPMENT WITH OSU IT.

COORDINATE ALL WIRING AND INSTALLTION REQUIREMENTS FOR ALL 
AV EQUIPMENT WITH AV CONTRACTOR.

REFER TO DRAWINGS FOR QUANTITIES OF DATA DROPS.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-16-19 Addendum 02

3 09-18-19 Addendum 03

KEYNOTES
26.09 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +114"

A.F.F.

26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"
A.F.F.

26.19 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +108"
A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.

3

CEILING MOUNTED DATA: TWO DATA DROPS.3
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SYSTEMS PLAN LEVEL 01
SECTOR 01

09/16/19

100
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PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
SYSTEMS PLAN LEVEL 01 SECTOR 01

KEYNOTES
26.09 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +114"

A.F.F.

26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"
A.F.F.

26.11 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +120"
A.F.F.

26.12 DATA FOR SCHEDULING SYSTEM TO BE MOUNTED AT
+48" A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.

26.22 ELECTRICAL CONTRACTOR TO COORDINATE
INSTALLATION AND LOCATION WITH MILL WORK
CONTRACTOR PRIOR TO ROUGH-IN.

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-16-19 Addendum 02

3 09-18-19 Addendum 03
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SYSTEMS PLAN LEVEL 02
SECTOR 01

09/16/19

100

18163R

PLAN 
NORTH

TRUE 
NORTH

1/8" = 1'-0"1
SYSTEMS PLAN LEVEL 02 SECTOR 01

KEYNOTES
26.09 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +114"

A.F.F.

26.10 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +96"
A.F.F.

26.11 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +120"
A.F.F.

26.12 DATA FOR SCHEDULING SYSTEM TO BE MOUNTED AT
+48" A.F.F.

26.21 DATA TO BE MOUNTED 48" A.F.F. FOR WALL PHONE.

26.54 DATA FOR SLAVE CLOCK TO BE MOUNTED AT +112"
A.F.F.

# DATE DESCRIPTION

1 09-16-19 Addendum 02

2 09-18-19 Addendum 03
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PANEL SCHEDULES

09/16/19

100

18163R

Total Est. Demand... 114 A

Total Conn. Current: 195 A

Total Est. Demand: 40920 VA

Receptacle 68960 VA 57.25% 39480 VA Total Conn. Load: 70400 VA

Power 1440 VA 100.00% 1440 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 179 A 213 A 200 A

Total Load: 21480 VA 25240 VA 23680 VA

125 SPACE -- -- -- 0 0 -- -- -- SPACE 126

123 SPACE -- -- -- 0 0 -- -- -- SPACE 124

121 SPACE -- -- -- 0 0 -- -- -- SPACE 122

119 SPARE 20 1 -- 0 0 -- 1 20 SPARE 120

117 SPARE 20 1 -- 0 0 -- 1 20 SPARE 118

115 SPARE 20 1 -- 0 0 -- 1 20 SPARE 116

113 SPARE 20 1 -- 0 0 -- 1 20 SPARE 114

111 SPARE 20 1 -- 0 0 -- 1 20 SPARE 112

109 SPARE 20 1 -- 0 0 -- 1 20 SPARE 110

107 SPARE 20 1 -- 0 0 -- 1 20 SPARE 108

105 SPARE 20 1 -- 0 0 -- 1 20 SPARE 106

103 L1 LOBBBY RECEPTACLES 20 1 1080 0 -- 1 20 SPARE 104

101 L1 LOBBY TV 20 1 720 0 -- 1 20 SPARE 102

99 TESTING STORAGE RECEPTACLES 20 1 1620 1440 1 20 ACCESS CONTROL HUB 100

97 CLASSROOM - LL1 CEILING TV 20 1 500 500 1 20 GYM FLOORBOX 98

95 CLASSROOM - LL2 CEILING TV 20 1 500 500 1 20 CLASSROOM - LL1 CEILING TV 96

93 LH 1 CEILING TV 20 1 500 500 1 20 CLASSROOM - LL2 CEILING TV 94

91 LH 1 CEILING TV 20 1 500 500 1 20 LH 1 CEILING TV 92

89 GS 2 USB RECEPTACLES 20 1 1080 1080 1 20 GS 1 USB RECEPTACLES 90

87 GS 1 QUAD 20 1 360 1440 1 20 GS 1 USB RECEPTACLES 88

85 GS 2 USB RECEPTACLES 20 1 1800 360 1 20 BAS SYSTEM 86

83 GS 3 USB RECEPTACLES 20 1 1440 360 1 20 GS 2 QUAD 84

81 GS 3 QUAD 20 1 360 1800 1 20 GS 3 USB RECEPTACLES 82

79 WATER FOUNTAIN (4) 20 1 180 360 1 20 CRESTRON HUB (3) 80

77 LOCKER RM 1/ GYM RECEPTACLES 20 1 1220 1080 1 20 L1 TOILET GFCI RECEPTACLES 78

75 L1 CORR S RECEPTACLES 20 1 1260 360 1 20 GYM STEREO QUAD 76

73 GS 5 RECEPTICALS 20 1 1260 360 1 20 GS 5 QUAD 74

71 RELAXATION ROOM RECEPTACLES 20 1 1440 1440 1 20 GS 5 RECEPTACLES 72

69 L1 JAN GFCI RECEPTACLES 20 1 540 540 1 20 L1 STORAGE RECEPTACLES 70

67 GS 4 QUAD 20 1 360 1800 1 20 GS 4 USB RECEPTACLES 68

65 CLASSROOM - LL1 RECEPTACLES 20 1 900 500 1 20 GS 4 FLOOR BOX 66

63 CLASSROOM - LL1 TV/RECEPTACLES 20 1 1080 1260 1 20 CLASSROOM - LL1 RECEPTACLES 64

61 CLASSROOM - LL1 FLOOR BOX 20 1 500 900 1 20 CLASSROOM - LL1 RECEPTACLES 62

59 CLASSROOM - LL1 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL1 FLOOR BOX 60

57 CLASSROOM - LL1 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL1 FLOOR BOX 58

55 CLASSROOM - LL1 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL1 FLOOR BOX 56

53 GYM FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL1 FLOOR BOX 54

51 GYM FLOOR BOX 20 1 500 500 1 20 GYM FLOOR BOX 52

49 GYM FLOOR BOX 20 1 500 500 1 20 GYM FLOOR BOX 50

47 CLASSROOM - LL2 RECEPTACLES 20 1 1260 1260 1 20 CLASSROOM - LL2 RECEPTACLES 48

45 CLASSROOM - LL2 RECEPTACLES 20 1 1080 500 1 20 CLASSROOM - LL2 FLOOR BOX 46

43 CLASSROOM - LL2 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL2 FLOOR BOX 44

41 CLASSROOM - LL2 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL2 FLOOR BOX 42

39 CLASSROOM - LL2 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL2 FLOOR BOX 40

37 L1 LOBBY QUAD 20 1 360 360 1 20 L1 LOBBY QUAD 38

35 L1 LOBBY WATERFOUNTAIN (4) 20 1 180 720 1 20 L1 LOBBY RECEPTACLES 36

33 LH 1 RECEPTACLES 20 1 1080 720 1 20 L1 IDF 34

31 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 32

29 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 30

27 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 28

25 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 26

23 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 24

21 LH 1 RECEPTACLES 20 1 1080 720 1 20 LH 1 RECEPTACLES 22

19 LH 1 RECEPTACLES 20 1 900 900 1 20 LH 1 RECEPTACLES 20

17 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 18

15 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 16

13 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 14

11 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 12

9 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 10

7 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 8

5 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 6

3 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 4

1 LH 1 FLOOR BOX 20 1 500 500 1 20 LH 1 FLOOR BOX 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T1A Phases: 3 Mains Type: MCB

Location: L1 ELEC S (1016) Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: L1A NEW

Total Est. Demand... 129 A

Total Conn. Current: 169 A

Total Est. Demand: 46650 VA

Receptacle 38660 VA 62.93% 24330 VA Total Conn. Load: 60980 VA

Power 22320 VA 100.00% 22320 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 172 A 155 A 186 A

Total Load: 20320 VA 18600 VA 22060 VA

125 SPARE 20 1 -- 0 0 -- 1 20 SPARE 126

123 SPARE 20 1 -- 0 0 -- 1 20 SPARE 124

121 SPARE 20 1 -- 0 0 -- 1 20 SPARE 122

119 SPARE 20 1 -- 0 1440 1 20 LIBRARY RECEPTACLES 120

117 SC 11 JUNCTION BOX (2) 20 1 360 1080 1 20 MEDIA STORAGE ROOM RECEPTACLES 118

115 ST SUDY 4 JUNCTION BOX (2) 20 1 360 1080 1 20 L2 LOBBY RECEPTACLES 116

113 SC 8 RECEPTACLES 20 1 1260 1620 1 20 SC 10 RECEPTACLES 114

111 ST STUDY 4 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 4 JUNCTION BOX (2) 112

109 ST STUDY 3 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 3 JUNCTION BOX (2) 110

107 SC 8 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 3 JUNCTION BOX (2) 108

105 SC 8 JUNCTION BOX (2) 20 1 360 360 1 20 SC 8 JUNCTION BOX (2) 106

103 SC 7 JUNCTION BOX (2) 20 1 360 360 1 20 SC 7 JUNCTION BOX (2) 104

101 SC 6 JUNCTION BOX (2) 20 1 360 360 1 20 SC 7 JUNCTION BOX (2) 102

99 SC 6 JUNCTION BOX (2) 20 1 360 360 1 20 SC 6 JUNCTION BOX (2) 100

97 SC 11 JUNCTION BOX (2) 20 1 360 360 1 20 SC 11 JUNCTION BOX (2) 98

95 SC 10 JUNCTION BOX (2) 20 1 360 360 1 20 SC 10 JUNCTION BOX (2) 96

93 SC 9 JUNCTION BOX (2) 20 1 360 360 1 20 SC 10 JUNCTION BOX (2) 94

91 SC 9 JUNCTION BOX (2) 20 1 360 360 1 20 SC 9 JUNCTION BOX (2) 92

89 LIB OFFICE RECEPTACLES 20 1 540 360 1 20 LIB OFFICE QUAD 90

87 REBOOT ROOM QUAD 20 1 360 360 1 20 REBOOT ROOM QUAD 88

85 REBOOT ROOM RECEPTACLES 20 1 1260 360 1 20 REBOOT ROOM QUAD 86

83 STUDENT SENATE OFFICE QUAD 20 1 360 540 1 20 STUDENT SENATE OFFICE... 84

81 SC 5 JUNCTION BOX (2) 20 1 360 500 1 20 STUDENT SENATE OFFICE FLOOR BOX 82

79 SC 5 JUNCTION BOX (2) 20 1 360 360 1 20 SC 5 JUNCTION BOX (2) 80

77 SC 4 JUNCTION BOX (2) 20 1 360 360 1 20 SC 4 JUNCTION BOX (2) 78

75 SC 3 JUNCTION BOX (2) 20 1 360 360 1 20 SC 3 JUNCTION BOX (2) 76

73 SC 4 RECEPTACLES 20 1 720 360 1 20 SC 3 JUNCTION BOX (2) 74

71 REFRIGERATOR 20 1 180 1440 1 20 GS 8 USB RECEPTACLES 72

69 REFRIGERATOR 20 1 180 360 1 20 GS 8 QUAD 70

67 GS 9 USB RECEPTACLES 20 1 540 1080 1 20 GS 9 USB RECEPTACLES 68

65 GS 10 USB RECEPTACLE 20 1 1080 360 1 20 GS 9 QUAD 66

63 STUDENT SENATE OFFICE... 20 1 1080 540 1 20 GS 10 USB RECEPTACLE 64

61 L2 JAN GFCI RECEPTACLE 20 1 540 360 1 20 GS 10 QUAD 62

59 WATER FOUNTAIN (4) 20 1 180 1440 1 20 ACCESS CONTROL HUBS 60

57 CRESTRON HUB 2 20 1 360 360 1 20 CRESTRON HUB 3 58

55 LIBRARY FLOOR BOX 20 1 500 1440 1 20 L2 MERCH RECEPTACLES 56

53 ST STUDY 2 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 2 JUNCTION BOX (2) 54

51 ST STUDY 2 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 2 JUNCTION BOX (2) 52

49 ST STUDY 1  RECEPTACLES 20 1 540 360 1 20 LIBRARY QUAD 50

47 ST STUDY 1 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 1 JUNCTION BOX (2) 48

45 LIBRARY FLOOR BOX 20 1 500 360 1 20 ST STUDY 1 JUNCTION BOX (2) 46

43 LIBRARY FLOOR BOX 20 1 500 500 1 20 LIBRARY FLOOR BOX 44

41 LIBRARY COPIER QUAD 20 1 360 360 1 20 LIBRARY COPIER QUAD 42

39 LOBBY RECEPTACLES 20 1 900 360 1 20 CE WAITING QUAD 40

37 SC 14 JUNCTION BOX (2) 20 1 360 1080 1 20 CE WAITING RECEPTACLES 38

35 SC 14 JUNCTION BOX (2) 20 1 360 360 1 20 SC 14 JUNCTION BOX (2) 36

33 SC 13 JUNCTION BOX (2) 20 1 360 360 1 20 SC 13 JUNCTION BOX (2) 34

31 SC 12 JUNCTION BOX (2) 20 1 360 360 1 20 SC 13 JUNCTION BOX (2) 32

29 SC 12 JUNCTION BOX (2) 20 1 360 360 1 20 SC 12 JUNCTION BOX (2) 30

27 ST STUDY 6 RECEPTACLES 20 1 540 900 1 20 L2 FAM TLT 2 RECEPTACLES 28

25 ST STUDY 5 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 5 JUNCTION BOX (2) 26

23 ST STUDY 6 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 5 JUNCTION BOX (2) 24

21 ST STUDY 6 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 6 JUNCTION BOX (2) 22

19 ST STUDY 7 JUNCTION BOX (2) 20 1 360 360 1 20 ST STUDY 7 JUNCTION BOX (2) 20

17 CE STORAGE RECEPTACLES 20 1 1080 360 1 20 ST STUDY 7 JUNCTION BOX (2) 18

15 SC 2 FLOOR BOX 20 1 500 1080 1 20 L2 CORR S RECEPTACLE 16

13 SC 2 FLOOR BOX 20 1 500 500 1 20 SC 2 FLOOR BOX 14

11 SC 1 FLOOR BOX 20 1 500 500 1 20 SC 1 FLOOR BOX 12

9 CE STORAGE RECEPTACLES 20 1 1080 360 1 20 SC1 JUNCTION BOX (2) 10

7 CE STORAGE RECEPTACLE 20 1 540 720 1 20 CE STORAGE RECEPTACLES 8

5 CE STORAGE DISHWASHER (4) 20 1 1440 180 1 20 CE STORAGE RECEPTACLE 6

3 CE STORAGE GARBAGE DISPOSAL 20 1 180 180 4

1 CE STORAGE WASHER 20 1 180 180
#10 2 30 CE STORAGE DRYER

2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T2A Phases: 3 Mains Type: MCB

Location: L2 ELEC S (2014) Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: L2A NEW

Total Est. Demand... 147 A

Total Conn. Current: 259 A

Total Est. Demand: 53030 VA

Receptacle 90300 VA 55.54% 50150 VA Total Conn. Load: 93180 VA

Power 2880 VA 100.00% 2880 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 299 A 273 A 219 A

Total Load: 35000 VA 31860 VA 26320 VA

167 SPARE 20 1 -- 0 0 -- 1 20 SPARE 168

165 SPARE 20 1 -- 0 0 -- 1 20 SPARE 166

163 SPARE 20 1 -- 0 0 -- 1 20 SPARE 164

161 SPARE 20 1 -- 0 0 -- 1 20 SPARE 162

159 180 180 1 20 MICROWAVE SP WAITING  (4) 160

157
SP WAITINGCOFFEE MAKER (4) 20 2

180 180 1 20 REFRIGERATOR SP WAITING (4) 158

155 SP WAITING AND LOUNGE DISPOSAL... 20 1 180 180 1 20 SP WAITING ICE MACHINE (4) 156

153 VENDING MACHINE STUDENT LOUNG... 20 1 500 180 1 20 UNDERCABINET LIGHTS SP WAITING (4) 154

151 REFRIGERATOR STUDENT LOUNGE (4) 20 1 600 500 1 20 VENDING STUDENT LOUNGE (4) 152

149 SP WAITING & LOUNGE MICROWAVE (4) 20 1 180 600 1 20 REFRIGERATOR STUDENT LOUNGE (4) 150

147 STUDENT LOUNGE MICROWAVE (4) 20 1 1200 1200 1 20 MICROWAVE STUDENT LOUNGE (4) 148

145 VENDING MACHINE (4) 20 1 500 1200 1 20 STUDENT LOUNGE MICROWAVE (4) 146

143 STUDENT LOUNGE RECEPTACLES 20 1 540 900 1 20 STUDENT LOUNGE RECEPTACLES 144

141 180 180 142

139
STD LOUNGE COFFEE GRINDER (4) 20 2

180 180
2 20 STD LOUNGE COFFEE MAKER (4)

140

137 STUDENT LOUNGE ICE MAKER (4) 20 1 360 720 1 20 STUDENT LOUNGE DISPOSAL (4) 138

135 MICROWAVE STUDENT LOUNGE (4) 20 1 1200 180 1 20 MICROWAVE STUDENT LOUNGE (4) 136

133 CONTROL ROOM QUAD 20 1 360 1200 1 20 MICROWAVE STUDENT LOUNGE (4) 134

131 CONTROL ROOM RECEPTACLES 20 1 720 360 1 20 CONTROL ROOM QUAD 132

129 COPIER  EXAM CORRIDOR 20 1 360 1620 1 20 CONTROL ROOM RECEPTACLES 130

127 CE PERIMETER CORR 2 QUAD 20 1 360 360 1 20 CE PERIMETER CORR 2 QUAD 128

125 CE PERIMETER CORR 2 QUAD 20 1 360 360 1 20 CE PERIMETER CORR 2 QUAD 126

123 CE PERIMETER CORR 2 QUAD 20 1 360 360 1 20 CE PERIMETER CORR 2 QUAD 124

121 EXAM 1 QUAD 20 1 360 1260 1 20 CE PERIMETER RECEPTACLES 122

119 EXAM 1 QUAD 20 1 360 180 1 20 EXAM 1 BLOOD PRESSURE CUFF 120

117 EXAM 2 QUAD 20 1 360 1260 1 20 EXAM 1 RECEPTACLES 118

115 EXAM 2 QUAD 20 1 360 180 1 20 EXAM 2 BLOOD PRESSURE CUFF 116

113 EXAM 3 QUAD 20 1 360 1260 1 20 EXAM 2 RECEPTACLES 114

111 EXAM 3 QUAD 20 1 360 180 1 20 EXAM 3 BLOOD PRESSURE CUFF 112

109 EXAM 4 QUAD 20 1 360 1260 1 20 EXAM 3 RECEPTACLES 110

107 EXAM 4 QUAD 20 1 360 180 1 20 EXAM 4 BLOOD PRESSURE CUFF 108

105 EXAM 5 QUAD 20 1 360 1260 1 20 EXAM 4 RECEPTACLES 106

103 EXAM 5 QUAD 20 1 360 180 1 20 EXAM 5 BLOOD PRESSURE CUFF 104

101 EXAM 6 QUAD 20 1 360 1260 1 20 EXAM 5 RECEPTACLES 102

99 EXAM 6 QUAD 20 1 360 180 1 20 EXAM 6 BLOOD PRESSURE CUFF 100

97 CE PERIMETER RECEPTACLES 20 1 1620 1260 1 20 EXAM 6 RECEPTACLES 98

95 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM CORRIDOR QUAD 96

93 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM CORRIDOR QUAD 94

91 EXAM CORRIDOR RECEPTACLES 20 1 1800 360 1 20 EXAM CORRIDOR QUAD 92

89 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM CORRIDOR QUAD 90

87 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM CORRIDOR QUAD 88

85 EXAM CORRIDOR RECEPTACLES 20 1 1800 360 1 20 EXAM CORRIDOR QUAD 86

83 EXAM 10 QUAD 20 1 360 360 1 20 CONTROL ROOM QUAD 84

81 EXAM 10 QUAD 20 1 360 180 1 20 EXAM 10 BLOOD PRESSURE CUFF 82

79 EXAM 9 QUAD 20 1 360 1260 1 20 EXAM 10 RECEPTACLES 80

77 EXAM 9 QUAD 20 1 360 180 1 20 EXAM 9 BLOOD PRESSURE CUFF 78

75 EXAM 8 RECEPTACLES 20 1 1260 1260 1 20 EXAM 9 RECEPTACLES 76

73 EXAM 8 BLOOD PRESSURE CUFF 20 1 180 360 1 20 EXAM 8 QUAD 74

71 EXAM 7 BLOOD PRESSURE CUFF 20 1 180 360 1 20 EXAM 8 QUAD 72

69 EXAM 7 QUAD 20 1 360 1260 1 20 EXAM 7 RECEPTACLES 70

67 EXAM CORRIDOR QUAD 20 1 360 360 1 20 EXAM 7 QUAD 68

65 PREBRIEF QUAD 20 1 360 540 1 20 PREBRIEF RECEPTACLES 66

63 PREBRIEF RECEPTACLES 20 1 900 500 1 20 PREBRIEF FLOOR BOX 64

61 CE PERIMETER CORR 1 QUAD 20 1 360 1440 1 20 CE PERIMETER CORR 1 RECEPTACLES 62

59 CE PERIMETER CORR 1 QUAD 20 1 360 360 1 20 CE PERIMETER CORR 1 QUAD 60

57 CE PERIMETER CORR 1 RECEPTACLES 20 1 1260 360 1 20 E PERIMETER CORR 1 QUAD 58

55 SP WAITING AND LOUNGE 20 1 720 500 1 20 SP WAITING AND LOUNGE FLOOR BOX 56

53 L2 RESTROOM AND RECEPTACLES 20 1 720 180 1 20 SP WAITING AND LOUNGE RECEPS 54

51 DEBRIEF FLOOR BOX 20 1 500 900 1 20 DEBRIEF RECEPTACLES 52

49 DEBRIEF QUAD 20 1 360 540 1 20 DEBRIEF RECEPTACLES 50

47 CE OFFICE QUAD 20 1 360 540 1 20 CE OFFICE RECEPTACLES 48

45 GS 11 QUAD 20 1 360 1440 1 20 ACCESS CONTROL HUBS 46

43 GS 11 RECEPTACLES 20 1 900 1440 1 20 GS 11 RECEPTACLES 44

41 GS 12 USB RECEPTACLES 20 1 1080 1260 1 20 STUDENT LOUNGE RECEPTACLES 42

39 GS 12 QUAD 20 1 360 900 1 20 GS 12 RECEPTACLES 40

37 STUDENT LOUNGE GFCI RECEPTACLE 20 1 1080 1440 1 20 ACCESS CONTROL HUBS 38

35 STUDENT LOUNGE FLOOR BOX 20 1 500 900 1 20 STUDENT LOUNGE RECEPTACLES 36

33 CS STORAGE RECEPTACLES 20 1 900 720 1 20 L2 CORR N RECEPTACLES 34

31 CLINICAL SKILLS QUAD 20 1 360 720 1 20 CS STORAGE RECEPTACLES 32

29 CLINICAL SKILLS TV/RECEPTACLES 20 1 1080 360 1 20 CLINICAL SKILLS QUAD 30

27 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 28

25 CLINICAL SKILLS CEILING RECEPS 20 1 1000 500 1 20 CLINICAL SKILLS FLOOR BOX 26

23 CLINICAL SKILLS RECEPTACLES 20 1 1080 900 1 20 CLINICAL SKILLS RECEPTACLES 24

21 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 22

19 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 20

17 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 18

15 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 16

13 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 14

11 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 12

9 CLINICAL SKILLS FLOOR BOX 20 1 500 500 1 20 CLINICAL SKILLS FLOOR BOX 10

7 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 8

5 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 6

3 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 4

1 CLINICAL SKILLS QUAD 20 1 360 360 1 20 CLINICAL SKILLS QUAD 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T2B Phases: 3 Mains Type: MCB

Location: L2 ELEC N (2072) Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: L2B NEW

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03

2

2

2
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45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E3.05

PANEL SCHEDULES

09/16/19

100

18163R

Receptacle 71060 VA 57.04% 40530 VA Total Est. Demand... 339 A

Power 3996 VA 100.00% 3996 VA Total Conn. Current: 423 A

Other 76130 VA 100.00% 76130 VA Total Est. Demand: 122036 VA

Lighting 259 VA 125.00% 324 VA Total Conn. Load: 152501 VA

Hvac 1056 VA 100.00% 1056 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 441 A 457 A 387 A

Total Load: 52052 VA 53974 VA 46475 VA

167 RADON EXHAUST FANS 20 1 1000 0 -- -- -- SPACE 168

165 BAS SYSTEM PANEL 20 1 360 360 1 20 EXEC ADMIN QUAD 166

163 EXEC KITCHENETTE MICROWAVE 20 1 360 900 1 20 EXEC ADMIN 1 RECEPTACLES 164

161 L3 IDF AND JAN RECEPTACLES 20 1 900 360 1 20 CAMPUS DEAN QUAD 162

159 L3 LOBBY RECEPTACLES 20 1 1080 500 1 20 PRESIDENT OFF FLOOR BOX 160

157 1456 1457 158

155
MCU 2-4 15 2

1456 1457
2 15 MCU 3-4

156

153 EXECUTIVE KITCHENETTE DISPOSAL 20 1 180 180 1 20 EXECUTIVE KITCHENETTE INSTA HOT 154

151 LH2 CEILING TV 20 1 500 180 1 20 EXECUTIVE KITCHENETTE ICE MAKER 152

149 LH2 CEILING TV 20 1 500 500 1 20 LH2 CEILING TV 150

147 A/A DEAN OFF RECEPTACLES 20 1 1080 1080 1 20 A/A DEAN OFF RECEPTACLES 148

145 EXEC OFF 1 QUAD 20 1 360 1440 1 20 EXEC OFF RECEPTACLES 146

143 A/A DEAN OFF QUAD 20 1 360 360 1 20 EXEC OFF 2 QUAD 144

141 CAMPUS DEAN OFFICE QUAD 20 1 500 720 1 20 CAMPUS DEAN OFFICE RECEPTACLES 142

139 PRESIDENT OFF RECEPTACLES 20 1 900 900 1 20 PRESIDENT OFF RECEPTACLES 140

137 PRESIDENT OFF QUAD 20 1 360 180 1 20 EXEC KITCHENETTE DISHWASHER (4) 138

135 SS CONF RM RECEPTACLES 20 1 540 900 1 20 SS CONF RM RECEPTACLES 136

133 SS CONF RM QUAD 20 1 360 500 1 20 SS CONF RM FLOOR BOX 134

131 SS WKRM/COPY COPIER 20 1 360 1080 1 20 SS WKRM/COMP RECEPTACLES 132

129 SS STORAGE RECEPTACLES 20 1 720 180 130

127 SS CIRC MICROWAVE 20 1 180 180
2 20 SS CIRC COFFEE MAKER

128

125 EXEC WKRM/COPY RECEPTACLES 20 1 720 180 1 20 SS CIRC REFRIGERATOR (4) 126

123 EXEC OFF 3 RECEPTACLES 20 1 900 360 1 20 EXEC WKRM/COPY COPIER 124

121 RECEPTION LIGTHING 20 1 259 360 1 20 EXEC OFF 3 QUAD 122

119 180 900 1 20 EXEC CORRIDOR RECEPTACLES 120

117
EXEC KITCHENETTE COFFEE MAKER... 20 2

180 500 1 20 EXEC CORRIDOR FLOOR BOX 118

115 EXEC KITCHENETTE MICROWAVE (4) 20 1 180 180 1 20 EXEC KITCHENETTE MICROWAVE 116

113 FACULTY CONF 3 RECEPTACLES 20 1 540 180 1 20 KITCHENETTE REFRIGERATOR (4) 114

111 EXEC CONF RECEPTACLES 20 1 1080 540 1 20 FACULTY CONF 3 RECEPTACLES 112

109 EXEC CONF FLOOR BOX 20 1 500 540 1 20 EXEC CONF RECEPTACLES 110

107 FACULTY CONF 3 FLOOR BOX 20 1 500 360 1 20 EXEC CONF QUAD 108

105 FAC CORR S 20 1 900 360 1 20 FACULTY CONF 3 RECEPTACLES 106

103 STAFF 25 RECEPTACLES 20 1 360 1080 1 20 STAFF 24 RECEPTACLES 104

101 STAFF 23 RECEPTACLES 20 1 720 360 1 20 STAFF 24 RECEPTACLES 102

99 SH 3 RECEPTACLES 20 1 720 360 1 20 STAFF 23 QUAD 100

97 SH 3 QUAD 20 1 360 360 1 20 SH 3 QUAD 98

95 SH 2 QUAD 20 1 360 720 1 20 SH 2 RECEPTACLES 96

93 SH 1 RECEPTACLES 20 1 720 360 1 20 SH 2 QUAD 94

91 SH 1 QUAD 20 1 360 360 1 20 SH 1 QUAD 92

89 IT WORKROOM RECEPTACLES 20 1 900 900 1 20 IT WORKROOM RECEPTACLES 90

87 FAC CORR 2 COPIER 20 1 360 900 1 20 IT WORKROOM RECEPACLES 88

85 ADDT OFF 3 RECEPTACLES 20 1 1080 360 1 20 FAC CORR S QUAD 86

83 ADDT OFF 2 QUAD 20 1 360 360 1 20 ADDT OFF 3 QUAD 84

81 ADDT OFF 1 QUAD 20 1 360 1080 1 20 ADDT OFF 1 RECEPTACLES 82

79 SS WAITING RECEPTACLES 20 1 1620 360 1 20 SS ASST SA & WC QUAD 80

77 SS ADMIN ASST QUAD 20 1 360 540 1 20 SS ADMIN ASST RECEPTACLES 78

75 ADMIN LOAN OFF QUAD 20 1 360 1080 1 20 SS ASST REG RECEPTACLES 76

73 SS ASST REG QUAD 20 1 360 180 1 20 L3 LOBBY WATER FOUNTAIN (4) 74

71 SS LEARNING SPEC QUAD 20 1 360 720 1 20 SS LEARNING SPEC RECEPTACLE 72

69 1248 1080 1 20 L3 IDF RECEPTACLE 70

67
EF-2 20 2

1248 1620 1 20 LH 2 RECEPTACLES 68

65 EF-1 20 1 1056 250 66

63 LH 2 AV QUAD 20 1 360 250
2 20 LH 2 AV SPECIAL RECEPTACLE

64

61 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 62

59 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 60

57 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 58

55 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 56

53 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 54

51 LH 2 FLOOR BOX 20 1 500 1080 1 20 LH 2 RECEPTACLES 52

49 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 50

47 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 48

45 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 46

43 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 44

41 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 42

39 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 40

37 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 38

35 LH 2 FLOOR BOX 20 1 500 500 1 20 LH 2 FLOOR BOX 36

33 LH 2 RECEPTACLES 20 1 1080 500 1 20 LH 2 FLOOR BOX 34

31 1872 900 1 20 LH 2 RECEPTACLES 32

29
MCU-3-3 20 2

1872 900 1 20 LH 2 RECEPTACLES 30

27 1872 1872 28

25
MCU-1-3 25 2 #10

1872 1872
#10 2 25 MCU-2-3

26

23 1456 3536 24

21
MCU 1-1 15 2

1456 3536
2 15 MCU 3-1

22

19 1456 1456 20

17
MCU 0-4 25 2 #10

1456 1456
2 15 MCU 2-1

18

15 2704 3536 16

13
MCU-2-2 25 2 #10

2704 3536
#8 2 40 MCU-1-2

14

11 3536 1872 12

9
MCU-0-3 40 2 #8

3536 1872
2 20 MCU-3-2

10

7 3536 1456 8

5
MCU-0-2 40 2 #8

3536 1456
2 15 MCU 1-4

6

3 3536 1456 4

1
MCU-0-1 40 2 #8

3536 1456
#10 2 25 MCU 0-0

2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 400 A

Supply From: T3A Phases: 3 Mains Type: MCB

Location: L3 ELEC S (3014) Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: L3A NEW

Total Est. Demand... 140 A

Total Conn. Current: 240 A

Total Est. Demand: 50260 VA

Receptacle 82600 VA 56.05% 46300 VA Total Conn. Load: 86560 VA

Power 3960 VA 100.00% 3960 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 218 A 243 A 267 A

Total Load: 26100 VA 28780 VA 31680 VA

167 SPACE -- -- -- 0 0 -- -- -- SPACE 168

165 SPACE -- -- -- 0 0 -- -- -- SPACE 166

163 SPACE -- -- -- 0 0 -- -- -- SPACE 164

161 SPACE -- -- -- 0 0 -- -- -- SPACE 162

159 SPACE -- -- -- 0 0 -- -- -- SPACE 160

157 SPACE -- -- -- 0 0 -- -- -- SPACE 158

155 SPACE -- -- -- 0 0 -- -- -- SPACE 156

153 SPACE -- -- -- 0 0 -- -- -- SPACE 154

151 SPACE -- -- -- 0 0 -- -- -- SPACE 152

149 SPACE -- -- -- 0 0 -- -- -- SPACE 150

147 SPACE -- -- -- 0 0 -- -- -- SPACE 148

145 SPARE 20 1 -- 0 0 -- 1 20 SPARE 146

143 L3 RESTROOM RECEPTACLES 20 1 1620 1800 1 20 ACCESS CONTROL HUBS 144

141 FACULTY CONF 2 FLOOR BOX 20 1 500 1440 1 20 ACCESS CONTROL HUBS 142

139 FACULTY CONF 1 FLOOR BOX 20 1 500 720 1 20 ACCESS CONTROL HUBS 140

137 RH & SH OFF FLOOR BOX 20 1 500 180 1 20 L3 CIRC N WATER FOUNTAIN (4) 138

135 FACULTY BREAKROOM INSTA HOT (4) 20 1 180 1080 1 20 FAC CORR N  RECEPS 136

133 CLASS ROOM LL4 MONITOR 20 1 500 500 1 20 CLASSROOM LL4 MONITOR 134

131 CLASS ROOM LL3 MONITOR 20 1 500 500 1 20 CLASSROOM LL3 MONITOR 132

129 FACULTY BREAKROOM RECEPTACLES 20 1 720 360 1 20 FAC CORR N COPIER 130

127 FACULTY BREAKROOM DISPOSAL (4) 20 1 180 180 1 20 FACULTY DISHWASHER (4) 128

125 FACULTY BREAKROOM MICROWAVE 20 1 180 180 1 20 FACULTY  MICROWAVE (4) 126

123 FACULTY BREAKROOM MICROWAVE (4) 20 1 180 180 124

121 FACULTY WORKROOM RECEPTACLES 20 1 900 180
2 20 FACULTY BREAKROOM COFFEE (4)

122

119 FACULTY CONF 2 RECEPTACLES 20 1 900 900 1 20 FACULTY WORKROOM RECEPTACLES 120

117 FACULTY BREAKROOM FREEZER (4) 20 1 180 180 1 20 FACULTY BREAKROOM FRIDGE (4) 118

115 FACULTY BREAKROOM ICE MAKER (4) 20 1 180 540 1 20 FACULTY BREAKROOM RECEPTACLES 116

113 FACULTY CONF 2 QUAD 20 1 360 1260 1 20 FACULTY BREAKROOM RECEPTACLES 114

111 FACULTY WORKROOM COPIER 20 1 360 900 1 20 FACULTY CONF 1 RECEPTACLE 112

109 CLASSROOM - LL4 FLOOR BOX 20 1 500 360 1 20 FACULTY CONF 1 QUAD 110

107 CLASSROOM - LL4 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL4 FLOOR BOX 108

105 CLASSROOM - LL4 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL4 FLOOR BOX 106

103 CLASSROOM - LL4 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL4 FLOOR BOX 104

101 CLASSROOM - LL4 RECEPTACLES 20 1 1440 500 1 20 CLASSROOM - LL4 FLOOR BOX 102

99 CLASSROOM - LL4 RECEPTACLES 20 1 1440 1440 1 20 CLASSROOM - LL4 RECEPTACLES 100

97 CLASSROOM - LL4 RECEPTACLES 20 1 1080 1080 1 20 CLASSROOM - LL4 RECEPTACLES 98

95 CLASSROOM - LL3 RECEPTACLES 20 1 1080 1080 1 20 CLASSROOM - LL3 RECEPTACLES 96

93 CLASSROOM - LL3 RECEPTACLES 20 1 1440 1440 1 20 CLASSROOM - LL3 RECEPTACLES 94

91 CLASSROOM - LL3 FLOOR BOX 20 1 500 1440 1 20 CLASSROOM - LL3 RECEPTACLES 92

89 CLASSROOM - LL3 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL3 FLOOR BOX 90

87 CLASSROOM - LL3 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL3 FLOOR BOX 88

85 CLASSROOM  - LL3 FLOOR BOX 20 1 500 500 1 20 CLASSROOM - LL3 FLOOR BOX 86

83 STAFF 21 RECEPTACLES 20 1 720 500 1 20 CLASSROOM - LL3 FLOOR BOX 84

81 STAFF 20 RECEPTACLES 20 1 720 360 1 20 STAFF 21 QUAD 82

79 STAFF 19 RECEPTACLES 20 1 540 360 1 20 STAFF 20 QUAD 80

77 STAFF 18 RECEPTACLES 20 1 720 360 1 20 STAFF 19 QUAD 78

75 STAFF 17 RECEPTACLES 20 1 720 360 1 20 STAFF 18 QUAD 76

73 STAFF 16 RECEPTACLES 20 1 540 360 1 20 STAFF 17 QUAD 74

71 STAFF 15 RECEPTACLES 20 1 720 360 1 20 STAFF 16 QUAD 72

69 STAFF 15 QUAD 20 1 360 720 1 20 STAFF 14 RECEPTACLES 70

67 STAFF 13 RECEPTACLES 20 1 720 360 1 20 STAFF 14 QUAD 68

65 STAFF 13 QUAD 20 1 360 720 1 20 STAFF 12 RECEPTACLES 66

63 OFF 7 RECEPTACLES 20 1 540 360 1 20 STAFF 12 QUAD 64

61 OFF 7 QUAD 20 1 360 1080 1 20 OFF 9 RECEPTACLES 62

59 OFF 9 QUAD 20 1 360 360 1 20 OFF 8 QUAD 60

57 OFF 11 QUAD 20 1 360 1080 1 20 OFF 11 RECEPTACLES 58

55 OFF 13 RECEPTACLES 20 1 1080 360 1 20 OFF 10 QUAD 56

53 OFF 13 QUAD 20 1 360 360 1 20 OFF 12 QUAD 54

51 OFF 14 QUAD 20 1 360 720 1 20 OFF 14 RECEPTACLES 52

49 STAFF 22 QUAD 20 1 360 720 1 20 STAFF 22 RECEPTACLES 50

47 CSI OFF 1 QUAD 20 1 360 1440 1 20 STAFF 7 RECEPTACLES 48

45 STAFF 3 RECEPTACLES 20 1 1080 360 1 20 STAFF 7 QUAD 46

43 STAFF 3 QUAD 20 1 360 720 1 20 STAFF 8 RECEPTACLES 44

41 STAFF 9 RECEPTACLES 20 1 1440 360 1 20 STAFF 8 QUAD 42

39 STAFF 9 QUAD 20 1 360 360 1 20 STAFF 4 QUAD 40

37 STAFF 5 QUAD 20 1 360 1080 1 20 STAFF 10 RECEPTACLES 38

35 STAFF 11 RECEPTACLES 20 1 1440 360 1 20 STAFF 10 QUAD 36

33 STAFF 11 QUAD 20 1 360 360 1 20 STAFF 6 QUAD 34

31 OFF 6 QUAD 20 1 360 720 1 20 OFF 6 RECEPTACLES 32

29 OFF 4 RECEPTACLES 20 1 540 360 1 20 OFF 5 QUAD 30

27 SH 5 RECEPTACLES 20 1 900 360 1 20 OFF 4 QUAD 28

25 SH 5 QUAD 20 1 360 360 1 20 SH 5 QUAD 26

23 SH 4 QUAD 20 1 360 720 1 20 SH 4 RECEPTACLES 24

21 OFF 3 RECEPTACLES 20 1 540 360 1 20 SH 4 QUAD 22

19 OFF 2 RECEPTACLES 20 1 900 360 1 20 OFF 3 QUAD 20

17 OFF 1 RECEPTACLES 20 1 900 360 1 20 OFF 2 QUAD 18

15 STAFF 2 RECEPTACLES 20 1 540 360 1 20 OFF 1 QUAD 16

13 STAFF 1 RECEPTACLES 20 1 360 360 1 20 STAFF 2 QUAD 14

11 RH OFF 2 RECEPTACLES 20 1 540 360 1 20 STAFF 1 QUAD 12

9 CSI OFF 2 RECEPTACLES 20 1 540 360 1 20 RH OFF 2 QUAD 10

7 CSI OFF 3 RECEPTACLES 20 1 540 360 1 20 CSI OFF 2 QUAD 8

5 RH & CSI CONF  RECEPTACLES 20 1 900 360 1 20 CSI OFF 3 QUAD 6

3 RN SH OFF RECEPTACLE 20 1 900 360 1 20 RH & CSI CONF QUAD 4

1 RH SH OFF QUAD 20 1 360 360 1 20 RH SH OFF QUAD 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T3B Phases: 3 Mains Type: MCB

Location: L3 ELEC N Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: L3B NEW

Total Est. Demand... 62 A

Total Conn. Current: 82 A

Total Est. Demand: 22198 VA

Receptacle 24476 VA 70.43% 17238 VA Total Conn. Load: 29436 VA

Power 4960 VA 100.00% 4960 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 90 A 88 A 71 A

Total Load: 10565 VA 10315 VA 8555 VA

51 SPARE 20 1 -- 0 0 -- 1 20 SPARE 52

49 SPARE 20 1 -- 0 0 -- 1 20 SPARE 50

47 SPARE 20 1 -- 0 0 -- 1 20 SPARE 48

45 SPARE 20 1 -- 0 0 -- 1 20 SPARE 46

43 250 0 -- 1 20 SPARE 44

41
JOCKEY PUMP 20 2

250 0 -- 1 20 SPARE 42

39 250 1800 1 20 ACCESS CONTROL HUBS 40

37
LIFT STATION 20 2

250 1800 1 20 ACCESS CONTROL HUBS 38

35 GROSS ANATOMY PREP DRYER... 20 1 360 1273 36

33 1273 1273 34

31 1273 1273

3 20 AC-1

32

29

VP-1 20 3

1273 360 1 20 GROSS ANATOMY PREP WASHER 30

27 MAIL ROOM RECEPTACLES 20 1 540 360 1 20 MAIL ROOM QUAD 28

25 MAIL ROOM REFRIGERATOR (4) 20 1 180 900 1 20 SECURITY OFFICE RECEPTACLES 26

23 SECURITY OFFICE TVS 20 1 720 360 1 20 SECURITY OFFICE QUAD 24

21 SECURITY OFFICE QUAD 20 1 360 720 1 20 SECURITY OFFICE RECEPTACLES 22

19 FIRE PUMP ROOM RECEPTACLE 20 1 180 540 1 20 HOUSEKEEPING RECEPTACLES 20

17 HOUSEKEEPING RECEPTACLES 20 1 360 360 1 20 HOUSEKEEPING RECEPTACLES 18

15 HOUSEKEEPING OFFICE QUAD 20 1 360 720 1 20 MDF ROOM RECEPTACLES 16

13 MAIN ELEC ROOM RECEPTACLES 20 1 360 360 1 20 EMER ELEC RECEPTACLE 14

11 BSMT RESTROOM RECEPTACLES 20 1 900 360 1 20 BASEMENT LOBBY QUAD 12

9 ANATOMY OFFICE QUAD 20 1 360 720 1 20 ANATOMY OFFICE RECEPTACLES 10

7 UC FRIDGE ANATOMY WORKROOM 20 1 180 1260 1 20 ANATOMY WORKROOM RECEPTACLES 8

5 GROSS ANATOMY RECEPTACLES 20 1 900 1080 1 20 BASEMENT CORRIDOR RECEPTACLES 6

3 HOUSEKEEPING RECEPTACLES 20 1 1080 500 4

1 GROSS PREP GFCI RECEPTACLES 20 1 1260 500
#10 2 30 DRYER GROSS ANATOMY PREP

2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 100 A

Supply From: T0A Phases: 3 Mains Type: MCB

Location: MAIN ELECTRICAL ROOM Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: L0A NEW

Total Est. Demand... 119 A

Total Conn. Current: 175 A

Receptacle 50380 VA 59.92% 30190 VA Total Est. Demand: 42770 VA

Power 12500 VA 100.00% 12500 VA Total Conn. Load: 62944 VA

Lighting 64 VA 125.00% 80 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 186 A 165 A 177 A

Total Load: 22084 VA 19800 VA 21060 VA

125 SPACE -- -- -- 0 0 -- -- -- SPACE 126

123 SPACE -- -- -- 0 0 -- -- -- SPACE 124

121 SPACE -- -- -- 0 0 -- -- -- SPACE 122

119 SPACE -- -- -- 0 0 -- -- -- SPACE 120

117 SPACE -- -- -- 0 0 -- -- -- SPACE 118

115 SPARE 20 1 -- 0 0 -- 1 20 SPARE 116

113 SPARE 20 1 -- 0 0 -- 1 20 SPARE 114

111 SPARE 20 1 -- 0 0 -- 1 20 SPARE 112

109 SPARE 20 1 -- 0 0 -- 1 20 SPARE 110

107 SPARE 20 1 -- 0 0 -- 1 20 SPARE 108

105 SPARE 20 1 -- 0 0 -- 1 20 SPARE 106

103 250 244 1 20 ELEVTAOR PIT GFI AND LIGHT FIXTURE 104

101
RC-1-6 30 2 #10

250 250 102

99 250 250
#10 2 30 RC-1-5

100

97
RC-1-4 30 2 #10

250 250 98

95 250 250
#10 2 30 RC-1-3

96

93
RC-1-2 30 2 #10

250 250 94

91 GWH-1-6 20 1 500 250
#10 2 30 RC-1-1

92

89 GWH-1-4 20 1 500 500 1 20 GWH-1-5 90

87 GWH-1-2 20 1 500 500 1 20 GWH-1-3 88

85 ELEVATOR SUMP PUMP CONTROLLE... 20 1 860 500 1 20 GWH-1-1 86

83 GROSS ANATOMY  RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 84

81 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 82

79 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 80

77 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 78

75 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 76

73 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 74

71 GROSS ANATOMY RECEPTACLES 20 1 900 1040 1 20 BSMT LOBBY RECEPTACLES 72

69 GROSS ANATOMY CORD REEL 20 1 500 900 1 20 GROSS ANATOMY RECEPTACLES 70

67 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 68

65 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 66

63 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 64

61 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 62

59 GROSS ANATOMY CORD REEL 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 60

57 GROSS ANATOMY FLOOR BOX 20 1 500 500 1 20 GROSS ANATOMY CORD REEL 58

55 GROSS ANATOMY QUAD 20 1 360 500 1 20 GROSS ANATOMY FLOOR BOX 56

53 GROSS ANATOMY QUAD 20 1 360 360 1 20 GROSS ANATOMY QUAD 54

51 GROSS ANATOMY SOUTH TV 20 1 720 360 1 20 GROSS ANATOMY QUAD 52

49 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 50

47 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 48

45 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 46

43 GROSS ANATOMY RECEPTACLES 20 1 1260 360 1 20 GROSS ANATOMY QUAD 44

41 GROSS ANATOMY QUAD 20 1 360 360 1 20 GROSS ANATOMY QUAD 42

39 GROSS ANATOMY QUAD 20 1 360 1260 1 20 GROSS ANATOMY RECEPTACLES 40

37 BASEMENT LOBBY RECEPTACLES 20 1 720 1260 1 20 GROSS ANATOMY RECEPTACLES 38

35 CADAVER STORAGE GFCI QUAD 20 1 360 360 1 20 CADAVER STORAGE GFCI QUAD 36

33 CADAVER STORAGE RECEPTACLES 20 1 180 360 1 20 CADAVER STORAGE RECEPTACLES 34

31 NEURO PREP FRIDGE (4) 20 1 180 180 1 20 CADAVER STORAGE RECEPTACLES 32

29 NEUROANATOMY RECEPTACLES 20 1 1260 1080 1 20 NEURO PREP GFCI RECEPTACLES 30

27 NEUROANATOMY RECEPTACLES 20 1 1260 360 1 20 NEUROANATOMY QUAD 28

25 NEUROANATOMY RECEPTACLES 20 1 1260 360 1 20 NEUROANATOMY QUAD 26

23 NEUROANATOMY RECEPTACLES 20 1 1260 360 1 20 NEUROANATOMY QUAD 24

21 NEUROANATOMY TVS 20 1 720 360 1 20 NEUROANATOMY QUAD 22

19 NEUROANATOMY FLOOR BOX 20 1 500 500 1 20 NEUROANATOMY FLOOR BOX 20

17 NEUROANATOMY QUAD 20 1 360 360 1 20 NEUROANATOMY QUAD 18

15 NEUROANATOMY QUAD 20 1 360 360 1 20 NEUROANATOMY QUAD 16

13 NEUROANATOMY QUAD 20 1 360 1260 1 20 NEUROANATOMY RECEPTACLES 14

11 NEUROANATOMY QUAD 20 1 360 1260 1 20 NEUROANATOMY RECEPTACLES 12

9 NEUROANATOMY QUAD 20 1 360 1260 1 20 NEUROANATOMY RECEPTACLES 10

7 NEUROANATOMY RECEPTACLES 20 1 720 1260 1 20 NEUROANATOMY RECEPTACLES 8

5 BSMT ELEC/LOBBY RECEPTACLES 20 1 1080 720 1 20 NEUROANATOMY RECEPTACLES 6

3 ANATOMY OFF 2 RECEPTACLES 20 1 900 360 1 20 ANATOMY OFF 2 QUAD 4

1 ANATOMY OFF 3 RECEPTACLES 20 1 720 360 1 20 ANATOMY OFF 3 QUAD 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T0B Phases: 3 Mains Type: MCB

Location: BSMT MECH (B002) Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: L0B NEW

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03
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45 South 4th Street
Fort Smith, AR 72901

479-783-2480
www.childersarchitect.com

James R. Childers
Architect, Inc.

KEY PLAN:

HP ENGINEERING INC. 
5214 W. VILLAGE PARKWAY
SUITE 120
ROGERS, AR 72758
(479) 899-6370
www.hpengineeringinc.com
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CONSTRUCTION DOCUMENTS

08-23-19 17-13

E3.06

PANEL SCHEDULES

09/16/19

100

18163R

Total Est. Demand... 154 A

Total Conn. Current: 235 A

Receptacle 68260 VA 57.32% 39130 VA Total Est. Demand: 55660 VA

Power 16280 VA 100.00% 16280 VA Total Conn. Load: 84740 VA

Lighting 200 VA 125.00% 250 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 246 A 207 A 263 A

Total Load: 28920 VA 24860 VA 30960 VA

167 SPACE -- -- -- 0 0 -- -- -- SPACE 168

165 SPACE -- -- -- 0 0 -- -- -- SPACE 166

163 SPACE -- -- -- 0 0 -- -- -- SPACE 164

161 SPACE -- -- -- 0 0 -- -- -- SPACE 162

159 SPACE -- -- -- 0 0 -- -- -- SPACE 160

157 SPACE -- -- -- 0 0 -- -- -- SPACE 158

155 SPACE -- -- -- 0 0 -- -- -- SPACE 156

153 SPACE -- -- -- 0 0 -- -- -- SPACE 154

151 ACCESS CONTROL HUBS 20 1 1800 0 -- -- -- SPACE 152

149 ACCESS CONTROL HUBS 20 1 1440 500 1 20 SOILED ROOM DRYER EXHAUST 150

147 OMM AV 20 1 360 500 1 20 LH 1 FLOOR BOX 148

145 OMM AV 20 1 360 500 1 20 LH 1 FLOOR BOX 146

143 VESTIBULE MOTORIZED DOOR 20 1 360 1980 1 20 SIM STORAGE RECEPTACLES 144

141 VESTIBULE MOTORIZED DOOR 20 1 360 1080 1 20 CLEAN AND STORAGE RECEPTACLES 142

139 COFFEE MAKER 20 1 180 540 1 20 BOOKSTORE RECEPTACLES 140

137 PEDIATRIC HEADWALL UNIT (2) 20 1 360 200 1 20 MATERNITY LIGHTING 138

135 PEDIATRIC HEADWALL UNIT (2) 20 1 360 360 1 20 PEDIATRIC HEADWALL UNIT (2) 136

133 PEDIATRIC COMPUTER 20 1 360 360 1 20 PEDIATRIC CONTROL COMPUTER 134

131 PEDIATRIC CONTROL RECEPTACLES 20 1 900 360 1 20 PEDIATRIC CONTROL COMPUTER 132

129 PEDIATRIC RECEPTACLES 20 1 720 360 1 20 PEDIATRIC CONTROL COMPUTER 130

127 PEDIATRIC RECEPTACLES 20 1 900 360 1 20 PEDIATRIC QUAD 128

125 PEDIATRIC HEADWALL UNIT (2) 20 1 360 360 1 20 PEDIATRIC TV 126

123 PEDIATRIC HEADWALL UNIT (2) 20 1 360 360 1 20 PEDIATRIC HEAD WALL UNIT (2) 124

121 MATERNITY CONTROL RECEPTACLES 20 1 900 360 1 20 PEDIATRIC HEADWALL UNIT (2) 122

119 MATERNITY CONTROL COMPUTER 20 1 360 360 1 20 MATERNITY CONTROL COMPUTER 120

117 SPARE 20 1 -- 0 1440 1 20 MATERNITY OBS RECEPTACLES 118

115 MATERNITY QUAD 20 1 360 360 1 20 MATERNITY TV 116

113 Power 20 1 360 360 1 20 INFANT HEAD WALL 114

111 MATERNITY QUAD 20 1 360 900 1 20 MATERNITY RECEPTACLES 112

109 MATERNITY TV 20 1 360 720 1 20 MATERNITY RECEPTACLES 110

107 MATERNITY HEADWALL UNIT (2) 20 1 360 720 1 20 VR SIM ROOM WALL RECEPTACLES 108

105 MATERNITY HEADWALL UNIT (2) 20 1 360 360 1 20 MATERNITY HEADWALL UNIT (2) 106

103 MATERNITY HEADWALL UNIT (2) 20 1 360 360 1 20 MATERNITY HEADWALL UNIT (2) 104

101 ER CONTROL COMPUTER 20 1 360 360 1 20 MATERNITY HEADWALL UNIT (2) 102

99 ER CONTROL COMPUTER 20 1 360 1080 1 20 ER CONTROL RECEPTACLES 100

97 ER CONTROL COMPUTER 20 1 360 360 1 20 ER CONTROL COMPUTER 98

95 ER RECEPTACLES 20 1 900 360 1 20 ER TV 96

93 ER TV 20 1 360 720 1 20 ER RECEPTACLES 94

91 ER QUAD 20 1 360 360 1 20 ER QUAD 92

89 ER HEADWALL UNIT (2) 20 1 720 360 1 20 ER HEADWALL UNIT (2) 90

87 ER HEADWALL UNIT (2) 20 1 360 360 1 20 ER HEADWALL UNIT (2) 88

85 ER HEADWALL UNIT (2) 20 1 720 360 1 20 ER HEADWALL UNIT (2) 86

83 ER HEADWALL UNIT (2) 20 1 360 360 1 20 ER HEADWALL UNIT (2) 84

81 MED SURG CONTROL COMPUTER 20 1 360 360 1 20 MED SURG CONTROL COMPUTER 82

79 MED SURG CONTROL RECEPTACLES 20 1 1440 360 1 20 MED SURG CONTROL COMPUTER 80

77 MED SURG TV 20 1 360 1080 1 20 MED SURG OBS RECEPTACLES 78

75 MED SURG QUAD 20 1 360 720 1 20 MED SURG RECEPTACLES 76

73 MED SURG QUAD 20 1 360 900 1 20 MED SURG RECEPTACLES 74

71 MED SURG HEADWALL UNIT (2) 20 1 360 720 1 20 MED SURG HEADWALL UNIT (2) 72

69 MED SURG HEADWALL UNIT (2) 20 1 360 360 1 20 MED SURG HEADWALL UNIT (2) 70

67 SIMULATION CORRIDOR RECEPTACLES 20 1 540 360 1 20 UC FRIDGE MED ALCOVE 05-28 68

65 180 1260 1 20 SIMUATION CORRIDOR RECEPTACLES 66

63
SIMULATION CORRIDOR COFFEE... 20 2 #10

180 180 1 20 MICROWAVE SIMULATION CORRIDOR 64

61 SIM OFF QUAD 20 1 360 720 1 20 SIM OFF RECEPTACLES 62

59 SIM DEBRIEF 2 QUAD 20 1 360 1080 1 20 SIM DEBRIEF 2 TV/RECEPTACLE 60

57 SIMULATION CORRIDOR RECEPTACLES 20 1 1080 720 1 20 CLEAN AND STORAGE RECEPTACLE 58

55 SIM CUBBIES COPIER 20 1 360 500 1 20 SIM DEBRIEF 2 FLOOR BOX 56

53 SOILED ROOM WASHER 20 1 180 720 1 20 SOILED RECEPTACLES 54

51 SOILED ROOM DISHWASHER (4) 20 1 180 180 52

49 UC FRIDGE MED ALCOVE 5-29 20 1 180 180
#10 2 30 SOILED ROOM DRYER

50

47 SIM DEBRIEF 1 QUAD 20 1 360 1220 1 20 PERSONAL HEALTH RM 48

45 SIM DEBRIEF 1 RECEPTACLES 20 1 1260 500 1 20 SIM DEBRIEF 1 FLOOR BOX 46

43 BOOKSTORE FLOOR BOX/RECEPS 20 1 860 1080 1 20 L1 RESTROOM AND DRESSING 44

41 BOOKSTORE FOOD FREEZER (4) 20 1 180 180 1 20 BOOKSTORE REFRIGERATOR (4) 42

39 VESTIBULE MICROWAVE 20 1 180 180 1 20 VESTIBULE MICROWAVE 40

37 BOOKSTORE REFRIGERATOR (4) 20 1 180 180 1 20 BOOKSTORE ICE MACHINE (4) 38

35 VR SIM ROOM FLOOR BOX 20 1 500 1080 1 20 BOOKSTOR RECEPTACLES 36

33 VR SIM ROOM TV/USB RECEPTACLES 20 1 1080 500 1 20 VR SIM ROOM FLOOR BOX 34

31 GS 6 QUAD 20 1 360 1080 1 20 VR SIM ROOM USB RECEPTACLES 32

29 VESTIBULE RECEPTACLES 20 1 1080 900 1 20 GS 6 USB RECEPTACLES 30

27 GS 7 QUAD 20 1 360 840 1 20 OMM JUNCTION BOX 28

25 GS 7 USB RECEPTACLES 20 1 900 1080 1 20 GS 6 USB RECEPTACLES 26

23 OMM STOR 1 RECEPTACLES 20 1 1080 1080 1 20 GS 7 USB RECEPTALES 24

21 OMM QUAD 20 1 360 500 1 20 OMM FLOOR BOX 22

19 OMM TV/RECEPTACLES 20 1 1080 360 1 20 OMM QUAD 20

17 OMM GFCI QUAD 20 1 360 720 1 20 OMM USB RECEPTACELS 18

15 OMM FLOOR BOX 20 1 500 360 1 20 OMM GFCI QUAD 16

13 OMM CEILING RECEPTACLES 20 1 900 500 1 20 OMM FLOOR BOX 14

11 OMM FLOOR BOX 20 1 500 500 1 20 OMM FLOOR BOX 12

9 OMM FLOOR BOX 20 1 500 500 1 20 OMM FLOOR BOX 10

7 OMM FLOOR BOX 20 1 500 500 1 20 OMM FLOOR BOX 8

5 OMM USB RECEPTACALS 20 1 900 900 1 20 OMM USB RECEPTACALS 6

3 OMM GFCI QUAD 20 1 360 360 1 20 OMM GFCI QUAD 4

1 OMM USB RECEPTACALS 20 1 720 720 1 20 OMM USB RECEPTACALS 2

CKT Load Name CB P Wire A B C Wire P CB Load Name CKT

Notes:

Enclosure: NEMA 1

Mounting: SURFACE Wires: 4 Mains Rating: 200 A

Supply From: T1B Phases: 3 Mains Type: MCB

Location: L1 ELEC N (1063) Volts: 120/208 Wye A.I.C. Rating: 10000

Branch Panel: L1B NEW

# DATE DESCRIPTION

1 09-09-19 Addendum 01

2 09-18-19 Addendum 03
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