
EXHIBIT A 
 
CNE Central Plant PM Schedule Summary-  
Water Cooled Plants - Hard Rock-North, Hard Rock-South, West Siloam Springs, Roland 
Air Cooled Pl ants - Fort Gibson, Ramona, Grove, WRD, Tahlequah  
Boilers Only - Jay Laundry 
 
Vendor 
1st Quarter (October, November, December) 
October  

• Boiler Annuals  
• Heat Exchanger Annual Cleaning - (Pull Burner Tubes to Clean using 90-degree nozzle) 
• Chiller (Centrifugal, Screw) Quarterly  
• Screw Chiller Crankcase Heaters  
• Chiller Oil Annual Analysis  
• Cooling Tower Quarterly (Includes Sweeper/Sediment System)  
• Pump Quarterly (All Pumps) 
• Cooling Tower Basin Heaters (Annual) 
• Sensor Calibration Annual (CO, CO2, Refrigerant, Exhaust Fan Operation) 

November 
• Cooling Tower (Hard Rock-South & West Siloam Springs Evapco Only) 

o 2nd Greasing (Every 45-60 days) Mid-November 
December  

•  
 

2nd Quarter (January, February, March) 
January 

• Boiler Quarterly 
• Chiller Quarterly (Centrifugal, Screw)  
• Pump Annuals (All Pumps, VFDs, & Flush Seal Lines) 
• Cooling Tower Annuals (Includes VFDs, Sweeper/Sediment System) 

February 
• Cooling Tower (Hard Rock-South & West Siloam Springs Evapco Only) 

o  2nd Greasing (Every 45-60 days) Mid-February 
March 

•  
  

3rd Quarter (April, May, June) 
April 

• Boiler Quarterly  
• Chiller Annuals (Centrifugal, Screw), Chiller VFD Included 
• Chiller Annual Condenser Tube Brushing  
• Eddy Current (2028) 
• Cooling Tower Quarterly (Includes Sweeper/Sediment System) 
• Vibration Testing Annual (All Chillers & Cooling Towers. Reports due by May 15) 
• Pump Quarterly (All Pumps) 

May 
• Cooling Tower (Hard Rock-South &West Siloam Springs Evapco Only) 

o 2nd Greasing (Every 45-60 days) Mid-May 
• Air Cooled Chiller Condenser Cleaning  



June 
• Air Cooled Chiller Condenser Cleaning  

 
 4th Quarter (July, August, September) 
July 

• Boiler Quarterly 
• Chiller Quarterly (Centrifugal, Screw)  
• Air Cooled Chiller Condenser Cleaning  
• Pump Quarterly (All Pumps) 
• Cooling Tower Quarterly (Includes Sweeper/Sediment System) 

August 
• Cooling Tower (Hard Rock-South & West Siloam Springs Evapco Only)  

o 2nd Greasing (Every 45-60 days) Mid-August 
• Air Cooled Chiller Condenser Cleaning  

September 
•  

 


